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Al PTHTOZ

1 EIZAIQIH

To Aekaetég Mpoypappa Avamrtuéng (AMA) 2022 - 2031 mepllapfavel ta €pya
avantuéng Tou ZuoTHUATOG yla TNV avrtiotolyn mepiodo, kabwg kol ™ Boowkn
docodia n omoia akoAouBeital yla tov oxedlaouod, tn Sapopdwon Kol Tov
TIPOYPAUUATIOUO TOUG.

EldikotepQa, auTo nepAapBAavel Tnv eplypadr] KaL TOV XPOVIKO TPOYPAUUATIONO TWV

EPYWV TNG QVATITUENG TOU ZUCTAUATOC Ta omola adpopolv:

— TG avaykaie¢ oe Pabo¢ evioxUOELC TOU JUOTNUATOG, OMWG VEEC [PAUUEC
Metadopdg (I.M.), avaBabuioceig .M., véa Kévtpa YnepupnArig Taong (KYT) kat
YrootaBuol (Y/Z), kabBwg Kal emektdoelg vdplotapévwyv KYT 1 Y/ oL omoieg
amattouvtal ya tTnv acdaln dtakivnon tng oxvog n omola MPoBAEMETAL YL AUTH
TN XPOoVIKN mepiodo,

— TOV EKOUYXPOVIOUO Kal TNV avaBabuion vdlotapevwy unodopwv Y/ kot KYT,
OTIWG KOlL TWV AVTIOTOLXWV UTTIOSOUWYV EAEYXOU TOUC,

— T avaykaia €pya PBeAtiwong tng Aswtoupylog KAl TNG OLKOVOULKOTNTOG TOU
JUOTHUATOG, OTIWGE EVIOXVOELG TwV UdLloTapévwy KYT kat kataokeur véwv .M. yla
TN BEATIOTN €€UMNPETNON TWV AVAYKWY TWV XpNoTwyV ToU ZUCTHUATOG,

— TV évtaén oto Ivotnua f/kat tnv avoapaduion véwv Sdtacuvdetikwv M. pe
VELTOVIKEG XWPEG,

— Ta €pya ouvdeong oto 2uotnua (M.M. kat YriootaBbuol) ta omola amattouvtal yla
v évtaén Twv VEwv Itabuwv Mapaywyn¢ kKol tTwv véwv KatavaAlwtwv Y.T.
(MeAhateg Y.T. kat Aloxelplotig Awktuou), yla ta omola €xouv nén ekmovnOel
OXETIKEC LEAETEG OUVOEDNC KL TEAOG,

— TNV avamtuén Twv anapoitntwyv umodopwyv, OnMw¢ ouothpata cUAAoYNG
petpnoswv  (SCADA), tnAsmikowwviakoU Siktuou  kopupoU  (backbone),
TNAETUKOWWVLIOKEG CeV€elg petafly twv Y/Z - KYT kat twv Kévtpwv EAEyyxou
Evépyelag (KEE), avamtuén kat eykoataotacn epyoAeiwv Aoyloptkol (S/W),
oUudwvaA HE TIG ATIALTACELS TNG A0PAAECTEPNG KAL TNG QTMOTEAECHUATIKOTEPNG
AELTOUPYLOG TOU TUCTHUOTOC KOL TNG OyOPAC NAEKTPLKAG EVEPYELAG.

1.1 TENIKA

O Awyelplotng tou EAANVikoU Zuotipoatoc¢ Metadopdag HAektpikng Evépyelog
(AAMHE), oOpdwva pe tig mpoPAEPelg tou Nopou 4001/2011 sival emidpopTIOUEVOG
LE TN AslToupyia, TNV EKLETAAAEUON, TN CUVTAPNON Kal TNV avantuén tou EAAnvikou
Juotnuato¢ Metadopag HAektpikng Evépyelag (EXMHE), wote va Sdwaodpoaliletal
adevog pev o €0obLAOUOG TNG XWPAG ME NAEKTPLKA EVEPYELD WE TPOTO ETAPKN,
aodpaArn), amodotiko Kol aflomioto, adetépou S n HAKPOXPOVIA LKOVOTNTO TOU
JUOTAMOTOG VO OVTOTIOKPIVETOL OTLG QVAYKEG ylot TN HeTadopd TNG NAEKTPLKAG
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EVEPYELOG, UTIO OLKOVOULKA BLWOLUEG CUVONKEG, TIPOC OPEAOG TNG KOWVWVIAC KAl TOU
nieptBaiiovtoc. O AAMHE pe yvwpova Ta mapamavw Kot he upnAo aiodnua eubovng,
oxeblalel kot uAomolel Ta €pya Tou, cUPdwva PE Ta 6oa opilovtal otnv €BvVIKA Kal
v Eupwnaiki mepBarloviikr) vopoBecio mpodyovtag Tautoxpova TG apXES TG
Buwoung avamntuénc.

Ma tnv ekmovnon tou AMA o AAMHE AapBavel umoyn To MEPLEXOUEVO, TOUG OTOXOUC
kat ta 6edopéva tou EBvikou Zxebiou yia tnv Evépyela kat to KAipa (EZEK) [3] yia to
2030 kaBbwg kat tn Makpoxpovia Itpatnytkn yia to 2050 og amoAutn cuppdpdwon
ME TOUG otoxoug tnG EE. H pelwon twv ekmounwv aepiwv tou Beppoknmiou
(Greenhouse Gas Emissions) Aoyw auénuévng Oieicbuong AMNE  otnv
nAeKTpomapaywyr, n otadlakn armnoAtlyvitonoinon kat xprion @.A., w¢ pHetafatikod
KQUGOLHO, OTNV NAEKTPOTIOPAYWYH EVOWMOTWVOVTOL 0To Ttapov AMNA. H évtagn épywv
gvioyuong kat €épywv enéktacng oto AMA pe otoxo tnv avénuévn dietobuon AME otnv
NAEKTPOTAPAYWYN ATOTEAEL TPOTEPALOTNTA.

Ta épya dacuvdéeong twv MAN pe to EEIMHE amoteloUv oTpatnylkd otoXo Tou
AAMHE kal armoteAoUV TO CNUOVTIKOTEPO TUAKA TOu Ttapovtog AMA, mAéov Tou 80%
Tou €MeVOUTIKOU KOOTOUG, CUMPBAANOVTAC TO HEYLOTA OTNV ETITEVEN TWV €OVIKWV
EVEPYELAKWYV KOL TIEPLBAAAOVTIKWY OTOXWV UE HEIWON TwV agpiwv Bepuoknmiou, AOyw
andéoupong netpeAaikwv povadwv AIMN kat aflomoinon tou afloAoyou Suvaplkou
ANE ota vnold, pue avénon dieicduong AME otnv nAektpomapaywyr Koabwg Kat pe
pelwon twv Ynnpeowwyv Kowng Qdélelag (YKQ).

2 OUVEXEL TwV Tponyoupevwy AMA, 1o mapdév AMNA cupBAAAEL ONUOVTIKA oTnV
emiteun Twv oToXWV ou €xouv TeBel S1EBvwe yla T Buwoun avamntuén (Sustainable
Development Goals, SDG) pe éudacn otoug otoxoug 7 (Affordable and Clean Energy),
9 (Industry Innovation and Infrastructure), 13 (Climate Action). EmtumtAéov n ekmovnon
enmpépoug Meletwv NepiBarlovtikwy Emmtwoswv (MME) yua ta €épya tou AMNA Kat
NG OUVOALKAG 2Tpatnylkng Melétng MepBarloviikwy Emumtwoswv  (EMME)
oUMBAAAouV oTnV emtiteuén twv otoxwv 14 (Life Below Water) kat 15 (Life on Land).

O AAMHE oxebdlalel kat avamntuooesl €pya tou EXMHE evtdoswg kepaAaiou Kalt
EVTAOEWG gpyaaoiag, otnv mAeloPndia toug uPnAol emevOUTIKOU KOOTOUG (EVAEPLEG
M, urtoyela Kat urtoBpuxLa KaAwdia, Y/Z, KYT, Kd.), cuVTEAWVTOG 0TNV Evioxuon g
OLKOVOMLKAG QVATTUENG, Kal OTnV TOVWON TNG amacXOAnong HE OIMOTEAECUA
onUavtikn cupBoAn oto otoxo Blwaotung avamntuéng 8 (Decent Work and Economic
Growth). H &nuoola StaBouAeucon ywa tnv oplotiky Swapopdwaon tou AMA, pe
EVOWUATWON TIapaTNPNoswy amo toug eviladepopevouc (stakeholders) cupBaiAet
oto otoxo 17 (Partnership for the Goal).

Onwc¢ kat to mponyoupevo AMA kat to mapov AMA umoBdaAAetal os pa Wlaitepn
ouYKupla TIou Yopaktnpiletal and TV Katdotacn Kpiong Kol TG MPWTOYVWPES Kal
TEpav TAong TMPOPAEYNG ouvbnAKEG TOU EMIKPATOUV AOyw NG €€AMAwoNG Tou
Kopwvoiou mou eeAiooetat anod to AekepPplo tou 2019. Me tnv epdAvion oTig apxXES
Tou 2020 tou kopwvoiol (Covid -19) kat TNV €€AMAWGN AUTOU TNV EMOUEVN TEPLOSO
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ot enineda mavénuiag, o AAMHE mapakoAouBwvtag oteva tnv €€EALEN TNG mavdnuiag

o€ ouvexn emkowvwvia pe to Yroupyeio Evépyelag kat NeptBaiAovtog kat tov EOAY

yla evnuépwon eni twv e€eli€ewv kat ANPn katevBuvtplwv odnylwv, mpoxwpnoe
éykalpa o ANPn SE0UNG EKTOKTWYV HETPWV ylo TNV TPOOTACIO TNG Uyelag twv
epyalopéVwy Tou, aAAQ KoL YEVIKOTEPO TOU KOLWVWVIKOU ouvOolou. Oplopéva amo ta

TIPOOTOTEUTIKA PMETPA KOL EVEPYELEG OTLG OTIOLEC TTPOERN TteptAapBavouv ta €NC:

1. Ymoxpewtikn edappoyn tThAepyaoiog yia 6coug epyalopévoug eival epiktn n €€
QTOOTACEWG EKTEAEOT TWV KABNKOVIWY TOUG.

2. EWSKEG pubuioelg ylo epyalOUEVOUC TTOU aVHKOUV 0€ euTtoOeic opadec.

ATIOKAELOTLKNA SLEVEPYELA ETIAYYEAUATIKWY OUVOVTNOEWV HE PndLlakd péoa.

4. Mataiwon oAwv Twv emayyeApatikwy talldlwyv pe e€aipeon 6ocwv Aaupavouv
el61KnN adela amno tov AleuBuvovta ZUpBoulo.

5. Evioxupéva pétpa mpootaciag ota Kévtpa EAéyxou Evépyelag, ta omoia eival
eTLpopTIOUEVA PE TNV TTapakoAoLBNnon, tn Aswtoupyia kat tov EAeyxo Tou
EBvikou Awacuvbebdepévou Iuothuatog MNoapaywyng kot Metadopdg
HAektpikng Evépyelag.

w

Katd tn StapKela tng TEAEUTALOG XPOVLAG €V HEOW TtavSNUiag oAokAnpwOnkav moAAG
épya o oupdwvia Pe Ta XPovodlaypAappaTa OMWG TMOPOUGCLALETOL OE ETIOMUEVEG
EVOTNTEC. ATtO TNV AAAN TTAEUPA Ba TIPETIEL VAL AVAYVWPLOTEL OTL TOL LETPOL TIEPLOPLOLLOV
Kata tng mavénuiag mou emPANONKAV O TAPAYWYLKEG OpPAOTNPLOTNTEG, OTLC
METAPOPEC KAL OTLG UETOKLVAOELS TIPOCWTIILKOU OE TTAYKOOULO eminmedo emnppedlouv
de facto tnv ektéAeon twv £pywv, Xwpi¢ wotdco cUpdbwWvVA HE TIG TPEXOUOEC
EKTLUAOELG VOL UTIAPXOUV EVOELEELS yLA ONUOVTIKEG KABUOTEPAOELG OTNV UAOTIOLNON TOU
EMEVOUTIKOU TIPOYPAUMOTOG Tou UAomolei o AAMHE. Xe kdBe mepinmtwon
emonuaivetal ott o Aiaxelplot)¢ Ba e€akohlouBrioet va Aappavel OAa T
evlelkvuopeva HETPA CUUPWVA UE TIC 0ONYLEC TWV OPUOSIWV KPATIKWV GOopEWV Kall
va rpoPaivel Slapkwe og OAEC TIC amapaltnTeg evépyeleg, AapBavovtag urt' oYLy Tig
ouvOnkeg, yla va e€aodaliosl Tnv ehaylotn duvaty kabuotépnon yla TNV KOTA To
Suvatodv tpnon Twv xpovodlaypopUATwY UAOTIOINONE TWV EPYWV.

1.2 NOMOGOETIKO lAAIzIO

Y€ qUTO To MAAOLO KoL cUpPwva e Ta TipoBAentopeva oto Nopo 4001/2011 kaw otov
Kwdika Ataxeipiong Zuotrpatog (KAZ)?, o AAMHE ekmovel kot SnHooteVeL TO AEKOETEG
Mpoypappa Avamtuéng (AMA) tou uotipoto¢ Metadopdg Tng Xwpacg, To omoio
ekSidetal kA £10¢, £X0VTOG KUALOMEVO XapaKkThpa. ZUpdwva Pe Ta opl{OHEVA OTNV
Mapadypado 2, ApBpo 108 tou Nopou 4001/2011 [1] to AMA:

«(a) mpoodlopilel TIC KUPLOTEPEC UMOOOUEC LETAPOPAC TIOU TIPEMEL VA
kataoksvaotouv n va avaBaduiotouv kata ta enouevoa Séka (10) €1n,

1 Napdaypadog 2(ty), ApBpo 94 kat ApBpo 108 tou Nopou 4001/2011 [1]
2 Evotnta 8.0, eSddio 8.3 tou KA [4]
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ovunepidauBavouévwy kot Twv anapaitntwyv urodouwv yia t Sdieiocduon twv
ATIE,

() mepiéxel OAec Tic emevdUOelc mou nén Exouv MepAnQUel o mponyouueva
mpoypauuata avantuéng kat mpoadlopilel TIC VEEG eMeVOUOELS, TwV OMoiwV N
Evapén vdomoinonc mpoBAEMETAL UETO OTNV ETTOUEVH TPLETIA,

(V) TapExXel TEYVIKOOIKOVOULKN) OVAAUGCH OKOMIUOTNTOC Yl TO CNUOVTIKA Epya
UETaQOpac Tou edapiov 8" avwtépw, Siwc autd mou agopouv OLeVVEiC
Staouvbéoelc kat Slaouvdécdelc viowv uUe TO Zuotnua  Metagopdg,
ovunepidauBavouévwy  xpovodlaypauuato¢  vAomoinong,  EKTIUWUEVWYV
XPNUATIKWV POWV OVAYKWV XPNUATOS0TNONC TWwV EMEVOUTIKWY OXESIWV TwvV
urtoyin Epywv. ».

OepeAwdeg kputrplo yw tn Stapdpdwon tou AMA amotedel n Swatripnon Twv
TEXVLKWV QTaLToewVv NG acdaleiag ol omoieg mepthapfavovtal otov KAZ.

Mia emutAéov Baotkr MOPAPETPOC yla tn Stapopdwon tou AMNA amotelel kat n
urnoxpéwon tou AAMHE va avamtugel Tig anapaitnteg unodopég oL omoieg Ba
erutpéPouv TNV avénuévn dieicbuon twv AME oto NAEKTPLKO cUOTNUA TNG XWPAC,
OMw¢ ouTr KaBoplotnke Ot Hla Tponyoupevn Tepiodo amd TOUG OVTLOTOLXOUG
EBvikoug Ztoxouc [2] kat orjpuepa kabopiletal oto EBvVikO ZxESL0 yia tnv Evépyela Kal
1o KAtpa [3] yta to 2030 kat otn Makpoxpovia ItpatnyLkn yio to 2050.

JUpdwva pe tov Nopo 4001/2011 kat tov KAZ, Ta €pya avamtuéng Tou JUCTAATOG
xwpilovtal og U0 peYAAEG KaTNYOPLEG:

— Epya_evioyuong tou Zuotiuarog: MepAapfdavouv TIC TPELG TPWTIEC ATO TIG
npoavadepbeioeg opddeg Epywv (avaykaieg oe Babog evioxVoeLg, €pya BeAtiwong
¢ Aettoupyilag tou ZuotAPATOCG, SLOOUVOETIKEG .M. LE YELTOVIKEG XWPEG).
JUpudwva pe to Eddadlo 8.11 tou KAL [4], Ta €pya evioxuong Tou ZUOTHUATOG
vAomolovvtat amd tov AAMHE, o omoiog €xeL tnv €ubuvn ylwa tnv AptTa
OAOKANPWON AUTWV TWV €pywv cUUdPwva HE Tov Baoilkd oxedlacpd o omoiog
neptAappavetal oto AMA. O AAMHE uvlomolel autd ta €pya pe tig damadveg tou. To
KOOTOG QUTWYV TWV £pywv avaktatal and tov AAMHE péow Twv Xpewoswv yla tn
Xprion tou Zuotnuatog (XXZ). H kuplotnta autwy Twy nayiwv, kabwg katn eubovn
yla Tn ouvtripnon toug aviikouv ctov AAMHE.

— Epya enéktaanc touv Juatnuatoc yia tn cuvdeon Xpnotwv: Neplhapfavouv ta Epya
TQ omola amattouvtal ya tn ouvdeon Xpnotwv (Mapaywywv kot KatavaAwtwv)
Kol AlKTUou He To Zuotnua. Z0udwva pe to Edadlo 8.12 tou KAZ [4], ta épya
EMEKTAONG TOU ZUOTAMATOC yLa TN 2Uvdeon Mapaywywv Kal Katavalwtwv propet
va uAomolouvtal eite anod tov ekdotote Mapaywyo 1 KatavaAwth eite and tov
AAMHE, pe 1o k6otog va avaiapPdavetal oe KaBe mepimtwon amnod to Xprotn. Ze
kaBe mepintwon, ouvamntetal Zuppaocn YAomoinong petafy tou AAMHE kot tou
avtiotolyou Mapaywyol f KatavaAwth, otnv omoia pntwg mpoPAEmovial ta
TUAMOTO. TOU €pyou TNV €kTtéAeon Twv omolwv avoAapPdvel o KAOe
oUMBaAAOUEVOG, Ta avTtioTola Xpovodlaypappata uAomoinong Kabwc Kal ot
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Sladikaoieg eAéyxou kat mapaAofwyv Kol aviiotolxng KataBoAng Tiunuatwy. Me
NV eKMARPpWOoN OAWV TWV UTIOXPEWOCEWV TIOU OMOPPEOUV amod tn ZUUPaocn
YAomnoinong, o AAMHE mpofaivel o€ KABe VOULLN EVEPYELA WOTE Va TEPLEABEL TNV
KUPLOTNTA TOU TO TUN O TOU €PYOU TO OTOLO ATOTEAEL LEPOC TOU ZUOTHUOTOC, KO
OTN CUVEXELO aVOAQUBAVEL TN CUVTAPNON OLUTOU TOU TUAUATOG. Ta £pya EMEKTACNC
Tou EZIMHE yia T yla tn ouvdeon tou Aktuou uAomolouvtal amnod tov AAMHE. Ta
€pya avamntuéng YmootaBuwv ol omoiol evtacoovrtal €€ oAokAfpou oto Aiktuo
Awavoung kat avikouv ef’olokAnpou otnv apupodiotnta tou AEAAHE (omwg
YrnootaBuol &vidog twv Afpwv TNG TEWG Alolknosw Mpwtevovong) Oev
neptAappavouv €pya enéktaong tou EXMHE kat uAomolouvtat €€ oAokArjpou Ue
gubuvn tou apuddlou Alaxelplotr Tou Aktuou Alavouns. Emiong cUpdwva pe
Anddaon tng PAE? [5], T0 KOOTOG TWV £PYWV EMEKTAONC yla T oLVEEon Tou
Aktuou xpnuatodoteital and tov AAMHE Kol avaKTATAL LECW TWV XPEWOEWV yLa
TN Xpron Tou ZUCTAUATOC.

H Slakplon og €pya evioxuong kal emEktacng adopd tn ¢Acn ToU MPOYPAUUATIOUOU
Kall TNG uAomoinong Twv €pywv, oxeTiletal 6€ KAl LE TOV TPOTO TG XPNHATOSOTNONG
QUTWV. 2TO OPECWG EMOMEVO OTASLO, TO omoio eival n Béon autwv oe Asettoupyla, TO
Juotnua anote)el éva eviaio oUVoAo To omoio KaAsital va efumnpetel 6GAoug tou
XPrOTEG TOU ZUCTAMATOC KAl WG EK TOUTOU amoTteAel Kpiolun utodopr) n omola €k TG
duoNGg NG €xeL TN HoOVAdIKOTNTA OTNn A£lToupyia TG Kal w¢ Tétola Ba mpEneL va
Bewpeital KATA Ta EMOUEVA 0TASLA TOU TIPOYPAUUATIOMOU TNG AVATTTUEAG TNG.

Ta avoAutikd xpovodlaypdupata tng UAomoinong twv €pywv evioxuong Tou
JuoTtAuatog ta onoia mapatibevral otoug mivakeg oto Mapdptnua | avtou Tou AMA,
OVTOVOKAOUV TOV XPOVIKO TIPOYPOUUATIONO TNG KATAOKEUNG TWV AVTIOTOLXWV £pYWV,
BewpwvTtag To amapaitnTo XPOoviko SlacTtnua yla TNV €Kk6oon TWV AMOLTOUUEVWY
aSELWV KoL TNV OAOKANPWON TWV ANMAAAOTPLWOEWV.

1.3 OAHrol rIAPAMETPOI TIA THN ANATITY=H TOY 2Y3THMATOZX

H e€unnpétnon tng Ntnong ivat n kupLa 0dNyog MAPAPETPOG YLO TNV AVATTTUEN TOU
Juotnuatog aAAAG TA£ov authc anodidetal peyaAn omoudaldtnTa TNV avAyKn TtTe
efunnpétnong tng peyaAncg Sieicbuong AME, oto mMAQioOo NG €KMARPWONG TNG
akoAouBouUpevng EBVIKAG TMOALTIKAG Kot TNG avtiotong Eupwmaikng moAttikng. O
TIOALTIKEC QUTEC £XOUV WC TEALKO OTOXO TNV amavOpakomoinon tng SpactnplotnTag
NG NAEKTpOTOPAYWYNG, KABwG Kot TN cUPBOAN TOU TOMEQ TOU NAEKTPLOMOU OTNV
OVTIUETWTILON TOU (aLVOUEVOU TNG KALMATIKAC oAAaync. Ze auto To MAaiolo, n
avantuén tou EXMHE elval mMpooavotoAlOpEV TPOC TNV EVOWHATWON TNG
enukelpevne avénong tng Olelcbuong twv AMNE, n omolot QMOTUMWVETAL OF
OUVKEKPLUEVOUC EUPWTAIKOUC Kal €BvikoU¢ otoyxoug yia to 2030 (tou EZEK [3]).
JuyKeKpLUEVa TipoPAEmETOL N avadlapbpwaon Tou eVEPYELAKOU HIYHATOG TNEG XWPOS
€w¢To 2030 kat n avénon tng cuppeToxXNS Twv AME o€ TouldxLotov 35% TNG GUVOALKAG

3 Anddaon tne PAE 1021/2017 (DEK B” 4690/29.12.2017)
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aKaBAapLoTNG TEALKN G KATAVAAWONG TNG EVEPYELAC. N TNV €MiTEVEN AUTOU TOU OTOXOU
To EZEK mpodiaypadel évav plllkd PETAOXNUOTIOUO TOU TOUEQ TOU NAEKTPLOUOU,
kaBwg oL AMNE Ba UMOKOTOOTCOUV TA OPUKTA KAUGCLUO E CUMHUETOXH Avw Tou 60%
oTnV akaBapLotn TEAKN KOTOVAAWGON TNG NAEKTPLKNG EVEPYELAC. ZUUPwva He To EZEK
0 0TOX0G yla to 2030 €ival o pndeviopnog tou pepldiov Tou gyxwplou Alyvitn otnv
nAektpomapaywyr. EmumpooBeta, nmpofAénetal n aApatwdng Sieicbuon twv AME
otnv nAektpomapaywyn. H eykateotnuévn oxVg twv AME mpoPAénetal va ¢OAoeL
ano ta 9,2 GW (cuunephapfBavouévwy 3,7 GW twv MeydAwv YHZ) onuepa ota 19
GW (ouvumeplappavopévwy twv Meyalwv YHZ) to 2030, &k twv omoiwv ta 7 GW
avtiotoouv oe A/N katta 7,7 GW os O/B.

Tnv 8la otyun, n evioxuon tng aodpaielag Kal TG ofLOMLOTIOC TOU UOTHUOTOG
Metadopdg, pe dedopévn TNV MAAALOTNTA OTOLXELWY TOU ZUCTAUATOC, 0TO POVTO Kol
NG KALLATIKAG Kplong mMou au€AvVeL TNV ouxvoTNTA OKPALWY KOLPIKWY GOLVOUEVWY
oAAQ KAl TNG au&nuévng amellng KuPBepvoemiBécewy, avadelkvUEeTAl WG EVag Ao
TOUG BaolkoUG TTUAWVEG TNG oTpaTNYLKAG Tou AAMHE yila tnv enouevn nepiodo. 1o
nmAaiolo autd o AAMHE enefepydletal 0 CUVEXELO TOU TIPOYPAUUOTOC OVAVEWGCNG
g€omALopoU mou uAomoleital and to 2018 €va VEo KUALOUEVO TIPOYPAUA OVAVEWGCNG
Taylwv Pe okomo TNV avaBabuion tou Zuothuatog Metadopdg. To mpoypapo auto
Ba mep\appavel tnv avikataotoaon nalaol e€onMALOUOU KploLou yia TV eUpubun
Aettoupyla Tou ZuoTtpatog pe eEOMALOUO oUYXPOVNG TEXVOAOYLAC.

MapdAAnAa pe ta poavadepBEVTA, ONUAVILKY TPOTEPALOTNTA KAl O aUTO To AMA
anoteAei n Staolvdeon Twv NAowv Tou Alyaiou e To HIEpWTIKO Zuotnua. Me auTég
TLG OUVOEDELG QVTIUETWIIETAL N NAEKTPLKN ATOPOVWON Toug, audvetal n aflomiotia
¢ TPododOTNONC, HUELWVETOL TO KOOTOG TNG TIOPAYOUEVNC EVEPYELAC KOL KATA
OUVETELA TO kKOoTo¢ Twv YKQ, mpootatevetal to meptBailov Kal aflomoleitol To
vPnAo duvaptkd Twv AME twv Mn Atacuvdedepévwv Nnowv (MAN). MapdAAnAa pe
TNV KATAPYNon TG «NAEKTPLKNAG AMOUOvVwonG» tTou NnolwTlkou Xwpou tou Alyaiou,
auvéavetal to pEyeOoG TNG ayopas NAEKTPLKAG EVEPYELOG TNG XWPAG. ITO TAALOLO aUTO,
vAomowBnkav nén n A’ ®daon, n B’ kaw n " Mdaon tou £pyou tn¢ dtacuvdeong Twv
KukAadwv kat eival o€ e€€AEN N A’ Ddaon autou. Ze e€€AEN BplokovTal emiong Ta Epya
¢ Staocuvdeonc tng KpAtng, Ta omola ivatl dlaitepng onpaciag, Aoyw twv uPnAwv
dopTiwv (evépyela kat Loxug) Tng Noou kat AOyw tou mAouciou duvaptkou AMME to
oroilo StaBetel. Eldikotepa o AAMHE ulormolel to £€pyo Kpntn - ®adon | tng AC
Slaolvbeong Kpntn — Nehomovvnoog, omou evtog tou 2020 nAeKTPLOTNKE TO €val €K
Twv 6U0 KUKAWHATWY, HE TPOPAETOPEVO XPOVO NAEKTPLONG Tou SeUTEPOU
KUKAWMOTOC €VIOC Tou Oeutépou Tplunvou tou 2021. MapdAAnAa, HECW TNG
Buyatpikng etatpeiog tou «APIAANH INTERCONNECTION A.E.E.Z.» oAokAnpwOnKe n
Slaywviotikn Stadikaaotia yla tnv avadelen Twv avadoxwy yLo to KOAWSLa KoL YLo Toug
petatporeig tou Epyou Kpntn - ®aon Il tng DC Staclvdeong Kprtn — ATTikr Ko A€oV
TO €pyo PBploketal otn dpAaon TwV AVOAUTIKWY HEAETWV £DAPUOYAG UE EKTLLWUEVO
XPOVO yla TNV oAokAnpwon tou to €tog 2023. TéAlog, o AAMHE evowpdtwoe otov
TIPOYPOUHATIONO TOU MECW TWV TPONYOUUEVWV Kol Tou Tapovtog AMA, tov
oxeblaopd tou €pyou ¢ Slaocuvdeong Twv Awdekavriowv Kol Tov oXeSLaoud tou
€pyou ¢ Staoclvdeong Twv Nowv Ttou Bopeiou Ayaiou.
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Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

V‘v
#aopne
ANEZAPTHTOE

Jtnv Tmopeia yw TN MeETABaon Tou IuoTAMATOG oOtnv  KatevBuvon TNng
anavbpakonoinong avadelkviovtal w¢ ONUAVTLIKA EpYaAeia VEEC TEXVOAOYIEG OTOUG
TOMELG T™NG amoBnKeuong NAEKTPLKAG EVEPYELAG KOL TNG TAPAYWYNSG NAEKTPLKAG
EVEPYELOG ATIO UTIEPAKTLOUC ZTABUOoUC AlME, N EVOWUATWON TWV OMOLWV 0TO NAEKTPLKO
ocuoTNUA amoTeAel oNUAVTIKO {NTOULEVO yLa TNV EMOUEVN Tteplodo. O evepydg poOAOG
TOU ALOXELPLOTH TOU ZUOTHUATOG UE OKOTO TN BEATIOTN avANTUEN KOl EVOWUATWON
TWV TEXVOAOYLWV QUTWV OTO NAEKTIPIKO OUOTNUA QVOPEVETOL va 0O8NnynoeL o€
HEyLoTOTIONON TOU 0PEAOUC TNE EYXWPLAC AYOPAS NAEKTPLKNC EVEPYELAC.

H emniteuén Twv otdxwv mou t€Onkav pe To EBviko 2x€SL0 yla tnv Evépyela kat to KAipa
yla 1o €to¢ 2030 kal tov Makpoxpovio Evepyelako IxeSlaopo yla to £€tog 2050
ETUTACOEL TNV ETUTAXUVON TWV SLASIKACLWYV Yyl TNV €vtagn véwv povadwv AME oe
HeEYAAn KAlpaka. Xtnv katevBuvon autrh avapévetol va cupPaArlouv laitepa,
ox€lLla yla tnv eykataotaon povadwv AME mou amaltolv wotoéco TV VAomoinon
ONUOVTIKWV €PYWV HETOPOPAC NAEKTPLKNG EVEPYELAC. MLa LSLaitepn Katnyopla Epywv
LE QUTA T XOPAKTNPLOTLKA AITOTEAOUV £pya TTOU TTEPAAUBAVOUV aVATTTUEN LOVASWY
AME oe vnold I UTIEPAKTLEG TIEPLOXEG ME umoBoAdcola SlacUvdeon TOUG HE TO
NMEPWTIKO cuotnua. MNa tnv BeATioTonoinon Twv 6pwV AVANITUENG TOU ZUCTHUATOC,
VEa gpyaleia PEMEeL va eLoaxBoUV 0TO KAVOVLOTIKO Kal pUBULOTIKO TTAALOLO, WOTE va
Umopécel va emiteuxOel opaAn petafacn oOtn VEX TPAYUOTLKOTNTO, XWPLG va
SlakuBeuBel n opaAn Asttoupyia Tou Zuotipatog Metadopadg HAektpikig Evépyelag.

Ztnv katevBuvon auvt) o AAMHE, Aén oto mAaiclo mponyoUuevwy aAAd Kal Tou
Tapoviog Askaetoug Mpoypdppatog Avantuéng cuumepléAaBe Eva oAOKANPWUEVO
ox€610 avantuéncg vnolwtikwy Slacuvdécewyv mou TepAaBAVEL Ta PLeyaAUTEPA €K
TWV vnowwv tou Awyaiou (Kpntn, Kukhadeg, Awdekdavnoa, BopeloavatoAiko Alyaio).
Onwg elval yvwoto ekTog amnod ta lovia vnold Kol vold 0To cUUIMAeypa Twv KukAadwv
mou £xouv Slaouvdebel, PBpiokovtal oe MANRpn e€EAEN Ta £pya TNG NAEKTPLKAG
Slaolvbeong tng vAoou Kpntng evw TAEOV €xouv OXeSLOOTEL OL VNOLWTLKEG
SL00UVOEDELG TTOU KAAUTITOUV YEWypPadLKA To cUVOAOo Tou Alyaiou. H avamtuén twv
NAEKTPLKWY SLOOUVOECEWVY TIEPA ATO TNV APON TNG NAEKTPLKAG QATIOUOVWONG TWV
vnowv Ba dwoel mapdAAnAa tn duvaTtoTNTA CNUOVTIKAG avantuéng otabuwv AME.
Qot000 0 OXedlaopog autog He PBaon To UPLOTAPEVO PUBULOTIKO TAaiolo
ETUKEVIPWVETAL OTIC AVAYKEC SLAcUVEEONC TwV VNOLWV yla TNV €EUTNPETNON TNG
{ntnong pe tic Suvatotnteg avantuéng AME va TpoKUMTOUV W¢ CUVETTAYOUEVO ODENOC
TwV oxedlalopevwy SlacuvdEécewy.

H enéktaon tou Alacuvdedepévou uothpato¢ Metadopdc OTO VNOLWTIKO XWPO
Snuioupyel TG TMpoUmoBEoelg Kal KaBlotd TeEPLooOTEPO edlktr) TN Suvatotnta
QVATITUENG UTIEPAKTLWY OLOALKWY TIAPKWY SESOUEVOU OTL PELWVEL CNUAVTLIKA TLG
QIOCTACELG Yla TN UETOPOPA NAEKTPIKNG EVEPYELAG ATIO TNV TNYH TOAPAYWYNG OE
onueio ouvdeong TOU ZUCTAUATOC, KABLOTWVTAC OLKOVOULKOTEXVIKA BLWOLUES VEEC
TIEPLOXEG YLO TNV avaATrtuén umtepdktiwy €pywv AME. To yeyovog auto amoTteAel pa
onpovtiki €€€ALEN, kaBwg yla TNV eniteuén Twv otoxwv Le Bdaon tn SteBvr mpakTiki
kal mpoodateg texvoAoyilkég e€eAifelg Sladaivetal wg mpoomtikn n duvatotnta
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Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

#oopne

vAomoinong umepdktiwv AloAkkwv MNapkwv otov EAANViKO Baldcoclo xwpo. Xto
mAaioclo auto, Aappdvovtag unoPn T CUUTMEPACUOTO OXETLKAG TEKUNPLWHMEVNG
avaluong?, cupdwva pe tnv onoio TPOKUTTTOUV GNUAVTIKA OLKOVOULKA 0hEAN UE TO
OUVOUOOUO €PYWV UTIEPAKTLWV ALOALKWY TIAPKWY O€ «KOLWVO» SLACUVOETIKO SIKTUO UE
TO NTELPWTIKO NAEKTPLKO CUOTNHO EVAVIL TWV AVEEAPTNTWY AKTIVIKWY CUVOECEWY,
Sladaivetal n avdykn €vog oAokAnpwpévou oxeSlaopol yla TNV  avamtuén
oTPATNYLKWV UTIOSOUWV 0ToV BAAACCLO XWPO HE OKOTIO TN BEATLOTN «KOLvr» oUVEEDn
UTTEPAKTLWV OQILOALKWYV TIAPKWV N ALOAKWVY TIAPKWVY €M vNowwv ou Ba avrikouv o€
Sl0pOopETIKOUG Tapaywyous. Tnv avaykn out pnopel pe PEAToTo TPOMO va
LKOVOTIOINOEL O Alaxelplotg Tou uotnuato¢ Metadopd¢ mou Slabétel tnv
amapailtntn TeExvoyvwola Kol gumelpia 1000 yla to oxedlaocpud 600 Kal yla tThv
vAomoinon UTEPAKTLWY SLacUVEETIKWY SIKTUWV LPNAARG TAOoNG.

Jto mAaiolo auto, n oxedlaon kal avamtuén Twv £pywv yla UTOBOAACOLEC

Sdlaouvdéaelg odeilel SuvnTika va XL To aKOAOUBA XAPAKTNPLOTIKA:

1. OAOKANPWHEVO OALOTIKO OXESLAOUO (SIKTUOKEVTPLKI) TIPOCEYYLON ME TNV amod
KOLvoU QVTLUETWTLON €pYywV) Ue BeATiotomoinon wdeAELWV yLa To cUVOAO TG
EYXWPLAC AyOPAS NAEKTPLKIG EVEPYELAG

2. Anpoupyia «eviaiou» nAektplkoU xwpou Slacuvdécewv pe to EXMHE kal
HETAEL TOUC
3. Aflomuota oxnuata Asttoupylog Ue TN PBEATIOTN EKUETAAMAEUON TWV €PYWV

Slaolvdeong yla tnv aflomotn Kat aodaAnl Asltoupyio TOU GUVOALKOU
NAEKTPLKOU CUCTAUATOC

4. Owovoukotnta pe dlepevvnon Baoel avaAloewv KOOTOUG — opEAOUC OAWV
TWV EVAANQKTIKWY Oevopiwv Tomoloyiag kot texvoloywwv (m.yx. Siktua
ouvexou¢ / eval\aooopevou pelatog)

5. E€aodalion emektaolndTNTAC KAl SLAAELTOUPYLKOTNTAC HE TNV E€aodAlion TG
SuvatotnTag MEAAOVIIKWY EMEKTACEWV XWPIG VA AmALTOUVIAL EKTETAUEVO
€pya kat uPnAa koot

6. AlaopaAion opoloyEVELG TEXVIKWV Ttpodlaypadwy yla emiteuén vPnAotatwy
emunESwyv aopalelag kat aflomiotiac Aettoupyiag ota avtiotolya enineda Tou
Juotnuato¢ Metadopag

7. AlaopAALlon  OOTIUNG OVTIUETWILONG Twv €eMevOUTIKWYV oxediwv Tmou
e€aodalilel 0Tt AapBavovrtot umoPn pe BEATLOTO TPOTIO OAX TA WPLUA OXESLA
yla avamntuén povadwv AME oto vnolwTilko Xwpo

JTnV Mopeia TN EVEPYELAKNG LETABAONG OTN VEA €TTOXI) OVASEIKVUETOL LUE EVAPYELA O
KOUBLKOG pOAOG TTOU UITOPOUV VAL ATIOKTGOUV TA CUCTHHOTA anobhikeuong, Kabwg n
€vtafr) TouG OTO NAEKTPIKO ocUOTNUA TIPOOHEPEL TIOAAATAG TAEOVEKTA AT TIOU
BeAtiotomolouv Tt Asltoupyiat TOu, TPOG OPEAOC TNG OLKOVOULKOTNTAG, TOU
TEPLBAAAOVTOC KAl TOU TEAIKOU KATAVAAWTH.

Mapadoolakd o KUPLOG OKOTIOG XPHoNG TWV cuoTnUATwY amobrikeuong, mou £édwaoe
wBnon otnv avamntuén KUPLwG TWV HEYAAWV AVIANCLOTOMLEUTIKWY OTABuwyY, ATav N

4 “nd |nterim Report Study on the offshore grid potential in the Mediterranean region”, NAVIGANT, June 2020, Prepared for
Directorate-General for ENERGY
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ANEZAPTHTOE

efopdAuvon Twv PeyAAwv SLOKUPAVOEWV TWV TIUWV TIOPAYWYNAS UE amoppodnon
EVEPYELOG KATA TN SLAPKELD TwWV XapnAwv vuxtepvwv doptiwv kal anddoon tng
amoBNKEVUEVNG €EVEPYELAC OE OUVONKEC alYUAG Katd Tn OLApKEld TNG NUEPAC.
MapadAAnAa ta cuothpata anmobrnkeuong OMwG OL AVIANGCLOTOMLEUTIKOL otaBuol
npooéBetav eveli€ia ota NAEKTPLKA cuoTipata mou S1EBetav MARBoG un VEAKTWY
otaBuwv mapaywyns. H €€€AEn tng texvoloyiag mou obnynoe o€ MePLOCOTEPO
EVEALKTEG LOVASEG TTapaYwWYNG, OTOVNOE yla pLa PeyaAn mepiodo to evdladEpov yla
VEOUG oTtaBuoUg avtAnolotapieuonc.

Tnv mopela aut avtéotpePe n paydaia avamtuén Twv AVOVEWOLUWY TINYWV

EVEPYELOG KL N LEYAAN Sleioduor) Toug ota NAEKTPLIKA CUOTAUATA. 2€ CUVOUAOUO LE

TG TeXVOAOYIKEC €€elifelg mou odnynoav otnv avamtuén VEWV TEXVOAOYLWV

OUOTNUATWY AMOBRKELONG HE SUVATOTNTA EYKATAOTOONG OTA NAEKTPLKA CUCTH AT

KalL 0TN Helwaon Tou KOGTOUG Toug, Stapopdwvovtal oL GUVONKEG yLa TNV AVATTTUEN Kot

Aewtoupyla 0TO NAEKTPKO OUOTNUA VEWV CUOTNMATWY amoBnkeuong NAEKTPLKAG

EVEPYELAG.

Tnv 8la otyun, n avapopdwon Twv ayopwv NAEKTPLKNG EVEPYELAC TTpooESwoe SimAa

otoug mapadoaolakoUg Kal VEOUG pOAOUG YLa TOL CUCTAATA amoBrkeuong, OMwG:

— Yrmootnplén Asttoupyiag NAEKTPLKOU CUCTAKATOG o€ ouveOrkeg uPNnAnRg Steiobuaong
ANNE

— EAaylotomnoinon anoppidewv napaywyng AMNE

— AnoteAeopatikotepn avamtuén Siktvwv pe amoduyn enevdloewv (investment
deferral)

—  ZUMPoAR otnv anodoTkOTEPN EKUETAAAEUON UPLOTAUEVWY SIKTUWV

— Awayxeiplon cupdoprioswv ota nAektpikd diktua (grid congestion management)

—  JUMPBOAN otnVv emdpkeLla — armoduyr EvTagng VEOU TTapOywyLKoU SuvapkoU

— Ymootnpl€n OUCTAUATOC MECW TAPOXNG ETMIKOUPLKWY UTNPECIWV (mopoxn
gvepyol LoxUOG yla €Aeyxo ouxvotntag, mapoxn £dedpelwwv yla e€looppomnnon,
apoxn a€pyou oXLOC yla £Aeyxo TAONG, Oouvelopopd oTNV aSpPAVELX TOU
oUOTNHATOG, cuvelodopa oe pel A BPaxUKUKAWGONG K.0..)

— AU€&non eveli€lag ocuoTAPATOC, HElWON avayKWV AELTOUPYLOG EVEALKTWVY LOVASWV
TOPAYWYNG

— Emunedomnoinon poptiou pe peiwon TLHWY OTLC yOPEC NAEKTPLKIG EVEPYELAG

—  Meilwon dtaklpavong TIHWV NAEKTPLKAG EVEPYELOG (energy arbitrage)

— JtaBepomoinon twv SIKTOWV Kal BeAtiwon tng moldtnNTag TNG TAPEXOUEVNC
NAEKTPLKAG EVEPYELAG

— Ymnpeoleg ekkivnong - emavadopag anod oAikr diakonn (black start)

— Ymootnptén Twv NAEKTPIKWV SIKTUWV TWV Un Stacuvéedepévwy vnolwv

— Xpnon otnv l&lokatavalwaon

— Xpnon otnv nAektpokivnon
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H gykatdotaon amnobnkeuTikwyv otabBuwyv oto cuotnua HETadOopAg UMOopPEL va EXEL
TIOAATAQ Kal TauTtoxpova opEAN TO00 6oov adopa TNV AVATTTUEN, TOV EAEYXO KL TNV
eveli€ia tou EZIMHE 600 Kal yLa Tig ayopEC NAEKTPLKAG EVEPYELAG. AUTO uTtooTnpiletal
Kot orto TG 0ol tou ENTSO-E® o oxéon UE Th Xprion aroBnKEUTIKWY OTAOUWY oTa
ocuotnuata petadopdg oAAG Kat amd T Spactnplotnteg AAAWV SLOXELPLOTWY OE
O1eBvég eminedo. EmumpooBeta, n xprion amobnKeUuTIKWV OTABUWV 0To cUoTnUA
petadopdg umootnpeiletal Kot and TNV wplpavon Twv OXETIKWY TEXVOAOYLWV KaBwg
KOlL TNC avTioToLl NG Oyopac.

Ye e€dptnon amod ta XapaKTNPELOTIKA TwV Stadopwv SlabBEoiuwy TEXVOAOYLWVY Kal TO
pEyeBog, Ta cuoTAUATA AoBKEUONE UITOPOUV Va TTAPEXOUV TIOPAAANAQ TTOAAEC €K
Twv TpoavadepBEVTwY UMnpeclwy. ELSIKOTEPA Ol ONUOVTIKOTEPEG £PAPUOYEG TNG
anoBnkevong yla ta Zuotiuata Metadopadg eivat:

— BeAtwotonoinon ¢ dieicbuong otabuwv AME otnv ayopd NAEKTPLKNG EVEPYELAC

H évtaén otoBbuwv amobrnkeuong HeyaAng kAlpakag (mx. otaBuotl
avtAnolotapievong) Ba pmopolos va BEATIWOEL TNV OTOTEAECUOTIKOTNTA TNG
OyOPAC KOL VO SLEUKOAUVEL TNV EVOWUATWON TWV OTAOUWV AVOVEWGCLUNG EVEPYELOG
pe tn BEATIoTN Slaxeiplon TNG LETABANTOTNTAG TOUG OXL LOVO O€ KaBnuepLvr oAAG
KoL o€ emoxLoKkn Baon. Na Tov 0KOTO AUTO KATA TOV TIPOYPAUUATIONO AtToupyiog
TWV anodnKeuTikwyv otaBuwv Ba AapBavetal umoyn To cuvoAo Twv dlabéoiuwy
TIPOYPAUUATWYV Kal tpoBAEPewv (PopTiou, mapaywyng AMNE kA.) kaBwg emiong ot
TEXVIKOL TIEPLOPLOUOL TTOU UTIELCEPXOVTAL KATA TN AELTOUPYLA TOU ZUCTAUATOG.

— AvaBaduion petadoplkng LkavotnTag Zuothpatog Metadopadg

H peyaAn Sieioduon mnywv AME o0To NAEKTPLKO CUOTNHO QTIALTEL ONUOVTLKA
pHeyaAUTepn gueAl€ia Kol LKOVOTNTEC LETAPOPAC OTO TUOTNUA. IAUEPQ, CUXVA, N
npoévola yla Slatipnon tng acPpAAELOG TOU JUCTAUATOC O cUVONKEC eKONAWONG
Statapaywv odnyel avaykaoTikA oTnV UTIOEKUETAAAEUON — Un TTAN PN aflomoinon
Of KOVOVIKEG ouvOnKeg AeltoupylaG UDLOTAUEVWY YPOUUWY HETADOPAG TOU
JuotnUatoG. EMumpooBETwg, Ot KATIOLEG TEPUTTWOELS oxedlalovial veéa Epya
Mpappwv Metadopdg mpokelpévou va saodaliileTal n THPENoN TwWV KpLtnpiwv
aodaAoug Asttoupyiag tou Zuothuatog (poptioelg, enineda tdcewv KAT.) pe Bdon
o Kputiplo N-1. Ta cuothuata amnobrnkeuong SLOBETOUV XAPAKTNPLOTIKA TIOU
ETUTPEMOUV TNV TUO ATIOSOTIKA EKUETAAAEUON TOU ZUCTHMOTOC KAl Umopouv va
6pACOUV CUUTIANPWHATIKA TWV YPOUUWY METAPOPAC lTE WE UOVIUEG AVCELG €lTe
W¢ MPOCWPLVEC, AapBdvovtag umtoPLv TOUG ONUAVTLKOUG XpOVOUG TTIOU ammaltouvTal
yla tnv adeloddtnon Kkal kataokeun véwv Mpappwv Metadopdg. Ev yével, n
EYKATAOTOON OUOTNUATWY ormoBrikeuong HE PEATIOTEC TPAKTIKEG UMOpPEL va
06nynoeL o€ amoSOTIKOTEPN EKUETAANEVCN UPLOTAUEVWY YPAUUWY LETAPOPAG LE
napAdAAnAn dwatrpnon tou kpltnpiou aflomiotiog N-1. € MEPUTTWOEL oAV KoL
QUTEG TIOU TepLypadovTal mapandvw, ebOcov MPOKUTTEL Ao PEAETEG KOOTOUG —
odéloug o ouvduaouo pe aAloug apayovteg (m.x. aduvauia vAomoinong véwv
Epywv petadopdg), Ba mpémnel va Sivetal n duvatotnta otov Alaxelplotn va

> Position Paper ENTSO-E, Energy Storage and Storage Services, Oktwppio¢ 2016,
https://www.entsoe.eu/2016/10/21/energy-storage-and-storage-services/
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avaAapBavel MARPWE TN XPNHATOSOTNON yla TNV EYKATACTAON KoL Asltoupyia
CUOTNUATWYV amoBnKeUoNE WG MANPWE EVOWHATWHEVO OTOLXELD TOU ZUOTAUATOC
Metadopadg. MAotikad £pya otnv katevBuvon auth Bplokovtal nén oe e€€AEn oe
aAMoug Eupwrnaioug Aloxelplotég (evdelktika €pyo RINGO tng RTE, €pyo Grid
Booster tng TenneT, £pyo Tn¢ Terna otnv ItaAia).

H Slaxelplon Twv cuoTNUATWY amOBNKEUONG O AUTEC TG TIEPUTTWOELS Ba TIPETEL
va yivetal pe Stadavr TPOmo Kal L OUSETEPO MPOCNHUO avadOpPLKA UE TIG OYOPEG
NAEKTPLOMOU. EVOELKTIKA KOl OXL TIEPLOPLOTIKA avadEPETAL OTL UNOEVIKN ETUMTWON
OTNV ayopd TIPOKUTITEL HE EYKATAOTOON AMOONKEUTIKWY OTOOUWY EKATEPWOEV
evog Sladpopou petadopdg, omou ot Suo otabuol Aettoupyouv Looduvapa ano
armoyn tkavotntag alAd os avtibetn katevBUvVon wWote va Teplopiletal n pon oto
SL1adpopo petadopdg xwplg CUVOALKN HETABOAN PONG EVEPYELAG OTO CUOTNUA.

— JUMPBOAN otnv emApKela LoOXUOC O SLACUVOESEUEVA VNOLWTIKA CUCTAUATA HE
TIEPLOPLOUEVN KavoTnTa otn Slacuvdeon kol mopoxn ededpelag EKTAKTWV
avaykwv o€ MANpw¢ Stacuvdedepéva vnola

OL anoBnkeutikol otabpol NAeKTPLKNC EVEPYELAC CUUPBAAAOUV LECW TWV HOVASWV
TIAPOYWYNC TOUG OTNV EMAPKELA LOXUOG TOU JUOTNHATOG. TO YEYOVOG QUTO QTTOKTA
dlaitepn onpacia o€ vnold PE TEPLOPLOUEVN KavOTNTa Sdlacuvdeong onwe Ba
elvat n Kpntn ywa tnv nepiodo petall oAokAnpwong tng A’ daong (dtacuvdeon
Kpntng - Nehomovvrioou) Kkat péExpL TNV oAokAnpwon tng B ¢paong (Stacuvdeon
ATTIKAG - KpATNg). AAAA Kal otnVv Ttepiodo PeTd TNV oAoKApwaon Kal tng B’ ¢paong
™¢ Sltacuvdeong, analteital emapkng LoXUE ML TOU vNOLOU TIPOKELUEVOU YLa TNV
QVOEKTIKOTNTA TOU O€ aKkpaleg meputtwoel cuvduacopol uPnAwv doptiwv Ue
pepkn BAAPN tng Stacuvdeong

AkOpa Kal HeTd TNV TARPN Slaclvdeon Tou NAEKTPLKOU CUOTAUATOC EVOG vV oLov,
UTO TNV évvola tn¢ mMANRpoug kaAudng tou doptiou Tou, amatteital yla Adyoug
aoddAelag edoblacpol n  Tmapopov TOomKA Hovadwv Tmapaywyng  (Un
OVAVEWOLUWY) yla tnv mopoxn €Pedpelag eKTAKTWY AVOYKWY OE CUVONKEG
peilovag BAAPBNG oto diktuo daocuvdeong. Eva TuRpa tng amapaitntng oxvog
edpebpelag ektdktwv avaykwv eival Suvatd va TPOKUMTEL OO HOVAOEG
amoBnKkevong evEPyELAG OTIWG EVOELKTIKA Kal OXL TIEPLOPLOTIKA €ivatl oL otabuol
CUOCWPEUTWV. X€ KABOe Tepimtwon o BEATLOTOG cUVOUACUOG TEXVOAOYLWVY YLa TNV
KaAAudn twv avaykwv edpedpeiog Oa MPOKUTITEL LE TNV EKTTOVNON TWV AMAPALTNTWV
TEXVOOLKOVOULKWV UEAETWV.

Ev katakAeidt, ol ob6nyol mapapetpot mou voBetei o AAMHE yia tnv avantuén tou
JUOTAHOTOC CUVTPEXOUV TOOO WE TNV eEUTNPETNON TNC {1)TNON EVEPYELOG, OGO KOl HE
TLG TEXVOAOYLKEG e€eAifelc OTOV TOUEQ TNG EVEPYELAC OL OTOleG GUBAANOUV SpaCTIKA
OTNV EMITEVEN TWV OTOXWV YLt TNV HETABON O€ pia KALLATIKA oudetepn Eupwrn €wg
T0 2050.
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1.4 ZSTPATHIIKH AIA2YNAEZHZ AYTONOMON NHZIQTIKQN 2YSTHMATQN ME TO
EZMHE

H e€unnpétnon tou nAektplkoU ¢optiou Twv NACWV TNG XWPAG EXEL QMO HOKPOU
amaoyoAnoeL TNV NAEKTPLKA Blopnxavia tTng xwpas. lotopkd, otn peyain mietoPndia
TwVv NAowv avamtuxdnkav (katd tnv nepiodo tou e€nAekTplopol) PIKpol autovouoL
JtaBpol mapaywyng pue epBoAodopec UNXAVEG Kol KAUOLUO TIETpEAALO. H poomTikA
¢ SLaoUVEEONC TWV OLUTOVOUWV NAEKTPLKWY CUCTNUATWY TwV NAowv pe To EBvikO
Alaouvdebepévo TUoTNUA NAEKTPLKNG EVEPYELAG, OTLG TIEPUTTWOELG KATA TLG OTIOLEC
QUTO €lval EPLKTO KOL TEXVLKOOLKOVOULKA EVOEIKVUOUEVO, EEKIVNOE A0 TG OPXES TNG
Sekaetiog tou 1960, wote va pelwbel katd to duvato ( va diakomel) n Asttoupyia
TWV METPEAAIKWV ZTOOUWV NAEKTPOTAPAYwYHG oL onoiol tpododotouv ta Nnold. Ewg
Kal onuepa, €xouv ouvdebel pe to Zuotnua umo YPnAn Taon (Y.T.) 6Aeg ot loviol
Nrool. Ze otL adopd ota Nnotd tou Awyaiou, umo Y.T. €xouv ocuvdebel n Avdpog, n
JUpog, n MNapog, n Mukovog kat n Nagog, evw umo Méon Taon (M.T.) Stacuvdéovtal
péow Mapou n Avtimapog, n log, n Zikwog kot n @oAéyavdpog, péow Nagou n
Ixowouoa, n HpakAeld kat to Koudovnol, kat péow Mukovou n AnAog. Emiong umo
M.T. Swaouvdéovtal apketd Nnold mAnciov twv aktwv (Imopadeg, Oacog,
apoBpakn, KuBnpa k.d.). TEAog, apketd Nnotd tou Awyaiou (kupiwg 6oa Bplokovtal
vewypadLkad Kovtd) €xouv dlacuvdebel petafy toug und M.T.

Itnv katevBuvon O&lacuvdeong (ME ONUOVIIKA TEXVIKA KOl OLKOVOULKA 0dEAn,
Slaitepa ywa ocuvotAuota PE onuaviikkol peyéBoug doptio), o AAMHE (kau
nipoyeveotepa 0 AEZMHE) €xouv ekOVAOEL OXETIKEG LEAETEG KL SlepeuvNOELS. Omwg
Ole€odikad avalvetal ot Evotnteg 3.3.12 kat 3.3.15 avtiotowa, €xeL apxioel va
vAomoleital n dtacuvvdeon apketwv Nnowv twv KukAadwv kat n dtacuvdeon tng

KpAtne.

Mapd talTa, £X0UV MOPAUEIVEL APKETA AUTOVOUA VNOLWTLKA CUOTHUaTa oto Alyaio.
JAUEPQ, TO LLKPNG KoL Pecaiag KALHAKOG auTOVOUA NAEKTPLIKA VNOLWTIKA JUCTAMOTO
Tou Awyaiou, avtutpoowrnevouv to 10% mepimou TNG GUVOALKAG KOTOVAAWGONG
EVEPYELOG TNC XWPOG. Ta Mn Atacuvdebepéva Nnowd (MAN) avrikouv og 29 HAEKTPIKA
Juotnuata (HX) (Zxnua 1), kabéva amd ta omola Tpododoteital amd évav N
TIEPLOCOTEPOUC BepUikoU¢ Ztabuouc mapaywyng Kol amoteAeital amd éva N
neploocotepa Nnotd, cuvdedepéva petall toug pe umofpuxla KoAwdla. Autd ta
Juotnuata EUTtnPETOUVTOL AT METPEANIKEC LOVASEC (KUpIlwG oTa ULIKPA KOl Peaaia
JuotnuaTa), eVw €XOUV gyKataoTaBel Kal oeplooTPOPIAKEC povASEeC (e KaUOLUO
ehadpu netpélato - diesel) ota Tuotrpata tne Kpitng kat tng Podou.

Ta ZuoTApaTa OUTA TTAPOUGLAIOUV OPLOUEVA KOLWVA XOPOKTNPLOTIKA:

e H mapayopevn eVEPYELA TIPOEPXETAL OO KAUON TIETPEAALOU, UE CUVETELD TTOAU
HEYAAO AELTOUPYLKO KOOTOC KoL KT’ €MEKTAON TIOAU peyAAo KOoTog YKQ yla Toug
TEAKOUC KATAVAAWTEC.

e Eudavitouv xapnAd ocuvtedeotn doptiou (peydAeg Oeplveég auxpéG Kal TOAU
XapnAd doptia Katd tn SLApKELD TOU UTTOAOLTOU £TOUC).
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Zxnua 1: Ataouvbdéoeis Nnowv tou Atyaiou unto MT (rinyn AEAAHE)

H Swoouvéeon twv  NAowv €xet  TOAA  0d€An,  OLKOVOMIKA  Kal

KOLWVWVLKA/TepBaAAovTIKA, KaBWG:

e Oa emtpePel TN onpavTkOTaTn £€0LkOVOUNGCN TWV ATAVWY YLa TO KAUGCLUO. 2Ta
un Stacuvdedbepéva Nnold xpnolgomolouvtal uypd kauvowua, ehadpu (diesel)
n/kat BaplL metpélato (mazut), pe cuvenela oAU VPNAG KOOTOG TapPAywWYNS
OUYKPLVOLLEVO LIE TO OVTIOTOLXO OTO HTEPWTIKO TUOTNMA KOl UE TILEC OL OTIOLEG
akoAouBouUv dpeoa tnv €EEALEN Twv SleBvwy TLHWVY Tou TtetpeAaiou. To yeyovog
QUTO €XEL Apeon avtavakAaon oto kootog Yriinpeowwv Kowvng QdéAelag (YKQ) yia
OAOUG TOUG KATOVAAWTEG TNG XWPOG.

e Oa emutpéPel TNV anoduyn emevdUoEWV PEYAAOU KOOTOUG YLOL TNV avamTtuén Kal
TOV EKOUYXPOVLOMO TWV TOTIKWV ITaBuwv mapaywyns. Ot udplotapeveg LoVAdEG
napaywyng ota Nnotd eivat ouvnBwg MaALEG e XapunAd cuVTEAEOTH amodoong
evw TapAaAAnAa 8ev pmopouv va koAUPouv tnv auvfavopevn Intnon Kot
QTALTOUVTOL ONUAVTIKEG €MeVOUOELS Yyl TNV €VIOXUON TOU TOPOYWYLKOU
Suvaptkou. EmumAgov, ta Nnotd mapouotalouv moAU xapunAo cuvteAeotn poptiou
(xapunAa ¢optia tov Xelpwva kat oAU vPnAd to KoAdokaipt Kupiwg Adyw Tou
TOUpPLOPOU) YeEyovOoG To omoilo emiPapUvel TO KOOTOC TAPOAYyWYNG amd TOug
TOTUKOUG 2TaBpoug Adyw tou oAU unAol KepaAaLou)LKOU TOUG KOGTOUG.

17



Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

<4
& Q o) MNE
ANEZAPTHTOE

e Od cUUBAAEL OTOV TEPLOPLOMO (Kal HakpompoBeopa otnv e€aAewdn) Twv aépLwv
PUTIWV KaL TWV CUVETIAYOUEVWVY damavwy oL onoleg oxetilovtal e pUTOUG.

e Oa meplopioel Spaotikd tnVv OYAnon n omoila TMpoKaAsital amd Tn ouvexn
Aewtoupyla Twv Tomkwy Xtabuwv, moAol anod Toug onoioug Bpiokovtal MAEov
EVTOG KATOLKNUEVWY TIEPLOXWV.

e Oa emutpéPel NV KaAUTepn ekPeTAAAeuon tou upnAou Suvapikol AME twv
Nnowv, kuplwg tou TOAU uPnAoU aloAwkou OSuvaulkol. MéxpL onuepa n
eKUETAAAeUON Tou Suvapkou AME twv pn dtaocuvdedepévwv Nnowwv givat oAU
TIEPLOPLOUEVN AOYW TOU MLKPOU HEYEBOUC TWV QUTOVOUWV CUCTNUATWY TWV
Nnowwv.

e Téhog, Ba emupéPel tn Olevpuvon TG Ayopag HAektpkng Evépyelag
ouuneplhapBavovtag ta dtacuvdedpeva Nnola.

‘Evag kplolpog mapayovtag o omnoiog npogkuPe mpoodata eivat n 6€on og oxL ¢
véag meplBariovtikng vopoBeoiag (0dnyieg 2010/75/EE 1y «Industrial Emissions
Directive, IED» kat 2015/2193/EE r} «Medium Combustion Plant Directive, MCPD») yia
TI¢ Meyaleg kat Meoaleg Eykataotdoel Kavong, ol omoie¢ Ba emnpesdcouv
ONUAVTLKA TOoV TPOTo NAektpodotnong twv MAN ta emopeva £1n.

Ao 1o 2021, yia tig epPBolodopec Mnxaveg Eowteptknc Kavong oL omoieg epuminmtouv
oto nedio edappoyng ¢ IED Ba mpémel mAéov va Tnpouvtal Kal Ta emineda
EKTIOUTIWV TOU Eyxelpldiov BéAtiotwyv AlaBéoipwy Texvikwv (BAT) yia tig Meydaleg
Eykataotdoelg Kavong.

MapaAAnAa, n mpoodata ekdobeica Obnyia 2015/2193/EE (MCPD, adopd o€
Movabdeg Mapaywyng oxvog | < MWth < 50) kaBlotd mpaktikd aduvatn tn Asttoupyia
yla meplocotepeg ano 500 wpeg etnoiwg twv Movadwv oL omoleg gumintouv oto
nedio epappoyngTng (6nA. OAwv oxedov twv Movadwv ot omtoieg Aettoupyouv o Al
kot TZM twv pkpotepwv Nowv) amo 1o €tog 2025 yia Tig VEEG Kol amod to €tog 2030
yla TG udpLotdpeveg Movadeg toug. OL UTIOXPEWOELG OL OTIOLEC TIPOKUTITOUV ATTO TLG WG
avw 08nyieg BETouv €va Kpiolo B€pa otpatnykng amodaong yla tov BEATLOTO TpOTO
nAektpodotnong twv MAN, emiAéyovtag eite Tn SlacUVOECT TOUG UE TO NIELPWTLKO
ovotnua (A/kot HeTa€l TOUC) A TNV AUTOVOUN OVATTUELR TOUG JE OVTLKOTAOTACH TWV
HoVASwV Toug Kol aAAayr) TOU TUTIOU KOWUGLUOU, €AV auTO KPLBEL TEXVO - OLKOVOULKA
ePIkTo.

1o mpoavadepBev mAaiolo, tov lavoudplo tou 2016 pe mpwtoBouAia tng PAE
ovotabnke Emwtpomn E€Etoong OWKOVOULKOTNTAG TOU TPOTOU NAEKTPoSATNONG TWV
Mn Awoouvdedepévwv Nnowv (QEK 959/2015), cUudwva pe to ApBpo 4 tng
Anodaong 2014/536/EK tng Eupwrmaikng Emttpomn¢ kot o edappoyrn TG
MNapaypadou 2, tou ApBpou 9 tou Nopou 4001/2011, amoteAoUEVN OO OTEAEXN TNC
PAE, tou AAMHE, tou AEAAHE kat tou AEZ®A. H Emitponn €ixe w¢ aVILKEIPEVO TN
Slepelivnon  TwV  TEXVIKOOLKOVOULIKWV  eTAoywv nAektpodotnong Ttwv  Mn
Awaouvdebepévwv Nnowv (MAN) kat tnv ékdoon moplopoto¢ avadoplkd LE TOV
€AEYXO TOU OLKOVOULKOTEPOU TPOTIOU NAEKTPOSOTNONC VO 1) eplocotépwv MAN,
elte péow ™G Stacuvdeon ¢ toug pe to EXMHE 1 to Altacuvdedepévo pe auto EAAHE
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oUUPWVA UE TNV OLKOVOULKOTEPN TEXVIKA PIKTA AUon TNG dlaoclvdeaong, lte Ye TNV
e€akoAolBNnon tnG NAektpodotnon g Tou(g) wg MAN. H TEXVIKOOLKOVOLKN Slepelvnon
TIPAY LATOTIOLR O NKE ETIELTA ATTO TNV MIPOKATAPKTIKY €EETAON TWV TEXVIKWY AUCEWV TNG
Slaolvdeong A TNG AUTOVOUNG AVATITUENG TOU NAEKTPLKOU cuothipatog MAN n omola
oTNPLETAL OTLC ETUKPATOUOEC TEXVOAOYIKEC ETIAOYEG Kal TN dLeBvn gumelpia and v
KOTOLOKEUN TIAPOUOLWYV EPYWV.

H mpoavadepBeioa Emitpomnrn mMpoxwpnoe OTNV OLKOVOUOTEXVIKN Slepelvnon twv

EVOANOKTIKWVY ogvapiwv TG NAekTpodotnong twv HAektpkwy Zuotnudtwy (HZ) twv

MAN pe BoOKO QVTIKELLEVO TNV €€€TOON TNG OKOTUMOTNTAG TNG NAEKTPLKAG

Sloolvdeong toug pe To EXMHE, ouykpltlikd HPE TN OUVEXLON TNG autoduvaung

aVAmTuénNG Toug o€ HakpompoBeopo opilovta, Bewpwvtag OAa T TEXVIKA Kol T

OLKOVOULKA KPLTAPLO TA OMoio amattouvTal KATA TV avaluon Twv eEeTalOPeEVWV

oevapiwv TG NAekTtpodoTnong Kat e€€6waoe ta Nopilopata oTa omoia MPOKPIVETAL WG

OLKOVOULKOTEPN N AUon NG NAEKTPIKAG Slacuvdeong €vavtl NG OUTOVOUNG

Tpod0dotNnong toug pe metpélato 1 pe O.A. Eldikotepa:

— Moplopa €M TNG OLKOVOULKOTNTOG TNG NAekTpodOTNONG TwV Njowv Twv MAN otnv
nieploxn Twv KukAadwy, yla ta onoia 6 Bploketal og LloxU KAMOLOG UPLOTAEVOG
TIPOYPOAUHUOTIONOG NAEKTPLKNAC Stacuvdeorg Toug pe to EXMHE tnv 3 NoguBpiou
2016 [7]. To noplopa afloloynBnke and tov AAMHE, o onoiog yvwotomnoinoe tig
anoPelg Tou eni tou Bépatoc [8] avetaptnta ano to AEAAHE [9].

— Moplopa emi TNG OLKOVOULIKOTNTAG TNE NAEKTPOoSOTNONG TwV Njowv tou Notiou
Awyailouv (Awbdekavnoa) Mépog [10], tnv 29 NoeuBpiou 2017. To moplopa
afloloynBnke amno tov AAMHE, o omnoiog yvwotomnoinoe tig anoeLg Tou emni Tou
B£patocg [11] aveéaptnta and to AEAAHE [12].

— Moplopa Ml TNG OLKOVOULKOTNTAS TNG NAEKTPOSOTNONG TwV Niowv tou Bopeiou
Awyalou Mépog Il [13], yia to omoio o AAMHE elonynbnke avtlotoiywg otn
PuBuiotikn Apxn [14].

To oUVOAO TWV CUUMEPUCUATWY TWV TPLWV TIOPLOUATWV TTEPINAUPAVETAL OE OXETIKN
anodaon tng PAE [15]. ZUpdwva pe Ta cuumepdopata tng Emtponric o AAMHE
€loNYNONKE Kol EVOWUATWOE OTOV TIPOYPAUUATIONO Tou AMA 2019 - 2028 tov
oxeblaopod tou €pyou NG Stacuvdeonc Twv NOTlwy Kal Twv Autikwv KukAadwv (A’
®adon Staocuvdeong Twv KukAadwv) kat oto AMA 2020 - 2029 tov oxeSlaopd Twv
épywv Slaocuvdeong twv Awdekaviowv kal tTwv Nnowv tou Bopeiou Awaiou,
oUpudwva pe to Moplopa tNg EmMitpomng kot TNG €MUMPOCOETNG TEXVIKAC KOl
olkovoulknG alohoynonc tou AAMHE. Emonpaivetal OTL O TIPOTELVOUEVOC
oXeOLAoUOG TwV £PYWV elval og cupdwvia ML TNC apxnG KE TN OXETKN Altodaacn TG
PAE.

Ta mpoavadepbévta €pya amOTEAOUV TOUG EMOUEVOUCG MEYAAOUG OTOXOUC OTOUG
omoiou¢ emikevtpwvetal o AAMHE énewrta and tn SpopoAdynon twv €pywv TNG
Slaolvdeong Twv KukAadwv (Paoelg A" éwg A') kat Tng Kpatng (Oaoeig | kat ) ta
omoila elte €xouv ulomownBel nAdn eite PBpiokovtalL oe mpoxwpnpévo oTAdLO
vAomoinong.
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1.5 ANTIZTAOGMIZH, AlTOOHKEYZH KAl ANABAOMIZH EYZTAOEIAZ KAl EAETXOY
ZYZTHMATOZ METAQOPAZ

H mopeia yla tnv petaBoon tou eAANVIKOU €VEPYELOKOU CUOCTHUOTOC OE €va VEO,
XaunAotepng évraong avpoaka cvotnua, cupBoadiloviag Pe TO €UPWTAIKO Kol
S1eBvég mepLBaAlov, avadelkvUEL Pl OELpA TIPOKAROEWV. H onuavtikn avantuén kat
évtagn oto Zuotnua Metadopdg Kot oTto AIKTUO ALOVOUNG ATIOKEVTPWHEVWVY LOVASWY
napaywyng ano Avavewolpes MNnyég (AoAka Mapka, wtoBoAtaikol Ztabuol k.a.),
Ta omola ektOMIoaV Qo TNV KoOnuepwvr) Asttoupyia TG CUUPATIKEC HOVASEC
TIapoywyng, SNULoUPYoUV TNYV aVAYKN EVIOXUGONG TNE OVTLOTABLLONG TOU ZUCTAMOTOC
Metadopag yla TNV AVILLETWTILON TNG edavions vPnAwv Tacewv. To {ATNUO TWV
vPnAwv TAoewv SV EXEL TOTILKO XAPOKTAPA, OUTE AMOTEAEL LOLAITEPO XAPAKTNPLOTIKO
Tou EAANVIKOU NAEKTPLKOU CUOTAUATOC KABWG avtiotolya GaLvOUEVA TapaTneoUVTaL
Kal ota umoAouna uotipata tng NA Eupwnng. Na to Adyo autod to {NTnua autd
amnoteAel avtikelpevo culnNTAOEWV OTO MAALOLO Hiag CUANOYLKAG IpooTtaBeLag yla tTnv
QVTLUETWTTILON TOU TtpoBARpatog otn NA Eupwrn KE TO CUVTOVIOUO Kal Thv avainyn
arnod Kowou SpAcewV Kol TPWTOROUALWY YL TNV AVTLUETWTILON TOU.

Mo TNV €KTUNOn TwWV OVayKWV avTlotaduiong oto fvotnua Metadopdg otnv
napoloa KOTAotaon Kol o poakponpoBeopo opilovta (10etia) mpayuatonotidnkayv
Slepeuvnoelg kat peAéteg ano tov AAMHE ota akoAouBa nedia:

e AfloAoynon TUMWV Kol TeEXVOAOylwv avtlotabuiong aviotabuong (otoatn,

Sduvauikn)

e Avaokomnnon 8lebvoug eunelpiag Kat BEATIOTWY MPAKTIKWY GAAWY ALOXELPLOTWY

e AvAaAuon £L8IKWV TEXVIKWVY Bepdtwy (m.x. oxetika pe ev€n/andlevén dlatafewy
avtiotabulong k.a.)

e Aflohoynon twv mbavwyv BEcEwv yla TNV €yKATAOTACN UECWV OVTLOTABOULONG
oTou¢ udLotdpevoug YnootaBuoug kal KYT tou EEMHE

e JUyKpLTIKN Slepevvnon eykatdotacng A/E ota enineda taong 400 kV kat 150 kV
W TPOG TNV ATIOTEAECUATIKOTNTA TIEPLOPLOUOU TWV TACEWV

e Alepelvnon yla 1o oxnua avrtiotabuiwong mou Ba akoAouBeital oe véa KYT
(eykataotaon A/E ota 30 kV rj o &AAo eninmedo omwg ot Luyotl 150 kV)

e Alepevvnon ywa tv aflomoinon twv Suvatotntwv Twv Hovadwv AME yua
anoppodnaon agpyou woxvog Aappavovtag unoyn tov Kavoviopo (EE) 2016/631
(RfG, amattoelg yia Tn ouvdeon NAeKTpomapaAywywV PE To SIKTUO) TToU HETALY
aA\wvV TtepteAappave:

—  Koataypadn povadwv AMNE pe Suvatotnteg cUBOARG OTNV AVTLUETWIILON TWV
vPnAwv taoewv

—  EUpeon kataAAnAwv puBuicswy ylo TNV CUMPETOXN Twv povadwyv AME otn
pLBULON TNC TACEWC

e Awepeuvnon 8lebvoug eumelpiog Slaxeipiong vPnAng Sieiocduong AME amd ta
Kévtpa EAéyxou Evépyelog
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e Alepelvnon OKOTILUOTNTAG EyKATAoTOONG synchronous condenser oto ZUotnua
Metadopag

Méoa amnd tn Slepelvnon avadeixtnke OTL To MPOPANUA Twv UPNAWV TACEWV —
QVTLOTABULONG Tou Zuothnuatog Metadopdg oxetiletal o TEAKN avAaAluon HE Tn
HETEEEALEN TOU NAEKTPLKOU CUOTHMOTOG OTNV KateVBuvon eniteuéng Twv oTOXWV TOU
EZEK yw tnv petafacn otn véa €MOXN TWV EVEPYELAKWYV OCUCTNUATWY OTNV
katevBuvon twv ToAtikwy tng E.E. (Green Deal). ¥to mAaiclo autd amatteital n
oxeblaon HETPWV KAl O TIPOYPOUUOTIOUOC £pYWV TIOU VA «TIPOETOLUALOUV» TO
JUOTNUO WOTE VA UTTOPEL va avTamoKpLOel oTIg VEEC avVAYKEG — OUVONKEG:

MoAU vPnAn dleiobuon oTOXAOTIKAG TTapaywyn¢ ano povadeg AMNE

— Aweonopuévn Mapaywyn e Asttoupyia povadwy pikpoU Kal Pecaiou peyEBoug
— [Meploplopévn CUUUETOXN BEPULKWV HOVASWY LEYAANG LOXVUOG

— MMeploplopdg otabung BPaxUKUKAWOEWG

— Meilwon ouvoAlkng adpavelag ZUCTHUATOC

Me Baon tn Slepelivnon avayvwpiloTnKav oL aVAYKEG yLa:

— Xmpn — EAeyxo tdcswv uotnuoato¢ Metadopds pe cuvluaouo HECWV Kal
oUUMETOXN Hovadwv AMNE

—  Kevtpiko EAeyxo povadwv AME

— Evioxuon euotdBelag nAEKTPLKOU ZUCTAUOTOG

— AmnoBnkeuon ywa efunnpétnon Oieicbuong mapaywyng AME pe meploplopod
anoppiPewv, amoduyn Epywv HeTadOPAG Kol CUUPBOAN OTNV EMAPKELO OE ELOIKEC
TIEPUTTWOELG SLACUVEESEUEVWVY VN OLWV

Ma to oKoTo auTo oxXeSLAoTnKe €va €pyo odnyog yla t Uetafacn oto Iuotnua
Metadopdg tou 2030 rou epA\apPAveL Vo GUVOALKO TIPOYP AU LETPWV KOL EPYWYV,
LE onuelo ekkivnong onuepa kat e€EALEN oTa eMOUEVA 5 €TN HETPWY, YLA TNV OUOAN
METAPBAON TOU ZUCTAMOTOC OTN KVEQ ETTOXN ».

To OUVOAIKO €pYO HE HLO paTLd eival:

— Oplilovtag YAomoinong 2021-2025

— YMAomoinon mpoypaupatog avikatactdoswv A/E 30 kV (renovation) kot GAAwv
EVEPYELWV (peTeykataotdoelg A/E)

— Eykatdotaon nmnviwv cuvoAlkig toxvog 300 MVAR ota 400 kV

— Eykatdotoon mnviwv cuvoAlkig loxvog 825 MVAR ota 150 kV

— 'Ek&oon odnylag yla cupoAn povadwv AME otn puBULON tdong

— Avtkatdotoon 18 SATYO® (OLTCs) oe AM/2

— Eykatdotoon 2 VEwV TIAOTIKWV CUCTNUATWY amoBrkevong xwpntikotntoag 20+40
MWh

— Eykatdaotaon 2 SVC/STATCOM cuvoAwkn ¢ tkavotntag 200 MVAR
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— AvaBaBuion epappoywv Kévtpou EAEyxou yla peyaAn dieioduon AME
— Yno diepelivnon n eykataotaon synchronous Condenser

1.5.1 SVC & STATCOM oto Zuotnua Meta@opdac

Jta Juotnuata Metadopdg sykabiotavtal cuotipata SUVAULIKAG OVTLOTABULONG
tomou SVC kat STATCOM pe okomo:

ToV €Aey)X0 - pUBULON TNG TAONG OTO onpelo ouvdeong, cuUdWVA HE TO EMBUUNTO

setpoint 0g KAVOVLKEG ouVONKeG AeLToupyiag

— TNV napoxn SuVapLkng, Yypnyopng amokplong aépyou LoxVog META TNV eKONAwWON
dlatapaywyv 0to cUCTNUA YLa TNV OTNPLEN TWV TACEWV

— TNV PBeAtiwon ¢ €uoTABELOG ywViaG KATA TOUC TPWTIOUC KUKAOUG HE TN
dLatApnon Twv TACEWVY TOU CUCTAHATOC KATA T SLAPKEL LEYAAWV SlaTapaywV

— TNV anoofeon TaAavVTWoEWV LoXVOC 0To SIKTUO

— 10 PpATpaplopa apuoVIKWY, TN peiwon tou flicker k.a.

‘Ewg onuepa oto EXMHE €xouv eykataotabei SUo cuotiparta SVC otov Y/2 ZUpou Kot
otov Y/Z NAataviotou yla tnv puduion taong ot KuKAASEG Kal oto SLAcUVSETIKO
Siktuo Twv Ztaduwv AME tou £pyou Kadnpéa avtiotoya. Me facon tn Asttoupyia Twv
Slataéewv autwyv €XEL AMOKOULOTEL OETIKN eumelpla TOU €yKeLTAL 0TI SUVATOTNTEG
ouvexoUC aUTOPATOU EAeyXou TNG TAoNG OAou Tou cuykpotApato¢ KukAadwv ota
emBupunta enimeda kat otn cuBoAn otn PeTpiacn unteptdoewy otnv ELBola. Eniong
otn teAkn ddon yla tnv oAokAnpwaon €xeL eL0EABEL To €pyo eykataotaong STATCOM
+60 MVAR otov Y/Z HpakAeto Il otnv Kprtn yla T avaykes eAEyXou Tou NAEKTPLKOU
cuotuatog Kpntng Leta tnv nAektplkn Tou dtacuvdeon pe to EZMHE.

Onwg npoavadépOnke oto MAALCLO TOU CUVOALKOU €pyOU yLa TNV avTLoTaduLon Kat
ToV €Aeyxo Tou Zuotnuatog Metadopdg, pe to AMNA autd poypappatiletal n éviaén
6U0 Véwv ocuoTnudtwv Suvaulkng avtiotdbuiwong oe Mehomodvvnoo Kol ZTEPEd
EANGSa.

1.5.2 ZXuyxpovot Avtiotaduiotég (Synchronous Condensers)

Ta nAeKkTpIKA cuoTpata oxedlaotnkav Kol avartuxbnkav otn Bdaon Stadopetikwv
Sopwv 0w oL PeEYAAEG o€ TTANBOG KOL EYKATECTNUEVN LOXU EAEYXOUEVEG CUUPBATIKEC
HOVASEC MOopaywyne. ITov aviimoda n eooywyrn tng LEYAANG HeTABANTOTNTOG TTOU
TipokaAel n peyain dieioduon povadwv AMNE Bétel otnv nuepnota dtataén Ouata
aodpalelag tpododoaiac yia To NAEKTPLIKO cUOTNMA. ITIC CUVONKEG QUTEG Eva TANB0G
BonBNnTkWV UTINPECLWV ATIOKTA WBlaitepn onuacia yla tTnv eVpuBUN Asttoupyia Tou
NAEKTPLKOU CUOTNHATOG Kol dev Bewpeital mBavo OAEG oL AMALTOUEVEG UTINPECLEC
va evtaxBouv e OpoUC OVTAYWVLIOUOU OTLG UPLOTAUEVEG Kol LEANOVTLKEG ayopEC. To
YVEYOVOC QUTO oxetiletal €v MOAAOIC HE TNV TOTUKN SLAOTOON KATIOLWV €K TWV
BonBnTikwv UTNPECLWYV (UTINPECLEC UTIOOTNPLENG TACEWC ULE TIOPOXT OLEPYWV) KABWC
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EMIONG UE TA AVETMOPKN ETMESA CUUUETOXNG KAl AVTOYWVLOUOU TIou adopd Kupiwg
uUmnpeoieg mou Ba amaltnBolv OTo NAEKTPIKO CUCTNHUA OTNV EMOUEVN TEPiodo
(adpavela, cupPoAn og BPaxUKUKAWO KATL.).

XOPOAKTNPLOTIKO TTAPASELYUA TEXVOAOYLWV TIOU XPNOLLOTIOLOUVTOL YO TNV TIAPOXN
UTINPECLWV OTIWG OL TTAPATIAVW ATIOTEAOUV OL TEXVOAOYLEC TTOU amoBnKel oLV eVEpyELa
HE TN Hopdn TNG KLVNTIKNG EVEPYELAC, OTWG Ol oUYXPOVOL TIUKVWTEG (synchronous
condensers) pe mANBog £pywv va €xouv eykataotabel oe Eupwnn (Fepuavia, Aavia,
ItaAia) kat HMA ta teAeutaia xpovia kat ot opovdulol (flywheels).

OL ouyxpovol MUKVWTEG (synchronous condenser) eival oUyXpoveg UNXAVEG, TIOU
AelToupyouV Xwplig Kvntpla pnxavn (prime mover), otpédovrtal xwpis ¢poptio pe
S1€yepon puBuLlopevn os pla eupeia meploxn TLHwWV. Edikotepa oL Stataelg auTec:

— Ymootnpilouv tnVv t@on tou SlKTUoU Tapéxoviag SuVOMLK pubulon aépyou
Loxvog

—  JupPBaMiouv otn ouVOALKN oTtaBun BpaxukuKAWoewS otov KOpBo Slktuou Omou
ouvoéeTal

— Mapéxouv otnpLen Taong tou nAektplkou diktuou anodidovtag depyo LoxL Katd
™ Sdpkela Bubioswv taong

— AwBétouv  onuavtik  kavotnta  «umepdoptionc»,  Snladry  StaBEtouv
Sduvatdétnta puBuLong MoAAAMAAGoLA TNG OVOUAOTIKAG TOUG YL CUVTOUO XPOVO

Ye ouvduaouo e eykataotaon opovbUuAwv (flywheels) cuvelodépouv otnv avénon
NG adPAVELOC TOU CUOTHUATOC TIOU amoteAel BaCIKO XOPAKTNPELOTIKO TOU Yl TNV
QTOKPLON TOU O OUVONKEG Slatapaywy.

Avadoplkd HE TNV OVAYKN EYKATAOTOONG OUYXPOVWV TUKVWTIWV oto EXMHE
TIPAYLATOTIOLOUVTOL SLEPEUVHOELS TIOU €0TLAJOUV OTIC avaykeG odpavelag Kot
peLVHATOC BpoaxukUKAwWONG TOu ZuoTtnuatog e Paon Tig omoie¢ Ba AndBouv
anodAcel; o€ €va €MOUEVO Slaotnua yla evdexopevn cuunepiAndn avrtiotoywv
Epywv o€ emopeva AMA.

1.5.3 ZuuBoAn AME otn puduion tacswv tou Suothuaros Metapopag

MNa tov éAeyxo Tacewv Tou Xuotnupato¢ Metadopdg SiepeuvnBnke n duvatotnta
OUMPBOANRC TwV eykateotnuévwy povadwv AME mou Bplokovtal oe Asttoupyia. Onwg
elval yvwoto, €8Ik oL YEVVNTPLEG TIOU EYXEOUV NAEKTPLKA EVEPYELD HEOW
NAekTpoVIKWV LoxLOG (PE) €xouv peyadeg Suvatotnteg Asttoupyiag eAéyxou aépyou
Lox0OoG KoL Umopouv va xpnolgonotnBolv otnv aVIIHETWLON Tou TpofAnuatog. O
Eupwnaikdg Kwdikag Zuvdeong yevvntpuwv (Requirements for Generators — RfG)
Beomilel pa ospd amod TEToleg mpodlaypadéc ya TG xwpes UEAN TG EE svw
npoodata (ZemteuPplog 2020) eykpiBnke amod tn Pubuiotikiy Apxi n €oiynon tou
AAMHE erti tng edpappoyng tou RfG mou mephapfavel Tov KaBopLoUO TOPAUETPWVY.
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Ot anattioelg tou RfG eivat Suvatov va epappootouv yla cuvdéoels otabuwyv AME
oto olotnua petadopdg Kabwg ol meploootepec A/l mou €xouv ouvdebel ta
teAdevtaia 10 xpovia 0To cUOTNUA HETAPOPAG EXOUV TEXVIKEG SUVATOTNTEC EAEYXOU
AEPYOU LOYVUOG TTOU UrmopoLV va aflomotnBouv evw napdAAnia udiotatal Suvatotnta
QITOOTOAN G EVTOAWV KATAVOUAC otoug Y/ cuvdeonc.

Me Bdon ta mapandvw anod oXeTki kataypodn twv Itabuwv AMNE pe Suvatotnteg
oUUBOANG otn pUBULON Tdong poéku e OTL o cuvolo 242 Itabuwv AMNE (A/M kot
®/B) eykateotnuévng Loxvog 3600 MW pe ocuvdeon oto ZUotnua o 96 Y/2, udiotatat
Sduvatotnta puBuiong os 173 A/N eykateotnuévng Loxvog 3100 MW oe 71 Y/3 kal og
9 ®/B Itabuoug eykateotnuevng Loxvog 80 MW oe 6 Y/3.

Me Bdon ta amoteAéopata TNG OXETKNG Slepelivnong TPOPAEMETAL OTO EMOUEVO
Sdlaotnua n €kdoon yevikng odnylag yla tn pubuion tTwv povadwyv AME pe ocuvdeon
0TO ZUOTNUA WOTE va. cUUBAAAOUV OTn PUBULON TACEWV avAAoya HE TNV TPExouoa
Tiapaywyr toug. To pétpo adopad mept toug 173 AloAkou¢g kat 9 O/wtoBoAtaikoug
JTaBuoUg ouvoAlkng toxvog 3180 MW (otoela o e€aunpvou 2020). Mo toug
JtaBuoug autolg Ba embwwxbel n puBuon He otaBepd ouvieAeoth LOXUOG
(uecootaBuika mept to 0,95) pe OUYKeEKPLUEVN amaitnon ova mepimtwon yu
anoppodnaon aépyou Loxvog otig A/ i} 6TouC avTloTPodE(C.

1.5.4 Zvuotjuata Arodnkeuong

Onwg Nnén avadépbnke n eykatdotacn amobNKeEUTIKWY OTABUWYV WG TARPWG
EVOWHOTWUEVA OTOLXElD TOU ouOoTAHOTOC HETAdOPAG UMOPEL va €XEL TAUTOXPOVA
od€ANn TO00 yla To Alaxelplot 6cov adopd tov EAeyxo Kal tnv eveAi&ia tou EZMHE,
000 KOl YLa TO GUVOAO TNG ayopas NAEKTPLKAG EVEPYELAG. ZTO TAALoLo auto, o AAMHE
oxeblaoe kal mpoteivel mpo¢ vuAomoinon €va TIAOTIKO €pyo Tou TepAaPBAveL TV
geykataotaon SU0 CUOTNUATWY ATOBNKEUONG EVEPYELOC LE CUCOWPEUTEG (Battery
Energy Storage System — BESS) oe YnootaBuou¢ tou Zuotrpatog Metadopdc. To épyo
TIOU oupmnepAapBavetal oto mapov AMA €xel TUAOTIKO XAPOKTAPA HE OKOTO va
amoktTnBel onNUAVTIKA EUMELpla yla TN XPRON TwV CUCTNUATWY armoBnKeuong yLo TtV
BéAtiotn Asttoupyla Tou Juotnpatog. Emwonuaivetat otL av kat ot dUo otabuol
ovuoowpeutwyv BOa £xouv OLadOPETIKEC €PAPUOYEG, WOTOCO TPOPAEMETAL N
OUVTOVIOHEVN AELTOUPYLO TOUG WOTE TO £PY0 VO €XEL KOTA TO SUVOTO CUVOALKA
OUGETEPO AMOTEAECHA WG TIPOC TNV ayopa NAEKTPLKAG evépyelag (market neutral).

1.5.4.1 MAoOTIKOG ZTABUOG JUOOWPEVUTWYV ot Xteped EAAASa

H ouvexwg avfavopevn mapaywyrn NAEKTPLKNC evEpyeLag amo AMNE amattel KATAAANAN
Sloxelplon Tou NAEKTPLIKOU GUOTAHATOC yia TNV anoduyn cupdoprioewv. H cuvndng
OVTIUETWITILON OO TOUC ALOXELPLOTEG JUOTNUATWYV Metadopds Twv cUUdOPHOEWV
Tou Zuotnuatog Metadopdc sival gite n evioxuor) Tou pe Kataokeun VEwV . M. gite
n avaBabuion vdlotapevwy .M. (m.X. LE AVACUPUATWON AyWYWV SLOTNPWVTOG TOUG
8loug mMuAwveg). QOTOCO O€ APKETEG MEPLTTWOELG N KATAOKEUN VEWV .M. kaBilotatat
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TPAKTIKA aduvatn Adyw mepPAAAOVIIKWY TIEPLOPLOUWY VW N avaBaduion
volotapevwy M.M. dev elval mavra texvika ediktr. To yeyovog autd odrynoe ta
TeAevTala Xpovia apKETOUG ALOXELPLOTEC TuoTnUATtwy Metadopdg otnv uloBETnon
EVOAANQKTIKWY AUCEWV Yyl TNV OQVIHLETWILON OUUDOPNOEWY OTO NAEKTPLKA
ocuotnuata mou Baociletal otig TeEXVOAOYLKEG €eAIEeLC oTOV TOUE TNG AmOBAKeELONG
NAEKTPLKAG EVEPYELAG.

tnv Meplpépeta Itepeds EANASOG To ZUoTtnpa epdavileTal KOATA TOMOUG KOPECHUEVO.
Elbikotepa n mepldepelaky evotnta Bowwtiag xopaktnpiletal omod HeyaAn
EYKATECTNEVN LOXU TOOO BepLkwy povadwv 600 kat povadwv AME. Qotdoo undpxel
auénuévo evdladEpov yla mepattépw avamntuén 2taduwv AME otnv neploxn. Me Baon
TN Slepelivnon MPOEKUYPE OTL EVOAAAKTIKA TNG QMALTOUMEVNG KATAOKEUNG VEag .M.
150 kV, &nAadn tnv evioyuon Tou CUCTAUATOC, YLt TNV EEUNNPETNON TWV AUENUEVWV
avaykwv yla petadopd oxvog, n uAomoinon otaBpol CUCCWPEUTWY UIOPEL va
avénoel tnv duvatotnta cuvdeong véwy Itabuwv AMNE otnv meploxn katd 50 MW. Q¢
KataAAnAotepog Y/Z yla TNV €yKOTAOTACN TOU OTAOUOU CUCCWPEUTWY HETA amod
oxetikny Olepevvnon mpokpibnke o Y/X OnBag. O oxedlalopevog oTABUOG
anoBnkevong avotntag 20 MW/1 h Ba cupBAaAAeL otnv eTUSEIKTLIKA EdapUOYH TNG
XPNONG TWV oTaBUWV amobrnkeuong W EVOWUATWHEVO OTOLXELO TOU ZUCTAUATOC yLa
NV alénon tng LetadopLkng Lkavotntag o Sladpououg petadopdg Loxvog.

1.5.4.2 TMAoTKOC ZTabuoc Zuoowpeutwy otn Nago

Ano 1o Pefpoudplo tou 2018 omodte kot 1€Onke o€ Aettoupyia n Stacuvdeon Twv
KukAadwv, n évtagn kal Asttoupyia twv Tomikwy AZlM o€ ZUpo, Mapo kat Mukovo dev
elval mMAéov amapaitntn o€ KOVOVIKEG OUVONKEG Aeltoupylog TwV KOAWSLOKWY
Slaouvbéoswv amd Aavplo kat EUBola. Metd tnv OAokAnpwon Twv €pywv TOU
nepappavovrav otnv B’ kat I @don tng Stacuvdeong twv KukAadwv mpoPAémnetal
n otadlakn anocupon Twv torkwv AZlM, Anv tou AZM Napou, o onoiog mpoBAEneTal
va SLatnpnOel yla MEPUTTWOELG EKTAKTWVY QVOYKWYV TIOU EVOEXETOL VOL aVaKUYOUV LETA
ano BAAPN ot KaAwSLakeS SlacuvdEaoels. Ma To okomo auto, pe Baon tnv eEEALEN
TWV GopTiwV TWV VNOLWTIKWV CUCTNUATWYV TIou €xouv dlacuvdeBel,éxel umtoAoyLoTel
n amapaitntn wxuc nou Ba npénel va dtatnpnBet oe kabeotwg epedpeiag EKTAKTWY
OVOYKWV HE KpLtplo tnv KaAuyn tn¢ {tnong. Emonpaivetal n KPLOOTNTA TNG
SlaBeopotntag tng epedpikng Loxvog, kabwe cuvbnkec uPnARg ITNoNG ota eV AOYWw
vnold epdavilovtal otV Ol TG TOUPLOTIKAG TIEPLOSOU Omou Tuxov aduvapuia
efumnpétnong tng {tnong Ba €XEL ONUOVTIKEG KOWVWVIKOOLKOVOULKEG ETUTTWOELG.
Jopdwva pe TN OXETKN Slepelvnon Tou mapatiBetal otnv evotnta 3.3.32, 1O
anattoupevo LPoc e ededpelag eKTAKTWY avaykwv mou Ba diatnpnBel yia tnv
KAAun Tou cuyKpoTtnuatog Twv Bopeiwv KukAadwv avépyetal nepimov os 50 MW,
EVW LOYUG TNG TaENG Twv 50 MW amatteitat va dtatnpnBet otn Onpa.

Qotooo, n dlatipnon povadwyv tou torikol Al ot kaBeotwg edpedpelag EKTAKTWY
QVAYKWV OCUVETIAYETOL OLKOVOMLKO KOOTOG TIOU cuviotatol oTo otabepd KOOTOG
Aettoupylag mou adopad otig dandveg pobodoaoiag kat cuvtipnong, ot damaveg yla
TPNoN amoOE€UaTOG KAUGLMOU Kal yld KOTOVAAWON KAUGLIHOU TwVv SOKLUWV
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ETOLLOTNTAC KAl KAANG Aettoupylag Kat TEAOG oTi¢ Samaveg kedpaAaiou.Emumpoobétwg
elvat moAU mBOavd n udlotauevn LOXUG OTouG¢ ToTmikoug AZM va xpelootel
QVTLKATAOTAON EVIOG TNG SEKAETIOG YL AOYOUG TOAALOTNTAC KOL LN CUUHOPdWONG LE
TEPLBOANOVTLKEG QTOLTI OELG.

EVOAANQKTIKG, TUAMA TWV QMATOUUEVWY CUUBATIKWY Bgpulkwyv povadwv ylo Tnv
KAAuyn tng amattoupevng edpedpeiag EKTAKTWY AVAYKWY UMOPEL var uTtokataoTabel
amo TNV eykatdotaon KatdAAnAou pey£EBouc cuotruatog anobnkeuong. Mo To okomno
OLUTO TIPAYLATOTIOL ONKE TEXVIKOOLKOVOULKN LEAETNYLA TNV SLEPEUVNON OKOTILUOTNTOG
gyKataotaong otabpol cucowpeutwy oc Y/2 tng Mapou 1 tng Naou yia thv kKaAuyn
HUEPOUG TNC amaLToUEVNG ededpeiag EKTakTwy avaykwv. H dtepevvnon Baciotnke os
VEVIKN peBodoloyia mou avamtuxBnke yla TNV eKTIUNON TNG EMAPKELAG LOXUOG TWV
Sdlaouvdedepévwy vnowwv, AapBavovtag umoPn TN otoxaotikotnta BAaBwv
uroBpUxLWV Slacuvdécewv (MAéov TNG MBavotnTag un dtabeouotntag Bepuikwy
povadwv mapaywyng) Kat tn SuvatdtnTa EYKATACTOONG CUCTNHATWY amoBrKkeuonc.

JUuPWVO HE TA OMOTEAECHATA TNG €V AOYW HEAETNG, TIPOKUTITEL OTL UEPOC TNG
BepULKNAC LOXVOG Ttou amaltteital va dtatnpnbet wg Yuxpn ededpeia otov AZM MNdapou
umopel va umokataotaBel and cuoTnUa AmoBNKEUCNGEVEPYELAG € CUCOWPEUTEG
(Battery Energy Storage System — BESS), xwp(¢ n emMapKeLo TOU GUVOALKOU GUGTHOTOG
Twv Slaouvdedepévwy vnolwv Twv KukAadwv va emnpeactel SUCUEVWC.

Amo tnv oxetikn dlepelvnon mpoékue OtL og e€daptnon Ue TNV €EEALEN TOU KOOTOUG
TWV CUCOWPEUTWV TNV EMOEVN Tiepiodo (evtdg Tou elpoug ou Bewpeitat mBavo),
evOEXETAL TO CUOTNUA AMOBNKEVONG UE CUCCWPEUTEG VAL TIAEOVEKTEL OLKOVOULKA yLal
LEVEDN UTIOKABLOTOUEVNC BEPULKAG LOXUOG EWG 8 MW, VW OTLG TTEPUTTWOELC TIOU TO
cluoTNUA amoBrKeUONG UTIOAEITTETAL OLKOVOWULKA, TO €TUMAEOV KOOTOC WUTOPEL va
BewpnOel evAoyo yla éva TUAOTIKO €pY0 AUTAC TNE TAENG HeyEBoug.

INUELWVETAL ETIONG OTL, OTWG KAl YLO TG OEPULKEG LOVASEC, N eEUMNPETNON AVAYKWY
Puxpng edpedpeiag ouvenayetal mMoAU Alyec wpeg Astoupyiag eTnolwg (katd péco
0p0) yla To cloTNUA armoBrKeuong. 2Tov UTIOAOLTTO XPOVO TO CUCTNUA amoBrnKeuong
UTopel va €xel meploootepa opEAN Ot OXEON HE TIC OepUlkéC povadeg mou Ba
urtaxBouv oe KaBeoTwG ePeSpeiag EKTAKTWY AVOYKWV.

Avadoplka PE TNV TIPOTEWVOUEVN B€0N €yKATAOTAONG TOU OTAOUOU CUCCWPEUTWV
nipaypatonol)onke dtepevivnon Twv UPLOTAREVWY SLaBEoLuwy Xwpwv otouc Y/Z twv
KukAadwv, wote va mpokUPouv oL EAAXLOTEC SUVATEG TAPEUBACELS LE YyVWHOVA TNV
ehaylotomoinon tng meptBarloviikng OxAnong emi Twv vnowwv. Me Baon 1™
Slepelivnon mpokpivetal o Y/Z NGfou oTo oLKOTESO TOU OMOLOU UTIAPXEL EMAPKNG
SL0BE0IHOG XWPOG Yyl TNV EYKATACTAON TOU OTOOUOU CUCCWPEUTWV Kol Oev
amnatteltal KAmola EMEKTAON.

Me Bdon ta moapandavw, oto napov AMNA cupneplhappavetal pdtacn ya MAOTIKO

‘Epyo eykatdotaong ZUoTUOTOG ZUCOWPEUTWY 0Tn NAEo w¢ MANPWG EVOWUATWLEVO
otolxelo tou Zuotnuatog Metadopdg, peyéBoug 7 €wg 10 MW pe wavotnta
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amoBnkevong 4 wpwv HE xpovodlaypaupo uAomoinong kat évtaéng oto Iuotnua
Metadopdg evtog tou 2022. e auti TNV Teplmtwon, n amaitnon datpnong
Bepuikwv povadwyv otov AIM Napou yla avaykn Yuxpng epedpeiag Ba amopelwdel
oUUPWVA LE TA ATIOTEAECHOTA TNEG UEAETNC.

1.6 AHMOZIOINOIHZH KAl AIABOYAEYZH

To AMA 2022 - 2031 eival autoteAéc kal mepA\apPAavel TVOKEG UE AETMTOUEPN
xpovodlaypappata uAomoinong twv €pywv, KaBwE Kal TIVOKEG PE TIC EKTILWUEVES
OVTLOTOLXEC ETAOLEC XPNHOATIKEC POEC VLA TA €pYa AUTA. ZUMPWVA UE TIG SLATAEELS TNG
Kelpevng vopoBeoiag kal tou puBulotikol mAaloiou, to mapdv AMA 2022 - 2031
TiBetal oe Anudéola AwPBolAeucn yla €vav PARva omo TNV nNUEPOUNVIO TNG
dnuooievong tou otnv LotooeAida tou AAMHE, wote ol evdladepousvol va
umtoBAaAouv TG amOYELS KAl TG TAPATNPHOELS TOUG. 2T cuvEXela, o AAMHE, adou
enefepyaotel Ta amoteAéopata tng Anuootag AtafouAeuong, umtoBarAeL To oxESLO
ANA autng Tng Xpovikng meptddou otn PAE mpog éykplon. Emetta and tnv oAokAnpwon
NG eykpLtikng Stadikaciog, to AMNA efelSikeVetal e MPOCOETA TAPAPTHATA T
omola TEepAAUPAVOUV AETITOUEPEDTEPA TEXVIKA OTOLXELA (OTWCG HOVOYPOAUULIKA
Sdlaypaupota), T omoia dnuoclevovtal  otnv  LotoosAida Tou AAMHE
(http://www.admie.gr).
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2 AEAOMENA KAI NMAPAAOXEZ

2.1 [EPITPA®H TOY YDISTAMENOY XY:THMATOZX

To Zvotnua Metadopdg (epe€ng kalovuevo “Z0otnua”) oto omoio avadépetal To
ANA, amoteAeital amnod to AlacuvdeSeUEVO TUOTNUA TOU NTIEPWTIKOU TUAUOTOC TNG
Xwpag Kot Twv Stacuvdedepévwy pe autd Niowv ota entimeda uPnAng (150 kV katl 66
kV) kot urtepuPnAic tdong (400 kV)e. To Siktuo umoyeiwv (Y/T) kohwdiwv Y.T. to
omoilo eEunnPeTel AKTLVLKA TLG OVAYKEG TNG EPLOXNG TNG MPWTEVOUCAC EUTLITEL OTNV
appodlotnTta tou ALlaxElploT) Tou AWKTUOU, O omolog eival umevBuvog yla Tov
TIPOYPOUHATIOMO TNG AVATTUENG Tou. Mapd tauta, eMeLSN N avantuén Kat Asltoupyia
Tou AlktUou Y.T. TNG MEPLOXNG MPWTEVOUCOG EXEL ONUOVTLKI EMUMTWAON OTNV AVATTTUEN
TOU ZUOTAMATOC, O aUTO To AMA avadépovtal kat ot Yrnootabuol YT/MT kal ta
Kévtpa Atavoung (K/A) tng meploxng mpwtelouoag, ol KAAWSLOKEG TOUG CUVEEDELG PE
TO ZUOTNUA, KABWG Kal N LEAAOVTLKN aVvATTUEN TOUG, OMWE £XEL YyvwoTtomnolnBel ano
ToV ALOXELPLOTH TOoU AKTUOU.

To mpPOBANUA TNG UEYAANG YEWYPADLKG QVIOOPPOTIAC HUETOED TNG TOPAYWYNS
(Boppag) kat Twv ¢optiwv (NOTOG), TO omoio Atav WBlaitepa oNUAVIIKO KOTA TO
napeABov olaitepa Toug KAAOKALPLVOUG LNVEC, TIPOKTIKA Sev udiotatal mAEov, Aoyw
TWV €WC Kal ONUEPA UAOTIOLNUEVWY EVIOXUCEWV TOU ZUCTAUATOC, TNG EVTAENG VEWV
povadwv mapaywyng oto NOTo ZUOoTNHA, TNG CWPEUTIKAG EVIaEnG TUKVWTWV
avtiotabulong, tng Helwon¢ twv doptiwv Kal tng avénong tng Sleomappévng
napaywyne, Wdiwg twv O/B.

Jto emoOpeva e5AdLa YIVETAL L0t CUVOTITIKH TIAPOUCLOON TWV KUPLOTEPWVY CUVIOTWOWV
TOU UPLOTAPEVOU JUOTAMATOG Katd katnyopia (YrootaBuol YT/MT, KYT, Fpappeg
Metadopag). Eva amAomoLtnUévo PoVOYPa KO Staypappa GaivETAL OTO CUVNUUEVO
VEWYPOPLKO XapTN.

2.1.1 Ynootraduoi 150 kV/MT kau Kévtpa YnepuynAng Taong (KYT)

OLY/3 katta KYT tou Zuotripatog ouvoilovrat oto MNivaka 1. Ewg tov AskEUPpLo tou
2020 ntav cuvdedepévol 0To TUOTNUAL:

Y& aUTO To ZUotnua dev meplthapPfavovral ta avefaptnta uothuata Metadopdc, UPLOTAUEVA 1)
peMovTikd, ota un Stacuvdedepéva Nnolwd (Kpntn, Podog, AéoBog, Kwg), o oxedlaoudc kal n
avamntuén Twv onolwv eival otnv appodldtnta tou Alaxelploth Alktuou Kal Oa mapapeivel og auth
£€w¢ TN dlaoclvdeon Toug Ue To HelpwTtikd Totnua.
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Mw. 1: YmootaBuoi 150 kV/MT kat Kévtpa YriepunAnc Taong (KYT)

Y/Z & KYT
TYNOZ METAZX/ZMOY | ZEYzZH: ZYNOAO

KYT (400/150 kV) - Zebénc (400 kV) 18 4 22
Y/ unoBLBacpou — Levéng (150/20
kV & 66/20 kV) 202 4 206
Y/ KotavaAwtwv YT - Opuxeiwv 37 37
Y/ avuLlJ('uc;r]q (otaBuwv )8 58
napaywyng’)
Y/Z avOpwong napaywywv AMNE 68 68
(20/150 kV, 30/150 kV & 33/150 kV)

2YNOAO 361

2.1.2 [lpauuéc Metapopdcg (I.M.)

210 Z0otnua umnapyxouv .M. vdnAng (66 kV kat 150 kV) kat urmtepunAng (400 kV)
taong dtadopwv 6wV Kal TUTIWY, CUVOAIKOU URKOUG OTIWG OTOV TIVOKA O OToiog
aKOAOUBEL.

EruumAéov, eivat eykateotnuéva 200 km umoyeiwv kaAwdiwv 150 kV yia tn petadopd
LoXV0G EVTOC TWV TTUKVOKATOLKNEVWY TIEPLOXWV TNG MpwTeloOUCAC, TA OTTOLA AV KOUV
oto Aiktuo 150 kV.

M. 2: ZuvoAika Mnkn .M. tou Zuotrjuatoc (AekéuBptoc2020)

ENINEAO TAZHZ (kV) EIAOZ T M. SYNOAIKO MHKOZ (km)
Evaépleg 39
66
YroBpUxLeg 74
Evaéplec 8241
150 Yroyeleg 332
YroBpuUxLeg 808
Evaépleg 2760
YToyeLeg 31
400
Evaéplec 3.P. 107
YrioBpuyLeg 2.P. 1608

7 supBatikol otaBpol mapaywynig & YHE > 15 MW.
8 Apopolv To urtoBpUxLo TUAKA Tou cuvSéopou I.P. EAAGSac - Itahiag, To omoio dev mephapBdvetal
ota nayta tou AAMHE.
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2.1.3 Zuokeuég Avtiotaduiong Aépyou loxuog

OLavayKeg yla avtlotaduLon agépyou LoxUog KOAUTITOVTOL E TNV EYKATAOTACN OTATWY
TIUKVWTWV KaL TtNVIWV. Mo OUYKEKPLUEVA, YA TNV TOTIKA oTAPLEN TWV TACEWV OTOUG
Y/2 150 kV/MT, xpnotpomoloUvTal TUKVWTEG oL omoiot eykadiotavral Kupiwg oToug
Tuyol¢ M.T. Twv YnootaBuwv (ocuvoAkng oxvog 4660 MVAr mepimou). e moAAoUG
arnd toug Y/I autoug €xouv eykatactabel emiong ocuothpata €AEyXou yla TNV
avtopatn évtagn/anévrtoén Twv MUKVWIWV ot Babuideg (tumika 3x4 MVAr) mou
ouvdéovtal otnv mAsupa M.T. EmumpooBeta, €xouv eykataotabel cuotolyieg
TMUKVWTWV 150 kV, cuvoAkng Loxvog 556 MVAr, og Y/ kat KYT Tou ZU0TrHaToG.

ErmutAéov, €xouv eykataotaBel mnvia otnv mAeupa 150 kV oe YmootaBuoucg 150
kV/MT (oe ekeivoug otoucg omoiou¢ cuvdéovtal umoBpuxta KaAwdia) GUVOALKNG
Loxvog 762 MVAr kal avtiotoixw¢ otnv mAsupad 400 kV o KYT omou cuvdéovtal .M.
mou mepAapBavouy UTIOYEL Kol UTtoBpUXLa TUAUATA, CUVOALKNG Loxuog 360 MVAr,
KaBw¢ kot oto tpltevov TUAypa (mAeupd 30 kV) twv AM/I twv KYT yua tnv
OVTIUETWITILON TWV TIPOBANUATWYV TNG EUPAVIONEG TwV UPNAWV TACEWV KATA TG WPEG
xapnAou ¢optiou, cUVOALKNG LoxLog 2450 MVAr.

TéAog oto ZUoTtnua AeltoupyoUlV 2 OTATA CUCTAUOTO QVTLOTABULONG AEpYOU LoXUOC
(SVC) otoucg Y/2 150 kV/MT ZUpou kat MAataviotol, 100 MVAr kot +16/-50 MVAr
avtiotola.

2.1.4 Awedveic Aiacuvbéocig

Amo6 tov Oktwpplo tou 2004 1o EAANVIKO ZUOTNUA EMAVAAELTOUPYEL oUyXpova KOl
napdAAnAa pe to OSlacuvdedepévo Eupwmaikd ZUOTNUO UTO TOV YEVIKOTEPO
ouvtoviopo tou ENTSO-E (European Network of Transmission System Operators for
Electricity), o omoiog¢ amoteAel wg npog ta BEpata Asttoupyilag Kal avantuéng Tou
Juotiuatog ano tov lovvio tou 2009 Stadoxo kat euputepo oxfua t¢ UCTE (Union
pour la Coordination du Transport de I’ Electricité). H mapdAAnAn Asttoupyia Tou
EAANVIKoU Zuotuatog pe to Eupwmnaikd emtuyxdvetal HEow StaouvdeTikwy .M.,
kuplwg 400 kV, pe ta Zuotiuoata tng AABaviag, tng Boulyapiag, tng Bopelag
Makedoviag kat Tng Toupkiag. EmumAéov, To EAANVIKO ZUOTNUA CUVOEETAL acUyxpova
HEow umofBpuyiou ocuvdéopou cuvexoug pebpatog taong 400 kV pe tnv ItaAia.

H tomoAoyia twv udlotdpevwy kat umo avamtuén Slacuvdécewv daivetal oto
okOAouBo oxnua, OTO OToilo ToploTAvovTal UE SLadOPETIKOUG XPWHATIOUOUE Ol
UDLOTAPEVEG, OL UTIO KOTOOKEUI], Ol TIPOYPOUMOTIOUEVEG KOl OL UTIO MEAETN
SloouvbEoelg.
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Becescaba Rosiori

Isaccea

DC Link to
Italy

AIAZYNAEZEIZ
400 kv

— Y QIOTAPEVEG

e YTI0 KATAOKEUT

Mpoy péveg
— YTT6 PEAETN

Zxnua 2 : Zynuatiko Ataypauua twv AlacuvEeSeUEVWY SUOTNUATWY TS BaAkavikrg

ITn ouvéxela mopatiBetal pilo avalutikn meplypadr Twv SlaouvOECEWV TOU
EAANVIKOU ZUOTAUATOC HE TO TUCTHMOTA TWV YELTOVIKWY XWPWV.

2.1.4.1 EM\ASa - Bopela Makedovia

Me to ZUotnua tng Bopetag Makedoviag n EAAMGSa cuvdéetal péow:

e pulog ypopung 400 kV amAol KukAwpato¢ pe Sl6upo aywyd OVOUOOTIKAG
avotntog petadopdac 1400 MVA, petall tou KYT @scoahovikng kot tou Dubrovo
otn Bopela Makedovia kat

e uiog ypopung 400 kV amAol KukAwpatog pe S6ibupo aywyd OVOUOOTIKAG
kavotntag petadopag 1400 MVA, petagu tou KYT MeAitng kat tng Bitola otn
Bopela Makebovia.

2.1.4.2 EM\GSa - AABavia
Me to AABavikod Z0otnpa n EANGSa cuvdéeTal péow:

e uiag ypopung 400 kV amlol KukKAwpoto¢ e O6(O6UMO aywyd OVOUOOTLKNAG
kavotntog petadopadg 1400 MVA, petafl KYT Kapdiag kat Zemblak otnv AABavia.

31



Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

e uiag ypapung 150 kV gladpol TUMOU OVOUAOTLKAG LKavotntag petadopag 138
MVA petatu tou Y/Z Mouptou kat tou YHZ Bistrica otnv AABavia.

2.1.4.3 EMaba - BouAyapia

Me 1o BouAyapiko Zuotnua n EAAada cuvdéetal péow piag .M. 400 kV (tomou B'B')
OVOUOOTLKAG Lkavotntag petadopdg 1400 MVA, petad tou KYT Oecoalovikng Kal
Tou Blagoevgrad otn BouAyapia.

2.1.4.4 EMGOa - ltoAia

H dtacuvdeon autr) cuvdéel to KYT ApayxBou pe tov Y/ Galatina otnv ItaAia. Eival
oUv&eoNn ouVEXOUG PEULATOC Kal TEpAaUBAVEL:

e 2 3taBuoug petatponng YTZP (HVDC) 400 kV ikavotntog 500 MW

o tunuata evaegpiwv .M. DC pnkoug 45 km emtt ItaAikol e6dadoug kat 107 km et
eAM\nvikoL edadoug

e tuRua unoyeiou kaAwdiov DC pnkoug 4 km et ItaAikol edddoug

e £va umnoPpuxo kaAwdio DC 400 kV wavotntag petadopds 500 MW kal pRKoug
160 km.

To KYT ApaxBou ocuvbéetal pe to Zuotnpa péow dvo .M. 400 kV armAol KUKAWUOTOC
pe tpidupo aywyo (B'B'B'/400 kV) pe ta KYT TpikdAwv kot AxeAwou prkoug 105 km

kat 71,5 km avtiotolya.

H dtaolvbeon .P. twv Zuotnuatwy EAAGdac katl Itadiog péow umoBpuyiov kalwdiou
€xeL TeBel o€ epmopkn Asttoupyia amo to téAog Tou 2002.

2.1.4.5 EMabda - Toupkia

Me 1o Zuotnua tnc¢ Toupkiag n EANGSa cuvdéetal péow piag .M. 400 kV povou
KUKAWMOTOC HE TPiSUHOo aywyo (tumou B'B'B’) oVOUAOTLKAG LKOVOTNTAG LETOPOPAG
2000 MVA, petad tou KYT Néag 2avtag kot tou Y/ Babaeski otnv Toupkia.

2.2 BAZIKA AEAOMENA ZXEAIAZMOY

221 Q@oprtia

Baolkog otoxoc tou oxebSlaopou tou EXMHE gival n ikavomoinon Katd tpomno acdaln,
0€LOTILOTO, OLKOVOULKA omoSOTIKO Kal TIEPLBOAAOVTIKA QMOSEKTO, TWV AVOYKWV
UETAPOPAC NAEKTPLKAG EVEPYELAG, YL OAEC TIC AVOLEVOUEVEG CUVONKEC AsLtToupylag.

32



Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

V‘v
#aopne
ANEZAPTHTOE

Ektoc amnd tnv avamntuén twv vEwv ITabuwv napaywyng (cupnep\apfavopévwy Kat
Twv 2taBuwv AME), kpilowog mapdyovtag ylo Tov oXedlaopd avamtuéng Ttou
Juotnuatog eival n mpoPAenopevn €€EAEN Twv GOPTIWV KATA TN SLAPKELD TNG
TiepLodou 2022 - 2031 kat elSikOTEPA N €EEALEN TWV AKPOLWV TLLWV TOUG (LEYIOTWVY KoL
elaxiotwv).

O oxedlaouOC yla TIC WPEG LEYLOTOU TOU ZUOTNUATOG KOBOPIEL TIG KUPLWG QVAYKEC
VEWV €pywv Metadopadg, ta omoia eivat ot .M. 400 kV kat 150 kV, ta Kévtpa
YriepuPnAng Taong (KYT) Kot To HETPO TNE XWPNTLKAG avTlotaduiong, Bewpwvtag Tig
AELTOUPYLKEG CUVONKEG TIG omoieg kaBopilel o KAZ [4].

Katd tig wpeg eAayiotou Tou Zuotnuartog e€etalovtal Kupiwg Bépata Statrpnong tou
ETWNESOU TWV TACEWV €VIOC TwV oplwv ta omoia kabopilet o KAZ [4] yia tov
TIPOCOLOPLOUO TWV AVAYKWY O€ SLATAELELG EMAYWYLKNG avTloTaduiong (kuplwg nnvia).

Ol ouvOnkeg péylotng INtnong epdavilovral ev yével kata tn Bepivn mepiodo kal otn
SLAPKELD TWV HECNUBPLVWY WPWV, EVW OL ouvBnKeg ehaxLotng InTnong tnv avolén
KOTA TLG VUXTEPLVEC WPEC. TO QMOAUTO E€AAXLOTO TOU UOTHMOTOG eudaviletal
ouvnbwg kata tnv mepiodo tou Mdaoxa. Adyw 1tng paydaiag avénong tng
Sleonappévng mapaywyng ano O/B, to péyloto ¢poptio ZuoTANATOC (AUTO TO Omolo
Slakiveltal péow tou fuotnuato¢ Metadopdg) Ba eudaviletal MAEOV KATA TIG
Bpadvég wpeg katd T omoieg e Asttoupyolv ot dwtoPoAtaikol Itabuol kat Ba
TIAPOUGCLALEL UIKPOTEPEG AVAYKEC AVTLOTABULONG OEPYOU LoXUOC.

Ta teAevtaia xpovia, n enibpaon TG 0TOXAOTIKAG tapaywyng twv AME €xel avaxOel
OE ONUOVTIKN TIAPAUETPO Yl TN AElToupyla TOU ZUOTAUATOG, KOTA HEV TIC WPEC
ehayiotou Ppoptiou KUplwgAdYw TWV ALOAKWV TTAPKWY, KATA &€ TIG LECUPBPLVEC WPEC
peyiotou ¢optiou, 16lwg TNV gapivr kot Bepivr mepiodo, kat Adyw TNG avéavopevng
Sieioduonc pwrofoAtaikwy.

Ta ¢poptia ta onoia BswpolvTal yLa TOV OXESLOOUO TOU JUCTAHOTOC TIPOEPYOVTAL OO

LG ENG TINYEG:

e Tnv ektipnon tou AAMHE yia tn cuvoAikn {ntnon tng Loxuog KoL TNE EVEPYELAG OTO
Zuotnua, n ocuvoyn ¢ onoiag napatiBetat otnv Evotnta 2.3.

o Tic SLOOEOLUEG EKTLUNOELG TOU ALOXELPLOTH) TOU AIKTUOU OXETLKA LE TNV EEEALEN TWV
doptiwv Alavoung. O AAMHE npocapuolel autd ta doptia KatdAAnAa, WoTE To
OUVOALKO ¢opTio va avtiotolxel ot mpoPAEPelg oL omoieg avadépovrtal
TIAPOKATW.

e Tic mpoPAePelg twv Poptiwv twv Medatwv Y.T. (cupmephopBovopeévwy Twy
Opuxeiwv).

H ektiunon tng ¢$oOpTonG TwV OTOLXELWV TOU ZUCTAUOTOC UTIOKELTAL OE TIOAAEG
aBeBarotnteg, oL onoieg moAAamAacialovtal pe tnv avéavouevn dieioduon twv AME.
Elvat yeyovog, 6tLn Udeon TnG EAANVLIKAG OlKovoiag 06rynoe o€ peiwon tou poptiou
OTNV EVEPYEL KAl OTNV axun évavil Twv poPAePewv otig omolieg BaociobBnkav ot
TIPOYEVEOTEPEG UEAETEG TNG avarmtuéng tou EZMHE. Akoun kat €dv Bewpnbouv ol
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EKTLUAOELC YLt TNV avakapdn tn¢ owovopiag, odnyolpacte os PoPAEPELS O OTL
adopa otnv €€EAEN NG INTNong, otnv evépyela (Evotnta 2.3.2) koL OTNV atxun
(Evotnta 2.3.3) onuavtika xopnAotepeg amo tig mpoPAEYELC oL onoieg avadEpovral
o€ mponyoLueva keipeva AMNA.

Ztnv ektipgnon tng €§€AEng tng {ntnong Bewpeitat n Itnon twv NAowv oL oTmolEg
avapévetal va SltacuvdeBoulv katad tnv repiodo tnv omoia KaAUTTEL AUTo To AlMA.

2.2.2 Néot Ynooraduoi (Y/Z) YT/MT

Y& auto to ANA avadépovtal mpoPAEPeLS yia kataokeur VEWV Y/Z YT/MT, oL onoleg
elvat Suvato va tafvopunBouv wg e€NG:

e O Awoxelploti¢ AKTUOU €xeL oxeblAoel Oamd TA TIPONYOUHEVA XPOvia TNV
eykataotaon vVéwv Y/I unofiBacpov 150 kV/MT, n uvlomoinon twv omoiwv Ba
TIPOYPOUHATIOOEL O ouvevvonon PETAEL Twv SU0 ALaXELPLOTWY (ZUCTHUATOG KOl
Aktiou) pe tnv unoypadn TupPacng ZUvdeong.

e [l TNV OAOKANpWON TOU £€pyou TNG NAEKTpOdOTNONG TNG Kivnong Twv
apagootolylwyv Tou OZE petafl tng ABrivag kal tTng OecoaAovikng QmOUEVEL N
KATAOKEUN Kol N oUvdeon Ue To ZUoTnua Twv Tpwwv (3) Y/ 150 kV/MT (AvOnAn,
KaAAutevkn/Mep oAt kat Pagavn). H kataokeurp tou Y/I Pagavng é€xel
oAokAnpwOel. Ekkpepel n uAomoinon tng .M. Padvn - Zuotnua.

e EmutAéov, oe loxU Bpiokovtal Mpoodopécg 2UvEeang oL omoieg €xouv xopnynBel yla
v Katookeunn 5 Y/X 150 kV/MT, oL omoiot Ba efumnpetioouv doptia
Bropnxavikwv katavaAlwtwv os Slddopeg meploxes tng Xwpag (Attikr, Kopwbia,
Mayvnoia, XaAkidikn), onwg neplypddetal otnv Evotnta 3.6.2 kot avadépetal
avaAutikd otov Mivaka X2 tou Mapaptuatog | avtou tou AMA.

e [la TNV amoppodnon TG MaPAyOUEVNC LOXUOG armo ITabuoug mapaywyng amo AlE,
nipoBAEnetal n avartuén véwv Y/3 150 kV/MT oe Stadopa onpeia tg xwpag. Ot
véolL Y/Z 150 kV/MT ot omoiot Oa amattnOouv yia tn ouvdeon twv Stabuwv AME ot
oroiot €xouv AaBel Oplotikn Npoadopd Tuvdeong (OMNZ) amnd tov AEXMHE ) tov
AAMHE, meplypadovtatl otnv Evotnta 2.2.4 kot mapatiBevrol ovaAuTIKA oTov
Mivaka X1 tou Napaptiuatog | autou tou AMA.

INUELWVETAL, OTL N évtaén Twv Y/Z oL omoiot eEUTNPETOUV TIC EYKATACTACELS MeAaTwy

Y.T. 4 ZtaBuwv napaywyng anod AME dev eivat duvato va mpoodloploBel xpovika,
kaBwg n vAomoinon toug e€apTATAL OO TOUG EUMAEKOUEVOUC XPOTEG.

2.2.3 ZvuBartikéc Movadeg Mapaywyng

MNa tnv katdption tou AMNA Bewpouvtal ol UPLOTAUEVEC CUUPATIKEC HOVASEC
TIapaywyng (Le TLg TuXoV eANUUEVEG amodAoeLg SLAKOT G TNG AELTOUPYLOG OPLOPEVWY
€€ aUTWV) KOl QUTEG oL omoleg Bplokovtal oto oTtadlo KATAOKEUNG. 2Toug MNivakeg ot
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oroiot akoAouBouv ¢daivovtal ol cuPBATIKEG povadeg oL omoleg eival og Aettoupyia,
KaBwg kat 60e¢ amnod tig adslodotnuéveg €xouv Mpoodopa Zuvdeong (MN2).

El8kOTEpQ, Yo TOV OXESLAOUO TOU ZUCTHUATOC KATA TN XPOVLIKN SLAPKELX AUTOU TOU
AMNA, TAéov TwV UDLOTAPEVWY HOVASWY TOpaywynG Ol OMOLeC €lval o€ gUMOpLKA
Aettoupyia, é€xouv BewpnBel kat ot  €€ng peAlovtikol adslodotnuévol
OepponAektpikol Ztabpuot MNapaywyng pe N2 og woxL:

e O AyVLTIKOG ZTaBuog mapaywyng tng AEH A.E., toxUog 660 MW, otnv MtoAepaida.

e O ZtaBudg Ouaoikou Agpiou Zuvduaopévou KikAou tng MYTIAHNAIOZ A.E., Loxuog
826 MW, otov Ayto NikoAao tn¢ Bowwtiag.

e O XtaBuocg OuaikoL Aepiou Zuvduaopévou Kukhou tng FTEK TEPNA A.E., oxUo¢ 665
MW, otn Blropnxavikr Meptoxn (BI.NE.) tTng Kopotnvng.

e O JtaBuog Ouowkou Aegpiou Tuvduaopévou KukAdou tou OMIAQY KAPATZH ALE.,
Loxvog 660 MW, otn XaAkn Afnpou KileAép otnv Nepldepetakn Evotnta Adploag.

e O ZtaBuog Quotkou Agpiou Zuvduaopévou KikAou DAMCO ENERGY A.E., oxuog
662 MW, otn BI.ME. AAe€avSpoUToAnc.

e O JtaBuog Quowol Aepiou Zuvduaopévou KokAou HAEKTPOMAPATMQIH
JOYZAKIOY A.E., oxUog 457 MW, otoug Ayloug Ocodwpoug Nopou KopuvBiag.

e O ZtaBuog Guaowkou Aegpiou Tuvduaopévou KukAou EABAAXAAKOP A.E., woxvog
651 MW, otn BIL.ME. OloBng otnv Nepidpepetakn Evotnta Bolwtiag.
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Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

M. 3: Ylotauevec Oeputkéc Movadec MNapaywync Suvdebeuevec oto Zuotnua

(Maptiog 2021)
EFKAT/NH KAGAPH
NAPArQroz ITAGMOZ NAPATQIHZ MONAAA NAPATQrHz IEXYE (MW)® | IEXYE (MW)
Awyvitikég Movadeg
AEH AHZ Ay. Anuntpiou Ay. Anuntpuog | 300 274
AEH AHZ Ay. Anuntpiou Ay. AnuAtpLog i 300 274
AEH AHZ Ay. Anuntpiou Ay. Anunrtpuog il 310 283
AEH AHZ Ay. Anuntpiou Ay. Anurtplog IV 310 283
AEH AHZ Ay. Anuntpiou Ay. Anuntplog V 375 342
AEH AHZ Apuvtaiou Aplvrtato 1@ 300 273
AEH AHZ Apuvtaiou Autvtato 1Y) 300 273
AEH AHZ KapSidg Kapdid 1) 300 275
AEH AHZ KapSidg Kapdid 116) 300 275
AEH AHZ Kapbidg Kapdua Il 306 280
AEH AHZ Kapbidg Kapdia IV 306 280
AEH AHZ MeyoAomoAng A MeyoahormoAn Il 300 255
AEH AHZ MeyaAomoAng B MeyoaAomoAn IV 300 256
AEH AHZ MeAitng MeAitn | 330 289
JUvoAo toxuog Ayvitikwv Movadwv: 4337 3912
Movadeg Quoikou Aepiou uvduacpévou KukAou (MEK)
AEH AHZ A\Bepiou ANBEPLV 426,9 417
AEH AHZ Kopotnvig MZK Kopotnvng 484,6 476,3
AEH AHZ Aaupiou Aavplo IV («MeydAn MZK») 560 550,2
AEH AHZ Aaupiou AaUplo V («Néo M2K») 385,2 377,6
AEH AHZ MeyaAomoAng B MeyahomoAn V 860 811
ELPEDISON ENEPTEIAKH OHX ENOEX M2K ENOEX 408,4 400,3
HPQN II
OEPMOHAEKTPIKOZ OHZ HPQN I M2K HPQN 11 432 422,1
>TAOGMO2 BOIQTIAZ
KOPIN®OZ POWER OHZ Ay. Oeobwpwv M3K Ay. Og08Wwpwv 436,6 433,5
ELPEDISON ENEPTEIAKH OHZ OioBng M3K @ioBng 421,6 410
PROTERGIA OHZ Ay. NikoAdou MZK Ay. NikoAdou 4445 432,7
3UvoAo toyUuog Movabwv DA Suvbuacuévou KukAou: 4859,8 4730,7
Movadeg Duoikou Agpiou Avolktol KukAou
HPQN ©@EPMOHAEKTPIKH OHX HPQN 3 povadeg 148,5 147,8
JUvoAo toxuog AtuootpoBidikwv Movadwv DA: 148,5 147,8
Katavepopeveg Movadeg ZHOYA
AAOYMINION OHZ Ahoupwviou 3 uovabdeg 3340 334
JUvolo toxuog Kataveuouevwv Movadwv SHOYA: 334 334
JUV0A0 LoYU0G OEPUONAEKTPIKWY STATUWVY: 8819,3 8313,5

PwNPR

TOUG andoupon

Avadépovtal Lovo oL HovASEG oL OToieg elval KaTaxwpnuéveg oto Mntpwo Movasdwy Napaywyrg Ayopdg E€lcoppdmnnong.
Agv avadpépovtal oL OepponAektpikol Itabpol pe eykateotnuévn oxy Ukpotepn twv 40 MW.
H gykateotnuévn oxUg Twv povadwy (125, 125 kat 84 MW) mpokUTTeL ano Ti§ avtiotowyeg Adeleg Napaywync.

OL Hovadeg auTég €xouv aoeL T Asttoupyia Toug amd tov ZemtépuBplo tou 2020. Ekkpepel N amodoaon yLa TV 0pLoTikn

5. OLpOVASEG AUTEG €XOUV GUUITANPWOEL TIG TIPOPBAETOMEVEG oo To ApBpo 33.1 thg O8nyiag 2015/75/EE wpeg Asttoupyiag
Toug (kabeotwg mapékkAlong meploplopévng Aettoupyiac) kat Sev eivat Stabéoipueg oto Tuotnua. Ekkpepei n anodaon ya

TNV 0PLOTLKA TOUG amdoupon.

9 s0pdwva pe TNV avtiotoyn Adsta Mapaywyhg kat Ti¢ Anoddoselg tng PAE mepi oploTikig andoupong
Twv povadwv Ntolepaidag | €wg IV, Auttol | kad ll, MeyalomoAng | ka Il, AABepiou Il kat IV, Aaupiou
I €wg lll, Ay. Fewpylou VIII kat IX.
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Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

M. 4: Yplotauevec YéponAektpikéc Movadec Mapaywyric SuvdeSeuévec oto
Juotnua (Maptiog 2021)

EFKAT/NH KAGAPH
NAPArQroz ITAOGMOZ NAPATQrHz MONAAA NAPATQrHz 1IZXYZ
IZXYZ (MW)°
(MW)
AEH YHZ Aypa Aypag | 25 25
AEH YHZ Aypa Aypag Il 25 25
AEH YHZ Acwpdtwv Acwpoarta | 54 54
AEH YHZ Acwpdtwv Acwpoata ll 54 54
AEH YHZ Eéecoaiou Edeooaiog 19 19
AEH YHS Onoaupot Onoaupds | (Avaotpédyn - 128 128
QavTANTKA povada)
, Onoaupodg Il (AvaotpéPun -
AEH YHZ Onoaupol i . 128 128
QVTANTIKA povada)
. Onoaupog Il (AvaotpéPuun -
AEH YHX ©Onoaupou , , 128 128
QavTANTKA povada)
AEH YHZ Iapiwva I\apiwvag | 76,5 76,5
AEH YHZ Iapiwva I\apiwvag | 76,5 76,5
AEH YHZ Kaotpakiou Koaotpdxk | 80 80
AEH YHZ Kaotpakiou Kootpdxkt |1 80 80
AEH YHZ Kaotpakiou Kaotpaxk 1l 80 80
AEH YHZ Kaotpakiou Kaotpakt IV 80 80
AEH YHZ Kpepaotwv Kpepoaota | 109,3 109,3
AEH YHZ Kpepaotwv Kpepaota Il 109,3 109,3
AEH YHZ Kpepaotwv Kpepaota I 109,3 109,3
AEH YHZ Kpepaotwv Kpepaota IV 109,3 109,3
AEH YHZ Addwva Aadwvag | 35 35
AEH YHZ Addwva A&Swvag Il 35 35
AEH YHZ Mnywv Awou Mnyég Awou | 105 105
AEH YHZ Nnywv Awou Mnyég Awou I 105 105
AEH YHZ NMAaotrpa (Taupwrndg) MAaotrpag | 43,3 43,3
AEH YHZ NMAaotipa (Taupwrndg) MAaotrpog Il 43,3 43,3
AEH YHZ NMAaotipa (Taupwrndg) MAaotrpag I 43,3 43,3
AEH YHZ MAatavoBpuong MAatavoBpuon | 58 58
AEH YHZ MAatavoBpuong MAatavoBpuaon i 58 58
AEH YHZ NoAUdutou MoAudurto | 125 125
AEH YHZ NoAUu¢utou MoAUduto II 125 125
AEH YHZ NoAudutou MoAudurto I 125 125
AEH YHZ Moupvapliou | Moupvadpt |, Movdda | 100 100
AEH YHZ Moupvapiou | Moupvdpt |, Movada Il 100 100
AEH YHZ Moupvapiou | Moupvdpt |, Movada il 100 100
AEH YHZ Moupvapiou Il Moupvdpt Il, Movada | 16 16
AEH YHZ Moupvapiou Il Moupvdpt Il, Movada Il 16 16
AEH YHZ Noupvapiovu Il Moupvdpt Il, Movada lli 1,6 1,6
AEH YHZ Ztpdtou Stpdrog | 75 75
AEH YHZ Ztpdtou Stpdrog I 75 75
AEH YHE Snkids 2pnid | (AvaoTpeun - 105 105
QVTANTIKA povada)
AEH YHE Snide 2pnid Il (Avaotpeduyn - 105 105
QVTANTIKA povada)
AEH YHS SnKidg 2ok Il (Avaotpepun - 105 105
QVTANTIKA povada)
2UvoAo oxvog YéponAektpikwv Movadwv: 3170,7 3170,7

1. Avadépovtal Hovo oL LoVASEG oL omoieg sival katayxwpnuéveg oto Mntpwo Movadwv Mapaywyng Ayopdg EElooppomnnong.
2. Aesv avadépovtal ta Mikpd YSponAektpikd ta omoia umdyovtat ot Stata&elg tou ApBpou 9 tou Nopou 3468/2006,
Bewpolpeva we Itabuol Napaywyng AME.

0 50udpwva pe tnv avtiotoryn Adeta Mapaywyrg
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Aekaetég Mpoypauua Avantuéng SuoTtnuatoc

Metapopac 2022-2031

M. 5: Abetodotnuévec ZuuBatikéc Movadec Mapaywyrc oto Ataouvdebeuévo
Zuotnua ue Mpoogopa Zuvdeonc o€ toyu (Maptiog 2021)

NPOzZQPINH 1IZXYZ
NAPArQroz ONOMASIA TEQIPA®IKH GEZH (MW) NAPATHPHZEIZ
OEPMOHAEKTPIKOI STAGMOI (Atyvitnc)
H Adela MNapaywyng cuvodevetal
AEH MtoAepaida V MNtoAepaiba 660 arno Adsta ALavopnig OepUIKAG
Evépyelag Loxvog 140 MW
OEPMOHAEKTPIKOI s TAOMOI (Puowkoé Aépro Fuvduacpévou KikAou)
MYTIAHNAIOZ OHZ,AV' MZ2K Ay. NikoAdou Il 826
NwoAdou Il
OHZ BI.ME. ,
TEPNA Kopotnvic M2K BI.ME. Kopotnvng 665
. A.5. X&AKkng, Anpou
OMIAOZ KAPATZH A.E. OHZI XA&AKNG KieMép, Te. AApLOOC 660
DAMCO ENERGY A.E. OH3 EBpovu | BINE AAe€QvEpoUTOANG 662
HAEKTPOMAPATQIH SOYZAKIOY | OHZ HAektp/ywyn | Aylolt O@ed66wpot, Nopou 457
A.E. Soucakiou Kopwbiag
OHs BI.MNE. Olopnc m.e.
EABAAXAAKOP A.E. EABaAXodhkép Bowrtiac 651
YAPOHAEKTPIKOI £ TAOMOI
AEH YH? MétooBo lwavvivwv 2x14,5
MetoopBitikou
AEH YHX AFH Muotpa, 6.€. ’I'Ilvéswv, 2 x 80
Meooxwpag T..€. TPIKOAWV
AUAGKL AxeAwou
TEPNA ENEPTEIAKH YHZ Aulakiou Tetpaduliag Aptag Kat 83,6
AxeAlwou Kapditoag
, Mupyog Apdloyiag AVTANGCLOTOULEUTLKO €pYO,
TEPNA ENEPTEIAKH YHz Nupyou ArtwAoakapvaviag 220 Kavotntag avtAnong 234 MW
YHZ Ay. lewpyiou | Ay. lewpylog Apudloxiag AVTANGLOTOULEUTLKO £pYO,
TEPNA ENEPTEIAKH | , 4 , .
Audoxiog AurtwAoakapvaviag €0 wKavotntag avtAnong 496 MW

1. Avadépovtat pdvo oL povadeg ot omoieg éxouv adelodotnBei and ta mpwnv YNAN kat YAEKA, to vuv YMEN 1) tn PAE kat 6a
ouvdeBoulv oto EEMHE.

2. H 1ox0¢ mpokUTTeL amo thv avtiotoxn Adela Mapaywyng.

3. H tehwkn) ovopaocia k&Be Ftabpol Napaywyng kabopiletal pe tnv avtiotolyn LUuBacn vvdeong.

‘Exouv oto mapeABov ekboBel apkeTéC Mpoodopeg ZUvOeang yla AAAOUC cUUPBATIKOUC
JtaBbuouc mapaywyng, oL omoiotl Sev avapévetal va uAomolnBouv TOUAGXLOTOV OTOV
XPOVLKO opilovta autoU tou AlMA.

2.2.4 Avavewoiwues [lnyéc Evépyeiag kot Movadeg Zuunapaywyns Yyning
Amnébdoonc

Y€ QUTA TNV UTTOEVOTNTA QTTOTUTTWVETAL CUVOTTTIKA N UPLOTAUEVN KOTAOTOON OE OTL
adopa otnVv Evtatn VEWV Hovadwyv Tapaywyng NAEKTPLKNAG evépyelag amo AME. Onwg
avaAvetal otnv Evotnta 2.2.4.3, n Steioduon povadwv AMNE oto ZUotnpa HAEKTPLKNAC
Evépyelog, €KTOC amo tnv evioxuon twv SIKTUwvV Metadopdg amattel Kat AAAEC
Spaoelg (kupiwg oto Aettoupyko eminedo), wote va e€aodpaliletal n achalng Kat
alomiotn Aettoupyia Tou.

Ta A/N Aoyw tou pey€Boug TN LoxVog Toug cuvdEovtal cuvBwe oto JVoTNUA HECW
Y/% 150/20 kV 1} 150/30 kV kat 150/33 kV. & MOAAEC MEPUTTWOELS ETUAEYETAL N
Kataokeun Twv Y/Z oe ynneda ta omnoia Bpiokovral otn {wvn 06suong twv .M. Y.T.,
Aoyw NG aduvapiog ektéAeong €pywv Y.T. oTnV mepLloxn Tou otabpol, oAAG KoL yla
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Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

V‘v
#aopne
ANEZAPTHTOE

Vv e€aodaAlon TnG TaxUTEPNG UAOTIOINONG TWV £pywv cuvdeong, KabBwg emiong ya
TN MElwon Tou KOoTouC. O ALaXelpLoThC Tou Aktiou ouvdéel katd kavovall ta A/M
KOl TG AAAEC povadeg mapaywyng NAEKTPLKNG evépyelag amd AME pLKPAG OXETIKA
LoxUog (kdtw twv 8 MW), ot omnoieg arotelolv tn «Alavepnuévn Napaywyn»? ota
Siktua M.T. Kal Toug uTtooTaBUOUG TNG APUOSLOTNTACG Tou. Ta TeAeuTala XpovLia, yla
£pya LEYAANG EYKATEOTNUEVNG LOXVOG €xouv 800l OMNZ yla ouvdeon oe Y/ 400/20 kV
N Y/Z 400/33 kV.

OL Mwkpol YéponAektpikol ZtaBuot (MYHZ), n ovouaoTiky LoXUG TwV OMolwy omavia
unepPaivel ta 5 MW, cuvbéovtal katd kavova oto diktuo Stavoung M.T. Ze TOAAEG
QTMOUOKPUOUEVEG Tieploxég (Mivdog, opewvy Melomovvnoog K.d.) HE €viovo
evlladépov yla avantuén MYHZ (ouvnBwg tng taéews 1-3 MW) dev udiotatal Siktuo
M.T. KOl N QMAyOPEVTIKA amootaon yla T cuvdeon Toug PEow véou Siktuou M.T.,
KaBlotd wg povadikr Aon tn ouvdeor) Toug Héow Twv Y/ avuwongc.

Ol ZtaBuot cupmapaywyng NAeKTpLopoL Kat Beppotntag andédoong (XHOYA) oL omoliot
EUTUMTOUV OTNV Katnyopia twv povadwv tou ApBpou 9 tou Nopou 3468/2006 pali pe
TLG QVTIOTOLXEG MOVASECG Tapaywyng NAEKTPLIKNG evépyelag and AME, kabwg kal ot
JtaBuol Blopalag - Bloaepiou, eival KATA Kavova UIKPAG LoXUOG Kal cuvdEovTal oTo
Aiktuo Alavoung.

2.2.4.1 Mapouoo KATAoTAoN

‘Hén €xouv xopnynBet Adeleg Napaywyng kat BeBawwoelg Mapaywyou ya épya ANE,
nept Ta 38,5 GW o€ 0An tn xwpa. Autég ol Adeleg adopolv Kupilwg AloAkd Mapka
(A/N) kor GwtoBoAtaikoug Ztabuoug (O/B). Ze pkpdTEPN €KTOCN ADOPOUV ULKPOUG
udponAektplkol¢ Ztabuoug (MYHZ) kat ZtaBuoug kavong PBlopalag [ Bloaepiou
(2BIO). EmutAéov, mepllapfadavovtatl ol Ztabuol cupmapaywyng NAEKTpLOPOU Kal
Bepudtntag uPnAig anddoong (ZHOYA). NapdAAnAa, uTtdpXEL KAl LEYANOG aplOUOG
otaBuwv AME (cuvoALKi g Loxvog avw twv 3,5 GW) rou e€atpeital and tnv unoxpéwaon
ANdng Adeslag Napaywyng kot Bpiloketal oe Aettoupyia i €xeL awtnbel ouvdeon oto
Zuotnua N to Aiktuo.

Ewg kal to téAog tou 2020, oto EZIMHE Aettoupyoloav ol Ztabuol mapaywyng
NAEKTPLKAG evépyelag amd AME kat TYOHA? ouvolikh¢ eykateotnpuévng oxvog 7341
MW, ek twv omoiwv ta 3810 MW adopolv A/M kot ta 3082 MW adopoiuv ®O/B
(oupmephapupavopévwy 351,56 MW and ®/B tou Ewdikou Mpoypappatog GEK B’
1079/2009).

1'0Onwc e€edikeBNkKe otov v. 4152/2013, unonapdypadog 1.1’

2 MNapaywyr] oOXeTIKA WKPAC LoxUog, cuvdeSepévn oto AlkTtuo Alavounc, o€ HKpH amdotacn amno To
doptia KAl Un UTOKELEVN O KEVTPLKO £AeyX0 o€ €BVLIKO N o€ epLdepeLako eminedo.

13 3tig povddec SHOYA Sev cuyKaTaAEyETAL N KATOVEUOUEVN HovaSa e TNV LoXU TPOoTEPALOTNTOG
134,6 MW

39



Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

V‘v
#aopne
ANEZAPTHTOE

MapaAAnAa, €xouv xopnynBet OMNX oe emumAéov 251 ItabBuoug yla Tapoywyn
NAEKTPLKAG eVvépyelag amo AMNE OUVOALKNG EyKATECTNUEVNG LoXUOG 3867 MW yia tn
ouvdeon toug oto Zuotnua (dev meplhapBdavovtat ot avriotolyol Xtabuol ol omolot
gumintouv otnv appodidtnta tou AEAAHE). Ao to yeviko ocuvoAo twv 251 Oz, ot
109 adopouv A/M woxvog 2398 MW mepimou. O M. 6 cuvoPilel TA OTATIOTIKA
otolxeia Twv Ztabuwv AMNE ot onoiot €xouv AdBet MpoodopEg ZUvEEONC KAL AUTWV OL
orolotL Aeltoupyouv. Autd Ta oTolxelo SnUoctlevovTal TEPLOSIKA oTNV LoTooeAida Tou
AAMHE (http://www.admie.gr) kat otnv otooeAida tou YMNEN (http://www.ypeka.gr).

M. 6 : loxug twv Staduwv Mapaywyrc tou Apdpou 9 tou Nopou 3468/2006 (ATE
kat JHOYA) ava eiboc kat w¢ rpoc¢ to otadio tnc avantuéng (AskeuBpiogc 2020)

IZXYZ (MW)
EIAOZ : : ¢ :
Me pun O;;:i’tgl;qn I;I((I))oocbopsq Me Optg;::g::ol'rllzg)od)opsc S& Aerroupyia®
A/N 14785 2398 3810
®/B 801 1417 3082
MYHZ 191 13 245
JHOYA 61 39 108
IBIO 71 0 96
H/© 121 0 0
ZYNOAO 16030 3867 7341

(1) Ma obvdeon oto Tuotnua (gumintouv otnv appodiotnta tou AAMHE), cupuneplthapfavovtal kat ot
Autonapaywyot

(2) NephapPavovtal kat ot ITabpol oL onolol eumintouv otnv apuodiotnta tou AEAAHE, kabwg kat ot
@/B Ztabuoi tou Eldikol Mpoypdupatog OEK B° 1079/2009. Aev mepthapBdvovtal ot Itabuoi ot
omolol 6ev mapelyav evépyeLa To TpEXoV £T0¢. Emiong, Sev meplhapBavetal n KATAVEUOUEVN povada
JHOYA pe tnv oy npotepatdtntag 134,6 MW

Jupdwva pe tov Mivaka 6 Kal pe To mEpag Tou €toug 2020, ol EBvikol 2tdxot tou DEK
B’ 1630/2010 yia tnv Embiwkopevn Avadoyia Eykateotnuévng loxvog AME (BA. Miv.
7) ekmAnpwvovtal povo yla toug pwtoPfoAtaikous otabuouc. Ol mpoavadepbeioeg
Mpoodopec XUvdeong, Oswpwvtag €va AoOylKO TOCOOTO UAOMOINONG QUTWVY,
TIPOUNVUOUV HEYAAN avamtuén otnv eykateotnuévn oxL AMNE oto péANov, pe Eudoaon
ota A/MN. Anto to 2020 kot oto €€AG yla TV avamtuén twv AME £xouv tebel oL otod)oL
Tou EBvikou Zxediou yla tnv Evépyela kat to KAipa (EZEK) [3].
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M. 7 : EQvikoi otoyol yia TNV eMSIWKOUEV avaAoyia EYKATECTNUEVNC Loyvog AlE
(MW) yia ta é€tn 2014 ko 2020 [2]

2014 2020

Y&ponAektpLka 3700 | 4650
Mikpa (0-15 MW)| 300 350

MeydAa (>15 MW)| 3400 | 4300

QOwtopoAtaika 1500 | 2200
EyKaTaoTAoELG oo emayyeAHATIEG AyPOTECS
¢ nepintwong (B) Tng map. 6 tou apbp. 15 500 750
Tou v.3851/2010

Noumnég eykataotaoslg | 1000 1450

HALoBeppuLKa 120 250
AloA kA (mephappavopévwy Baacaciwv) 4000 | 7500
Blopala 200 350

INUELWVETAL OTL OE QPKETEC TIEPUTTWOEL UTIAPXEL ONUAVTLKN XPOVIKH UOTEPNnOoN
QVAUEDTQ OTOV XPOVO TNG Xxopnynong tTwv MNpoodopwv LUvEeong Kal TnG uAomoinong
Twv €pywv Me €ublvn Twv aviotoiywv MNapaywywv. EEakoAouBolv va
adelodotolvtal VEa £pya yla Ta omola umtoBAaAAovTal ALTHoELS yla T cUVSETH Toug,
evw emunmpoobeta umoPfdilovial Slapkwe OLTAOEL, oL omoie¢ adopouv oTnv
ETUKALPOTIOLNON KAl Tpomomnoinon Twv udlotdpevwy MNpoodopwv Zuvdeonc.

Meta tnv B€on oe LoxL tou apBbpou 135 tou v.4685/2020 o AAMHE &€xetal attrpota
yla ékdoon OMZ, otnv mAelovotntd toug anod O/B otabuoug mou anaAAdccovtal ano
v ANYn Adswag 1 BeBaiwong Mapaywyou, dnAadn He eyKATECTNUEVN LOXU
ULKpOTEPN amd 1 MW, Otav mpocEPXOVTOL CWPPEUTIKA UE CUVOALKN oXU avw Twv 8
MW. Ta awtijuota autd abpoilouv cuVoAKA LoxU dvw twv 2000 MW (otoulxeia
Aek€pPBpn 2020). O AAMHE, ocbudwva pe tnv dtadikaocia mov anodaciotnke anod
KowoU petagl twv dVo Slaxelplotwy ocuvepyaletal pe tov AEAAHE pokeLpuévou amo
KowvoU ol AlaxelploTtég va kabBopioouv tov BEATIOTO TPOMO cUVEEDNG TWV oTABUWY
elte oto ZVotnua eite oto Aiktuo. MNa 1o Adyo autd o AAMHE, o omoiog eival
QIMOGEKTNG TWV OXETIKWY OULTNUATWY, amootéAAel otov AEAAHE mAnpodopia mou
nepAapBAavel Kuplwg TNV yewypadlkr amoTUNwon Twv oTabuwv KABE altipatog
TIPOKELUEVOU 0 AEAAHE va amodavbel av autol Pplokovtal oe meploxn
evllad€povtog Tou. ITnv ouveéxela kabopiletal o Apuddlog AlaXeLpLOTAC yia KABE
aitnua, o omoiog kot Ba mpoPel otov EAeyXo TWV SLKALOAOYNTIKWY TIPOKELEVOU Va
anodavOel av to attnua dStabétel mANpn N un dakelo ya tnv ékdoon OMNZ wote otn
OCUVEXELOL VO TIPOXWPNOEL 0TNV €K600N QUTAG.

OpLOpPEVEG YEWYPAPLKEG TTEPLOXEC epdavilouv NEN udnAn cuykévtpwon tabuwv
TIapPOywyn¢ NAEKTPLKAG eVEPYELaG amo AME, pe anotéAeopa tnv epdavion ocuvonkwv
ouudopnong n/kat kopeopol oto Tuotnua Metadopdc [17], cuudwva pe Tov XapTn
o omoiog ¢alvetal oto IxAua 4 kot to avadepopeva otnv Evotnta 3.8.
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AIAXEIPIETHE METAGOPAL
HAEKTPIKHE ENEPTEIAZ

Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

ItnVv KatevBuvon NG emitevéng Twv otoxwv €xXeL NG emMEABeL onuavtiky mpoodoc.
Katd to €tog 2014 ol Ztabuol mapaywync NAEKTplkAG evépyelag amo AME kal ot
JtaBpol oupmapaywyng nAektplopol kat Bepuotntag vPnAng anodoong (ZHOYA),
cupunepAapBavopévwy Kat Twv peyalwyv YéponAektpikwy Ztabuwyv (YHI), kdAuvav
nooootiaia To 25% tng ouvoAlkng {Ntnong oto EXMHE, evw katd to €tog 2015 auto
TO TTOCOOTO OTO EVEPYELAKO LooluyLo Eemépace To 29% TN ouvoAlkng {ntnong. MNa to
€10¢ 2016, av Kol Kataypadpnke HEWUEVN Tapaywyn anod toug YHE og oxéon LE To
€10¢ 2015 auto to Mooooto Slatnprninke dvw tou 29% evw yla to €to¢ 2017 €av Kot
unnpée emutAéov avénon twv Ztabuwv AMNE kal twv ZHOYA n pelwpévn cuvelodopd
TwV YHI pelwoe to mooooto oto 27%. To €tog 2018 pe tnv avénuévn ocuvelodbopd Twv
YHZ 1o mooooto Stapopdwbnke oto 31% mepinmou tng ouvoAlkng {ntnong. Mapopola
TIOOOOTA Yla TO EVEPYELOKO Hiypa Slatnpnbnkav kal yia ta €tn 2019 kat 2020 ue
HELWUEVN oUVELOPOPA Ao TouG peyaAoug YHE kat mapdAAnAn avénon twv AME aAl&
Kall TNG NAeKTpomapaywyng and Gpuoko agplo. H mapaywyn evépyelag amo Alyvitn
€xeL pBlvouvoa mopela TNV teAeutaia mevraetia pe eAdylotn cuvelopopad to 2020 mou
elval katw tou 30% oe oxéon pe to 2015. To wooluylo Twv Slacuvdecewv TNV
TeAevTala mevtaeTia kupaivetal and 12% ¢wg 19% tng etriolag ntnong.
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Zxnua 3: Miyua evépyetag ava eidoc Ztaduwv mapaywync yla ta €tn 2015 éwg 2020
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. Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
e s Metagopdc 2022-2031

Zxnua 4 : Xaptnc neptoywv ue peyadn dteicdbuan AlE oto Ataocuvdebeuévo Zootnua

2.2.4.2 Movadeg AMNE oe Asttoupyia oto Atacuvdebepévo Zuotnua

Onwcg mpoavadepOnKe, n OUVOALKN eykateotnuévn wxLE twv A/M ta omoia
Bpiokovtav os Aettoupyia £wg Kol To TéEAo¢ Tou 2020 unepPaivel ta 3810 MW, evw
erumAéov 36 A/M ouvoAkng toxvog 523 MW mepinou €xouv cuvapetl upBAOELS
JUvdeong HMe TOV ALOXELPLOTH TOU JUOTHUATOG. AMO T umohouneg AME peyaAn
EYKATEOTNMEVN LOXU o€ Aettoupyia €xouv ol QwtofoAtaikol otabuol pe 3082 MW.
INUOVTIKOG aplOpog Twv ITabuwv mapaywyng NAEKTPLKAG evépyelag ano AME (mavw
arno 3800 MW) €xel cuvdeBel oto AikTuo ALOVOUNC.

Jtov Mwv. 8 dalvetal n eyxwpla mapaywyn TS NAEKTPLKAG EVEPYELAC ATIO TOUC

JtaBbpouc mapaywyng NAEKTPLKAG evépyelag amo AMNE oto EXMHE kat n avtiotown
EYKATECTNMEVN LOXUG Yo Ta €tn 2008 £éwg kat 2020. H cuvelodpopd twv ITabpwv
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. Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
e e Metapopdc 2022-2031

apoywyng NAEKTPKNG evépyelag amd AME kal twv TaBuwv ocupmapoywyng
nNAektplopoL Kal Beppotntag vPnAng anodoong (ZHOYA) oto evepyelakd Looluylo
(e€apoupévwy Twv Katavepopevwv Movadwv YHZ kat ZHOYA), and 3,87% to £10¢
2008 avnABe kalmapapével avw Tou 20% aro to 2018 kat Enelta, evw to 2020 mépace
10 27%. EQv 0otn ouvelopopd autwv MPooTeBEel Kal n mapaywyrn Twv HeyaAwv YHZ, n
omola ylwa to £€to¢ 2020 ntav 2899 GWh (atobntd pewwpévn o oxéon pe ta Svo
TipoNyoUHEVA £TN), KOL TNE KATAVEUOUEVNC ZHOYA pe tnVv LoXU mpotepatdtntag 134,6
MW, t6te n ouvoAikr cuvelodopad amod Tig AMNE kat ZHOYA yia to 2020 ayyilel To 35%
oto oluylo tou EZIMHE. H ouvelodopad twv AMME ta teAeutaia xpovia £xeL otabepd
auénTikn Taon.

M. 8 : Mapaywyn HAektpikrc Evépyelacg amd Ztaduouc Mapaywyric tou Apdpou 9
Tou Nouou 3468/2006 (AlE kat ZHOYA) ato Atacuvdebeuévo Suotnua

A/N ®/B MYHZ 2BIO JHOYA® 2YNOAO

ETOX | MW | GWh | MW | GWh | MW | GWh | MW | GWh | MW | GWh | MW GWh

2008 791| 1661 11 5 158| 325 39( 177 63 35 1062 | 2203

2009 917| 1908 46 45 183 657 41 182 141| 144 1327 2937

2010 1039| 2062 153 132 197 754 41 194 125 115 1555| 3256

2011 1363 | 2596| 439 442 205| 581 45| 199 89| 142 2141 3959

2012 1466 | 3161 1126| 1510 213 669 45| 197 90| 149 2940| 5686

2013 1520| 3392| 2419 3408 2200 771 46| 210| 90| 119 4295| 7900

2014 1662| 3009| 2436| 3557 220) 701 47| 207 99| 159| 4464 7633

2015 1775| 3856| 2444 | 3629 224 707 52| 222 100| 188| 4595| 8602

2016 | 2047| 4331| 2444) 3650 223) 721 58| 253 100| 185 4872| 09140

2017 | 2302| 4777| 2445| 3719 230 586 61| 278| 100| 195| 5138| 9555

2018 | 2555| 5574| 2491| 3536 239 718 82| 294| 101| 184| 5468 10306

2019 | 3301| 6854 2640| 3713 240| 688 87| 362 105| 186| 6373| 11803

2020 | 3810| 8597| 3082| 4102| 245| 540 96| 424 108| 218 7341| 13881

Yto XxAua 5 Sivetal n e€EALEN TnNC eyKATECTNUEVNC LOXVOC TWV O€ AELToupyia ZTaOpwv
TIapaywyng NAEKTPKNC evépyelag amd AME Kal Twv ITaOUWV ocupmapoywyng
NAekTplopoL Kat Begppotntag vPnAng amodoong (ZHOYA) oto fUOTNUO, EVW OTO
Ixnuo 6 Sivetal n €€EAEN TNG TOPOYOUEVNG EVEPYELAG OVTIOTOLXO OO TOUG OF
Aettoupyia ItaBupol¢ ylo mapaywyrn NAEKTPLKAG evépyelag amd AME kal toug
JtaOpouc cupmapaywyns NAEKTPLOMOU Kal tng Beppdtntag uvPnAng amdédoong
(2HOYA) oto Uotnua €netta amo to £10¢ 2004. Kabe £T0¢ ONUELWVETAL CNUAVTLKN
avénon kat ota Svo HeyEdn. MNa to €tog¢ 2014, svw umnpée av&énon otnv
EYKATEOTNUEVN WOXU TWV ZTaBpwv mapaywyns NAEKTPLKAG evépyelac amo AME, n
avtiotolyn evépyela amo autoug n omoila amodoBnke oto IUoTNUA NTAV ULKPOTEPN
amo auth Tou €toug 2013, kuplwg AOyw TNG HELWHEVNC Ttapaywyns Twv A/M Kot Twv

14 Art6 1o €106 2012 nepthapBdavovtat kat ot /B Ztabuoi tou Eldikol Npoypdupatoc OEK B 1079/2009
15 Aev mephapBdvetal n katavepdpevn povada THOYA pe thv oxl npotepaldtntag 134,6 MW
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MYHZ. Zta emopeva €Tn N mopaywyr] TG EVEPYELOG Ao TOUG ZTAOUOUE TTOPAyWYNG
NAEKTPLKAG eVEPYELOG amo ANME emaviABe og avodiko pubuo.

ErKATEZTHMENH IZXYZ AMNE ANA TEXNOAOTIIA
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Zxnua 5 : EEEALEN TnG eykateaTnUEVNC LoxUOC amo Ztaduouc Mapaywyrc tov ApGpou
9 tou Nouou 3468/2006 (AME kot SHOYA) oto Alacuvdebeuévo Suothua
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Zxnua 6 : EEEALEN Tn¢ mapayouevnc evépyetac amd Ztaduouc Mapaywyn¢ tou
ApUTpou 9 tou Néuou 3468/2006 (AFE kot SHOYA) oto Atacuvdedeuévo Suotnua
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Ao ta napateBévra otolyeia yivetal pavepn n cupBolin twv O/B otnv avénon g
OUVOALKAG CUMMETOXNG TwV ZTaBuwV mapaywyns NAEKTPLKNG evépyelag amod AME oto
EVEPYELOKO Hiypa TNG Xwpag (Ue TNV €moxlakd opolopopdn petafoAn), amod tn
otabepomnoinon TN eyKATECTNUEVNG LOXUOC TNE amod To €tog 2014 £wg KAl OAUEPQ,
YEYOVOC TO OTol0 KataypAdpeTAL AVAAUTIKOTEPA OTO ETMOUEVO OXHA.
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Jxnua 7 : EEEAEN tne mapayouevnc evépyetac ard @/B ava unva
(otoyeia NATHE/AATIEET)

210 IxAuo 8 To omoio akoAouBel mapouoLAleTal N CUHUUETOXH TwV SLadopwv TUTTIWV
KAUG{HOU Kal TwV eLoaywywv otnv kaAun ¢ Intnong oto EXMHE:
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Zxnua 8 : Suupetoxn Twv SLlapopwV TUTTWV TOU KOUGTILUOU KoL TWV ELOAYWYWY OTNV
kaAvyn tnc {ntnong oto EXMHE amo to £€to¢ 2004

H ouppetoxy otnv kaAuyn tng Atnong amd Tig “kabapéc” mnyeég evépyelag
(oupBartikol udponAektpikol Itabuol kal Itabuol mopaywyng NAEKTPLKAG EVEPYELOG
ano AME, ocupmnepAappovouévwy Twy ITABUWY CUPMAPAYWYNG NAEKTPLOROU Kol
Bepudtntac vPnAng anddoong (ZHOYA) KATOVEUOUEVWY KAl UN) WG TTOCOOTO TNG
OUVOALKNC {NTnong Sivetal oto oXrua To omoio akoAouBel:

ZYMMETOXH YHZ, ANE KAI ZHOYA 2TO ENEPIEIAKO 1ZOZYT10
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Zxnua 9 : SuuuETOXn Tapaywync xwpic KaUuaon 0pUKTWY KAUOIUWY 0T CUVOALKN
{1tnon tn¢ NAEKTPLKAC EVEPYELAG ETTELTA QIO TO £TOC 200416

16 510 Sxé810 tou AMNA 2022 - 2031, to onoio urmtoBdAAeTat otn PAE to urvo Mdptio tou étoug 2021,
nephapPBavovtal (og 6Ao To keddAaLo) Kal Ta oToLxeia Tou €toug 2020.
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2to IxNua 9 daivetal n e€EALEN TNG CUUETOXNG TNG “KaBapnc” mapaywyng Twv ArE,
ouunepAaUBAVOUEVWY TWV CUUPATIKWY USPONAEKTPIKWY KAl TNG KATAVEUOUEVNG
povadag IHOYA (Anodaon tng PAE 341/2013) yia tnv 8La mepiodo. H GUUPETOXN TNG
“kaBapn¢” mapaywyng otnv kaAun tne {ntnong avénbnke amnd to 10,5% nepinou to
€10¢ 2004 o€ avw tou 30% amo to 2018 kot kopudwOnke oto 35% to 2020. Enewta
amo 1o £€1og 2013 autr N CUMHETOXN €lval otaBepd avw Tou 25%, He auéntiky Taon.

2to IxNua 10 daivetal n e€€AEN Sivetal n e€€AEN NG avtiotolng, o oxéon LE TO
IxAUa 9, eykateotnUévNng Loxvog. Eival davepo 6Tl n kopPikn avénon tng CUMMETOXNG
Twv AMNE oto woluylo tng evépyelog odeiletal kuplwg otnv auvénon Twv
gykatootacewv O/B Aoyw Twv LSLATEPA EAKUOTIKWV TIHWV (yLa TOUC €MEVOUTEC) oL
omolec eiyav BeopobetnBel. Autd TO yeyovog evOeXOUEVWG AELToUpynoe o BApog
aMwv texvoloywwv AMNE (6e onuewbdnke onuavtikn avénorn, ovaloyn HE TOUG
otoxoug tou MEK B” 1630/2010 yia tnv €MISLWKOUEVN avaloyio EYKOTECTNUEVNG
Loxvog amnod AME). Inuavilkd polo otn dlapdpdwaon Tou MOCOCTOU GUUHUETOXNG TNG
«KaBapnc» mapaywyng oto Looluylo dtadpapatilet kat n mapaywyr twv YHZ, n onoia
Sladépel and €t1o¢ ot £10G €falTiaC TWV EKAOCTOTE EMLKPOTOUCWV KALUATIKWY
ouvOnKwv.

12.000 H EFKATEZTHMENH IZXYZ YHE, AME KAl SHOYA (KATAN. & MH)

10.000

8.000

6.000

4.000

IEXYE (MW)

2.000

OANM @MYHXI @3BIO OXHOYA 0O®/B OO®/BIteywv BYHI Kar. ZHOYA

Zxnua 10 : EEEALEN TNG EYKATEOTNUEVNC LOYUOG amtO “KadapEc” mnNyEC NAEKTPLKNAC
EVEPYELOC a0 To £T0¢ 2004 €wc anuepa

2.2.4.3 MeA\ovTtikeG NMpokANOELG

Edav kamolog Bewprioet tov aplBuod Twv €pywv ta omola €xouv AdBet M2, WBlwg avtwv
Ta omoia StaBgtouv AEMNO kot OMNZ, to emevOUTIKO evdladEpov yLa TNV avamtuén Twy
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V‘v
#aopne
ANEZAPTHTOE

ANE ouveyiletal kat eival Suvatd va 06nynoeL otnv eMiteVEn TwWV €BVIKWY CTOXWV yLa
10 €10¢ 2030.

Mpo¢ auti tnv KateuBbuvon, umnpée Kal Ba CcuveXlOEL va UTIAPXEL N ONUOVTIKA
ouuBoAn tou AAMHE, o€ oxeSLaoTIKO KAl 0 KATAOKEUAOTIKO eminedo. To cUVOAO TwV
OrMZ oL omoleg €xouv ekd0BEL yla TIG CUVEEDELG TWV ITABUWV TOPAYWYNG NAEKTPLKAG
evépyelag and AMNE oto udlotdpevo IUoTNUA, OMWG AUTO SLopopPWVETAL Kal
CUMTTANPWVETAL LE TO €pya TNG HETADOPAG Ta omola elte €xouv N6n oAokAnpwoOEelL,
elte elval oe €€€ALEN Kal €XOUV ONUELWOEL ONUAVTIKA TiPp6odo, KaAUmTeL A& TOUG
oTOX0UC oL omoiol eiyav teBel yla to £€10¢ 2020. H €€€ALEN TwV UTIOAOITIWV E€PYwWV TNG
peTadopdc Ta omoia UAoToLloUVTaL, HE TIG OTOLEG KaBuaoTepr ol va odeilovtal oe
npoPAnuata adelodotnong, mopExel emumAéov duvatotnteg otnv KateuBuvon
€EUTINPETNONG TWV OTOXWV Ttou €xouv TeBel yla to €tog 2030 oto mAaiolo tou EBvikou
Yxedilou yla TNV Evépyela kat to KAlpa.

Onwg éxeL mpoavadepbel, N palikn avantuén Twv ZTabpwy yLla mapaywyr NAEKTPLKAG
evépyelog amd AME otnv katevBuvon NG «amavOpakomoinong» Tou TOUEA TNG
NAEKTPOTIAPOYWYNC ATOTEAEL TNV KEVTPLKN €mloyr Tn¢ Evpwnaikng Evwong kat tng
XWPAG HAC. AUTO TO TTAQLOLO AVTLIKATONMTPI{ETOL OTA MPOYPAUUATA TNE AVATTTUENG Ta
orola €xouv ekb0BOel Ta TeAeuTtala £€Tn. I€ AUTA TA TPOYPAUHUATA £XOUV EPIANGOEeL
(koL €xouv uAomoLnBel) onuavTKA €pya Ta omoila auEavouv SPaOTLKA TIG SUVATOTNTEG
Tou EXMHE yla tnv untodoxn kat yla tnv aodpain Stakivnon tng mapayouevng Loxog
amno Ztabuoug mapaywyng NAEKTPLKNG evépyelag arnd AME.

H duvatdtnta tou ZuoTtuatog va avianokplBel otn pallki avantuén tTwv Ztabuwv
apaywyng NAEKTPLKNG evépyelag armo AMME mpémel va Slepeuvatal amo Tig akOAouBeg
U0 mMAevpEc:

e Alepelvnon tng Suvatotntag tng aodaAoug Slakivnong TG MapoyoUEVNC LoXUOG
amno to Zuotnua Metadopdg.

e Alepeuvnon tng duvatodtntag tng emitevuéng ¢ acdalolg Kal tnG evotabolg
AELTOUPYLOG TOU ZUOTHUATOG OE KATAOTACELG PLEYAANG Sleloduong Twv Itabuwy
mapaywyng NAEKTplkAG evépyelag amo AME. Auth n duvatotnta adopd Kat
EUMAEKEL  KUPIWC TNV  KKOWOTNTO TWV  KOTOVEUOUEVWV  povadwv va
OVTOTIOKPIVOVTAL OTLC AVAYKEG TNC €LOOPPOTNONC LETAEL TNE TTAPOYWYNC KaL TOU
doptiou AOyw TNG LEYAANG KoL TNE AmPOBAENTNG LETOBANTOTNTOG TNC TTOPAYWYNS
amno tic AME, aAAG Kal 0TI CUVONKEG TWV PLEYAAWY SLaTapaywyV, 0TO TUOTNUA TNG
Metadopag Kat oto Zuotnpa tne Napaywync.

Ektog autol, o kaBe mepimtwon n nmapaywyn anod tg AME slval otoxaoTtikn, HE
ONUOVTLKEG ETUTTWOEL OTN AELTOUPYLA TOU ZUCTHMATOCG KOL OTn A£LToupyla Twv
cupPBatikwv povadwv, oL omoleg elvol amapaitnTte WOTE v KOAUTITOUV TIG
anattnoelg tng {ATNong TG WPEG KATA TIG omoieg ol Ztabuol AME sival avevepyol,
kKaBwg kat ywa tTn puBuLlon Tou Looluyiou TNG Mapaywyng Kat tou ¢optiou. Me tn
ONUEPLVA EYKATECTNUEVN TTapaywyr) Twv AMNE dnpoupyolvial mpoBARUATA OTLG WPES
TWV XOUNAWV Kal Twv gloaxiotwv ¢optiwv Tou ZUOTAMATOG, KABWG Kol OTLG
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V‘v
#aopne
ANEZAPTHTOE

HETAUECNUPBPIVEG wpPeG, OLOTL HEWWVETAL amotopa n mapaywyn twv O/B kat
TIPOKUTITOUV OL QMOLTACELS TNG Taxelag avalndng tou doptiou - kot pe avénuévo
PLUOUO - amod TG cUMPATIKEG HovadeG. YTIAPXEL €va HeyAAo pAopa TTPOKANCEWV oL
OTIOLEC TIPEMEL VA AVTLHETWILOO0UV, YEYOVOG TO OMOL0 OMOTEAEL AVTIKELUEVO TIPOC
TPOoPBANUATIONO Kal Ttpog Slepelivnon o€ TTAVEUPWTAIKO eTtinmedo. H kowvn dlamiotwon
yla tn xwpa pag, oAAd kat diebvwg, eival otL Ba amartnBel n avénon kal g
Suvatdtntag ¢ anobnkeuong TNG NAEKTPLKAG EVEPYELAG, OTIWG EVOELKTIKA N Xprion
TWV AVIANTIKWY USPONAEKTPIKWY ZTABUWY, WOTE va aplBAUVOVTAL OL ETUITTWOELG TNG
Tuxolag mapaywyng ano tg ANE.

H Asttoupyla tou Zuotipatog umo peyaAn Sieioduon twv ANE avrtipetwrilel
ONUOVTIKEG TIPOKANCELG. MPEMEL vaL onUELWBEL OTL oL povadeg mapaywyng NAEKTPLKNAG
evépyelag ano AME, mapd Tig apxkeg emiduldgelg ol omoieg eiyav SlatunwOel oto
napeABov, €xouv amodelyBel e€alpetikd aflomoteg Kol Aeltoupylka otifapéc. Ta
neploocotepa A/MN kat ta O/B cuvbéovtal oto ZUotnua 1 oto Aiktuo pe Slatdgelg
NAEKTPOVIKWY LOXUOG, YEYOVOG TO OTMOIO TOUG ETUTPEMEL VA OVTATEEEPXOVTOL
LKOVOTIOLNTLKA O€ TIOAVECG SLATOPAXEG TOU TUOTAUATOC (BpaxukukAwpata, Bubioelg
TAoNG KoL ouxvotntag K.d.). Ot véol kwdikeg Zuotnuatog (Network Code on
Requirements for Grid Connection of Generators - RfG, Network Code on
Requirements for Grid Connection of High Voltage Direct Current Systems and Direct
Current Connected Power Park Modules - HVDC, kat Network Code on Demand
Connection - DCC) ol omnoiol €xouv ekmovnBel amod tov ENTSO-E kal €xouv eykplOei
and tnv Eupwnaiky Emtponr amotehwvroag mAéov  Kowotiky vopoBeoial’,
ETURAAAOUV EKTOC TWV AAAWV TA TEXVIKA AELTOUPYLKA XOPAKTNPLOTIKA YLOL TLG LOVASEG
napaywyng NAEKTPKNG evépyelag amo AME pe okomd tnv acdalr Asttoupyia Tou
Juotnuatog o€ peyain Steioduon evalhaktikwy popdpwv evépyelac. Ewg Kat onuepa,
autol ol kKwdikeg Bplokovtal otn paon tn¢ edpappoyng (implementation), kata tnv
omoila OAoL oL Euvpwrmaikol Alaxelplotég o€ ouvepyaoio pe tov ENTSO-E,
TIPAYUATOTIOLOUV OAEC TIC OTTOLTOUHEVEG TIPOTIOPUOKEUAOTIKEG EVEPYELEG yla TNV
EVOWHATWON TWV KwIKwV oto €BVikd Sikalo Twv Kpatwv - peAwv, epapudlovrag
kowvn peBodoloyia kol evappovilovtag TG aVoyKaieG TIAPAUETPOUG KOl TIC SPACELG
yla tnv epoppoyn touc. Itnv EAAada n Pubuiotikn Apxn evékplve pe tTnv Anodaon
PAE 1165/2020 TIC VyeVIKEC aQmoutioslc edappoyns vy TN ouvdeon
NAEKTPOTAPAYWYWV HE TO SiKTUO, pe TNV Altodaon PAE 1166/2020 TLC amaltrosL yLa
™ ouvdeon TAtnong kat pe tnv amodaon PAE 1167/2020 TIG amoLThOELS YL TN
ouvdeon pe To SIKTUO TWV CUOTNUATWY CUVEXOUC PEUMATOG UPNANRG TAONG KAl TwV
OUVOEOEVWYV OE CUVEXEC PEUMA LOVASWVY TTAPKWV LoXUOC.

7 Kavoviopot EE 2016/631, 2016/1447, 2016/1388.
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2.3 ZHTH:XH HAEKTPIKHXZ 12XYOX KAl ENEPTEIAXY XTO ZXYITHMA (IZTOPIKA
2TOIXEIA KAl MIPOBAEWH)

2.3.1 Iotopika Stolxeia

210 ZxNua 11 anewoviletal n e€EAEN tng ZuvoAikng Kabaprig Zatnong tng HAEKTPLKAG
Evépyelag tou Zuotiuatog (€xel adalpebel To poptio NG AVIANONG) EMELTa Ao TO
2000. Inuewvetal otL n 2uvoAkn KaBapn ZAtnon neptlappavel kat T rtnon mou
efunnpeteital anevBbeiag oe eninmedo Alavoung anod tn dieomapuévn mapaywyn. Tnv
niepiodo 2000 - 2008 umnpée ouvexng avénon tng cuvoAlkng kabapng ntnonc. Itn
OUVEXELD, WG EMAKOAOUBO TNG OLKOVOULKAG Kplong, mapatnpeital ouvexng Helwon,
eVw £nelta ano to 2013 nmapatnpeital pla otabepomnoinon tTnG cUVOALKAG KaBapng

{Atnong.

TWh GW
60 12

55 + T 11

50 + T+ 10

45 4

40 + T8
== 711TNon HAekTpIKNAG Evépyelag (TWh)
35 1 A Emjoia Aixun (GW) T7

30

2000200120022003 2004 2005 2006 2007 2008 200920102011201220132014 201520162017 20182019 2020

Zxnua 11: EEEALEN tne ZuvoAiknc Kadapnc Zntnong tnc HAektpikic EVEpyelag kata
v niepiodo 2000 - 2020

O uéoog etnolog pubuog ¢ avénong tng cuvoAlkng kabapng IAtnong Kata tn
dekaetio 2000 - 2010 Atav 2.17%, MopoucLAloVToG ONLAVTLKY LELWON OE OXEON UE TLG
Tiepaopéveg dekaeTieg. Katd tnv nepiodo 2000 - 2007 o péoog €TAOLOC pUBUOC TNG
avénong TG cUVoALKAG KaBapng ZNTNoNG TNG NAEKTPLKAG evEpyelag nTav 3.39%. To
2008, amapxn TNG OLKOVOULKAG Kplong, n ouvoAwkn kaBapn {ntnon (xwplic To ¢optio
¢ avtAnong) oto Xvotnua aviABe ot 56.3 TWh kat amoteAel LOTOPLKO PEYLOTO,
napouatalovroc avénon 1.11% os ox€on pe 1o 2007. To 2009 xapaktnplotnke ano tn
ONUAVTLKA Helwaon tNg cuvoAknc kaBapng {ntnong oto Iuotnua, Katd 5.01% évavtl
Tou 2008, n omoia odeiletal otnV afloonUelwtn Helwon Twv Blopnxavikwyv ¢optiwv
kata 20.19% oe oxéon pe to 2008, evw n Katavalwon ot eminedo AlavVoung
euPavIoTNKE HELWHEVN KaTa 3.63%. Emetta and to 2013 n cuvoAikn kabapn {Atnon
NG NAEKTPLKAG evEpyelog oto EXMHE mapouotdlel po otabepormnoinon mept g 51

51



Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

V‘v
#aopne
ANEZAPTHTOE

TWh. To 2019 n ouvoAwn kaBapr {ATtnon tng NAEKTPIKNG evépyelag oto EXMHE
avnABe og 52101 GWh, napouotalovtag avénon katd 1.24% évavtitou 2018. To 2020
XOPAKTNPLOTNKE QO ONUOVTLKA HEIWON TNG OUVOALKNG KaBapng IATNoNG NAEKTPLKAG
evépyelag oto EZIMHE, katd 4.2% évavtt autig tou 2019, wg cuvenakoloubo tng
TIEPLOPLOUEVNC OLKOVOULKN G Spactnplotntog AOyw Tng mavonuiog.

Mpémel va tovioBel OTL ta teAeutaia xpovia, n avamtuén tng Sleomapuévng
napaywyng, Wiwg Adyw twv pwrtoPoAtaikwy ta onoia cuvdéovtal aneuBbeiag otn X.T.
Kat otn M.T., €XEL WG AMOTEAECUO VO LELWVOVTOL TA TOTILKA popTia Twv Y/ Alovoung
KOL va PELWWVETAL N {ATnon n omoio KataypAdeTal oTo OPLO TOU ZUOTHUATOG
Metadopdg pe To AiKTUO ALAVOUNAG.

Jtov Mwv. 9 o omoiog akoAouBel kataypadetal Siakpitd 1o Kabapd doptio
Tuotipatogi®, oto omoio Sev meplapBdavetal n Sieomappévn Topaywyrn Kat n
JuvoAwkn KaBapn ZRtnon, otnv onoia mepAaBAVETAL KOL N SLECTIAPUEVN TTApaywyr).
Enewta and to 2004 ta Vo peyédn Sladopomolovvtal Adyw TG avénong Ing
Sleomappévng mopaywyng amno AME oto Aiktuo, onwg ¢aivetal kat oto Ixnua 12.
AtileL va onuewwBel 6tL 6N katd to 2012, n Sieomappévn mapaywyn anod AME, n
omnola 6& PeTpATAL OTO OPLO TOU TuoTHaToG, avnABe og 2.3 TWh nepinou, evw yla to
2020 to avtiotow o péyebog aviABe og 5.5 TWh.

Ao ta otolyeia tou Mw. 9, Stamiotwvovtal ta €€AC:

e Kata to Swaotnua 2011 - 2020, n ouvoAilkn kaBapr IATNoNn tTNG NAEKTPLKAG
EVEPYELAG LELWONKE PE HECO €TROLO pUBUO TNG TAENG Tou 0.64%, EvavtL 1.63% tng
HEonG Helwong tou kaBapou doptiou oTo OPLO TOU ZUCTHHUATOG

e Katd tnv mevraetia 2016 - 2020, n ocuvoAwkn kaboapry {ATNON TNG NAEKTPLKNAG
EVEPYELOG LELWONKE e PLECO £THOLO PUBUO TNC TAENC TOoU 0.63% (€vavtt 1.14% tng
pelwong Tou kabapou dpopTiou oTo GPLO TOU ZUCTHUATOC)

e Katdtnvtpletia 2018 - 2020, n cuvoAlkni kaBapr RTnon TG NAEKTPLKAG EVEPYELAG
UELWONKE HE PEDCO €TROLO PUBUOS TNG TAENC Tou 1.50% (évavtl 2.52% TG puelwong
Tou kaBapou dpoptiou oTo GPLO TOU TUCTHHATOG)

e To 2020 n ouvoAikn kaBapr {ATnon TG NAEKTPLKNG EVEPYELAG MELWONKE KOTA
4.16% o€ oxéon pe to 2019 (évavtl tng peiwong 5.74% tou kabapol poptiou oto
OPLO TOU ZUCTAHOTOC).

18 Xwpic to dpoptio tng dvtAnong

52



AN

& adune

o Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
e e Metapopdc 2022-2031

M. 9: EEEALEN Tn¢ KaeBapric Zritnong HAektpikric Evépyeiag oto EXMHE

Katapo SuvoAwn Méon etriota uetaBoln
Eroc CD{qu’o ) Etrola , Ko@apn’ Etiowa 1 10-etia | 5- eria 3 - etia
Svotiuaroc’™ \uetaBoAn| Zhtnon | uetaBoAn
(GWh) (GWh) 2011-2020(2016-2020{2018-2020
2010 52 329 53545
2011 51492 -1.60% 52915 -1.18%
2012 50 289 -2.34% 52611 -0.58%
2013 46 450 -7.63% 50 664 -3.70%
2014 45 766 -1.47% 50228 -0.86%
2015 46 641 1.91% 51 355 2.24%
2016 46 478 -0.35% 51212 -0.28% 0-64%
2017 47 203 1.56% 51932 1.41%
2018 46 729 -1.00% 51462 -0.91% -0.63%
2019 47 105 0.80% 52 101 1.24% -1.50%
2020 44 403 -5.74% 49932 -4.16%

(*) To doptio to omoio Stakiveital oto IVoTnUa Xwpi¢ to doptio TNG AvTAnong. Asv
nephapPBavetatl To ¢optio to omoio kKaAudOnke amod tn Sleomappévn TTOPAYwWYr TO OmMoio
ouvoéeTal oto Alktuo Alavoung. Neptlapfavovtal oL aAnWAELEG TOU ZUCTHHATOG.

58
56 -
54 -

50 A

(Twh)
&

46 —#%— YUuvoAIKA ZATNoN

44 - ZATnon ZuoThuaTtog

200420052006 20072008 2009 20102011 201220132014 201520162017 2018 2019 2020

2xnua 12: Ertibpaon Ateonapuévng Mapaywync otn {Ntnon tnc NAEKTPLKNC EVEPYELAC

210 ZxAua 13 mapouaotdlovtol ol GUVLOTWOEC TOU 0UVOALKOU DopTiou TOU ZUCTAMATOC
(ouumepapBavopévou kat Tou doptiou TG AvtAnong) ywa ta €tn 2004, 2019 kat
2020.
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Koravopn Zuvohlkod doptiou yvia To 2004 Karavopr ZuvolMkol Qepriou yia 1o 2019

AlxTug

ﬁjm‘":: il T
Luawoyng 80.81%
TR, B
Arahzieg Amahiieg
TUCTRGTO; Lvomuanog
2 55% — Mehdmec YT 2.43% Mehareg ¥T
Iowmmaviho Cpuysia W20 ook
nMepaywyis  PvThnom g ggeg nigpayuyls  Aythnom  1.11%
0,17% 1.43% 0.65% 0.15%

Karavour ZuvoAikoU ®opTiou yia 1o 2020

Aiktuo

Aiavopng
81,09%
ATTWAEIEG
Zuotipatog
2.54% e MeAdreg YT
14,52%

13ioKaTavaAwo Opuxeia

nMapaywyds  Avranon  0,79%

0,75% 0.31%

Zynua 13: Mooootiaio katavoun cuvoAtkoU Qoptiou Tou SUCTHUATOG YLA TX £TN
2004, 2019 kat 2020

Jtov M. 10 Sivetal to pnviaio kabBopod ¢optio TNG NAEKTPIKAG EVEPYELAG OMWG
kataypddetal oto 0plo Tou Tuotipatog Metadopdg yia tnv nepiodo 2017 - 2020.

M. 10: Mnviaio KaBapo @optio tng HAektpikr¢ Evépyetag (Juotruatog) yta thv
niepiodo 2017 - 2020

2017 | 2018 | 2019 | 2020
(GWh)

lav. 4956 4404 4805 4582
OeB. 3889 3873 3990 3910
Map. 3747 3762 3751 3683
Arp. 3243 3165 3456 3022
Mauog 3405 3426 3368 3020
louv. 3773 3812 3942 3313
IouA. 4562 4464 4486 4361
Auy 4378 4214 4480 4106
Sem. 3668 3764 3693 3642
ok, 3445 3522 3422 3300
Nok. 3871 3826 3502 3510
Aex. 4266 4497 4210 3954
S0voho 47203 46729 47105 44403

2to IxAua 14 ameikoviletal n enintwon tng Sleomappévng mapaywyng amno AME otn
punviaia ZAtnon ¢ NAEKTPLKNG EVEPYELAG yLa To £To¢ 2020.
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Zxnua 14: Mnviaia Zntnon tnc HAektpiknc Evépyeiac yia to 2020
2to Ixnua 15 mapouoialovtatl Aentopepw  Ta looluyLla Twv eTwv 2004, 2019 kat 2020.

Karavopn leofuyiow Mapaywyic yia 1o 2004 Karavopr looguyiou Mapaywyng yia 1o 2019

YGponherTpir
& i ANE  AooowwBEoeg Alﬂ;"gwcgggtlc
o,53% 147% _545% ANE : Awyvirng

YOPONAEKTPIK 0.00%
a

frgitg 6.45% 31.10%
62,82%

Karavopn looduyiou Mapaywyng yia to 2020

Aiaouvdéoeig Ayvit
17,70% 11435

ANE

29,51% Ada

0,01%

Y&ponA
poﬂd EKTPIK Duaoikéd Aépio

5‘79% 35.570/0

Zxnua 15: lMooooTtiaia katavoun mapaywyrc EVEpyeLac yia ta €tn 2004, 2019 kat
2020

Ztov M. 11 daivetal n e€€AEn Tng eTriolag axung Tou doptiov (LéEon wplaia Tun),
OTWG METPATAL OTO OPLO TOU ZUOTHUATOC EMelta amnod to 2010.
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M. 11: EEEALEN TG eTrolaC auyunc poptiou oto EXMHE

Etriota Auuri , b1 UV?ALK'I ’ Méan etriota uetaBoAn
Froc | Suothuaroc? Etnowa Etnowa Etnowa 10- el 5 eri 3 - et
uetaBoAn|  Awun uetaBoAn T et - et - Ena
(MW) (MW) 2011-2020|2016-2020|2018-2020
2010 9794 9872
2011 9868 0.76% 10105 2.36%
2012 9735 -1.35% 10438 3.30%
2013 8764 -9.97% 9161 -12.23%
2014 9092 3.74% 9263 1.11%
2015 9195 1.13% 9813 5.94%
-0.63%
2016 9056 -1.51% 9207 -6.18% 0
2017 9368 3.45% 9674 5.07%
2018 8493 -9.34% 9062 -6.33% 0.91%
2019 9302 9.53% 9634 6.31% 2.64%
2020 8631 -7.21% 9547 -0.90%

(1) ZuumephapBdvovtat ot anwAeteg Tng Metadopdc. As cupneplapBdvetal to poptio To onoio
KaAUdOnke amo tn Sleomappévn mapaywyn amno AME, tn cuvsedepévn oto AiKtuo Alavoung

2to IxNnua 16 daivetal n dtadopomnoinon Tng ETAOLOG OULXLNG TOU TUCTAMOTOC arnod Tn

JUVOALKA €TAOLA O, AOYw TNG Sleomopuévng mapaywyns amo AME oto Aiktuo
€mnetta ano to 2009.

11000

10500 A = TuvoAIKr| Aixun

10000 Aixuniy ZuoTAparog
9500 -

9000

8500

8000

7500 - ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘

2009 2010 2011 2012 2013 2014 2015 2016 2017 2018 2019 2020

(MW)

Zxnua 16: Emtibpaon Ateoroapuévng MNMapoaywync otnv eTNoLa oyun

Ao ta otolela tou M. 11, oe ocuvbuaoud pe to ZxAua 16 Slamotwvovtal Ta

akoAouba:

e Kata tn Sekaetia 2011 - 2020, n ETAOCLA QLY OTO OPLO TOU TUCTAHOTOC LELWONKE
UE UEOO €TnOlO pubuo NG TtAfNg Tou 1.48%, €vw N OUVOALKN €TAOLA QXU
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(Bewpwvtag tn Sleomappévn moapaywyn and AME oto Alktuo) HelwBNKe pE HECO
€ToLo0 puBUOG 0.63%

e Kata tnv mevrtaetia 2016 - 2020, n €TACLA ALXU OTO OPLO TOU ZUCTAUATOC
HELWONKE pE HECO €TNOLO PpUBUO TNG TAENG Tou 1.19%, evw n CUVOALKN €TACLA
aun (Bewpwvtag tn Steomapuévn mapaywyn and AME oto Aiktuo) avéndnke pe
péoo etriolo pubud 0.91%

e Katd tnv tpletia 2018 - 2020, n €TOLA QLY OTO OPLO TOU ZUCTHMOTOC auéndnke
HE HECO €TOLO PUBUO TNG TAENG tou 0.81%, EVW N OCUVOALKN ETAOLA OLXUN
(Bewpwvtag tn dleomapuévn mapaywyn and AME oto Aiktuo) au€nbnke pe péco
€TnoLo pubuo 2.64%

e H ouvoAikn etrola ayun (Bewpwvtag tn Steonapuévn mopaywyn ano AME oto
Aiktuo) kata to €tog 2020, mapd TG cuvOnkeg mavénuiag, pewwbnke kota 0.90%
€vavtL auTrg tou 2019, evw N n €TROLA ALY OTO OPLO TOU ZUCTHUATOC HELWONKE
Kata 7.21%.

Enewta and 1o 1993 oL etroleg alyuég eudavilovral kata tn Bepuvr) mepiodo Katl
oUYKeKpLUEva Tov loUAlo (e€aipeon amotéAecav o 2005 kat to 2006, TOTE N €TAOLA
alun kotaypadnke tov AUyouoto), YeEyovog To omolo cuvéedtav AUECH UE TNV
avfavopevn Xpnon Twv KAMATIOTIKWY. Emerta and to 2013, n OUVOALKN ouxun
ouveyilel va epdaviletal tov loUALo, OHWE N AU n omola Stakwveltal oto TUoTtnua
Kataypadetat mAEov To Xelpwva. To 2014 kat to 2016 ATav Ta povasSika £Tn KOTA T
orola n aypn tou doptiou Tou Zuotriuatog (9056 MW to 2016) KoL n GUVOALKN atun
(9207 MW to 2016) epdavicOnkav to xelpwva (AekéUPpLog). EKTiATOL OTL UTTAPXEL N
TAon ™¢ otpodnC TWV KATAVAAWTWY OTN XPNon TG NAEKTPLKAG EVEPYELOG YL TN
B€puavon, Tdon n omoia evéexouévwe Ba evioxuBel oto péAAov.

Ytov Mw. 12 divovtal oL pnvioieg axpeEC (LEon wptala Tiun) yia tnv epiodo 2017 -
2020.

Mv. 12: Mnviaia Ayun @optiov Suotnuartog (ueon wptaia) yia tnv nepiodo 2017 -

2020
2017 | 2018 | 2019 [ 2020
(MWw)

lav. 9368 8385 9302 8631
OeB. 8511 7793 8604 8143
Map. 7423 7718 7460 7128
Arp. 6517 6233 6907 6875
Mauog 6259 6320 6193 6006
louv. 8539 7163 7606 7234
lou. 8598 7799 8393 8400
Auy. 8471 7455 8492 7692
Sem. 7278 7463 7266 7670
oK. 6727 6407 6489 6264
Noe. 7611 7721 6613 6955
Dex. 8581 8493 8573 7204
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210 Ixnua 17 anekoviletal ypadikd n enibpaon tng Slteonappévng mapaywyng AME
OTLG UNVLIOLEC aLXUEG yLa To €To¢ 2020.
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lav. ®ef Map Amp Mdiog louv louh Auy Zem Okt  Noe Aek

Jxnua 17: Mnviaiec Awyuéc @oprtiou yia to 2020

Ytov Mw. 13 paivetal n e€€ALEN Tou €Tnoilou eAayiotou Ppoptiou 0To TVOTNUA KATA TV
nepiodo 2009-2020.

M. 13: EEEALEN ToU eTnoiou eAaytotou poptiou Zuotruatoc (EZMHE)

Etnoto ) , Méon etriola uetaBoAn

Etog eAdyoto () nfaz;(floggo?;; )| 10-etia 5-etia 3 -etia
(MW) ' 2011-2020 | 2016-2020 | 2018-2020

2010 3326

2011 3356 0.90 -4.05%

2012 3015 -10.16

2013 2578 -14.49

2014 2703 4.85

2015 2283 -15.54

2016 2613 14.45

2017 2315 -11.40

2018 1818 -21.47 -3.00%

2019 2190 20.46 12.80%

2020 2313 5.62

M sypneprappdvovtal oL anwAeleg Ths Metadopdc
2tov M. 14 Sivovtal oL pnviaieg TLUEG Tou eAayiotou dopTtiou yla tnv nepiodo 2017

- 2020, evw oto Zxnua 18 amewoviletal n enidpaocn tng Sleomapuévng mapaywyng
ANE ota punviaia eAayiota ¢optia tou 2020.
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M. 14: Mnviaio EAayioto @oprtio Zuotriuatoc (oo wptaio) tnv nepiodo 2017 —

2020 (ESMHE)
2017 | 2018 | 2019 | 2020

(MW)
law. 4681 4174 4339 4447
DeB. 3625 4177 4075 4001
Map. 2925 3286 3050 3437
Arp. 2315 1818 2190 2356
Mdiiog 2680 2889 3135 2313
louv. 3562 3875 3685 2968
IoUA. 4266 3699 4234 4186
Auy 3753 4096 4229 3836
Sem. 3354 3733 3273 3185
OkT. 3145 3446 3068 2986
Noe. 4040 3764 3563 3250
Aek. 4082 4158 3931 3491

5000
B Xuvohiké EAdyxioTo ®oprtio
4500 EAdyioto ®opTio ZuoTAuATog
4000
~ 3500
S
2

3000

2500

2000

lav.  ®ef Map Amp Mdiog louv louh Auy 2em Okt Noe Aek

2xnua 18: Mnviaia EAayiota @optia yia to 2020

2.3.2 NpoBAéYeic Zntnong Evépyelag

OL kUplol mapayovteg oL omoiot embpouv otn Sapopdwon tng IATNONg NG
NAEKTPLKAG EVEPYELAG OTN XWPA OE LECO - HaKpompoBeoun Baon ival ol e€AG:

1. H owovouwkn avamntuén tng xwpag (Baowkog deiktng pétpnong to AEM).

2. OLaMAayEG OTLC KOATOVOAWTIKEG CUVABELEG (KALLATIOMOGC, Xprion NAEKTPLOMOU OTLG
uetadopEéc, xprion umoAoyLlotwy, xprion Aauntipwy LED k.d.) Adyw tng BeAtiwong
Tou BlotikoU emumédou, aAAd kat tng BeAtiwong twv ocuvBnkwv TN dafiwong
OUYKEKPLUEVWVY MANBUOULAKWY ORASWV.
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3. HyevikOTEPN KATAOTOON TOU EVEPYELOKOU TOUEQ KOL TNG AlyOPAG TOU NAEKTPLOUOU
(emimedo TLHWV TNEG NAEKTPLIKNAG EVEPYELAC, AVIAYWVIOUOC HE To Duolkd Aéplo
K.QL).

4. EbIkég ouvBnkeg (UAomoinon Twv €pywv tou Kowvotikou MAatoiou ZtApEng).

5. Awddopa pétpa TG e€eldikeuong TwV TMOATIKWY, OMwE n €€olkovopnon Tng
EVEPYELAG, N avTloTABULON NG aépyou Loxuog, ol meplBallovtikol meploplopol
K.Q.

Elvar ¢davepd otL oe Bpoayxumpobeopo opilovta, n Stapodpdwon tng INTNONG
NAEKTPLKAG evEpyelag Ba e€aptnBel amod T ouvOnkeg mou emiBaAlovtotl Adyw tNng
navénuiag COVID-19. To maywpa TNG OLKOVOMULKAG Opaotnpldétntag Kol o
TIEPLOPLOUEVOG TOUPLOUOG Kata To 2020, 6w pAVNKE QIO T AMOAOYLOTIKA OTOLXELQ,
elxe onUavTkn enimtwon otn {\tnon NAEKTPLKAG EVEPYELAG. MEe Ta OnNUEPLVA OTOLXELA
Sev gival acdaAng n ektipnon ylo mBaveS LOKPOXPOVLEG ETILTTWOELG OTNV €EEALEN TNC
Ntnong. Mo TNV Kataption tou mapoviog AMA £xel BewpnBel 6tL anod to devtepo
g€aunvo tou 2021 Ba untdpel otadlakn avakaudn Tng OLKOVOULKNG SpaotnpLOTNTAS
KOl WG EK TOUTOU Kal TG NTnong NAEKTPLKNG EVEPYELAC.

Ta oevapla tng €€EAENG TNG €TAOLOC OUVOALKAG KaBapng INTNong TG NAEKTPLKAG
EVEPYELAG (cupmepAaUBavoUEVNG KaL TNG {NTNONG N omoia eEUTINPETELTOL TOTIKA ATTO
T Sleomappévn mapaywyn twv AME) oto EIMHE ywa tnv nepiodo 2021 - 2031 ta
omola €xouv AndBel umoyn katd Tnv Katdption tou mapovtog AMA, cuvolilovtat
otov Muw. 15, evw amnelkovilovtal ypadikd oto Ixnua 19.

M. 15: Zevapia eé€Aénc tng ouvoAiknc kadapnc {ntnoncg evépyetac (EEMHE) yia ta
£€tn 2021 - 2031

Zevaplo EZEK A:é:::::zq

‘Etog (GWh)

2021 51260 51270
2022 52820 53460
2023 54910 55600
2024 56200 57430
2025 57000 58460
2026 57150 59180
2027 57280 59900
2028 59250 62560
2029 60080 63900
2030 60730 64770
2031 61400 65700

“Yevaplo EXEK”: JUpdwva pe tov Kavoviopod (EE) 2018/2019, ol otdxoL oL omoiol
TiBevtal ota EOvika Ix€dia ywa tnv Evépyela kat yia to KAipo (EXEK) amoktolv
SEOUEUTIKO XOPAKTHPO KOL CUVETTWG OL UTIOOECELC OL OTtolEC TtepLypAdovTal O auTA
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Ba mpEmeL va amoteAoUV TIG BaoIKEC MAPAUETPOUG OL omoieg Aappavovtal umoyn
KOTA TNV QVATTUEN TWV CUOTNUATWY HETAPOPAC TNG NAEKTPLKNG EVEPYELAC. Z€ AUTO
TO OEVApPLO, UEXPL Kal To €to¢ 2030 uloBetolvTal MARPwWG Ta HeyEON tou EBvikoU
Ixeblou ywa tnv Evépyela kat ywa to KAlpa (EZEK), Aaupdvovtag umoyn tov
XPOVOTIPOYPOUUATIONO TwV UTIO Staclvdean Nowv. ZnUELwVETAL OTL BaCIKOG 0TOX0G
Tou EZEK eival n peyaAn auvénon tng evepyelakng amodotikotntag (e€otkovounaon
EVEPYELOG) KAl OCUYKEKPLUEVA N TEALKN KATavAAwaon evépyelag To €to¢ 2030 va eival
XQUNAOTEPN amo autr Tou eixe kataypadel katd 1o €to¢ 2017 (amoouvdeon tNng
OLKOVOMLKAG QVATITUENG ammo TNV akaBaplotn eyxwplo KatavaAwon evépyelag). Qg
anotéAeopa, mapd Tov e€nAektplopd Swadopwv xproewv (mx. HetadopEg,
Béppavon/Ppuen) n avénon tng INTnong NAEKTPLKAG EVEPYELOC TPOBAEMETAL VA Elvat
OXETIKA HKpn. Mo to £€t0o¢ 2031 n mpoPAenmopevn {ATNON NAEKTPLKNAG EVEPYELAC
otnpiletal otig umoBEoelg Tou oevapiou ‘EXEK 2030 tng EBvikAg Makpoxpoviag
ITpatnyLkng yLa to 2050.

“Yevaplo Au€nuévng Zntnong”: To oevaplo auto €xel SlapopdwOel Le EKTIUNOELG TOU
AAMHE Bdoel twv SLaBECIUWY LOTOPLKWY OTOLXELWV TNG {NTNONG KAl SNUOCLEVUEVWVY
npoPAéPewv oL omoieg €xouv ekmovnBel amd aAAoug appodioug dopeig
(uecompbBeoun €€€AEN tou AEM, pakpompoBeoues mpoPAEPelg TnG {ATnoNng K.A.),
Bewpwvtag tig Slabéoiueg mpoPAEPelg twv mpounBeutwy. ElSkOTEPA, WG onueio
avadopag Aappavetal n cuvoAikn INTnon T NAEKTPLKNG evépyelag oto EXMHE kata
T0 £10¢ 2020, Bswpwvtag KaL tn SlecTtapuévn apaywyn, EVw yla tnv e€EAEN tou AEN
€xeL BewpnBel T0 oevaplo to omoio mapouaotdaletatl otov M. 16. To oevdplo TNG
e€EAENC tou AEM Poaoiletatr otig dnuoolevpéveg mpoPAédels tng Eupwmaikig
Erutpomnig €wg 1o 2022 [18], evw yla tnv nepiodo 2023 €wg 2025 €xouv BewpnBel ta
avtiotolya dnuootevpéva otolxeia tou ANT ([19]-[20]). Na ta €tn 2026 £wg 2031,
eMelPel aMwv otolxelwv, n mpoPAemopevn avénon tou AEM €xel BewpnBel otL
TIapPOEVEL 0TAOEP yLa TOUG OKOTIoUC TN POBAednc. MNa tov okomo tng mpoBAedng
€xel BewpnOel Ot 0 BaBUOC TNG EAaoTIKOTNTAC TNE {ATNONG TNG NAEKTPLKNG EVEPYELAG
W¢ TPOG ToV puBbuO TN petafolnc tou AEM sival pikpoc.

M. 16: 2evapio e€€Aéng AETT

2021 | 2022 | 2023 | 2024 | 2025-2031
(%)
35 | 50 | 37 | 24 | 18

Mpénel va onuelwBel otL otig mpoPAEPeLg oL omoieg mapatiBevral otov Mw. 15 kal
amnelkovidovtal oto ZxNua 19 cuunepAapBAaveTal n EKTLLWUEVN KATAVAAWGCN yLa TN
dOPTION TWV NAEKTPLIKWV OXNHATWYV, Bacel Tng Slelobuong autwy, OTwG ePLypadETaL
oto EZEK. H etiola auth katavalwon ektipatatl mept tig¢ 120 GWh yua to €tog 2025
kat mept Tig¢ 850 GWh yia to €tog 2031. EmutAéov, cupmnepdapBavetal kat n {ntnon
TwvV Tpog dtaouvdeon Nowv. Eikotepa, amo 1o dsutepo e€aunvo tou €toug 2021
ouvpnepthapBavetal n Intnon g Kpntng n omoila Ba efumnpeteital HEOW TOU
ouvdéopou EP, evw amo to dsutepo e€apnvo tou €toug 2024, otig mpoPAEYPELC TOU
Mw. 15 kat oto IxAua 19 meplappavetal to cuvoAo tng {ntnong tng Kpntng (pe tnv
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oAokAnpwaon Tou cuvdéapou 2P). H Intnon twv unmtdAoumwy npo¢ Slacuvdeon vnoLwv
AapBavetal umtoPn amod To MPWTOo £T0G TN MANPOUC Asttoupyiag TnG Slacuvdeon
ToUG. Mo ouykekpLlpEva, amo to 2025 meplhapBAavetal Kal n eKTLHWUEVN {NTNON TWV
Avtikwv KukAadwv (A" ddon tng dtacuvdeong twv KukAdadwv), evw amo to 2028 kal
arno to 2029 mepAapBAveTal Kal n EKTIHWUEVN {NTNon tTwv uno Slacuvdeon
Awdekavnowv Kal twv NAowv tou Bopeiou Alyaiou avtiotolya.
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Zxnua 19: MpoBAgYeic tng e€€Aénc tng ouvoAiknc kadapnc {ntnong kata tnv
nepiodo 2021 - 2031

2.3.3 [MpoBAéyYeig Etnowwv Ayyuwv @optiou

H mpoBAedn tng axung mapouotdlel peyaAutepn afeBatotnta amod tnv npoBAedn
™G {Atnong tng evépyelag. Auto odeilletal oto yeyovog OTL n {RTtnon Tng Loxvog,
Slaitepa katd toug BeplvolC UAVEC, OTav epdavileTal n HEYLOTN €TNOLA ALXUR,
e€aptaral MoAU éviova amd ToV KALPO Kol KUplwg amo tn Beppokpacia, aAAd Kal
SeuTtepEUOVTWC Ao TN SLapKeLa TwV TEPLOSdWV TwV uPNAwv Bepuokpaciwy. Autr n
e€aptnon o¢aivetal va evrteivetal cuvexwd. Mapopola €vtovn e€aptnon amod TiG
XapnAéc Bepuokpaoiec epdavilouv ol XELUEPLVEC alxUEC. EmutAéov, n avénon tng
Sieiobuonc twv ANE auvfavel tnv aBePfatdotnta tng mpoBAePnc Twv atypwv mou Ba
KAnOel va LkavoroLoeL To TUoTNUA.

Ytov M. 17 mapouaotalovtol ot ekTipnoslc tou AAMHE yia tnv g€€AEn TNC eTROLOC
OUVOALKNC aLXUAG Katd tnv mepiodo 2021 - 2031. InUELWVETAL OTL OE QUTEC TLG TLUEG
oupneplhapBavovtat Kat ol anmwAELEG TNG HeTadopag, KabBwe Kal To ¢popTio To omoio
ovapéveTal va eEunnpetnBel Tomika anod tn Steomappévn mapaywyn AME. Ol TIHEG
Tou Tivaka avadépovtal os peonuBpivn atxun to B€poc dixwe va xel adoatpebel n
LoxVG n omola mapdyetal amno tn dieomappévn mapaywyn ano ta O/B.
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M. 17: MpoBAeyin tn¢ TNOLAC CUVOAIKNC QXU C TOU (POPTIOU OTO ZUOTNUA
(ueonuBptivn ayun ywpic va JewpnVei n Steonapuevn nopaywyn)

Jevaplo EZEK A;r?::::]l:lq

‘Etog (MW)

2021 9620 9620
2022 9790 9910
2023 10530 10680
2024 10600 10850
2025 10760 11050
2026 10800 11200
2027 10850 11350
2028 11250 11880
2029 11430 12160
2030 11590 12360
2031 11800 12615

‘Ew¢ tov AsképBplo tou 2020, oto HIelpwTIkO ZUotnua Asttoupyovoav mepi ta 3080
MW /B, ta mAeiota o€ eminedo M.T. kat X.T. SUVETIWC, N HeEcnUPBPLVH LoXUC N omola
Ba dlakivnBel and to Zuotnua Metadopadc Ba eival, Emetta ano to 6€pog tou 2021,
nept ta 1700 MW €wg 2000 MW (uéyeBog to omoio ocuvexwg Ba aufavel otav
npootiBevtat emutAéov O/B), xapunAotepn and auth Tou npoavadepBEvrog Mivaka.

‘Emetta ano to 0€pog tou 2013, autod To omoio £xeL MAEOV onpacia yla To oXedLaopo
TOU JUOTAHOTOC WOTE VA OVTATIOKPIVETAL OTLG AVAYKEG TNE SLAKIVNONG TNG EVEPYELAC
KOTA TLG WPEG TOU eyioTtou doptiou, eival n Bpadivh awxun, n onoia dev emnpedletal
amno tnv napaywyn Twv O/B. AMO Ta LOTOPLKA OTOLXELQ SLATILOTWVETAL OTL N Bpadivi
aun tng ntnong tou doptiou egudaviiotav Toug BeplvoUG UMAVEG OE NUEPEC
KaUowva, NTaV OPWE OPKETA XapnAdtepn amnod tn peonuppvi awun. Eneta and to
2013 oL Bpadlvég aLXUEG TOU £TOUG €XOUV apXloeL va TapatnPEoUVTOL KATA TOUG
XELMEPLVOUC UAVEC KOl OL OTtoleg umoAeimovtal eAadpwe amo T ZUVOALK ALXUA N
orola epudaviletal katad Tt peonuPpvég Bepvég wpeg. E€aipeon amotéleoe to 2014
otav n xelwepwvn Bpadivn atxun tou uotiuatog (9092 MW) n omnola mapatnpnonke
Tov AekéuPplo femépaoce onuavtikd Tt ZuvoAlkn Awxun (8667 MW) n omoia
eudaviobnke T peonuPpwvéc wpeg tou louAiou. Evbexopévwg n otpodn twv
KOTOVOAWTWVY 0T XPron tng NAEKTPLKNAG EVEPYELOG yla TN B€puavon va odnynoeL o
HOVLUN epdavion Twv Bpadlvwy altyUwV ToU €TOUC KATA Tn XELLEPLVA Ttepiodo. O M.
18 o omoio¢ akoAouBel mapéxel TIG MPOPAEPELS TwV PPASVWV XELLEPIVWY OLYXUWY,
OTIWG QUTEG TIPOKUTITOUV BEWPWVTOG TN CUCXETLON TWV PPadvwv XELLEPLVWV OLXUWV
LLE TLG OVTLOTOLXEC ETNOLEC NUEPTOLEG.
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M. 18: MpoBAsyn Bpadivic xELUEPLVAG ALXUNC QOPTIOU

Jevaplo EZEK A;s::::]’:lq

‘Etog (MWw)

2021 9430 9430
2022 9590 9710
2023 10240 10390
2024 10300 10540
2025 10420 10700
2026 10450 10820
2027 10460 10940
2028 10700 11290
2029 10800 11480
2030 10900 11610
2031 11000 11750
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3 EPIrA ANAITY=HZ TOY 2Y2THMATOZ

3.1 TENIKA

Ye autd 1o Kedalalo meplypddovral ta £pya avamtuéng Tou ZUCTHUATOC YL TNV
neplodo n omoia koAUTITETAL Ao auto to AMA. 18waitepn éudaon Sivetal ota épya
avarmnrtuéng tou koppou 400 kV, kabBwg Kal o€ oplopéva Kpilowa Epya oto Zuotnua 150
kVv.

Onwg €xel avadepbel ota mponyolUeva KePAAALA, N TTOPATETAUEVN OLKOVOULKA
Udeon obnynoe oe pelwon tng IATNOoNg NAEKTPLIKAG evépyelag. Emiong, onwg noén
avadépbnke, cupudwva pe ta dtabéoipa otolxeia Tou 2020 mpokUTITEL OTL N {RTNoNn
NAEKTPLKAG eVEPYELOG 0TOo EZIMHE avapévetal Helwpévn yla To €tog 2020 €vavtl TG
iNtnong oto €tog¢ 2019, w¢ OUVEMOAKOAOUBO TNG TEPLOPLOUEVNG OLKOVOULKNG
Sdpaoctnplotntag Adyw tng mavdnuiag. H peiwon t¢ tnong, o€ cuvduaoud Pe TNV
avénon G OSleomappévng mapaywyng, odnyel oe pelwon TwV AMALTAOEWV
dlakivnong evépyelag Kal LoxUog amo to Iuotnua Metadopdg yla tnv e€umnpétnon
Twv popTiwv.

EnutAéov, ekTOC amo Ta amopaltnTa VEa €pya ZUCTAUATOC, Yivetal avadopd Kal oTLg
BeAtiwoelg otn dopr Twv udLloTapévwy Y/ Kal TIG EVIOXUOELG 0TO UPLOTAUEVO SIKTUO
M., he okomo TNV avfénon NG AELTOUPYLKOTNTOG KAl TNG aflomiotiag Twv
EYKATAOTAOCEWYV TOU ZUOTHUATOC. ETOL, TpoypaUaTI(ETAL N EYKOTAOTAON QUTOUATWY
Slakomtwyv oe apketolG Y/ (ouvdéovtav oTo IUOTNHA HEOW OTMOLEUKTWV) Kol
avtikabiotavtoal ta eAdylota evamopévovta €pBola TtexvnTol oPAAPOTOC LE
Slakomtec woxvoc. MapaAAnlia, avaPabuilovtal .M. ehadpol tumou (E) oe .M.
Sumhol kKukAwpato¢ Bapéo¢ tumou (2B), pe otdxo TNV aUENON TNG KOVOTNTOG
peTadopac, evw KatoBAANAETAL N MPOOTIAOELA TNG OVTIUETWITLONG TWV N&N EAAXLOTWV
OKTWIKWV TPoPoSOTHOEWV Ol OTIOLEC €XOUV OMOUELVEL, UE KAELOILO BPOXwWV PEOW
vEwvV .M.

Meilov otolyeio avantuéng Tou JUOTHATOC ATTOTEAEL N KATAOKEUT ONUOVTIKWY VEWV
KYT, téooepa ek Twv omoiwv (N. Zavrag, Aaykadd, AABepiou kat MeyalomoAng)
€xouv oxedov i mMANpwc oAokAnpwOel katd ta teAevtaia £tn.

To 8iktuo 400 kV armoteAel TOV «KOPUO TOU JUCTHHOTOC» KOL N AVATITUEN TOU amoTteAel

TIPWTN TIPOTEPALOTNTA VLA TNV KaAR Kot acgdalr Tou Asttoupyia. EVTOc Tou Xpovikou

opilovta tou AMNA mpoBAémnetal n oAokAnpwon €pywv 400 kV, ta Kuplotepa €k TwvV

omnoiwv adopouv:

— Néa dlacuvdeon tou Zuotruatog 400 kV pe tn BouAyapia.

— Tnv evioxuon tou cuotrpatog 400 kV pog tn Opakn.

— Tnv enéktaon tou cuotipatog 400 kV mpog tnv Nelomnodvvnoo.

— Tnv oAokAfpwon tnG Kataokeung véwv KYT ta omola Ba emtpéPouv tnv
aodaléotepn kat tnv Mo aflomotn tpododoTNon TWV KATOVAAWIWY TWV
EUPUTEPWV TIEPLOXWV.
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KUplog otoxog eivat n uvlomoinon twv Stacuvdécewv twv Nnowwv tou Alyaiou
MeAdyoug He To ZUoTnUa TNG HIelpwTikAg Xwpag yeyovog To omoio Ba €xel mTOAAQAQ
KoL ONUOVTIKA 0dEAN. Evoeilktikd avadépovtal Ta akoAovba:

H evepyelakn amouovwon twv Nnowwv aipetal kat dtacdaliletal o eVEPYELAKOG
€oSLaoUOC AUTWY, ETUAUOVTAC OPLOTLKA TO EVEPYELAKO TIPOPBANUA TouC. AuTO TO
NPOBANua peyebBuvetal otadlakd amno 1o 2020 kat meplocotepo amnod to 2030 Adyw
TWV TEPLBAANOVTIKWY TIEPLOPLOUWY OL oToiol emiBaAlovtal and To EVWOLAKO
Sikalo yla tig cupPatikég povadeg nAektpomapaywyng (0plo exmounwy aspiwv
pUTIWV).

O katavoAwt¢ amaAldoostal  amd  To  UTEpPAAlOV  TUNMA  TNG
NAEKTpOMaApPAYWYNG He TeTpéAalo ota Nnowd, to omolo Kupailvetal yla ta
VOLKOKUPLA KOLL YLOL TLG ETILXELPNOELG, 0TO T0o0 Twv € 500 ek. £wg Kal MAEoV TwvV €
800 eK. €TNOlWG yla To cUVOAo Twv Nnowwv, avaloya pe TI¢ SleBVeig TIUEG TOU
netpeAaiou.

Ta Nnowd avaBoaBuilovrtat meptBaAloviikd, PBeAtiwvoviag To mepLBAAAOVTIKO
QIMOTUTIWHA TOUG, HE TNV Talon tTng Asltoupylag Twv neTpeAaikwy Itabuwy, ot
omoiol AelToupyoUV oTO OPLO 1 KOL EVIOG TOU OLKLOTLKOU LOTOU QKOUN KOL OTLG
TOUPLOTLKEG TIEPLOXEG.

H dpaotiky cUMPBOAN OoTNV EVEPYELAKN ATEEAPTNON TNG XWPAG OO TO TETPEALO
otnV NAeKTpomapaywyn.

MapExetol n dSuvatoTNTa NG EVEPYELAKNG auTovouiag Twv Slwv Twv Nnolwv He
TOV OLKOVOULKOTEPO TpOomo. Ta Nnowd sival duvatd va KATtaoToUV EVEPYELAKA
OUTOVOMO LE TNV ATILA A€LOTIOINON TWV OVAVEWOCLUWY EVEPYELOKWYV TIOPWV.

Mapéxetal n avénuévn moLOTNTA TNG NAEKTPLKAG EVEPYELAG N omola amoteAel
ONUAVTIKA wOnon yla TV owkovopio Twv Nnowwv Kot yla tnv motdtnta tneg {wng
TWV KATOIKWV KoL TWV ETILOKETTWV.

Y€ 0UTO TO TTAQLLOLO EVTOC TOU XpoVvikoU opilovta tou AMA mpoBAEmetal n oAokAnpwaon
TIOAAWV QVTLOTOLXWV £pYWV, TA KUPLOTEPA EK TWV OTOLWV apopouv:

Tn Stacuvdeon twv KukAadwv (A” daon),

T Staouvdéoelg tng Kpntng (Oaon | ko Oaon 1),
Tn dwaolvdeon Twv Awdekaviowy,

Tn dtaclvdeon Twv vnowwyv Bopeiou Alyaiou.

Jto emopeva kedpahala mopouctalovtal AVOAUTIKA TO £pya QVvAmTuéng Tou
TuotAuatog, tafvopnpéva os Ouadeg Epywv (“clusters”’®) ta omoia efumnpetolv

B 50udpwva pe Tnv opoloyia n onoia éxet utoBetnBei amd tov ENTSO-E
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KoLWvoUG oToxouC. H taflvopunon autn eival xpiowun yla dtadpopoug Adyouc, armo Toug

omoioug evOELKTIKA avadEpovTal ot EEAG:

—  MNapéxetal kaAUtepn enomnteia yla ta oxedlalopeva €pya Kol TOUG OTOXOUG TOUG
OTOLOUG AUTA ETLTUYXAVOUV.

—  Emutuyxavetal KoAUTEPOG TPOYPAUUATIOUOG Yio TN SPOUOAOYNON TWV OXETIKWV
adelodoTikwv SLadkaotwy.

—  Alvetail kaBapr ewova yla T SUCKOALEG KOl TO KOOTOC UAOTIOINONG £pYWV yLa TNV
ETITEVEN EKAOTOU OUYKEKPLUEVOU OTOXOU.

H ektipnon Tou KGOTOUG TWV €PYwV YIVETAL OTOUG TIIVAKEG OL oTtoioL tapaTtiBevtal oTo
MNapaptnua I. Onwc avadépbnke kot otnv Elcaywyr Tou KEWWEVOU, TA AVAAUTLIKA
XPOVoSLaypAappaTa UAOTOLNONG TWV £PYWV €VIOXUONG TOU ZUCTAMATOC TO omoia
neplhappavovtal o€ auToU¢ Toug Ttivakeg oto MNMAPAPTHMA | autou tou AMA,
QVTAVAKAOUV TOV XPOVIKO TIPOYPOUMOTIOMO KATAOKEUNG TWV QAVIIOTOLXWV £pywV,
Bewpwvtag To “eUAoOy0” XPOVIKO SlAoTnpa yla TNV €KkS00N TWV QTMALTOUUEVWV
adelwv, TNV OAOKANPWON TWV AMAAAOTPLWOEWY KL TOV QTIALTOUHUEVO XPOVO ylo TN
HEAETN KAl KATAOKEUN-UAOTIOLNOT] TOUG.

Mpémel TéEAoG va emonpavOel, OTL EKTOG TwV TPOoTIaBeLWV oL omoieg KataBallovtat
arnod tov AAMHE, n €ykatpn vAomoinon Twv €pywv ta onola meplappavovtal oe auto
To AMA KOl TO TEAIKO KOOTOG QLUTWV CUVAPTWVTAL KAl Ao TG avildpATELS TOU KOVoU.
MNaveupwmnaikad, Ta épya HeTadopdc, AKOUN KoL EMELTA Ao TNV EMLTUX OAOKARPWON
TWV Hakpoxpovwy Stadikactlwy mepBarlAoviikng adelod0TnoNnG, cuvaviolV HEYAAEC
avtibpaoelg o€ TOTUKO eTtimedo mou MOANESG dopEG AapPfdavouy tn popdn SIKAOTIKWY
aywvwyv, mou evéExetal va odnyrnioouv otov avaoxedlaopo kal va eripEpouv
ONUAVTIKEG KaBUOTEPNOELG oTa Xpovodlaypappata vAomoinong kat cuvakoAoubn
avénon Tou KOOTOUC KATAOKEUNG. Mpo¢ tnv KateuBuvon TOu TMEPLOPLOUOU TWV
KaBuoteprioswy yivovtal mpoomabeleg 0 MAVEUPWTALIKO eTinedo pe tnv €kdoan Tou
Energy Infrastructure Package (EIP), ue to omoio Beomilovral pubuicelg ywa ™
SleukoAuvon tng avantuénc Twv épywv Metadopdg oe otL adopd tnv adslodotnon,
N Xpnuotodotnon K.a.

Ye €BVIKO emimedo yla TNV emitayuvon tTwv Sladkaolwy yla ta PeEYAAa €pya Tou
AAMHE eTISWWKETAL O XAPOKTNPLOKOC TOUG WG £PYQ KYEVIKOTEPNG ONUACLOG YL TV
OlKOVOULa TNG Xwpagy.

3.2 AlIONOlZMOz AlNA 2021 - 2030

Katd tnv mepiodo n omoia pecoAdfnoe anod tnv katdption tou AMA 2021 - 2030 rou
urtoPBAnBnke yla €ykplon otn PAE tov Maptio tou 2020 kat eixe t1eBel o dnudola
SlaBolAevon amd autiv to mponyoupevo Sitaotnua (NoéuPplog 2020) €wg Kot
ONUEPQ, OPLOUEVA ONUAVTIKA €pya Ta omoia mepllappdavoviav oto npoavadepOev
ANA  olokAnpwBOnkav (nAektpioBnkav) 1f mapouciocav onuavtiky mpoéodo
KOTOOKEUNG KoL Bpilokovtal oto TeAkd otadlo uAomoinong.
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OL omoleg alAayég o xpovodiaypappa €pywv sudavilovtal, cuvdéovtal eite pe
kaBuotepnoelg otnv  adsodotiky Swadwkacia (ANYn Amodaong Eykpiong
NeplBarlovtikwv Opwv) elte pe avtOPAOEL( O TOTIKO €MIMedo Kol OLKAOTIKEC
EUIMAOKEC. 2€ OAEC QUTEC TIG tepUTTWOoels 0 AAMHE g€avtAel kaBe Suvatotnta mou tou
TIAPEXEL TO BeopLkd TAALOLO yla AmeUMTAOKN evnueEpwvOVTaG apuodiwe to YMNEN kot
Vv PAE mpokepévou va e€aodalilobel n anpdokomntn uAomoinon Tou AeKaeToUC.

JTO TPONYOUUEVO €TOC UTHPEE ONUAVTLIKN EMITAXUVON OTnV UAomoinon moAAwv
afLOAoywv £pywv OMwC:

— Hdlaouvdeon twv KukAadwv (B” ®daon). To €pyo nAektpiotnke evtog tou 2020.

— Hdlaouvdeon Twv KukAadwv (I ddon). To €pyo nAektpiotnke €vtog tou 2020.

— H&taocuvdeon ¢ Kpntng (Odaon 1). Eviog tou 2020 nAektplotnke To €va ek Twv dU0
uroBpuxiwv kKaAwdiwv, evw n eykataotaon tou deltepou unofpuyiov kalwdiou
OAOKANPWVETAL KOL ETUKELTAL N NAEKTPLON TOU €VTOC Tou B’ Tplurvou tou 2021.

— H8tacuvdeon tn¢ Kpntng (Oaon I1). OAokAnpwOnKav oL SLaywvIoTIKES SLadIKOOLEG
yla tTnv avadel€n twv avadoxwv yla tTnv vAomoinon tou épyou. IUudwva UE TO
LoxUov XPOvoSLAYPOUUO AVOUEVETAL N NAEKTPLON TOU €pyou To a'eédunvo Tou
2023.

— H enéktaon tou cuotruatog 400 kV mpog tnv Mehomovvnoo. Exouv oAokAnpwOel
Ta £pya Twv uTtoBpuxiwy Kal Twv untoyeiwv KaAwdiwyv, Twv TEpUATIKWY AvTippiou
kol Kaotpltolou kat tng evaéptag .M. eni tng Ztepedc EANASaG. Emiong €xel
oAokAnpwOel n evaépla .M. ent Tn¢ MeAOMOVVIOOU EKTOC AMO 2 TIUAWVEG TNV
avéyepaon Twv omoiwv epmodilel to Movaotrpt Ay. Osodwpwv ota KaAaBputa. MNa
1o B€pa autd o AAMHE svnuepwvel aveAmnwg appodiwg to YNEN kat tnv PAE
TIPOKELUEVOU va apBel n eumAokr). Emiong oe e€€ALEN Bplokovtal Ta €pya yla TV
Kataokeun tng evaéptag .M. KYT MeyalomoAng - KYT KopivBou kat tou KYT
KopivBou, Twv omoiwv n nAEKTPLON ETIONG AVOPEVETOL EVTOC Tou 2021.

3.2.1 KYT Aaykaba kat ouvdeon tou ue to Zuotnua 400 ko 150 kV (14.1)

Evtog tou 2020 ohokAnpwOnke n gykataotacn Siktuou OPGW oe tunipata twy .M.
400 kV KYT Aaykadd — Blagoevgrad kat .M. 400 kV KYT Oe¢/vikng — KYT O\innwv
oTo MAaolo avaykwv TthAemonteiag kot tnAeeAéyxou tng Stacuvdeong pe BouAyapia
pHEow Tou KYT Aaykada.

3.2.2 KYT MeyaAomoAng kat ouvéeon tou ue to Zuotnua 400 kat 150 kV (14.4)

Evtog tou 2019 ohokAnpwOnke n eykatdotacn 1 vEag AQUTEMAYWYNAG AVTLOTAOULONG
oto KYT AxeAwou kal €vto¢ tou 2020 oAokAnpwBnke n eykatdotacn 3 VEWV
QUTENAywywv avtlotdduiong 400 kV / 70 MVAr (uia oto KYT Alotopou kat U0 oto
KYT MeyaAomoAng) kat n eykataotacn 1 véag autenaywyng avtiotaduwong 400 kV /
100 MVAr oto KYT MeyaldémoAng. Emiong evtog tou 2020 oAokAnpwOnkav ta
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Tepuatika Avtippiou kat Kaotpitoiou, n eykataotaon twv kaAwdiwv 400 kV Piou —
Avtippiou kat n evaépla .M. 400 kV KYT MeyoaAomoAng — ZUoTnUa €KTOC amo dUo
TIUAWVEG YLOL TNV EYKATAOCTOON TWV ONMOlWwV umapxouv opodpéC avildpaoels Twv
povaxwv tng lepd Movig Ay. Oeobwpwv KalaBputwv. OL avtibpAoell OUTEG
eUnOdloav tnv oAokKANpwaon tou £pyou evtog tou 2020 pe anotéleopa tn de facto
TPOTIOTIOLNGN TOU XPOVOSLAYPAUUATOC KOL T CUVETIOYOLEVN UETABEDN TOU MEPATOC
TOU €pYyoU €wG Ta péoa tou 2021, uno tnv npoinoBeon otL Ba entparnel otov AAMHE
va TIPOXWPNOEL AUECA OTNV EYKOTAOTACON TWV 2 AUTWV TIUAWVWV E€TE HEOW
SikaoTikn¢ Slkalwong eite HEOW UTIOXWPENONG TWV OVTIOPACEWV TWV HOVOXWV. X€
Sladpopetik mepimtwon, €’ 6oov amaltnBel emavacxeSlaopOG Tou €pyou Kal
véa adelodotnon, to xpovodilaypappa 6a mpoocapuooTel avaAoywe Ye Tn AUon Tou
Ba mpokplOsl. Teheutaia e€€EAEn amotedel n amd 04.03.21 andédacn TOU
npwrtodikeiov KaAaPpUtwv pe tnv omoia emnABe mavon TwV €PYACLWV yla TV
SLéAevon twv Vo MUAWVWYV TNG M.M.400 kV petd ta aodaALlOTIKA HETPA TIOU EiXE
KATAB£OEL N LOVOLOTLKI) KOLVOTNTA.

3.2.3 Ekouyxpoviouos twv Kévtpwv EAEyyou Evépyetag kat YAonoinon Néou
Mepupepeiakov Keévrpou EAEyxou Evépyetag Kpritng (14.19)

Evtog tou 2020 oAokAnpwOnkav:

— n eykataotoon kat Béon os Asttoupyia VEwV MPoBoALlkwY ZUCTNUATWY LE TNV
TOUTOXPOVN AMOCUPON TWV MUKWV ALAyPOUUATWY, N EYKATACTACN VEOU
dwTopoU Kol VEwvV Béoswv epyaciag (kovooleg) otig aibouvoeg twv KEE,
kaBwg Kal n dnuioupyia katdAAnAou xwpou mepikAelong twv Wall Displays
EVTOC TwV albouowv twv KEE.

— H vumnodoun kat n Aesttoupyia t™¢ Ayopdc Eflcoppomnong HAEKTPLKAG
Evépyelag.

— Havtkatdotaon cuotiuatog aoddAelag mpocBaong KoL mupavixveuong oto
Bopelo Nepidpepelako Kévipo EAEyxou Evépyelag.

3.2.4 Awaovvéeon twv KukAadwv ue to Hnepwtikd Zvotnua — @aon A’ ko
ouvoda épya (14.22 & 17.2)

Evtog tou 2020 oAokAnpwOnkav kot t€bnkav og Aettoupyla Ta akoAouba £pya tng B’

kat " daong tng dtacuvdeonc twv KUKAASwV He To HIEpWTIKO TUoTnUA:

— Y/3 Na€ou (B'dadon)

— KoAwdakn .M. 150 kV Na€og — Mukovoc (B'Daon)

— KaAwdiokn .M. 150 kV Na€og — Mapocg (B'ddon)

— Aeltepn kaAwdiakn .M. 150 kV Aauvplo — Z0pog (I"Daon)

— ‘Epya MUAWV Kal autenaywywv otoug Y/ Zevéng GIS Aaupiou kot Mdapou Kot
Mukovou.

210 TAQOLO EKTPOTIWV TWV UdLotapevwy .M. 150 kV amnd to KYT Aaupiou mtpog Tov
véo Y/X Zevénc GIS Aaupiou evtog tou 2020 oAokAnpwOnkav kol TEBnKav o€
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Aewtoupyia 6Aa ta ektpenopeva KukAwpata 150 kV mou cuvdeotav oto KYT Aaupiou
UE VEEC KOAWSLAKEC YPAUUEC ATIO TO ONUELO EKTPOTNC TtPOC Tov VEo Y/I Zevéng GIS
Aaupiou.

Enionc ota mAailolwa tng tnAemomteiag Kat tnAegAéyxou twv Y/ twv KukAddwv,
oAokAnpwOnke evtog tou 2020 n eykatdaotaon diktuou OPGW oTo evaEpLO TUN A TNG
.M. 150 kV eni tng Avépou kat otn .M. 150 kV AAiBepiou — ABadiou.

3.2.5 OAokAnpwon tn¢ ouadac Epywv evioyvong 150 kV o€ vplotausvoug Y/Z —
Mépocg Il (14.56)

Evtoc tou 2021 ohokAnpwBnke otov Y/: Adamma n avofaduion twv Svo
QITAOTIOLN LEVWYV TIUAWV O€ TARPELS. ME TNV OAOKANPWOT Tou €pyou OAOKANPWONKE n
opada €pywv evioxuong 150 kV og udlotapevoug Y/ — Mépog Il

3.2.6 Awacuvéeon tn¢ Kpntneg ue to Hnelpwtiko Zuotnua (@aon 1) (17.7)

210 mMAaiolo twv €pywv tng Mdong | yia tn dtacuvdeon tng KpRtng Le to Hielpwtikd
Juotnua €xouv oAokAnpwOel kat nAektploTel evtog Tou 2020 ta akoAouBa €pya:
— AvaBaBuion tng .M. 150 kV MeyaAomnoAn | — NaAalog Y/ Zevéng.
— AvaBabuion tng .M. 150 kV MaAawog Y/2 Zevéng — TAN Znaptn |l — Znaptn Il
— AvafaBuion twv .M. 150 kV TAN Znaptn Il — Znaptn | kat ZkdAa - MoAdot
(evoupudtwon Tou eVOG KUKAWUATOCG).
— Tpelg véeg mUAeG otov Y/Z MoAdwv.
— T.M. 150 kV MoAdoL — Teppatiko avtiotabuiong NA MeAomovvroou.
— Teppatikd avriotaduiong NA MNelomovvioou.
— YrnoBpuxia kaAwdiakn .M. 150 kV Teppatiké avtiotabuiong NA MNelomovvricou
— Xavia | (TuAua B).
— KoAwdlakég ouvdéoelg 150 kV Tepupatiko aviiotabuiong NA Melomovvricou —
Xavia I.
— Ta amattoVpeva £pya ouvdeong Kol avilotaduiong (MUAEG Kol QUTETAYWYEG)
otov Y/ Xaviwv.
Mepaltépw evtog tou 2021 oAokAnpwOnKav oL €pyacieg EVOUPUATWONG KOL TOU
SeUtEPOU KUKAWHATOG TwV avaBadullopevwy .M. 150 kV TAN Indptn Il — Inaptn |
Kot ZkaAa - MoAdol kaBwg Kat n tovtion tng unoBpuxiog kaAwdiakn .M. 150 kV
Teppatiko avtotaduiong NA MeAomovvrioou — Xavia | (TuAua A).

3.2.7 AvaBaduion ocuvbéeonc Y/Z ZaAauivacg ue to Suotnua 150 kV (18.3)

Yta mAaiota tng avaBaduong tng cuvdeonc tou Y/I Talapivag pe to Tuotnua 150 kV,
Aoyw Slappowv glaiou to 2020 oAOKANPWONKE N AVIKOTAOTAON KoL TNG SeUTEPNC
UTIOBPUXLAC KAAWSLOKAG YPAUUNAG HE TPUTOAKA uTtoBpUxLa kaAwdia 200 MVA.
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3.2.8 Eykataotaon SIKTUOU OMTIKWV LVWV YLa TOV TNAEEAEYXO Kal THAENMONTE(Q TOU
Svotiuarog (17.10)

Evtég tou 2020 oAokAnpwBnke n OPGW otn M. 400 kV KYT Apuvtaiou — KYT
MeAitng.

3.2.9 Epya evioyuong o€ uplotausvous Y/E kat KYT (20.1 & 20.2)

Y10 mAaiolo tng evioxuong o udlotapevoug Y/ kat KYT, evidg tou 2020 Kat £wG ToV
MapTtio Tou 2021 oAokAnpwOnNKav oL akOAOUBEC AVTIKATACTACELG EEOTALOLOU:

— 1 &wakémntng 150 kV otov AHZ Ay.lewpyiou

— 2 dlakomnrteg 150 kV kat 3 dtakomrteg 400 kV oto KYT Apuvtaiou

— 1 &takomng kat 2 M/ evtacewg 150 kV, kaBwg kat 1 Stakomntng 400 kV oto KYT
Adapupvog

— 1 8wakoémtng 150 kV otov YHE Kpepaotwy

— 3 8lakomreg 150 kV otov Y/Z MeyahomoAn Il (AHZ)

— 2 8akomreg 150 kV otov Y/Z MouUptou

— 1 8wakoémng 150 kV otov Y/ Natpa

— 2 M/Z evtaoewg 150 kV kat 2 Stakomteg 400 kV oto KYT Ay. Ztedpavou

— 1 élakoémntng 400 kV oto KYT @ecoalovikng

— 2 dlakomnrteg 400 kV oto KYT MeAitng

3.2.10 Epya Enéktaong yia tn 2uvdeon véwv Xpnotwv

Amo6 tov Mdptio tou 2020 oAokAnpwOnkav ta €pya EMEKTAONG YLa TN oUVOEDH LE TO
Juotnua 150 kV ywa 3 véoug Y/ yia cuvdeon povadwv AMNE (MaAaloxwpt, ZLATLOTA,
‘Yraro 1),

3.3 EPIrA ANATMTYzHZ 2YSTHMATOZ PQTHZ TPIETIAZ

Y& auTO To KedAAalo mapouastalovral ta €pya avantuéng tov EZMHE yila ta omoia o
AAMHE gUAoya ekTLUA OTL N KATAOKEUN Toug Ba oAokAnpwOel } Ba Eekvroet €éwg to
TENOG TOou €toug 2024. EWdkOTEpa, mopoucialovtal Ta €pya TA Omoila €Xouv
nepAndOel o MPoNyoUHEVA EYKEKPLUEVO TIPOYPAATA aVATTTUENC Kal Ta omola Rén
Bpiokovtatl oe diadopa otadia vAomoinong, Kabwg kol VEa €pya yla Tto omoia
avtiotolxec Stadlkaoieg avapEveTal va EEKLVIOOUV EVTOC TNG TPLETLAG.

3.3.1 KYT Aaykada kat Epya Zuvdeoric tou ue to Zuotnua (14.1)

Evtog tou 2016 oAokAnpwOnke kot t€Onke og Asttoupylia n véa .M. 2B’B’/400 kV KYT
Aaykada - KYT OWinnwy, n onola akoAouBel 66guon mAnciov NG udpLOTAPEVNG
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vpapung B’B’B’/400 kV. H ohokAnpwon tng véag .M. KYT Aaykadad - KYT Qinnwy
OUUBAAAEL KOBOPLOTIKA OTNV ETtiTEVEN TWV EEAG OTOXWV:

e AU&non G WKAVOTNTOG AMOUACTEUCNG Tapaywyng (amo aloAwkd mapka n/Kot
oupBatikeg povadeg) avatoAkd tou KYT Qinnwv (meploxn Opakng)

e Evioyxuon tng acdaielag tpododotnong twv GopTiwv TNG MEPLOXAG

e Evioxuon tou Zuotipatog g Notiou BaAkavikng biwg o€ ox€on e TAAAVTWOELG
XAUNANG ouxvotnNTag oL oToleg €xouv eudaviodel émetta amnod tn dtaouvdeon TG
Toupkiag

e AuvatotnTa KATAOKEUNG VEAG StaouvdeTiking .M. amd to KYT N. Zavtag mpog tn
BouAyapia

Ye autn tnv Opada Epywv meptAapBAaveTal Kal To £pYO TNG EKTPOTIAG TNG UPLOTAUEVNC
Sdlaouvdetikng .M. B’B’/400 kV KYT @ecocalovikng - Blagoevgrad mpog to KYT
Aaykadd p€ow TNG KATAoKeLNG piag véag .M. B’B’/400 kV. Auto to £pyo amookometl
otnv aocdaléotepn Kal otnv o aflomotn dlakivnon tng oxVog amo Kal Tpog Ta
YELTOVIKA ZUOTAHATA.

Me adopun tnv Katackeur tou véou KYT Aaykadd to omoio PeTABAAAEL TO YEVIKO
oxNua tpododotnong otnv EVpUTEPN TTEPLOX OE0CAAOVIKNG, KABWE KAl OTLG TIEPLOXEG
XoAkibikng, KIAkic kol Zeppwv, €xel mpoypoppatioBel eupeiag KAlpaKag
avadlapBpwon tou Zuotiuato¢ 150 kV, pe otoxo tnv achaAEotepn Kal TNV TO
aélomiotn Aettoupyia Tou. Katd ta mponyoupeva £€tn €xeL UAomoLlnBet pia ospd amno
QUTA TA £pYa KAl ATIOUEVEL N UAOTIOINGN KATIOLWY AAAWY, €K TWV OTIOLWV Ta akoAouBa
neplAappavovtal oe auti tnv Opada Epywv (ta unolouta épya meplhapfdavovral
otnv Oupada Epywv 14.46, Evétnta 3.3.23):

— Ektpomn tng .M. N. EABetia - KYT @ecoahovikng npoc to KYT Aaykadd péow veéag
r.M. 2B/150 kV.

— Zuvdeon tou KYT Aaykadd kat pe ta Vo KukAwpata tng .M. KYT O\innwy - KYT
Osooalovikng péow Vo véwv .M. 2B/150 kV, cuvoSsuduevn amo tnv eKTPOmN
¢ mpoavadepbeiocag MNM. mpog tn M. KYT Oecoalovikng - XaAkidikr, e
Tavutoxpovn napakapdn tou KYT @socoalovikng, péow véag .M. 2B/150 kV.

Ta mpoavadepbevta £pya MTPOYPAUUATIOONKAV UE OTOXO TNV APon TPOBANUATWV
unepdopTicewV Kal xapnAwv Tdoswv og Y/Z TnG MEPLOXNC ToU €Xouv mapatnpnOel
KOTA To apeABoOv oe ouvOnkeg LPnAwv Poptiwv o TEPUTTWOELC SlaTapaywy, HE
KPLOLOTEPEG TNV anwAeta Twv .M. KYT Q\innwv - 2éppeg, kat KYT @ecoalovikng -
ANTA, EVW OUVOPTWVTAL KOl HE TNV av€énong tng KOVOTNTOG QNMOMAOCTEUONG TNG
napaywyng ano tig AMNE otnv neploxn.
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3.3.2 Enéktaon fvotiuarog 400 kV ntpog tnv MeAondvvnoo

Me ta onuepwva emnineda doptiou, n meploxi tng MNelomovvroou eival Katd to
HEYAAUTEPO HEPOG TOU €tou¢ efaywylk. Amo 1o €tog 2005 n TepPLoxn NG
MeAomovvrioou MapoucLalel KaTd TIG BPadlvEG WPECG TOTILKO HEYLOTO TNG TAENG TWV
1000 MW. Z& QUTEG TIC MEPUTTWOELG, N MeAomdvvnoog eival tdlaitepa kploun meploxn
yla tnv guotdbsla Twv Tdcewv tou NOTIOU ZUCTHUATOG €AV UTIAPEEL QMWAELA TNG
napaywyng otnv mepoxn. EmumpocBeta, n ouvdeon tng MeAomovvriocou peE TO
UTtOAOLTTO ZUOTNUA YIVETOL ATOKAELOTIKA UE YPAUUES 150 kV, peElwUEvNG, OUVETTWG,
Kavotntog petadopds. Mo ouykekpluéva, n Melomovvnoog £€wg Kal onuepa
ouvoEéeTal:

e e TNV ATTIKNA Héow TPWWV .M. 150 kV Bapog Tumou SmAol KUKAWUOTOC Kal
e e tn Autik EAAaSa péow SU0 umoBpuxiwv kKaAwdiwv 150 kV.

Itnv nmeployn eival o kavovikn Aettoupyia n véa povada MeyalomoAn V kat eTmA£ov
QVOUEVETAL VO aVaTTUXOEl onUavTikr LoV anod véoug 2tabuoug napaywyng AlE.

Me auta ta dedopéva, n SpACTIKY OVTILETWITLON TWV EVOEXOUEVWYV TIPOLANUATWY TWV
TAOEWV (Ue evepyeTIKA anoteAéopata o€ 0AOKANpo to NoOTLo ZUoTtnua) Kal iwg Tou
{ntNuUatog NG amoppodnong TNG TMOPAYOUEVNC LOXUOC amd Toug XTabpolg
TIAPOYWYN¢ oL omolol avaPEVETOL va. avarmtuxBouv otnv TeEPLO)T], ETUTUYXAVETOL HE
TNV EMEKTAON TOu Zuothpatog 400 kV mpog tnv MeAomdvvnaoo.

Mpog TNV KatevBuvon aUTH TPOYPOUUATIOTNKE N KATAOKEUN TplwVv VEWV KYT otnv
nieploxn KopivBou, otnv meploxn Matpwv kat otnv neptoxny MeyalomoAng. H eméktaon
Tou Juotipatoc 400 kV mpog tn MeyaAomoAn (pe Tn Snuioupyla otn cuvexela Bpodxou
400 kV Matpa - MeyaAomoAn - Kopvbog) avéavel Spactikd Tnv IKavotnta HeTadopdg
TPOG KoL amo tnv MeAhomovvnoo, divel tn Suvatotnta avantuéng AME kot Bepuikwy
JtoOuwv, BEATIWVEL ONUAVTLKA TO IEPLOWPLO TNG EVOTABELAC TWV TACEWV Yla To NOTLO
Juotnua Kat e€aodalilel Tnv Nehomovvnoo o€ OMOLOVONTIOTE CUVOUAOUO cUVONKWY
napaywyng kot d¢optiov. EmutAéov, OUVOEEL LOXUPA TO KEVIPO TAPOYWYNG
MeyaAomoAng He Tig meploxéC udnAol doptiou (Attik kat meploxn Matpag) kat
OUMBAAAEL otnv emtiteuén woBapolg avantuéng twv Zuotnudtwy Mapaywyng Kat
Metadopdg oto NoOto Zuotnua. TéEAog, Ba mpEmeL va TOVIOTEL OTL N avamtuén tou
Juotiuato¢ 400 kV mpog tnv MeAomoévvnoo CUUPBAAAEL OTOV TEPLOPLOUO TWV
OUVOALKWV amwAegLwv tou EZMHE.

H kataokeury véou KYT otn MeyoAomoAn elval onupavtiki yla TtTnv TEPLOX TNG
MeAomovvrioou. To KYT MeyaAomoAng, To onoio Té0nke MANPwWG o€ Aettoupyia evtog
tou 2014, Atav amapaitnto ylwa tn ouvdeon NG VEag povadag mapaywyng otn
MeyaAomoAn (povada «MeyaldmoAn V»), yia tnv avénon tng Sieiodbuong and AME
otnv Nelomovvnoo (Evotnta 3.8.3) kat ywa v umootAplen TwV TACEWV OE WPEC
vPnAwv doptiwv.

73



Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

v‘v
& adpne
Al PTHTOZ

Ta épya eméxktaong twv 400 kV otnv MNelomovvnoo £xouv adelodotnBel mMARpwG Kat ot
avtiotolxe¢ omOANOTPLWOEL £Xouv OAokKANnpwBel. H Slwaolvdéeon tou KYT
MeyaAomoAng pe ta kukAwpata 400 kV otnv mAeupad Tou Avtippiou mpaypatomnoLeital
pe véa .M. 400 kV Suthol kKukAwpatog. Emeldr opwc, n vAomoinon tou KYT MNatpag
Sev avapévetal va oOAokANpwOel evtoc TnG eEMOUEVNC TPLETIAC, Yl TN cuvdeon Tou KYT
MeyaAomoAng pe to Zuotnpa 400 kV €xel mpoevtayBei n .M. MeyaAomoAn - Zuotnua
400 kV pe 6Aa ta evaépla Kal KAAWSLAKA TUAMATA TNG, KABwWG Kal TIC avVTioTOLXEC
QUTETIAYWYEG.

H xpovikni petdBeon tou véou KYT MAtpag EMeLTa amo TNV MPWTN TPLETIA AuToU ToU
ANA (Opada Epywv 14.40, Evotnta 3.4.2), &V OVAUEVETAL VO €XEL ETUITTWOELG OTNV
aodalela tpododétnong otnv meploxn efattiog TG Helwong Twv ¢optiwv TNV
Televtaia mepiodo. e TOUTO CUMPBAAAEL KOL TO YEYOVOG OTL EVIOG TNG TPLETOUG
neplodou avapévetal va oAokAnpwbBouv €pya ta omoia emi Xpovia MOPAPEVOUV
NULTEAN, OMw¢ To SUTAG KUKAwMa 150 kV Mupyog - Matpa Il To omoio Ba uAomolnOet
pe kaAwdla mAnoiov tng Meoodtidag kat To §eUTEPO KUKAWHA TNG UTIO avaBabuwon
.M. 150 kV KoépwvBoc - Natpa to onoio Ba oAokAnpwOei evaepiwg pog tov Y/ Matpa
M.

Emonuaivetat ott n katoaokeurn tou KYT Matpwv, mapd tnv €kdoon AENO,
e€akoAouBel va ouvavtd avtidpdoelg amo TomkoU ¢opeic. Ie kABe mepimtwon
TMAVIWG, N Kataokeun autol tou KYT kpivetal okomun o BaBog xpovou yla tnv
QVTIUETWTILION TwV TPOPANUATWY TNG €uotdbslag TAONG TOU ZUCTAUATOG TNG
Bopelobutikig Nedomovvroou, edv avénbouv ta doprtia.

Ta umddouta €pya 400 kV mpog tnv MeAomoévvnoo meplappavovtal otnv Ouada
Epywv 14.29 kat meplypadovral o Stakprr Evotnta (3.3.17).

3.3.3 Karaokeun véwv M. 150 kV yia thv amoppopnon tn¢ mapaywyns twv
aloAkwv riapkwv th¢ EVBotag (14.6 kot 14.10)

Ma TNV anoppodnon t¢ LoxUog adelodoTnUEVWY aLOAKWY TTApKwV otnVv EVBoLa, eixe
nipoBAedOel amd makaldTepa POYPAUUATA AVATITUENC N KATOLOKEUT VEWV Y/Z 150 kV
kot avtiotoywv .M. 150 kV yia tn ouvdeon toug (BA. Napaptnua I, MNivakeg X1 kat
r2). Mo tnv 6 aodaln AMOPACTELCN TNG MAPAYOUEVNC LOXVOC Ao T VEQ OLOALKA

napka otnv EVBola mpog tnv Attikn, tpoPAEnovtal Ta €N C:

— Kataokeun tng .M. N. Mdakpn - MoAumoTapog, anoteAoUUEVNG aTtd EVAEPLO TN A
2B/150 kV, kaBw¢ kot umdysla kat umoBpuxta koAwdia 150 kV. To €pyo Oa
eruTpEPeL TNV avénaon TNG Lkavotntag petadopag amo tnv EvBola. To £€pyo T€OnkKe
og Aettoupyia eviog tou 2015.

— Kataokeun g evaéplag .M. 2B/150 kV MoAumotapog - N. EuBola. To €pyo té0nke
o€ Aettoupyla eviog tou 2015.

— AvafaBuion tnc umoBpuxtag kKaAwdiakng ouvdeong AABEpL - Kalapog pe
npooBnkn unoBpuxiov kaAwdiou ovopaoTikig tkavotntag 175 MVA, to omnoio Ba
QMOTEAECEL TUAMA TOU KUKAWMOTOG TNG ouvbeong AABEpL - Kdalapog. Ta
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volotapeva kalwdia Ba mapaAAnAlotolv kat Ba anoteAécouV TUN A Tou GAAOU
KUKAwPOTO¢ tng ouvdeong AABEpL - Kahapog. H uvAomoinon twv €pywv Ttwv
KaAwbiwv oAokAnpwOnke evidg tou 2013 Kkal AMOMUEVEL N OAOKARpwWON TOU
TAPAAANALOUOU TwV KAAWSILWV.

Ta avopevopeva odEAn amd TNV KATAOKEUR Twv TpoavadepBEviwy Epywv
neplypadovrtal otnv Evotnta 3.8.1.

Ao ta mpoavadepbévia £pya, n ocuvdeon N. Makpn - MoAumdtapog kat n .M.
MoAumotapog - N. EUBola €xouv xapaktnplobel w¢ «yevikoTepnc onuaaoiac yia tnv
owkovouia tng Xwpac» (Napaypadoc 3, Apbpo 15 tou Nopou 3175/2003). To kKOGOTOG
TWV WG AVW €PYWV EMEKTAONG Yla T cuvdeon Ztabuwv AMNE avaktatal cuppwva pe
N Sadikaoia tng map. 5 tou edadlou 8.12 tou KAZ, d6nwg Loxvel [4], kaBwg Kat Tnv
Anodaon tng PAE 155/2012 [22].

3.3.4 AvaBaSuiosic kukAwuatwv 150 kV otnv neptoyxn Aktiou (14.9)

Mo tnv dpon npofAnuatwv unepdopticewv oto eAadpl KUKAwUa AKTLo - Agukada -
ApYyoOoTOAL, Ta omola mapatnpolvtal KUplws o ouvOnkeg uPniol doptiou kal oe
nepinmtwon dlatapaywv, €xeL mpoypappatiobet n avaBabuion tng .M. E/150 kV, n
orola cuviotatal adevog oTNV AVILKATAOTACN TOU evaépPLou aywyol ACSR Slatoung
170 mm? pe onAtopévo oUVOETO aywyd aloupviou tng iSlog Statopng Kat adeTEpou
oTnV avtlkatdotaon tng maAaldg umoPpuxlag kalwdlakng ovvdeong Asukadag -
KedaAAnviag ovopaotikng tkavotntag 125 MVA pe véo untoBpuxto kaAwdio E.P. XLPE
150 kV ovopaotikng kavotntag 200 MVA. H avafdaduion tou KUKAwpOTog AKTLO -
Neukada ohokAnpwOnke evtog tou 2013.

Ma tnv KaAUTePN eKUETAAAEUON TNG avaBaduiong, lval amapaltntn n evioxuon Tou
JUOTAUOTOC OTNV TIEPLOXN Tou AKTioU, TO ormolo armoteAel To Popeldtepo onpeio
ouvdeong Tou Bpoxou Twv votiwy loviwv NAoWV LE TNV NIEPWTIKA Xwpa. MNa autov
TO AOYO, £XEL TpoypappatioBel n avaBabuion tng M.M. Aktio - Kaotpakt (€wg to TAN
Audhoxiag) ard E/150 kV og 2B/150 kV. TuRua tg npoavadepOsioag avaBaduiong
Ba ulomotnBel pe unoyela kalwdia. To evaéplo TuRUa ¢ avapaduiopévng .M.
AkTL0 — Kaiotpakt oAokAnpwOnke to 2017.

Ta £pya avTKOTAOTOONG TOU aywyou oTo KUKAwpa Agukada - ApyooTOAL Kal tng
OVTLKATAOTAONG TG uTtoBpuxLag KaAwdlakng ouvdeonc Asukadag - Kepalinviag (n

vAomoinon tTwv omolwv eivat duvatd va petatomoBel xpovikad), meplappavovral
otnv Opada Epywv 14.43 (Evotnta 3.4.4).

3.3.5 Epya evioyuvong tou Zuotnuarog 150 kV otnv nepioyxn Natpwv (14.11)

Ma tnv acpain kot afomiotn tpododotnon Twv vPnAwv GopTiwv TNG TEPLOXNC
Matpwv Kot Kupiwg ywa tn BeAtiwon ¢ uotabelag tTng TAONG TOU JUCTHUOTOC
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Bopelobutikrig MNelomovvioou, £€X0UV TIPOYPAUUATIO0EL EVIOXVUOELG TOU ZUCTHUOTOC
150 kV pe evioxuon Twv SLl0ocuvEECEWV TNG TTEPLOXAG.

Ané Ta €épya Ta omoila meplapfdvovial o€  auth TNV Kotnyopia
(ouumephapBavopévou kat tng Opada Epywv 14.41, Evotnta 3.4.3), avapéveTal va
0AOKANPwWOOUV eVTHOG TNG EMOMEVNG TPLETLAG TA EENG:

e OAokAnpwon tng avaBaduiong tng volotapevng .M. Képwbog - Natpa | anod
E/150 kV oe 2B/150 kV. Ewc kot onuepa €xeL NAektploBel to TuRpa Kopvbog -
Alylo. H olokAnpwon tou é€pyou kobBuotepel efattiag twv alAemdAAnAwv
AVTLOPACEWV TOTUKWY GOPEWV.

To £pyo TPOYPAUUATIOONKE LE OTOXO TNV €VioXUON TNG EVOTABELOG TWV TACEWV
TOU ouoTAMOTOC TNG Bopelodutikng Melomovvioou Kal tnv dpon mpoBAnuatwyv
otatikng aodpaAetag (Wdlaitepa mpv anod tnv évraén tou KYT Matpag) ta omoia
TIAPOTNPOUVTAV KATA To TapeABOv og ouvOnkec uPnAwv GopTtiwv o€ TEPUMTTWOELC
Slotapaxwy, UE KPLOWOTEPEC TNV anwAela Twv .M. KopwvBog - BéAo kat Alylo -
MNatpa .

Je aut) T ¢Acn n KPLoWOTNTA TOUu €pyou €xeL TeploploBel amd mAnbog
TIAPOYOVIWY, UE ONUAVIIKOTEPOUC TN HELWOoN NG NAEKTPKNG {ATNONG KAl TNV
avénon tng Sleomappévng mapaywyne. 2 KAOe MepMTWON MAVIWG, N KATOOKEUN
TOoU Kplvetal amapaitntn oe Padog xpovou yla tnv acdal€éotepn Kol TNV TILO
aLomiotn Asttoupyia Tou TUCTAUOTOC TNG TIEPLOXNC.

e OAokARpwon TNG KATAokEUAC tng véag .M. 2B/150 kV Mipyog - Ndatpa Il. H
KOTOLOKEUN TNC YPAUUAG EXEL apXioeL amo to 1997, aA\d amopével n uAomoinaon Tou
TUAMOTOC TNG TO omoio SiEpxetal amo tnv meploxy Meooatidag, efattiag tng
npooduyng oto ITE. H vAomoinon tou mpoavadpepBevTog £pyou eival amoAUTwG
avaykaia yla tTnv evioxuon tou uotiuatog 150 kV otnv meploxr, akoun Kot EmeLta
arnd TN HeElwon Twv ¢optiwv Twv uvdlotdpevwy Y/, kol amotelel €pyo
TIPOTEPALOTNTOG YLa TNV acdalr tpododotnon ¢ Natpac.

3.3.6 Epya Evioyuonc kot Enéktaong Zvotiuatro¢ 150 kV otnv [epioxn tng
Kartepivne (14.13)

H meploxn tng Katepivng eixe mapouaoidoel ta mponyolueva xpovia uPnAo pubuo
avénong doptiwv. Na tov Adyo auto o AEAAHE sixe mpoypappatiost Tnv avamntuén
Tou Vvéou Y/ 150/20 kV Awywiou (n kataokeur Tou omoiou Kat n cUVSECH TOU HE TO
Juotnua 150 kV €xeL oAokAnpwBel amnd 1o 2014). IAuepa n neploxn ¢ Katepivng
tpododoteitat anod tov YHZ Idnkidg kat tnv mepoxn Adploag. H tpododdtnon tou
Y/Z Kateplvng ylvetal aktwika and auvtd to TAM kat n tpododotnon tou Y/I OZE 11
(Awyivio) yivetat aktwvika amod tov Y/ Ahe€avépelag evw n .M. Katepivn - OZE 11
(Awyivio) mapapével avolkt yla AOyoug mpootaciag. Autd To OXNUa TAPEXEL
TiepLopLopévn aglomiotia tpododoTnong oToug WG AVW AKTLVIKA TPodoS0TOULEVOUS
Y/Z, evw o€ ouvOnkeg peyiotou doptiou tou Tuotrpatog n tpododotnon Tng MARPOUC
loxvog tou YHX IZdnkidg eilval oplakr, Adyw tng woxupng ¢optiong n omoia
napatnpeitat otn .M. Zonkid - Katepivn TAM. EMUTAEOV, OPLOPEVEG TIEPUTTWOELG
Sdlatapaxwv oL omoieg ouvenayovtat Stakomn tng tPododotnong Tng MEPLOXNS TG
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Katepivng amod tov YHI ZdnKLAg, HE KPLOWOTEPN TNV AMWAEL TOU KUKAwOTog .M.
Ipnkia - Katepivn TAM - OIE 10 (Maupovépl), evbéxetal va odnynoouv oe
npoPANuata UTEPPOPTICEWYV OTA EVATIOMEIVAVIA KUKAWUATA TNG TIEPLOXNG KOl
XoUNA£C taoelg otov Y/2 Katepivnc.

MNa Vv dpon twv mpoavadepBeévtiwv mpoPAnuATwY, €XEL MPOYPAUUATIOOEL n

kataokeun véwv .M. kat n avafaduion twv upLoTapEVWY WG EAC:

— AvafdaBuion tunuartog tng .M. Katepivn - AAe€avdpela ano E/150 os 2B/150 kV,
HE Tautoxpovn katdapynon t¢ .M. Katepivn | TAM - Zuotnua.

— Kataokeun véag .M. 2B/150 kV Zdpnkia - Awyivio TAM, n omnoia Ba ocuvdebel oto
€va amo ta dUo KukAwpata tng avaBadulopévng .M. Katepivn - AAe€avdpela.

Ta npoavagepBévta epya e€acdalilouv tnv woxupn kot aopain tpodpodotnon Twv
Y/Z tng meploxng tng Katepivng yla OAEG TIG AELTOUPYLKEG GUVONKEG aAAA Kol TNV art’
guBeiag tpododotnaon Twv PopTiwv TNG MEPLOXNG ATIO TO KEVTPO Mopaywyng (AuTikn
Makedovia). MapdAAnAa, emtAvovtal ta PoARpaTa AOYw OKTWIKAG TpododoTnong
Twv Y/Z Katepivng kat OZE 11.

3.3.7 Epyaotnv MAcupa 150 kV Ypiotauevwy Y/Z kot KYT tou Zuothiuatog (17.5)

JTo0 TAAiol0  TOTKWV  €VIOXUOEWV TOU ZuoTthuotog Metadopdg €xouv
nipoypoppatiofel £pya o udlotapevoug Y/2 150 kV/20 kV. Ta kupldtepa amnod autd
Taflvopouvtal we eENC:

e [la tnv avénon ¢ aflomiotiag tng dtakivnong tng Loxvog o Bpoxoug .M. 150 kV
MEYAAOU PNKOUG, armatteital N evioxuon twv oxnUATWY Mpootaciag, TPOKELUEVOU
va mapéxetal n duvatotnta Apeong OLAKOTAG KOl QMOUOVWONG ETULUEPOUG
TUNUATwy .M. og neputtwoelg BAafwv. Ma tov Adyo auto, Kplvetal amapaitntn n
avafaduion tTwv amonotnuévwy nMUAwv .M. 150 kV os mAnRpelg pe mpooOnkn
QUTOMATWY SloKomTWY Kal ¢pepeclxvwy otoug Y/Z M. Mnotoapn (amatteital n
SlevBEtnon tou oloktnolakoL kaBeotwtog e tov AEAAHE), Zndptng |, Kapbditoag
kot Auduloyiag.

e [NV e€aodaAion Tng SuvaTOTNTAC CUVTNPNOEWVY O UdLoTapevoucg Y/ xwpic TNy
anaitnon oAlkAG anocUvOeong Toug amnod to Zuotnua, kpivetal emiPBePAnuévn n
npooBnkn toung {uywv 150 kV. Ze autd to mAaiclo, €xel N6n oAokAnpwOel n
gykataotaon anoleuktwv Toung Luywv 150 kV oe Stddopoug Y/I Kal amopével n
vAormoinon otoug Y/Z Kapditoag kat Apdloxiog (17.5).

e [a tnv evioxuon tng aodparelag tpododotnong Tng mepLoxns tng Mpwtevouoag
nipoypappatiletal n eykataotacn devtepou dtacuvdetikol Stakomtn uywv otnv

mAeupd 150 kV tou KYT MaAAnvng.

e Jtoug Y/X ouvdeonc twv A/M, £xeL mpowBNBOel n tpomomnoinon os MANPELS TWV
apXLKA TtPOPAETOUEVWY amAomolnEVWY VAWV .M. AuTo kpiBnke amnapaitnto yla
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NV aodair) cuvdean LEANOVTIKA EMUTPOCHOETNC LoXUOC 0€ auToUC Toug Y/2, KaBwg
Kal yla tn SteukoAuvon XelpLopwv amno to Kévtpo EAEyxou Evépyelag tou AAMHE
KOL TNV TaXUTEPN ONMOKATAOTACN OVWUOALWYV TiPpoG 0deAog TG aodAAELQAC TOU
ZuoTtpatog aAAA Kat Twv Noapaywywy.

3.3.8 Evioyuon Yeiotauevwy KYT (14.18)

H npooBrkn AM/zZ og udlotapeva KYT cupuBaAAeL otn BeAtiwon tng olvdeong LeTAL
TwVv Siktuwv 400 kV kat 150 kV, kaBwg PE AUTO TOV TPOTIO ETUTUYXAVETOL N Ueiwon
TWV anwALwy Kal n Stevpuvon Twv Meplbwpiwv TG EVOTABELAC TWV TACEWV.

H Opada Epywv nepthapBavel tnv npoodnkn e€omAiopou 400 kV oto KYT Néag Zavtag
kat oto KYT MaAAnvnc.

3.3.9 Ekouyxpoviouos twv Kévipwv EA€yyou Evépyeiag kat YAomoinon Néou
Mepupepeiakov Kévrpou EAEyxou Evépyetag Kprtng (14.19)

O ekouyXpPOoVIOUOG Twv Kévtpwv EAEyxou Evépyelag (KEE) meplapPavel ta akoAouba
KUpLO UTIOEpYQL:

e Ekouyxpoviopog Tuotnuatog EAéyxou Evépyelag (Energy Management System -
EMS)

o [IpofoAkd ZuoTAuaTA KAl EKCUYXPOVIOUOG atBouowv eAéyxou Kévipwv EAEyxou
Evépyelag

e Avtkataotaon KAlpatiotikou E€omAlopol Kévipwv EAéyxou Evépyelag

e AvofaBuiwon uotnuatog Ataxeipiong Ayopdc¢ HAektpikng Evépyelag (Market
Management System - MMS) kat Z0otnua Ayopdg EElocoppomnong HAEKTPLKAG
Evépyelag (Balancing Market)

e Eykataotacn Néwv Movadwv Métpnon¢ QaociBetwv (PMUs).

3.3.9.1 Ekouyxpoviopog Zuotrpatog EAéyxou Evépyelag

O AAMHE yla tnv emomteia Kol yla tov €Aeyxo tou EAAnvikoU Alacuvdedepévou
Juotnuato¢ Metadopdg HAeKTPIKN G EVEPYELAG XPNOLLLOTIONOE YL TIEPLOCOTEPO ATIO
6Uo0 bekaetieg €va Votnua EAEyxou Evépyelag (ZEE) To omoilo kataokevaoBbnke Kalt
T€ONnKe og Asltoupyia ota péoa tnG Sekaetiog Tou 1990.

AuTO 1o ZEE ActtoUpynoe aflomiota Kol amoTEAECUATIKA VLo TIEPLOCOTEPA ATIO £1KOGL
€Tn, oAAA TO TeAeUTALO XPOVIKO Sldotnua NTav npodaveg otL sixav €aviAnBel ol
SuvatdTNTEC TNG AVATTTUENG KAl TNG (POoapoynG Tou ota véa Sedouéva kal dev ATav
Sduvatd mAéov va avtamokplBel otnv avamtuén tou Zuothuatog Metadopdg, oute
Atav Suvath N EVOWUATWON KOL N CUVEPYOOLA TOU UE TLG VEEG TEXVOAOYIEG. ELmAgov
n ouvtnpnon tou eixe kataotel efalpetikd SuokoAn kot damavnpn efattiog g
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aduvopiog €feUpeonC TWV OVTOANQKTIKWYV KAl TWV EUNMELPWV TEXVIKWV OTLG
XPNOLLOTIOLOU LEVEC ATIO OUTO TEXVOAOYIEG.

Jupdwva pe Ta poavadepBévta kpiBnke okomuo va uAomolnBei to véo ZEE, yeyovog
TO OTolo emiteLXONKE pEow TOU £pyou Tou AAMHE pe titho «EKZYFTXPONIZMOZ TOY
JYITHMATOZ EAETXOY ENEPTEIAZ». To véo ZEE t€Bnke og TANpn Asttoupyia To €T0¢
2017, émewta and tnv opoAn PeTABacn ano to mponyoupevo ZEE.

Me auto To €pyo 0 AAMHE ekoUYXPOVLOE T KEVIPLKA CUCTHLOTA TOU T(PonyoU LEVOU
JEE pe ta avriotowa ouyxpovng texvoloyiag oe OtL adopd tov EOMALOUO KAl TIG
edpapuoyéc. Yrootnpiletal n avialdayn dedopévwy pe ta uplotapeva RTUs kabwg
KOl N ETKOVWVIA LE TOUG VEOUG YmootaBuoug tou Tuotipatog Metadopdg pe ta
ouyxpova &tebvr mpwtokoAa IEC 60870-5-101 kat IEC 60870-5-104. To véo ZEE eival
ETIAPKEG YLAL TNV ETIOMTELX KAl TOV €AEYXO, HEOW TNAEXELPLOMWY, TOU ZUOCTAUATOC
Metadopdg kal ival Suvato, xwpig TNV mPoaobnkn KoULAG EMUTPOCOETNC UTTOSOUNAG
(AoylopkoU n e€omALlopoU), va UTTOoTNPL(EL TNV ETTOTITELOL KOL TOV EAEYXO TIEVTOKOGLWY
(500) YnootaBuwv tou Zuotnuatog Metadopdg kabwg Kal TNV enomnteia Slakooiwy
(200) YmootaBuwv Efwteplkwv ZuotnUATwY (EEvwv ALOXEPLOTWY ZUOTNUATWY
Metadopdg 1 tou Aktuou Alavoung). Ektipdrtol otL to véo ZEE emapkel yla tnv
KAAUYPN TWV avVOyKwV TOU €AEYXOU KOl TNG EMONMTEIAC TOU ZuoThpatog Metadopdg
OTNV NTIELPWTLKN XWPO YLO Kot TOUAG)LoTOV SeKaETia.

To véo XUotnua EAEyxou Evépyelag eykataotdbnke kal ota técoepa (4) Kévipa
EAéyxou Evépyelag (KEE) tou AAMHE (EBviko, Notlo, Bopelo kat @soocadovikng).
Xpnowuormolel mpoidvta teAevutaiag texvoloyiag oe emimedo efomAlopoU Kol
AOYLOULKOU OO KOTOLOKEUAOTEC TIOYKOOULAC EUPBEAELAC KOl SLABETEL TIC AmapALTNTEC
edebpeleg oe OAa ta emineda tng Asttoupyiag Twv Kévtpwv EAéyxou Evépyelag,
ouuneplhapBavovrtag éva MARPeg edpedpilkd cuotnua yla t Asttoupyia tou EBvikou
Kévtpou EAéyxou Evépyelag Tto omoio eivol eykoateotnuévo o SladopeTIKN

vewypadikn B€on.

H avofaBuiwon tou ZEE e€aodalilel tnv mAnpn ocuppatotnta tng Asltoupyioag Tou
EAANVikoU Juotipotoc¢ Metadopdg HAektplkng Evépyelag pe to EBvikO kol to
Eupwmnaikd puBuLoTiko mAaiolo KaBwc Kot LLE TIC amattrioelg Tou Eupwmaikol Alktuou
Awayxelplotwy Zuotnuatwyv Metadopag HAektpikn¢ Evépyelag (European Network of
Transmission System Operators for Electricity - ENTSO-E).

3.3.9.2 MpoPoAlkA ZUCTAUATA KOL EKOUYXPOVIOUOG TWV alBoucwv €AEyXOU TwV
Kévtpwv EA£yxou Evépyelag

'OAec ot mAnpodopieg kal twv tpwwv MNKEE aneikovilovtal SLHPEGOU UPLOTAUEVWV
TIvakwv Mwoaikwyv Ataypappdatwy (Mimic Boards). O £€elbikeupévog €OMALOUOG O
omolog xpnolgomnoleital ota udloTapeva Hwoaikd Slaypdupata eival mAEov
TEXVOAOYLKA TtapwxnUEVOC (€To¢ kKataokeung 1991) pe amotéAeoua tnv aduvapio
€VPEONG TWV ATAPALTATWY AVTAAANAKTIKWY. MNa TNV 0pBr ektéAeon Twv KABNKOVTWY
TOU appodlou mpoowrikou Asttoupyiag tou AAMHE otig aiBouoeg eAéyxou eival
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anmodaACLOTIKAG onUaciag N AEMTOUEPNG ATIELKOVION TNG SUVOULKA PETABAANOUEVNG
Kataotaong Astoupyiag otolxeiwv Tou SIKTUOU KAl N ouyxpovn, OleBvwg
epapuolopevn, texvoAloyia yla TOV OKOMO QUTO €ival n xprnon mpoBoAkwv
cuoTnUAtwy ta omoia AapPBdavouv mAnpodopieg and to Zuotnua EAEyxou Evépyelag
(2EE), ta omoio Ba avilKOTOOTAOOUV T TAPWXNUEVNG TEXVOAOyLOG uTtApyovta
Hwoaika Slaypapuata.

To UTTOEPYO €XEL WG OVTLKELUEVO:

e TNV mpounBela, eykatdaotacn kot B€on oe Aswtoupyia VEwv MpoPoAlkwv
Juotnuatwv omioBlag mpoPoAng (Wall Displays), texvoloyiag Digital Light
Processing (DLP®) kat Light Emitting Diode (LED) kaBw¢ kat tTnv amofnAwon Kot
anmoécoupon TWV UTOPXOVIWV TaAdldg texvoloyiag Muukwy AloypopuaTwy
(Mosaic Boards),

* TN UeAETN, eykataotaon Kol Béon og Aettoupyia vEou dWTLOMOU Kal VEWV BEcewY
epyaoiag (kovooAeg) otg aibouoeg twv KEE ot omoieg Ba umootnpilouv tnv
EUKPLVN Kal ampookontn Béaon twv mAnpodoplwv mou Ba amewovilovral ota
npoavadepbévta mPoPoAikd cuoTApoTa KaBwG Kal TNV amofnAwon Kal
andéoupaon TOU UTTAPXOVTOC TTAAALOTEPOU AVTIOTOLXOU EEOTIALOOU Kal TEAOG,

e 1 Snuoupyla KatdAAnAou xwpou mepikAelong twv Wall Displays evtog twv
albovowv twv KEE kal tnv mpounBela, eykataoctaocn kot 0éon oe Asttoupyia
KALLOTIOTIKWY Hovadwyv yla tnv e€aodalion tng KatdAAnAng Bepuokpaaciag Tou
TEPIKAELOTOU aUTOU XwpPou yla tnv opaAn Asttoupyia twv Wall Displays.

Ta mapamavw €pya oAokAnpwBnkav to 2020 pe efaipeon tO €pyo ywa TNV
EyKatdotaon Kkal Aetoupyld TwV KALMATIKWY HOVASWY TIOU QVAPEVETAL vV
oAokAnpwOet evtog tou 2021.

3.3.9.3 Avtikataotacn KALATIOTIKOU eEomAlopol Twv Kévtpwy EAEyxou Evépyelag

H opaAn Asttoupyila Tou KALOTLOTIKOU €€OmMALOMOU €lval Kplolun yla TV acdaln
Aetoupyia Twv mMAnpodoplakwy cuotnUATtwy Twv Kévtpwv EAéyxou Evépyelag. Ta
vodlotapeva cuotnuata KAwpotiopol twv KEE xpnlouv avtkatdotaong efattiog
nalalotntag, aduvapiag eméktaonc Kabwe kot EAeWP NS avtalAaKTIKwy, To omola
kaBlotouv efalpetikd@ SUOKOAN TN OUVINPENON, TNV TEXVIKI UTMOOTNPLN KoL TNV
amokataotacn twv BAaBwv. Xto MAAiOLO0 TWV MPOOTIABELWY TOU TIEPLOPLOUOU TNG
KOTOVAAWONG EVEPYELAG KOL TNC PooTaciag Tou meplBAANOVTOC KpiBNKe OKOTILUN Kal
avaykaia n BeAtiwon twv utodopwv PUENG KaL N AVTLKATACTACT TOU TAALOU KAl [N
OlKOAOYLKA ocupPatol umdpxovto¢ €€omAlopol. Me TNV avtlkatdotacn toug Ba
emuteuxOel n evapuovIon HE TOUG OXETIKOUC MEPIBAAAOVTIKOUC TIEPLOPLOUOUG KAl N
€€0LKOVOUNON TNC KATAVAALOKOMEVNG EVEPYELOG KOTA TPLAvTa Tolg ekato (30%)
nepimovu.

To UTTOEPYO €XEL WG OVTIKELUEVO:

e Tnv avikoTAOTACN TWV UPLOTAUEVWY KALLOTIOTIKWY HOVASdwY HE VEou TUTIOU
EVEPYELAKA QTOSOTIKOTEPEG MOVASEG KoL ME XPAON OLKOAOYIKWY YUKTIKWV
PEVOTWV, OE OUVOUAOUO LE TEXVIKEG EEOLKOVOLNONG EVEPYELAG KOl

80



Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

v‘v
& adpne
Al PTHTOZ

e  Tnv amofnAwaon 6Aou tou maAalol eEOMALOUOU KOBWE KO TOU PUKTLIKOU LECOU HE
TILOTOTOLNUEVN KaTtaoTtpodr/avakUKAwaon Tou.

Ma to ev AOyw €pyo €xel oOAokKANPwOEL n oxeTikn dtaywvioTikn Stadikacia kot MAéov
Bpioketal oe pdaon vAomoinong pe xpovodlaypappa oAoKANPwong eviog tou 2021.

3.3.9.4 AvaBabuion Zuotriuatog Ataxeiplong Ayopacg HAektpikn¢ Evépyelag (MMS)

Me to €pyo tng avaBabuiong tou Xuothuoato¢ Awaxeipiong Ayopdg HAEKTPLKAG
Evépyelag (Market Management System - MMS) emteuxOnke n Aettoupyia tou MMS
€Tl TOu Véou €€OTALOMOU Kal TOU AoylopikoU efumnpetntwv (application and web
servers) kol twv Pdaocswv bebopévwv (DB servers). H avapabuion tou MMS
oAokANpwONKe evtog Tou £€touc 2017 kot T€Bnke o A PN Asttoupyla, EMeLta anod tnv
OMOAN petaBacn amnod to nponyouuevo MMS.

Me tn petamtwon twv edappoywv Kol Twv Bacswv Sebopévwv o€ ocUYXPOVO
TeEXVOAOYLKO TtepLBaldov, e€aodaliobnke n anpookomntn Asttoupyia tou MMS e ta
akoAouBa mAeovekTipaTa:

1. Avtetwniodnkav mpofAnRpaTa TPWTOTNTAG OE TUXOV KOKOBOUAEG SLOSIKTUOKEG
ETUOE0ELG KOl TOPAAANAQ ETUTPANNKE N TPOOBACN TWV ZUUUETEXOVIWV TNG
ayopd¢ oto cUOTNUA HECW TWV oUyXpovwv acdalwv eboappoywv TEPLRYNONG
(web browsers).

2. Au&nbnke n duvatotnta tng anobnkeuvong Kat tng Slaxeiplong Twv oToLyeiwy yla
TN Aettoupyia Tng Ayopdg, n onoia eixe dpOdoeL o oplakod eninedo oto Sldotnua
TWV OKTW (8) Kal TTAéov ETwV amod TNV apxr tng Altoupylag Tou CUCTHUATOC.

3. YAormou)6nke véo cUyxpovo cUOTNUA TILoTomolnong/Tautonoinong xpnotwv (One
Time Password - OTP), yue to omoio umootnpiletal n €uxepng Kat n acdalng
npooBacn TMOAU TEPLOCOTEPWY VEWV XPNOTWV, WOTE VA UTOOTNPL(ETAL KAl N
urtofoAn Twv mpoodopwv and toug Napaywyous AME, yla T CUUUETOXN) TOUC
oTNV ayopa NAEKTPLKNC EVEPYELOC.

4. Me tnv avaBabuion tou MMS ulomolOnke n anapaitntn véa diemadn Ue To VEo
Juotnua EAéyxou Evépyelag tou AAMHE kot mAéov mapExetal n duvatotnta yla
TNV EVOWUATWON TwV TipoodopwVv amd toug Napaywyous, yo TV Tapoxn Tng
oTpedOUEVNC TpLteVoUoaC epedPelag OTO UTIAPXOV LOVTEAOD ETIIAUGNG TNG OYyOPAC
NAEKTPLKAG EVEPYELAG.

3.3.9.5 Ayopa E€loopponnong HAektpikng Evépyelac (Balancing market)

O AAMHE oto mAaiolo tTwv opUoSLOTATWY TOU £XEL UAOTIOLNOEL TNV omapaitntn
urmodopn yla tn Asttoupyia tg Ayopdg E€looppomnaong, yla tnv edappoyr) Tou VEou
LOVTEAOU TNG alyOoPA NAEKTPLKAG EVEPYELOC TO OTOLO €lval cupBato pe To Eupwraiko
HOVTEAO - oTOxO (target model). To €pyo t€0nke os Asttoupyia tov NoéuBptlo tou 2020.

ZXETIKA HE TNV QVOUEVOUEVN €VOTIoinon TwV ayopwv €§L0OPPOTNONG TNG NAEKTPLKAG
evépyelag otnv Eupwnn, otov Kavoviopou (EE) 2017/2195 TnG EMLTPOTIG CXETIKA LLE TOV
kaBoplopd katevBuvtplag YPAUUAG Yyl TNV €§LloOpPOMNOoN NAEKTPIKAG EVEPYELAG
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(EBGL) kaBopiletalr o6tL n evomoinon Twv ayopwv €e€looOppOMNONG TPEMEL va
SleUKOAUVOEL e TN dnuloupyia KOWWV EVPWTTATKWY TTAATHOPUWY yla TNV avtoAlayn
evépyelag eflooppomnong amd Ededpeia Aviikatdotaong Kol XELpokivntn Kot
autopatn Edpedpeia Amokatdotaong Zuxvotntas. O AAMHE eivat evepyd HéENOC OTIC
TAQTPOpUEC TToU adopouv otnv avialhayr evépyelag eEL0oppOTNONG Ao XELPOKIVNTN
kal avtopatn Ededpeia Anokatdotaong Zuxvotntag (MARI kat PICASSO avtiotowa).
JuppeTEXeL emtiong oto IGCC mou sival To eupwmaikod €pyo uAomoinong tng Atadikaoiog
Zuppndlopov Avicopporwv (Imbalance Netting). H évtaén tou AAMHE oto IGCC
avopévetal evtog tou 2021, Ztnv EAMada Sev xpnolpomnoleital evépyela e§looppomnong
ano Ededpeia Avtikataotaong Kot EMOUEVWS 0 AAMHE &gV CUMUETEXEL LEXPL ONUEPA
Kol Bo €eTAOEL TNV CUUUETOXN TOU 0To HEAAOV, otnVv mAatdpopua TERRE mou amoteAel
TO EUPWMAIKO €pyo UAomoinong tng avtaAAayng evépyelag e€looppomnong omod
edebpela avrikataotaong, To onoio €xeL dn tebel oe Aettoupyia.

MARI - MAatdopua yla TNV avtohayr evépyelag €LooppOMNONG amo XELpoKivntn
Edebpeia Amokatdotaong ZuxvotnTag

To nedio edapuoyng tng mhatdopuag MARI adopd otnv Snuloupyla pag mTAATPOpUaS
yia TV avtaAlayrn evépyelag eflooppomnong omd  xelpokivntn Ededpeia
Anokatdotacng uxvotntag (mFRR) oto mAaiolo tng epapuoyng tou Kavoviopou (EE)
2017/2195 TG EMLTPOTG OXETIKA UE TOV KABOPLOUO KATEUOUVTAPLAG YPAUUNAG YL TNV
e€looppomnnon nAektpkng evépyelag (EBGL). H mAatdopua MARI €xel emheyel amnod
OAouG Toug AlaxelploTtég Zuotipatog Metadopdg (AZM), oto mAaiolo tou EBGL, wg to
€pyo avadopdg yla t dnuioupyia tng amattovevng mAatdopuag mFRR.

JKOTIOG TOU £pyou €lval:

e H peiwon tou kéotoug e€looppodmnong HECw TNG evepyomoinong mFRR Bdoel
BeAtlotomoinong

e H evioxuon tn¢ amoteAsopatikotntag tng €lcoppomnong kabwg Kol Tng
QTOTEAECUATIKOTNTAG TWV EUPWTTATKWY KOL EUPWTTIAIKWY ayopwV

e H SleukoAuvon ™me OUMUETOXNG ™g OTOKPLONG {ntnong,
oupunmepAaUPBaAVOUEVWY  TwV  GOPEWV  OCWPEUTIKNAG EKMPOCWINONG, TNC
aIoBOAKEVONC EVEPYELOC KAL TWV AVOVEWOLUWV TINYWV EVEPYELOG

e H amoteAeopaTikOTtEPn XPNON TWV SlLACUVOPLOKWY SLACUVOECEWY HETA TIG
evO0-NEPNOLEC AYOPEC.

‘OMot ot Alaxelplotég Tuotnuatwyv Metadopag (AZM) mpénel va epapudoouV Kal vo
Aewtoupynoouv tnv mAatdpoppa MARI péxpt tnv 24" louAiou 2022. YmapxeL n
SuvaTOTNTA TPOCWPLVIC EEALPEDNG ATTO TNV AVWTEPW UTIOXPEWON YLa LEXPL KaL SUO £TNn
LETA Ao POToon Tou apuodlou AZM Kat £YKpLon TNG OXETIKAG PuBuLotikng Apxnc.

PICASSO - NAatdopua yia tTnv avtaAlayn evEpyelag e€LCOPPOMNGCNG OMO AUTOUATN
Ededpeia Anokataotaong uxvotntog
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To medio edapuoyng tn¢ mAatdpoppag PICASSO adopd otnv Snuioupyia pLog
mAaTPoppag yla TNV avtaAlayn evépyelag e€lcopponnong and avtopotn Ededpeia
Anokataotaong Zuxvotntag (aFRR) oto mAaiolo tng epapuoyng tou Kavoviopou (EE)
2017/2195 NG EMUTPOTIG OXETIKA LLE TOV KABOPLOKO KATELBUVTNPLAG YPAUMAG YL TNV
e€looppomnnon nAektplkng evépyelag (EBGL). H mAatdopua PICASSO €xel emileyel amod
O0AouG Toug AlaxelploTtég Zuotipatog Metadopdg (AZM), oto mAaiolo tou EBGL, wg to
€pyo avadopdg yla T dnuioupyia ¢ amattovpevng mAatdopuac aFRR.

JKOTIOG TOU €pyoU €lval:

e H peiwon tou k6oToUuG €€loOPPOTNONG UECW TNG Evepyomoinong aFRR Baoel
BeAtiotomnoinonc.

e H avénon tg Sabéoung evépyelag e€loopponnong yla kabe AXM pe Betiko
QVTIKTUTIO 0TNV aodAAELD TOU €PoSLACHOU KAl OTNV EVOWUATWON EVEPYELOG
QO AVOVEWOLUEG TINYEG OTA NAEKTPLKA CUCTHHATA.

e H amoteAeopaTIKOTEPN XPNON TWV SLACUVOPLOKWY SLACUVOECEWY HETA TIG
€VOO-NEPNOLEG OYOPEG.

‘OMot ol AIM mpémel va epappooouy Kat va Aettoupyrnoouv tnv MAatpopua PICASSO
HEXPLTNV 24" louAlou 2022. YItapXeL N SuvaTOTNTO MPOCWPLVAG EEAPEDNG LEXPL KAL YL
800 £€Tn amd TNV AVWTEPW UTIOXPEWGN HETA QO TMPOTAoH Tou apuodiou AIM kat
€yKPLON TNG OXETIKAG PUBULOTIKAG ApXNG.

O AAMHE okomevel va autnBel mapéKkKAlon amd TNV €vtaén OTLG EUPWTIAIKEG
mMAQTPOpUEC ylo TNV avialayr evépyelag e€looppomnong amo  ededpeieg
amokatdotaong ouxvotntag He Xewpokivntn (MARI) kot auvtopoatn (PICASSO)
evepyornoinon oupdwva pe ta mpoPAenopeva oto apbpo 62 tou Kavoviopou (EE)
2017/2195.

3.3.9.6 Eykataotaon véwv povadwv pétpnong pactbetwy (PMUs)

Ot ouokev€g Phasor Measurement Units (PMUs) mapéxouv tn Suvatotnta HETpnong
KOl KATAypodnG TWV HETPWVY KOL TWV YWVIWV TWV TACEWV KL PEVHATWY (pAoOopPEC)
oto uotnua HAektplkng Evépyelag. H Suvatotnta tng taxeiag dstypatoAnyiag
ETUTPEMEL TNV KaTaypadr Twv PETABATIKWY GALVOUEVWY, EVW N CUVEPYACLA TOUG LE
GPS emUTPENEL TN CUYXPOVIOUEVN AP LETPHOEWY OO EPLOGOTEPA TOU EVOC PMUs.
‘Etol StaodpaAiletal n eupUTEPN SUVALKI QTTELKOVLION TOU ZUOTIHATOG OVAAOYQ LE TO
TIAN60C TWV CUOKEUWV TIOU £X0UV eyKaTaoTaOel. Zpepa, oto EAANVIKO ZUoTnpa eivat
gyKateotnueEves SU0 (2) ouokevég PMU. OL CUOKEUEG QUTEG LVl EVTIAYUEVEG O€ €val
TIAVEUPWTIOIKO SIKTUO TO OTOLO ETUTPEMEL TNV TapakoAoUBnaon Kal Tnv Kataypadn
TWV ONUAVTIKWV dlatapayxwv oto Eupwnaikd uotnua Metadopdc. EmutAéov, katda
Vv teAeutaia avafaduion tou XEE, eykataotadnke €vag Phase Data Concentrator
server o omolog EMITPEMEL TN ANYPN, ATEIKOVLON KoL AroBKEUON TWV LETPHOEWY ATO
TLG UTTAPXOUOEC AAAA KOl LEANOVTIKEG CUOKEUEG PMU.

2to mAaiolo tou meplypadouevou Epyou, eixe oxedlaotel va yivel n mpounBeLa kot n
gykataotaon oktw (8) véwv cuokeuwv PMUs. TeAwd to €pyo Sev uAoTOLE(TAL LE QUTO
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Tov TPOmo debopévou OTL oTto MAaiolo Tou cuyxpnuatodotolpevou Eupwmaikol
epeuvnTikoL €pyou H2020 pe tnv ovopacia FARCROSS (FAcilitating Regional CROSS-
border Electricity Transmission through Innovation) mou cupuetéxet o AAMHE
npoPAEnetal n eykatdaotaon Oekamévre (15) véwv cuokeuwv PMUs. Ikomog tou
€pyou eilval n avfénon Tng xwpnukotntac/amodoong kot €v yEVEL N KaAUTeEPN
EKUETAAAEUON TwV Alacuvdécewv pEow emideléng state of the art texvoloylwv
(Dynamic Line Rating - Health system, Modular Power Flow Controller, Wide-Area
Protection and Control system) mou Ba epappocBouv mhotikd oto EAANVIKO ZUoTnua
Metadopds.

Mo ouykeplpéva oto TAALOLO Tou TUAOTIKOU £pyou emideiénc WAMPAC (Wide-Area
Protection, Automation and Control system), 8a tomoBetnBolv 15 PMUs, 1 PDC & 1
Industrial Computer pe okomd tnv auvénon tng acdalelag tpododooiag tou
Juotnuatog Metadopdg os oevapla auvénuevng dtetoduong ANE, evw mapdAAnia Ba
avamntuxbouv KatdAAnAoL oAyoplBpoL ylo TNV OVIXVEUON Kal HETPNON TUXOV
TAAAVTWOEWV He Eudaon oTig AlacuUVOETELG TNG Xwpac. EmutAéov Ba oxedlacBouv kal
Ba eAeyxBoUV adyopLOpoL Kol TPWTOKOAAA TTOU adpOpPOUV OE UETPIOELG OE TIPOYHATIKO
XPOVO evw oTo TéEAog Ba aflodoynOei n anddoon tou cuotrpato¢ WAMPAC cuvoALka
pe éudaon otnv nepLoxn Twv AlaoUVOECEWV.

Ol ouokevég PMU mpokettal va eykataotabouv otig Stacuvdéoelg tou EXMHE kabwg
Kal o€ GAAOUC Kevtplkoug kopBoug (KYT & Y/I) tou Zuothuatog kat Oa
xpnotuoroinBouv €l8lkOTEPA 0 €DAPUOYEG EmITAPNONG TNG €UOTABELAC TOU
JUOTAMOTOG, YLOL TNV ETULTAPNON TOU CUVOECHOU €VOAAOCOOUEVOU peEVATOC TNG A’
ddong t™ng dtaocuvdeong tng KpAtng, yia tnv BeAtiwon tng amodoong Tou eKTLUNTH
KaTaotoong Tou Juotnuatog EAéyxou Evépyelag kol o €OIKEC EPAPHOYEC yLa TOV
TPOoSLOPLOUO TwV SUVOKWVY 0pLlwV LETOPEPOUEVNC LOXVOC KUKAWUATWV.

To €pyo extipatoaL 6t 6a oAokAnpwOel evtog tou 2021.

3.3.9.7 YMlomoinon Néou Mepidepelakov Kévtpou EAEyxou Evépyetag Kpritng (MKEEK)
oto HpakAelo tng KpAtng

H uAomoinon evog véou MNepudpepelakol Kévtpou EAEyxou Evépyelag otnv Kpntn, n
OVAYKN TOU OToloU UTtayopeVETAL OO TNV EMLKELUEVN dlooUvdeon Tou HelpwTikou
Juotnuato¢ Metadopag tou AAMHE pe autd tng Kpntng, mepthapBavel ta akdAouba
KUpLOL UTIOEpYQL:

1. Eméktaon tou Xuotnuatog EAéyxou Evépyelog tou AAMHE pe éva MNepidepelako
Kévtpo EAEyxou Evépyetag (MKEEK) yia to 20otnua tng Kpntng.

2. MeA€tn, mpounBela, sykataotacn, O€on oe Asttoupyla KoL OUVINPNON VEWV
urtoSopwv tou Mepipepetakol Kevtpou EAEyxou Evépyelag Kpntng.

3. Avamtuén Alenaodng petalt tou Eykateotnuévou TnAemikolvwviakou E€omAlopou
oto Zuotnpa Metadopdg tng KpAtng pe to veéo NKEE KpAtng.
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MpoPAEnetal n uAomoinon Tou €pyou WG EMEKTACN TOU UDLOTAUEVOU ZUOTHUATOC
EAéyxou Evépyelag (ZEE/EMS) tou AAMHE pe OAEC TIC QMALTOUUEVEC TEXVOAOYLEC YL
™ SuvatoTnTa TNG AUTOVOUNG AELTOUPYLOG KAL N OUVOEDN - EVOWUATWAON QUTOU OTO
udlotapevo ZEE. Ta Baolkd XapaKTNPLOTIKA TOU £pyou ival:

e To MKEEK Ba eival avtiypado, w¢ mpog TNV apXLTEKTOVLKN Kal TIG EPAPUOYEC, TWV
Nepidepelakwyv KEE (NoTLo, Bopelo, Oecoalovikng) Tou untdpyxovtog EMS.

e To ouvolo twv edapuoywyv tou MKEEK eivat nén pe emtuxia SoKLULAOUEVES OTO
udlotapevo EMS tou HitelpwTtikol ZUOTANATOC.

e H emkowwvia kat n ouvepyaoio tou MKEEK pe to ZEE tou HmewpwtikoL
Juotuatog Ba Asttoupyel aflomioTa Kol XwpLg MEPLOPLOUOUC OTIWCE YIVETAL KOL UE
Ta dAAa MNepipepetaka KEE tou ZEE.

e To véo Zuotnua Alaxeipiong tng Ayopdag¢ HAektpikng Evépyelag (MMS) Ba
eTUKOWVWVEL pe to MKEEK péow tou EKEE omwg kat pe ta aA\a MKEE tou ZEE.

e AtlomoloUvtal ol UPLOTAUEVEG EPOPUOYEG PE TIC ATIOPALTNTEG TIPOCOUPUOYEG —
ETIEKTAOELG.

e Atlomoleitat n multi-area duvatdtnta tou AGC oto udlotapevo IEE tou AAMHE
LE OKOTIO TOV avetdptnto Kal mapdAAnlo éleyxo adevog tou Alacuvdedepuévou
JuoTHuaTog Kol adeTEPOU TOU ZuoThnuatog tne KprAtng.

e Juvinpeitat éva povadikd cvotnua EMS to omoio mepllapPavel OAEG TIG
edapuoyEC Ue €va eviaio cuUBOAALO TG CLUVTHPNONG.

Eniong mpoPAénetal n avaBabuion twv amapaitntwyv unodouwv oto UPLOTAUEVO
Kévtpo EAEyxou Evépyelag tng KpAtng. Mo ouykekpLuéva auth adopd ta akdAouba:

o Kévtpo Enefepyaoiac Aedopévwy (KEA) - Data Center

e UPS/Power Room yia tnv adtaAetrtn tpododocia Twv Kpliotpwyv poptiwv
e Eykataotaon Néou H/Z

e EKOUYXPOVIOHOG TNG UPLOTAUEVNC aiBouoag eAéyxou

e Kataokeun MpoBoAwou Zuotrpatog OnicOiag MpoPoAnc (Wall Displays)
e EfomAiopoc MAnpodoplakwyv ZUCTNUATWY

Ekto¢ twv mpoavadepBéviwy eilval amapaitntn ywa T Asitoupyla Tou VEOU
MNepiudepelakol Kévipou n avamtuén tng Stemadng petafv tou MKEEK pe tov
EYKATECTNUEVO TNAETUKOWWVLAKO £EOMALOMO 0TO uotnua Metadopadg tne Kpntng.
Me 10 €pyo autd Ba ulomownBel n emkowwvia tou MNKEEK pe ta A/MN, toug
JupBatikolg Itabpouc Mapaywyng HAektplkAc Evépyelag kat toug Y/I. TEAog,
npoPAEnetal n uvAomoinon EwWwou uotniupatog Mpootaociog (Special Protection
System) yla to Zuotnua tng Kpntne.

Ta nopandavw €pya Bplokovtal otnv teAlky ¢don uAomoinongkol avapEVETAL va
oAokAnpwBouv evtog tou o’ e€aurvou tou 2021.
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3.3.10 Avadiataéeic Zuotiuaro¢ ot omois¢ oxetilovrat pe tnv Eméktaon twv
Opuyxeiwv MroAsuaibdac (14.20)

To €pyo mapaAlayng tng udlotapevng .M. 150 kV Eboopog - MtoAepaida, mpoékupe
Aoyw e€oplEswv Kkal amoBéoswv otnv neploxn MreAewva kat €xel oAokAnpwOel amno
10 2014.

Me Bdon TG mpoéodateg kateuBUvoelg OMwe amotumwvovial oto EZEK omou
npoPAEneTal n otadlakn omocupon TWV AVITIKWV Hovadwv KoL TOV UTo
ETUKOLPOTIOINON UETAAAEUTIKO oXeSLAOUO Twv Opuxeiwv, avadopikd e To €pyo TNG
ntapaAAayng tng .M. 400 kV KYT Kapdiag - Zemblak (AABavia), e€staletal amnod tn AEH
N OVAYKN KATAOKEUNG ULaCG UIKPAG TapaAAaync tng ev Adyw .M. Ta untoAouta €pya
napalayng twv .M. 150 kV KYT Kapdiag - KYT Apuvtaiou, KYT KapSiag - MtoAepaida
[, Aapia - MtoAepaida |, Ba ekteAeoTtoUV Ue TO KOOTOG UAOTIOINGNG TOUG va eTLBapUVEL
€€ oAokAnpou tn AEH A.E.

3.3.11 AvaBaduion tou Bpoyou ApyoAibacg (14.21)

Mephappavel Ta £pya aAayng aywywv and E oe Z oto Bpoxo Apyog | - Aidupa -
Kpavidt - MéBava - Auyouplo - KopvBog. Apeong mpotepalotntag eivat n alayr Twv
aywywv ota TuRpata Apyog | - Atdupa kat Auyouplo - KopvBoc.

Ta mpoavadepbévia €pya mpoypappatioOnkav pe otoxo va efumnpetndel n
arnoppodnaon tng oxvog twv A/M ta omola €xouv adelodotnBel otnv meploxn tng
Tpounviag.

H kplowotnta twv npoavadepBEVIiwy Epywv cuvaptdtal o peyalo Babuo pe tnv
QVOUEVOUEVN ETILTAEOV aU€non tng Loxvog amnod AMNE otnv reploxn.

INUELWVETAL OTL N EYKATAOTOON TWV Aywywv TUTIOU Z amaltel ToAU HIKPOTEPO XPOVO
OUYKPLTIKA PE TUXOV avaBaduion (S10TL xpnolomololvtol ot UGLOTAUEVOL TTUPYOL),
Xwpic AAAeg SuokoAieg Kot cuvenwE Ba TPoxwWPNOoEL TTApAAANAQ KOL AVTIOTOLYA LE TNV
npoodo ulomoinong Twv ALOALKWY TTAPKWV OTNnV mepLloxn. Mo éva Tunua Tou €pyou,
onou Ba amaltnBel avéyepon véwv mupywv (udlotapevn 68gucn TUAUATOC HE
Lotoug), anatteitat Anyn AEMNO.

3.3.12 Awacuvéeon KukAadbwyv (14.22)

To épyo ¢ Stacuvdeonc twv KukAadwv adopd otn dacuvdeon twv NAowv tng
JUpou, T™N¢ Mukovou, tng Napou kat tng Natou pe to EXMHE kal tnv evioxuon tng
SlaoUvSeoNC TOU CUYKPOTAMATOC Twv AvSpou - TAvou?® kat €xeL xopaktnploBel pe
Yrioupywkny Anodaon (NoépuPplog 2006) wC €pYyo «YEVIKOTEPNC ONUAOCIOC yla TNV

20 To ouykpotnua Twv AvSpou - TAvou éxel 1dn StaocuvdeBei pe to EIMHE péow .M. kat Y/B
kaAwdiou 150 kV to omolo cuvdéeL tn Noto EUBola pe thv Avdpo.
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otkovouia tc ywpac». To €pyo amookomel adevog otnv avénon tng aflomiotiag
tpododotnong twv Stacuvdeopuévwy Nowv Kal adeTEPOU 0T UEIWON TOU KOOTOUG
mapaywyng (umokataotoon METPEAALOU UE AANEG TINYECG EVEPYELAC, OE CUVAPTNON UE
NV €€EALEN TOU eveEPYELOKOU PEIYUOTOC NAEKTPOTIOPAYWYNG O0TNV HIelpwTikA Xwpa).

O oxeblaouog tou €pyou BoaoioBnke ota cupnmepAacpota TNG HEAETNG TG Opadag
Epyaoiog (2005) [23] pe CUMMETOXN TwV OTEAEXWV Tou mMpwnv AEZMHE, tn¢ AEH
(Fevikég AleuBuvoelg Alavoung kot Metadopdc) kot tng PAE, pe TI¢ KATAAANAEG
TPOTIOTIOLOELG KOl ETILKALPOTIOLNOELS. O oxedlaopog Stapopdwbnke He yvwpova TV
ehaylotonoinon tng mepBaAlovtikic OxAnon¢ emi twv NAowv. g auty TtV
kateVBuvon, ol véol Y/Z eni twv NAowv €xouv xwpoBetnOel mAnciov tou atylaAol
wote va anodeuxOel n kataokeun evagplwy .M. entt twv Nowv, evw n Stacuvdeon
Twv NAowv PETAEL TOUG KAl PE TO HMEPWTIKO IUOTNUO TPAYUATONONONKE HEOW
uroBpuxiwv kaAwdlakwv cuvdéoewv. ZVudwva pe ta npoavadepbévta, o AAMHE
vAormoinoe To £pyo og PpACELC:

3.3.12.1 A’ ®don

H ulomoinon tng A’ ddong oAokAnpwONnKe Toug MPWTOUG UARVEG Tou 2018. ZVpdwva
pE Tov avaBewpnpévo oxedlaopud, n A’ ®don neplhapfavel tn olvdeon TNG ZUPOU UE
10 Aavplo, kaBwg katl pe ta Nnowa MNapog, Mukovog kat Trivog. Emetta amod tnv
oAokANpwon tNG, oL povadeg Twv AZlM t€Bnkav o€ edpedpela EKTAKTWVY AVOYKWV KOL TO
doptia Twv Nowv tpododotolvtal mAéov anod to EXMHE.

Juykekpeva, n A’ ®daon tng Stacuvdeong twv KukAadwv mephappavel ta akoAouba
ETUUEPOUG UTIOEPYQL:

e Apxlk cuvdeon TG ZUPou Ue To Aauplo pe éva uTtofpUxLo TPLUTOALKO KaAwdio E.P.
150 kV ovopaotikig tkavotntag 200 MVA, unkoug 108 km.

e JUvOeon NG IUpou e To BOpelo akpo tNG Tvou Pe éva UTIOBPUXLO TPUTOALKO
KaAwdo E.P. 150 kV ovopaotikig tkavotntag 200 MVA, unikoug 33 km.

e AkTwiky Tpododdtnon tng MNdpou amd tn ZUPo HE €va UTOBPUXLO TPLTOALKO
KaAwdo E.P. 150 kV ovopaotikig tkavotntag 140 MVA, unikouc 46 km.

e AKTWIKA Tpododotnon tg Mukdvou amod tn ZUpo e €va UToBPUXLO TPLTOALKO
kKaAwdLo E.P. 150 kV ovopaotikig tkavotntag 140 MVA, unkoug 35 km.

e Koatookeup twv Y/I GIS emi tw™¢ 3SUpou, Mdpou kat Mukovou,
(ouumepapuBavopévng g eykatdotaong mnviwv, MUKVWIwY Kot SVC eni tng
ZUpou, TNViwV KoL TUKVWTWV €Tl TNG NApou) KaBwE KoL TWV ATALTOUUEVWVY EPYWV
ouvdeong oto Aauplo (GIS pe évav AM/Z kat TUAEC) Kal oTo onpeio (eVEewg eTi TG
Trvou. EmutpocBeta tou okomoL tng ouvdeong tou kaAwdiou Aaupiou - Zupou, o
Y/Z Zebéng GIS 150 kV oto AaUplo Ba xpnouomnotnOel Kot yLa TNV EKTPOTTH O OLUTOV
OAWV Twv avaxwpnoewv 150 kV tou udlotapevou umaibplou Y/ 150 kV tou
Aaupiou. Mg TNV eKTpOMI AUTH EMLTUYXAVOVTAL T £EAC:

— loxupotepn olvdeon petafl twv Zuotnudatwv 400 kV kat 150 kV oto
ouykpotnua tou Aaupiou (Héow TOU UPLOTAUEVOU Kol Tou véou AM/Z), n
omnoia Ba avénoel Tnv alomiotia Tou ZUCTAATOG TG EUPUTEPNG TIEPLOXNAG.
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—  MeyoAUtepn aflomiotia otn Staocvvdeon twv KukAadwv €metta amd tnv
olokAfpwon tng A’ Daong, kKabwg oe mepimtwon anwAelag tou evog AM/Z, n
olvSeon Aaupiou - ZUPoU TTAPAUEVEL EVEPYH HEOW TOU SeUTepou AM/S.

— Napéxetal n duvarotnta va efunnpetnbel n devtepn ouvdeon Aaupiou -
YUpou (I ®aon) xwpic emutAéov AM/3.

—  Extég¢ twv mpoavadepBéviwy, elval duvatd va petateBel yia to pEAAOV n
npooBnkn véwv muAwv 400 kV oto KYT Aaupiou GIS 400 kV.

H A’ ®don t¢ dtacuvdeonc twv KukAadwv Staodalilel tn dltakivnon tng Loxvog amno
10 EZMHE mpog tn Zupo yla woxl €wg 170 MW mepinou o ouvOnkeg N kat éwg 120
MW nepinou oe nepimtwon anwAslag tou kaAwdiov Aauplo - Upog (duopevéotepn
Siatapayn N-1). Auto to péyebog tnG SLakvoUEeVNG LoXUOG €V YEVEL ETOPKEL yLa va
KaAUYeL TNV oxL NG NTtnong Twv Nnowv yla tov mpoBAENOUEVO XpoVIKO opilovta
Aewtoupylag tou €pyou. Ze ouvOnkeg N-1, avaloya Kot LE TI§ cuvOnKeg NS {RTtnong
Tou doptiou Twv NRowv, evoéxetal va analtnbei va teBouv o Asltoupyia oL Tomikol
Az,

3.3.12.2 B’ ®don

H B’ ®don tng Stacuvdeong twv KukAddwv oAokAnpwBOnke evidg Tou a’ e€aprivou Tou
2020. Mephappavel ta akOAouba EMUEPOUG UTIOEPYQL:

e JUvbeon Napou - Nafou pe €va umoPpuxlo TPUTOAkO kaAwdlo E.P. 150 kV
OVOMOOTLKAG Lkavotntag 140 MVA, pikoug 7.6 km.

e JUvbeon Nafou - Mukovou pe €va umoBpuxlo TputoAlkd kaAwdio E.P. 150 kV
OVOMOOTIKAC kavotntag 140 MVA, unkoug 40 km.

e Koataokeur) véou Y/Z GIS emi tng Nafou, KaBwg Kal TwWV AMALTOUUEVWV EPYWV
ouvbeaong otoug Y/ Napou kat Mukovou.

Eviog tou 2021 avapftal va oAokAnpwBouv Kol Ta £€pya avilotadulong depyou

Loxvoug otov Y/ Mukovou.

ErnutAéov, mpowBnOnke kal n avafaduion tng uplotapevng KaAwdlakng cuvdeong
Avépoc - AtBadt (Notlog EuBota) purikouc 14.5 km kat Avépoc - Tivog punkoug 4 km pe
NV eykataotoaon VEwv umofpuxiwv kaAwdiwv E.P. XLPE 150 kV 0OVOUQAOTIKNG
kavotntag 200 MVAZL,

H avtikataotaon tg kaAwdiakng ouvdeong Avdépo¢ — AlBadt pe XLPE 150 kV
OVOMOOTIKAC kavotntag 200 MVA olokAnpwBnke to 2019 kot €xel tebel o
Aettoupyia kat to 2020 oAokAnpwOnke Kal TEBnKe o Asttoupyia n KOAWSLOKA
ouvdeon Avdpog - Trvoc.

H B’ ®don tou €pyou, e To KAEloo tou Bpoxou petagu tng Napou, tng Nagou kat
™M¢ Mukoévou, ocupPallel amodaolotikd otnv evioxuon ¢ aflomotiag tng

21 M TNV QVTIHETWIILON TWV SUCAELTOUPYWWY 0t auTd ta umofpuxla KaAwdla oL ormoiec €xouv
avadepbel amd TG apuodleg umnpecieg tou AAMHE, odellopeveg kotd KUplo Adyo o€
SuoAeltoupyieg oto cUotnua Aadlou.
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Tpododotnong auvtwv twv NAowv. Emerta and tv olokAnpwon tng B’ ddong
e€aodaliletal dutAp tpododotnon kal ywa autd ta Nnold, LE QMOTEAECUA OL
TIEPUTTWOEL TNG amMWAELAG Twv KoAwdiwv (N-1), katd Ttig omoieg evdexetal va
npokOPeL avaykn Aewtoupyiag twv AZMN, meplopilovtal pévo otnv mepimtwon
anwAelag Tou kaAwdiov Aauplo - Upog, umo ouvBnkes vPnAolL doptiou. EmumAéov
LE TNV evioxuon TG tkavotntog tpododotnong tng udplotapevng Stacvvdeong He TNV
EuBola (avtikatdotacn tn¢ kKaAwdlakng ouvdeong Avépog - ALBadt kat Avdpog -
Tnvog) dtaodaliletal n dlakivnon oxvog tng taéng twv 170 MW nepinou and tnv
EuBola mpog tig Stacuvdedepéveg Kukhadeg, meplopilovtag mePLOGOTEPO TNV AVAYKN
¢ B€0n¢ evtdg Asttoupyiag Twv torukwv AZMN akoun kot o ouvBnkeg N-1.

3.3.12.3 " ®aon

H " ®don tg Stacuvdeong twv KukAadwv meplhapBavel tTnv oAokARpwon Tng
Sdlaouvdeong pe tnv movtion tou deutepou kaAwdiou Aaupilou - ZUpou, KaBwE Kal Pe
Ta anottolpeva €pya cUvoeancg oto AaupLo Kot otn ZUpo. To £pyo oAokAnpwOnKe Kot
T€0nkKe og Aetoupyia evtog tou 2020.

Z16x06 NG " Mdong sival n e§acdAALon TG AMALTOUUEVNG AELOTILOTIOG YLl OAEG TLG
AELTOUPYIKEG ouvOnKeg, avaloyo Kal He TNV €EEAEN TG IATNONg Twv
Sdlaouvdedepévwv Nnowwv. Me tnv ohokAnpwon t¢ I daong e€aodaiiletal mAnpng
aélomiotia tpododoTnoNG Tou cuyKpoTUATog Twv KUKAASwyV yla tov mpoBAenouevo
XPOVLKO opilovta Asttoupyiag tou €pyou kal o ouvOnkeg N-1 yia tn Stadpoun Aauvplo
- 20p0G. 2 KABEe meplmTwon, KON KoL ETELTA ATIO TNV KATOOKEUN OAWV TwV PACEWV
ToUu €pyou, Ba mpenel va dtatnpnBel mapaywylkd Suvapiko ota Nnold, wote va eival
SuvaTo va QVTLLETWTTLOO0UV T EKTOKTO TEPLOTATIKA (Omw¢ PAABN otov Y/I Iupou
K.A.). Ztnv katevBuvon autr), o AAMHE cupuetéxel oe ocuvepyaoia pe tn PAE, tov
AEAAHE kot tn AEH otic Stadikaoieg KaBoplopoU TwV OLKOVOULKWY KoL AELTOUPYLKWY
opwv yla tn dlatipnon twv anapaitntwv AN oe kabBeotwg ededpelag EKTAKTWY
avaykwv ota Stacuvdedepéva vnaola.

3.3.13 Epya Evioxvong Zuotiuatog yia tnv tpopodooia tng Képkupag (14.24)

O Y/3 150 kV/66 kV/MT Képkupag | tpododotei dpoptia Alavopng oto KEVIPO TNG
ToOANnG. O Y/3 cuvdeetal pe to Tvotnua 150 kV péow tou Y/3 Képkupag Il kal pe to
Jootnua 66 kV péow esvagéproc .M. kot umoPpuxiou kaAlwdiou amd tov Y/2
Hyoupevitoag. Auto to unoBpuxto koAwdlo 66 kV (Lovwong elailou) punkoug 13 km
Tieplmou €xel umootel peyaAng éktaong PAAPn, n omoia Sev eival duvatdv va
armokataoTtadel, Pe AMOTEAECUA ETTL TOU TAPOVTOC N Tpododotnaon tou Y/I Képkupag
| va elvat aktwikn. Mo tnv e€aoddiion tou kptnpiou N-1 yia tov Y/3 Képkupag |, €xet
TIPOYPAUUATIOO0EL N KATAOKEUN TNE UTIOYELOC KaAwSLakn g ouvdeong 150 kV Képkupa
Il - KEpkupa | pkpol HAKOUG KAl N eykataotaon piag véag muAng .M. 150 kV otov Y/2
Képkupog I.
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Jtnv (6la opdda €pywv mephapBAavetal Kal n avakatookeur tou Y/ Képkupag |, n
omola cuviotatal otnv avikatdaotacn dvo (2) M/2 20/25 MVA ue duo (2) M/z 40/50
MVA n omnoia Ba uAomownBel and tov AEAAHE kot otn petatpornr) Twv {Uywv Kal Tou
SLOKOTITLKOU £€OTTALOOU QIO TNV OVOUOLOTLKH Tdon 66 kV og ovopaotikn taon 150 kV.
To €pyo €xeL IntnBel amd tov AEAAHE Kol Katd CcUVEMELX To Xpovodidaypapua Ba
KataptioBel o€ ouvevvonon pe tov AEAAHE, pe tnv umoypadry tnG OXETIKAG

oLuuBaong.

Ma TNV avtpgetwnion vPnAwv TACEWY TTOU TOPATNPOUVTAL O TTOANEG WPEG KATA TN
Slapkela Tou €ToUC Kal Wblaitepa og ocuvOnkeg xaunAwv ¢optiwv Tou IUoTHUATOG
Metadopds TpOoBAEMETOL E€MIONC 1N €YKOTAOTOON HLOG VENG OUTETOYWYNC
avtiotaduiong 150 kV / 18 MVAR otov Y/2 Képkupa Il

Ta Vo evamnopeivavta vdplotapeva kaAwdia 150 kV Hyoupevitoa - Aylog BaciAelog
kat MouUpto¢ - Meooyyny mou Slacuvdéouv to vnol pe to HMElpWTIKG IvoTnua
e€aodalilovv emapkwg TNV tpododotnon twv GopTiwv Tou vnoloU O CUVONKEC
kavovikng Asttoupyiag (N). Qotooo, meputtwoelg Statapaywv (N-1) pe coBapdtepn
TNV anwAela tou KaAwdiov Aylog Bacilelog - Hyoupevitoa, unmo cuvBnkeg peyiotou
doptiou Tou ZuotHuatog, lval Suvato va 0dnyrnoouv o€ XaUNAEG TAOELG, OL OTIOLEG
0€ OUVONKEC TOTILKOU HEYLOTOU TNG TEPLOXNC (MaPOUCLAlEL ETEPOXPOVIOUO OE OXEON
LLE TO MEYLOTO TOU ZUCTHMOTOG) €lval EKTOC TWV AMOSEKTWYV 0piwv Aettoupyiag kat Sev
elval duvatod va pubulotolv pe ta dlabéoua péoa, evw mapatnpeital kat cofapn
uTtepdOpTION TOU LYLoUG KaAwbdiou Meooyyn - MoupTtog.

Na tnv efaoddion NG acdaloug tpododotnong twv Y/I TOU Vvnolov

TipOoypapHATI(ETAL N amokaTtaotaon Tpitou Spopou Stacuvdeong tng KEpkupag He To

EXMHE ota 150 kV. H xprion t¢ udlotapevng 06suong tng .M. kat tou KaAwdiou 66

kV ywia 10 véo £€pyo Oev eival Sduvatr), kabBwcg €xel mpoypapupotiobel n aupeon

anoéNAwon TUNUATWY TNG udlotapevng .M. 66 kV Adyw TNg £viovncg OLKLOTIKAG

Spaotnplotntag. Me Baon ta mapanavw, mpoypappatilovial ta akoAovba pya:

— Evaépia .M. B/150 kV Hyoupevitoa — Képkupa | pnkoug 30 km mepinou otnv
Oeompwtia.

— YrnoBpuxta kaAwdiakn M. 150 kV Hyoupevitoa — Képkupa | pnkoug 16 km
TepLmov.

— Yrnoyetla koaAwdiokn .M. 150 kV Hyoupevitoa — Képkupa | otnv Képkupa prkoug 3
km mepimnou, n omola o prikog 660 m Ba £xeL Ko 66guon e To UTIOYELD KaAwdLo
Képkupa | — Képkupa ll.

3.3.14 Avtukartaotaon Ynoyeciwv KoAwébiwv uetaév twv Y/E N. EABetiag - M.
Mnotoapn - Adéacg (14.25)

AuTta ta umoyela koAwdia 150 kV, cuvoAwkou pnkouc 4,8 km nepinou, mapouvaoialouv
Sapkn kat ermbewvoupeva mpoPARuata Slappowv MOVWTIKOU eAaiou. Emeldn ta
npoBAfuata dev ntav duvatd va amokatactabouv, TPOXWPNOE N AVIKATACTAON
ToUuG Pe véa kaAwdia, tumou XLPE.
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H avtkatdotaon tng koAwdiakng M. 150 kV M. Mnodtoopng - N. EABetia
oAokAnpwOnke kat £xeL &n teBel o€ Aettoupyia.

3.3.15 Awaocuvéeon tn¢ Kpntneg pe to Hrelpwtiko votnua (14.26 kaw 17.7)

To Zuotnua t¢ Kpntng xapaktnpiletal ano:

e [oAU uPnAOG peTaPANTO KOOTOC Ttapaywyng Adyw tng xprong metpehaiov otoug
TOTKOUG ITaBuoug Tapaywyng, TO OMoio OVTOVAKAATOL O ONUOVTLKOTATN
erPBAapuvon Twv KATavoAWTwY yla KaAudn twv Ynnpeowv Kowng QdéAelag
(YKQ) (meploocotepa amo 300 ek. € etnoiwc).

e Meydlo etrolo pubud avénong tou ¢optiou t¢ NooU. INUELWVETAL OTL TO
doptio katd Toug BeplvolC WNVEC KOAUTITETOL OPLAKA QTO TOUG TOTILKOUG
Jtabuouc.

e Tn peyaAn OuokoAia £wg aduvapio efevpeong Xwpwv Kal gfaodaiion
a6€l080THOEWV YL TNV EVIOXUGCTN TWV TOTIKWY XTABUWVY 1) TNV aVATTUEN VEWV.

e To ouvexwg auavouevo evdladpEpov yla TNV aflomoinon Tou MAOUGLOU TOTIKOU
Suvautkou AME, n Sleiobuon tou omoilou OTO Hiypo NAEKTPOTIOPAYWYAG TNG
Nrjoou Teplopiletal €€QlTIOC TWV TEXVIKWV TIEPLOPLOUWY (KUPLWE ONUOVTIKWV
{ntnuatwv evotabelog ta omoia eivalt duvatd va Snuwoupynosel n uvPnAn
Sieioduon AME o€ £va aUTOVOUO NAEKTPLIKO cUOTNUA OWE auTo TG KpNntng).

o XaunAo emninedo aflonotiag tpododotnong, Wilaitepa oe mepuTTwoel BAaBwv
0TO CUOTNHO TIAPAYWYNG.

Ta mpoavadepbBévta xapakTnplotika kabiotouv tn Stacuvdeon tng Kpntng He to
EXMHE éva avaykaio €pyo o€ OtL adopd Tn OKOTLUOTNTA TNG UAOTIOiNGNG Tou.

Oswpwvtag ta dedopéva ta omoia dtapopdwvovtat amno tnv epappoyn Twv Odnylwyv
2010/75/EE nepi Bropnxavikwy ekmopnwy kot 2015/2193/EE yLa Tov MEPLOPLOUO TWV
EKTIOUTIWY OPLOUEVWV PUTWV OTNV atuoodoalpa amd peocaiov peyeéBoug povadeg
Kavong, €xouv efetacBel and tov AAMHE 8ie€odika kal og BaBog oL S1adOopETIKEG
TomoAoyieg ¢ Stacuvdeonc TNg NOOU Kal €XEL YIVEL N TTIOAUKPLTNPLOKI) ATOTiHNoN
TWV TTAEOVEKTNUATWY KOL TWV UELOVEKTNUATWY. € AUTO TO TAAioLo, e€eTAoONnKe £va
peyalo mAnbog mBavwv AUocewv og OTL adopad ta onpeia tng cuvdeonc, To HEyebog
(kavotnta petadopdg) kat to €idog twv dlacuvdetikwy diktvwv (EP kat ZP). H
OUVYKPLTIK amoTiunon twv woeAewv amd tnv Uulomoinon KkaBe oevapiou
Slaolvdeong katéAnée oto oxedlaouod tng Staocuvdeong tng Nroou, n omola cUUPwWvVa
pe tnv Anodaon tng PAE 256/2018 (Eykpilon tou AMNA tou EXMHE tng meptodou 2018
- 2027) [24] nmpayuatomnoleital oe U0 PACEL WG EEAG:

e ®daon I: Atacluvdeon EP 150 kV, ovopaotikng wavotntag 2 x 200 MVA Kpntn -
MeAomovvnoog

e ®dadon lI: Alaouvdeon ZP ovopaotikig tkavotntag 2 x 500 MW Kprtn - Attiki

H avaAutikn neptypadn kabe paong mapatiBetal ota enopeva edadla.
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3.3.15.1 ®AZH I: Atacuvéeon EP 150 kV ovopaotikng tkavotntag 2 x 200 MVA Kprtn
- MeAomovvnoog

H ®aon | tng Stacuvdeong tng KpNtng (cuvdeon pe tnv Melomdvvnoo e texvoloyia
EP) o€ yevikeég ypap e TpoPBAEMEL Ta akOAoUBQ:

e Taon - Metadopiki Lkavotnta

H Staocuvdeon EP Kpntn - MeAomovvnoog uAomoleital pe 2 kKukAwpata EP 150 kV,
OVOUOOTIKAG METAPOPLKAG kavotntag 200 MVA €kaoto. AMO TNV EMIOTAUEVN
Slepevvnon tnv omola mpayuatonoinoe n kowvry Ouada Epyaciag AAMHE kot
AEAAHE yla B¢pota Asttoupylag Ko EMAPKELAC LOXUOG TOU NAEKTPLKOU CUOTHLOTOG
NG KpNtng, mpoékue otL N LoxUG n omoia eivat Suvato va dtakiveital pe acdalela
HEOW OUTOU TOU ouvdéopou EP kupaivetal amd 150 MW éwg kat 180 MW,
avaloya e TIG cuvOnKeg TNG Aettoupyiag.

e Inpeio ouvéeong otnv MNelonovvnoo

ITnv nepimtwon eykataotaong kaAwdiwv EP, n ehayxlotonoinon tng umoBpuxLag
06gu0NC EMUSLWKETOL OXL LOVO YLt AOYOUG TTEPLOPLOUOU TOU KOOTOUGC, AAAG KOL TWV
QTMALTACOEWVY AEPYOU AVTLOTAOULONG, Ol Omoleg oUTWC 1 AAAWC ELvVOL ONUOVTLKEG.
‘Etol, wg onpeio cuvbeang otnv MNelomovvnoo emNEXBNKe n eupUTEPN TIEPLOXN TNG
NeamoAng. Ma tn ocluvdeon oto UTOAoUTo TUoTnUa amatteital n kataokeun .M.
150 kV SumAoU KuKAwHATog pe aywyoUus ACSS Grosbeak pe auvénuévo Bepuiko oplo
(Z’). EmutAéov, amatteital n avaBabuion tng F.M. E/150 kV MeyaAomoAn - Emaptn
- MoAdot og .M. 2B/150 kV. Auta ta £€pya eéeAlooovTal KOTOOKEUAOTIKA, €lvat
Sduvatd va uhomolnBoUlv GXETIKA ypriyopa o€ cUYKPLON UE AAAQ €pya AVTLOTOLXOU
HeYEBOUC Kal elval OXETIKA XapunAoU KOGTOUG.

e Inueio ouvéeong otnv Kpntn

Avadoplkd pe to onueio cuvdeong otnv Kpntn, yla Adyoug eAaxLotonoinong tng
umoBpuxLag 68suong emAéyetal onpeio ota Autikd tg Nfjcou otov Y/I Xavia |.
AUt n emloyr}, €KTOG TOU OTL TepLlopilel TIC AVAYKEG OEPYOU avtlotadulong,
odnyel og cadwg 1o olkoVouLKr AUon o€ 0,TL adopd To KOOTOG TWV UTIORPUXLWY
KOAWSLwv. Adyw tou peyéBoug tng Staolvdeon g Kal e KATAAANAO TIEPLOPLOUO TNG
napaywyng ano Tis (VP nAdtepou AettoupyLlkol KOOToUG) povadeg tou AHZ Xaviwy,
6e Ba amattnBouv dueoca evioxUoeLg oto Z0oTnUa TG Kpntng, yeyovog To omoio
OUMUPBAAEL ONUAVTIKA OTNV TaxEla uUAoToinon Tou €pyou.

Avalutikotepa, n Odaon | mephappavel ta akdAouba empueEpoug Epya:

— AvapaBuon tng uplotapevng .M. MeyaAomoAn | - Inaptn Il - Tmaptn | - IKAA -
MoAdot, cuvoAikoU pnRkouc 109,6 km, and E/150 kV os 2B/150 kV. To £€pyo
TIEPAAUBAVEL KOL TNV AVTLKATAOTACN aywywv amno E oe B otnv udplotapevn .M.
Indptn Il - Z0otnua, pnRkoug 2,6 km, kaBwg Kal TNV UTIOYELOTIOINON TUAUATOC TNG
.M. 150 kV Poud - Addwvag Adyw avapaduiong tng .M. MeyaAomoAn | - Irndptn
l.
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— Koataokeun piag véag muAng .M. 150 kV otov udrlotapevo Y/ MeyaAomoAng I, yia
N ouvdeon tou SelTePOU KUKAWHATOC NG poavadepBeioag avafadbulldpevng
.M. To 2018 oAokANpwONKE N KATAOKEUT TNG VEAG TTUANC.

— AvaBaBuion dVo amAwv uAwv .M. 150 kV og mARpeLg mUAEC otov udLotapevo Y/
Indptng ll, oto mAaiolo tng avaBaduiong tng udplotapevng .M. MeyaldmoAn | -
MoAdoL.

— Koataokeun Tpuwv véwv mUAwv .M. 150 kV otov udilotapevo Y/ MoAdwv, yla
ouvdeon tou deuTEPOU KUKAWHATOC TNG tpoavadepBeicag avaBadbullduevng .M.
Kal Twv 800 VEWV KUKAWHATWY Ttpog TV KpAtn.

— Kataokeuy véag .M. 150 kV SuthoU KUKAWMOTOG, OVOUAOTIKAG LKOVOTNTAG
petadopac 200 MVA, arnd tov Y/ MoAdwv £wg To onpelo pocatytdAwonc otn NA
MeAomovvnaoo. H .M. autr Ba anoteAsital anod ta €€AG:

o .M. duthoU kukAwpatog amod tov Y/Z Mohawv £€wg to véo Y/I Zeuvéng NA
MeAomovvroou. Oa eivat evagpla .M. pe aywyoug ACSS (auénuévou Bepuikol
opiou) diatoung Grosbeak punkoug 27,8 km.

o AutAS undyelo TuRua, pnkoug 10 km, amo tov véo Y/Z Zevéng €wg to onueio
npocatytdAwaong otn NA Nelonovvnoo.

— Kataokeun evog véou Y/ Zev€ng 150 kV otn NA Nelomoévvnoo («Teppatikd
Avtiotabuilong»), otov omoio Ba kataAnyeL n véa evaépla .M. amod tov Y/
MoAdwv kat Ba Eekivouy Ta KaAwdLaka TURpata pog tov Y/Z Xaviwv. O Y/ Zebéng
Ba elval texvoloyiag kAelotou tuTou (GIS), Ba mephappavel Sutho Luyo 150 kV pe
Slaouvdetikd Slwakomtn, 4 muAeg .M. 150 kV ywa tn ouvdeon odplOuwv
KUKAWUATWVY amod Kot pog Toug Y/Z MoAdwv kot Xaviwy | Kal 7 VEEG AUTEMAYWYEG
150 kV / 40 MVAr (3 ava kUkAwpa ouvdeong mpog tnv Kpntn kat pia edpedpikn),
yla TNV avTLoTdduion tng aépyou LoXUoG n omola mapAyeTal oo ta KAAwSLaKda
TUARaTa TNG SUTANG ypapung 150 kV NA Melomovvnoog - Xavia .

— Kotaokeury véag OutAng umoPpuxlag ypapung 150 kV amd to onueio
npooatytdAwong NA [eAomovvrioou €w¢ TO OnUEio MpooalyldAwong AUTIKNG
Kpntng, unkoug 132 km.

— Koataokeun véag SutAng unoyelag ypapung 150 kV amo to onueio mpooatytdAwong
Avutikng Kpntng éwg tov Y/I Xaviwv |, unkouc 34 km.

— Kataokeun 6Vo véwv muvAwv .M. 150 kV otov udlotapevo Y/3 Xaviwv |, yia t
ouvdeon Twv dUo KaAwdlaKwY KUKAwHATwY armo tn NA Melomndvvnoo, Kabwg Kot
7 véwv autenaywywv 150 kV / 40 MVAr (3 avd koAwdiako kKUKAwpa aro tn NA
MeAomovvnoo Kal pio epedpikn), yla tnv avtlotabuion tTng aépyou oxVog n onoia
TIAPAYETAL MO Ta KaAwdlakd TtuApata tng SutAng ypopung 150 kv NA
MeAomovvnoog - Xavia l.

ErmutAéov, oto nAektplkod cvotnua t¢ Kpntng Ba amattnBel n eykataotoon €vog
OUOTNHATOG avTLoTAduong aépyou Loxuog turmou STATCOM vyl tn pubulon twv
TAoewV Kal tn dtaodpaAion TnG evoTdBelag Tou SIKTUOU O€ KAVOVIKEG CUVONKEG Kal O
ouvOnkeg Statapaxwv. Amo v enotapévn Slepelivnon tnv omola mpayuatonoinoe
n kown Oupada Epyaciog AAMHE kot AEAAHE yia B€épata Aeltoupyiog Kal EMAPKELAG
LoXUO0G TOU NAEKTPLKOU CUOTAMATOG TNG KPATNG, pogkuPe OTL N kataAAnAdtepn B€on
yla Tnv eykatdotoaon tou STATCOM eival otnv eupuTeEPN TIEPLOXN ALVOTIEPOUATWY KO
N wxLGs Tou Ba eival + 60 MVAr. Enetta and tnv e€€tacn oAwv Twv mbavwv AUoswv
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MpokpiBnke n emdoyr tou udlotapevou Y/2 HpdkAewou Il yla tnv eykatdotocn Tou
STATCOM.

Eronuaivetat 0Tl To eVOEPLO TUNUA TNE YPOAUMNG HETaEL Tou YmootaBuou MoAdwv
KOLL TOU TEPUATLKOU ZTaBpou avtiotabuiong 6 oxetiletal e TNV mBavr eyKotaotaon
QLOALKWV TIAPKWV oTtnV eupuTEPN TEpLo). O AAMHE mpdyuatL €XeL TNV UTIOXPEWON
Va QVOTTUOOEL TIG amapaitnteg umtodopég Tou Zuothpatog Metadopdg HAEKTPLKAG
Evépyelag ava tnv Emkpatela, mpokelpévou va avénbel o Babuodg Sieioduong Twv
JtoBuwv mapaywyng NAEKTPLKAG evépyelag amo AMNE oto NAEKTPIKO CUOTNUA TNG
Xwpag, oto mMAaiolo tng ekMARpwong Twv €BVIkwv otoxwv yla to 2030. Auto OpwG b€
onuaivel OtL omolodnmote TuApa (evaéplo N KaAwdlako) tng Stacuvdeong tng Kpntng
LE TO NAEKTPLKO clOoTNUA TG HItelpwTikn ¢ Xwpag Ba xpnowuomnotnbet yla tn cuvdeon
JTaBuwv mopaywynG NAEKTPLKAG EVEPYELOG MO OLOALKA TIAPKA N AAAEG TINYEG
EVEPYELAG. ATtevavTtiag, OAeg oL mpodaveig evOelelg ouvnyopoUlV PoG TNV avtiBetn
katevBuvon. Mo CUYKEKPLUEVA:

(i) H nAextpikn dtacuvdeon ¢ Kpntng pe tnv Nelomdvvnoo eival éva peyalo £pyo,
and AamoyPn KOOTOUG KOl TEXVIKAG TOAUTAOKOTNTAG, KABWG HE Ta OnUEPLVA
debopéva amotelel T peyaAUtepn €v Aettoupyla 1 UTO MEAETN KaAwdLakn
Slaouvdeon evaANAOOOUEVOU PEVUATOG TAYKOOMIWG. Eival yvwoto, otL ol
HEYAAOU UNAKOUG SLooUVEEDELS EVAANACCOUEVOU PEVUATOC, ELOLIKOTEPA QUTEG OL
omoie¢ meplhapPfdavouv peyalou pNkoug kaAlwdlakd tuAuata, mopouctalouv
evalobnoleg akoun kal oe UIKPEG dlatapaxes. H ameuBelag ovvbeon «Tpitwv»
EYKATAOTACEWY, N OXETIKWVY HE TN dlacuvdeaon emi oMOLOUVSATIOTE TUAMATOC TNG
SL0OUVOETIKAG Ypa UG Ba eixe Tov kivbuvo va Slatapdéel Tnv opaAn Asttoupyia
¢ Slaocuvdeong Kol TNV  AMATOUPEVN TPOG TOUTO LOOKATOVOUN TNG
SloKLWvoUpEVNG evEpyeLag ota SU0 KUKAwpaTa tn¢ dtaouvdeong. KATL TETOLo LoYUEL
o€ peyaAUtepo BaBuod OTav QUTEG OL EYKATACTACELG £(val OLOALKA TTAPKA 1) AAAOU
Tomou YtoBpol mapaywyng nAekTplkng evépyelag oamo  AME, kabBwg n
OTOXQOTIKOTNTA OTn Asltoupyila TETOlwv tabuwv Oa emédepe TIC OUVEXELS
peTaBoAEg otn Stakvoupevn oYL, TNV ACUUUETPN GOPTLON TWV KUKAWUATWY TNG
Sloolvdeong Kata tn SLAPKELA TNG NUEPOG KAL TIG AVETILOUUNTEG UTEPBACELS TWV
TAOEWV, UE amotéAecpa n Stacuvdeon va KwOUVEUEL avad TACA OTLyUN Vo
Kataotel aotabng. Q¢ ek TouToUu, TO oLlaitepa cUVOETO Kal TETOLAC OTIOUSALOTNTAC
€pyo NG nAektpikng OStacuvdeonc tng Kpntng (n omoia Ba ocupPBalAet
anodacloTkd otnVv aflomiotn nAektplkn Tpododoaia tng Kpntng kat Ba emidpepet
onNUAvTKn gAdadpuvon Tou KOoTtoug Twv Yrmnpeowwv Kowng Qdéletag (YKQ) to
oroilo emBapuvel OAOUC TOUC KATAVOAWTEG TNC Xwpag) Oa nAtav Alav
TapokLvéuveupévo va ocuvduacBel pe AAAOUG oTOXOUG, €KTOC TNC aodalolg
Slakivnong NAeKTPLKNG evEpyelag LeTagl tn¢ Melomovvrioou kat tng Kpntng.

(i) H vmapén n oxL tng dtacuvdeong tng KpAtng He tnv Nelomovvnoo dev ennpedlel
OAAG Kal & CUOXETIETAL E TNV OVATITUEN OTNV MIEPLOXA VEWV QLLOALKWV TTAPKWV 1
AaAAou TUToU ZtaBuwv Tapaywyng NAEKTPLKAG EVEPYELAG oL omoiol dltabgtouv i
npokettal va Adfouv Adela Mapaywyng amo tn PAE. Onwg eivat yvwoto, n
MeAomovvnoog amoteAel €wg Kol onuepa kopeopévn meploxn (Amodaocelg PAE
699/2012 & 663/2019), yeyovog TO OTOL0 QUMOKAELEL TNV AVATITUEN VEWV ZTOOUWY
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ANE og autn tnv mepldEpela. ITnV KatevBuvon yla TNV APon Tou Kopeopou Ba
oUUBAAAEL n oAokAnpwon B€on os Asttoupyla NG VEAG Ypa UG petadopag 400
kV n omolia Ba ouvdéel tn MeyaAomoAn pe tn Autikn Zteped EANada. Auti n .M.
Ba auénoel Ta meplbwpla yla TNV €YKOTAOTOON VEWV ITOOUWV Tapaywyns ano
AMNE otnv Nelomovvnoo. Me &ebouévo oOtL to TpoavadepBev épyo Ba
oAokAnpwBel mpv amnod tn Stacuvdeon tng Kpntng pe tnv NMelonovvnco, o AAMHE,
gxovtag tn Beouikny umoxpéwon va e€aodpaliosl mpooPfacn oto IVoTNUA yla
O0Aoug Toug katoxoucg Adswwv Mapaywyng otnv meploxn, Ba dpopoloynost, edv
anattnBOel, tn ouvéeon Twv aviiotowv ZTaBuwv Tapaywyng NAEKTPLKAG
eVEPYELOG oto Nén udlotapevo Xuotnua 150 kV tng meploxng (ota avavin tou
YnootaBuou MoAdwv) Kal 0xL oto KUKAwUa arnd tov Ynootabud MoAdwv mpog
Vv Kpntn, kabwg touto Ba Nrav texvika un 80ko. Katd cuveémela, n Tuxov
aVamTuén VEWV aLloALKWV TIAPKWY oTnVv neploxn € cuvaptatal e tn dtacuvdeon
G Kpntng, kabwg ywa tn ouvdeon toug &g Ba xpnowomolnbel oe kopia
neplmtwon n véa evagpLa ypappn amno tov Yrnootaduo MoAdwv. H cuvéeon autwy
TWV QLLOALKWV TTAPKWV €ival duvatod va yivel povo aneuBeiag mpog tov Yootabuod
MoAdwyv, eite umtdpxel n Stacvvdeon g Kpntng, ite oxL.

Ano ta mpoavadepBévta mpokUMTeL cadwe OTL Ta £pya TNG Staocuvdeong g Kpning
pe tnv NeAomodvvnoo Kal o TPOTOG UAOTIOLNGTG TOUG (UE EVAEPLEC YPAUUEG 1] UTIOYELDL
KaAwdbla) oudOAwg oxetilovral pe mBava €MeVOUTIKA OXESLA AVATTTUENG OLOALKWY
MApkwV 1 AAlou TUTMou ZtaBuwv Tmapaywyng NAEKTPLKAG EVEPYELAG OTNV
MeAomovvnoo.

Onwg avadépetal avaAutikd otnv mopdypado 3.2.6 €xel oAokAnpwBel kat
NAEKTPLOTEL N MAglovoTNTA TWV £pywV tnS Daonc | Tng Stacuvdeonc tng Kpntnc.

3.3.15.2 ®don ll: Atacuvdeon ZP ovopaoTIKAG tkavotntag 2 x 500 MW Kprtn - Attikn

H ®aon Il tng Stacuvdeong tng KpAtng (cuvdeon pe tnv ATTIKNA HE Texvoloyia IP) os
VEVLIKEG YPOUUEG TIpOPAETEL TA akOAoUOQ:

e Texvoloyia
H emloyn ocuvdéopwv Voltage Source Converters (VSC) €vavil Twv KAQGLKWV
ouvdéopwv IP eival n mAéov eUAoyn Auon, SLOTL eMLTpEnouv

o tnouvdeon acBevoug ZuoTAUATOG (OTWE auTo TG KpATNng) KON KL LE JLKPN
TOTUKN Ttapaywyn, kabwg Kat
o Ttaxelo petafoAn TnG pong LoxLog Kat avtiotpodn dopdg xwpig Stakomn.

'H&n n texvoloyia dtacuvdéoewv ZP pe VSC HeTpd apKETEG edapOYES SLeBVwG Kat
Bewpeltal apkeTd wplun Kot aflomotn, oviag onuepa  Swobéowun amno
TIEPLOCOTEPOUC TOU EVOC KATAOKEUOOTEG, YEYOVOCG ONUOVTIKO Yla TO OTASL0 NG
Staknpuéng.
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O oUvbeopog Ba eivat dutoAikdg, pe Vo kalwdia uPnAnNg Taong, Eva yLa Tov BETIKO
Kal €va yla Tov apvntikd moAo. H wavotnta ekdotou kaAwdiov Ba eival ion pe 1o
NULOU TNG CUVOALKNA G LoXUOC TOU GUVOECHOU. Z€ OTL adpopad Tn SLataén Tou ocuVOEGHOU
Ba edpappootel n AUon yelwong kal emotpodnig péow Baidoong (BA. Zxua 20). MNa
Aoyoucg aflomiotiag, sival avaykaio va gival Slakpltog o BeTIKOG Kal 0 aApVNTIKOGC
ToAog (8U0 avefaptnTa UTIOCUCTHATA), WOTE VO KAAUTITETAL TO Kpttrplo N-1 og otL
adpopa TO AKLOU TNG CUVOALKAG LOXUOC.

KOYMOYNDOUROU EHVC
400kV

37
o SMIC DC 2x500MW
OHL+UGIC DC 2x&n0MW %%

2xnua 20: Atataén ouvdeauwv 2P - AutoAikoc ouvBeouo¢ SP e SLakpLtoug moAouc kat
AUon yeiwong Ue emtotpopn uéow SaAaoonc

H eriotpodn péow BaAaoong eival blaitepa Stadedopévn otnv texvoloyia P oe
ePapUOYEC HEYAAOU HINKOUG KOL OL XWPOL EYKATAOTOONG TwV NAEKTPOSIWV €Xouv
evtoroBel otn Bpaxovnoidba tnG Ztaxtopong otov ZapwVLKO KoL oTNV TEPLOXN TNG
Kopakiag otnv Kpntn.

H tdon tn¢ Aettoupylog tou cuvdéapou, Ba eival + 500 kV DC.
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¢ Metadopikn tkavotnta
JUupudwva pe tnv Anodaon tng PAE 256/2018 (Eykpion tou AMA tou EZMHE tng
neploédou 2018 - 2027), n wavotnta HeTadopds Tou cuvOECUoU €xel KaBoploBel
ota 1000 MW (2 x 500 MW).

e Inpeio cuvéeong otnv ATTIKA

To péyebog tou cuvdéopou P kabilota avaykaia tn cuvdeon oto EZXMHE o onpeio
HE LoXUPO UDLOTAUEVO SIKTUO. Z€ AUTO TO MAALOLO, £XEL EVIOTILOTEL XWPOG OLOPOG
oto KYT KoupouvdoUpou KatdAANAog yLa TNV avamntuén tou Ztabuol Metatpomnnig
EP/ZP kot €xel deopeuTel xwpog yla tnv kataokeun Suo muAwv 400 kV. Amo tov
ITAOUO HETATPOTINC UTIAPXEL EUXEPNG XEPOALa TTPOGPacn Tpog tn BAAacoa UKOUG
32 yAW. dla Twv udlotapevwyv odwv (onueio mpooalyldAwaong otnv Naxn twv
Meyapwv, e UTIOYELA O8EUGN GUVOALKOU UKOUG 32 XIALOUETPWV).

e Inueio ouvéeong otnv Kpntn

Mo TNV mpaypatonoinon tng dltacuvdéeong e oUVOECOUO PEYAANG UETADOPLKAG
LkavoTNTaG elval avaykaia n cuvdeon o€ onUeio KEVTpoBapLko wg mpog to doptio
NG Noou, To onolo eNUTA£oV va YELTVLATEL e LoXUPO TOTUKO SLKTUO, £TOL WOTE Va
elaylotonolnBouv Katd to duvatod Ta amaltovpeva véa €pya emi tng Nrjoou. Qg
TETOlO €TUAEYETAL N €UpUTEPN TEPLOX TwV Awvomepaudtwy (B€on Kopakid), n
omola SlaBEtel éva Loxupod TuoTnua Lkavo va tpododotnoeL He aohAAELD TNV LOYXV
n omola MPoEpXETAL Ao TO HMEPWTIKO ZUOTNUA, XWPLG VO amattouvtol 0€ TPWTo
XPOVO TOUAAXLOTOV VEQ £pya EVioxuong Tou Zuotipatog Tt KpAtng.

Avalutikotepa, n @daon Il meplapBavet Ta akolouba empeEpoug Epya:

— Kataokeun evoc véou Itabpol Metatpormnc EP/3P cuvoAwkn¢ toxvog 1000 MW (2
x 500 MW), pue cuppeTpikn SutoAikn Asttoupyia, mAnoiov tou KYT Koupouvdoupou.

— Kotookeun Twv eyKOTOOTACEWV TNG oLvdeong (2 mUAeg kaAwdiakwyv .M. 400 kV)
otnv mAsupa 400 kV tou KYT KoupouvdoUpou vy tn oUvdeon Tou
npoavadpepOEvtog ITabuol MeTatpomng.

— Koataokeun AypvoBaldacolou Itabuou HAektpodiwv (pond electrode station) oe
napaAia tng Bpaxovnaoidag tng Ztaxtoponc (oe anodotacn 19 km mepinou anod tnv
Maxn Meyapwv). O 2tabuog HAsktpobdiwv Ba cuvdeBel pe to ITaBuo Metatpomng
KoupouvdoUpou pe umdyesia/umoBplxia KOAWSLAKA VPO, CUVOAKOU UKOUG
51 km mepinou, onwg avadépetal akoAoUOwg.

— Kataokeun evoc véou Itabpol Metatpormc EP/2P cuvoAwkn¢ toxvog 1000 MW (2
X 500 MW), pue cUHPETPLKN SUTOALKR) AeLToupyia, TANGLOV TOU XwploU AapdoTta Tou
Anpou MaleBuliov tng MNepudepetakng Evotntac HpakAeiou Kpntng. To €pyo
MepAAUPBAVEL KAl TNV KATAOKEUN TWV OIOLTOUMEVWY EYKATACTACEWV TNG
ouvdeong (M/Z k.a.) oto Zuotnua 150 kV tng KpRtng.

— Kataokeun AyuvoBaldcolouv ZtaBuou HAektpodiwv (pond electrode station) oe
KOATtloko TG Teploxng Kopakidg tou Anuou Malefuliov tng Mepldbepelaknc
Evotntag HpakAeiou KpAtng. O ZtaBudg Ba €xel ta dla XOpaKTNPLOTIKA UE TOV
avtiotolo g Ztaxtopons. O Ztabuodg Ba cuvdebel pe to Ztabud Metatpomng
Aapdotag, Onwg avadpEpeTal akoAoubweg.
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— Kataokeun véag ypapupung P amnod tov Xtabud Metatponr¢ EP/2P mAnoiov tou KYT
KoupouvdoUpou éwg tov Itabud Metatpormnc EP/ZP emni tng Kpntng. H ypapun
autr Oa amoteAeital ano ta e§AG:

o 2 umodyela kaAwdla X.P. ouvoAlkig Loxvog 1000 MW, amd tov Itabuod
Metatpornng Koupouvdolpou €wg tnv mapaAia tng MNdaxng Meydpwv, uikoug 33
km mepimou.

o Eva umodyewo / umofpuxlo koAwdlo I.P., péong taong, oamd tov Xtabuod
Metatpomnnig Koupouvdoupou éw¢ tnv mapaAio g Naxng Meydpwv kot anod
Vv napalia tng Naxng vnoPpuxiwg otn Bpaxovnoida tng Itaxtopdng otov
napaAo 1 AipvoBaAdoolo Xtabuod HAektpodiwv, pe ouvoAlkd pnkog 51 km
niepimou (33 km umoyeto kat 19 km unoBpuxLo).

o 2 umnofpuxla kaAwdia 2.P., cuVoAknG Loxvog 1000 MW, ard tnv mapalia Maxng
Meyapwv tn¢ ATTIKA G WG TNV tapalia tng Kopakidg tou Afpou MaleBiliov tng
Mepldpepelakng Evotntag HpakAelou Kpntng, unkoug 335 km mepinou.

o 2 umoyela kaAwdia IZ.P., ouvoAlkng toxvog 1000 MW, amd tnv mapaiia
Kopakilag¢ €wg tov Itabuo Metatpomnng EP/2P eni tng Kpntng, pnkoug 11 km
nepimou.

o 1unoBpuxlo kaAwbdo Z.P. péong taong, amno tov 2taduo HAektpodiwv Kopakidg
€W Tov 2TaBud Metatponng EP/ZP eni tng Kpntng unkoug 4 km mepimov.

— Kataokeun evog véou Y/ Zevéng 150 kV, mAnolov Tou Itabuol Metatponrg EP/2P
otn Aopdota, ylo tn ouvdeon Tou Itabuou Metatpomnng pe To cuotnua 150 kV tng
Kpntng. O Y/ Zevéng Ba eival texvoloyiag kAewotou tumou (GIS), Ba meplthapBavel
SUTAG Tuyo 150 kV pe Staouvdetikd dtakomtn, 10 muAeg .M. 150 kV yia tn cuvdeon
LoAPLOUWY KUKAWPATWY Ta omoia Ba avaywpouv mpog to Zuotnua 150 kV tng
KpAtng Kot TIg eyKataoTtaoel oUvOeoNC Tou apakeipevou Ztabuol Metatpornng
(2 moAeg M/ 150 kV). O efomAlopdg twv 2 autwv TWAWV Ba gAéyyetal
QTOKAELOTIKA o Ttov XTtabuo Metatpomnng. Oa neplthapBavel emiong SUo TMUAEC
yla tTnv ovvdeon M/Z 150 kV/MT yla Tig avaykeg tTng SLaVOUNnC.

— Kataokeun vEwv Tunpatwy M.M. 150 kV yia th cuvdeon tou Y/ Zebéng Aapdotog
pe tig Svo .M. PéBupvo - Awomepapata Kot Xovid - AWVOMEPAUOTO KoL
avaBaduion twv dvo auvtwv .M. anoé B/150 kV os 2B/150 kV amno to onueio tou
Y/Z Zevéng Aapdotag £wg tov upLotdpevo Y/ AHZ Awomepapdtwy. To cuvoAlkd
UNKOG TwV VEWV Kot avoBadulopevwy tunuatwy F.M. 150 kV avépyetat og 20 km
TepLmou.

— Ynoyelomoinon TUAHATOC TwV SU0 KUKAWUATWYV TNG HLOG €K TwV TipoavadpepBelowv
umo avaPBabuwon evagptwy MN.M. 150 kV Awomepdaparta - Xavid, o€ pnkog 3 km
niepimovu mpLv tov Y/Z (P€Bupvo - Awvomepapata r} Xovid - AlVOTEpAUATA) Kl £WG
tov Y/Z AHZ Awormepapdtwy, Le xprion dvo umnoyesiwv koAwdiwv XLPE, pe aywyo
aloupviou Statopric 800 mm?, loxvog 200 MVA ékaoTo.

— Emnéktaon tou udlotdpevou Y/I 150 kV AHZ Awvomepapdtwv Katd 2 TUAEG
koAwdlakwv .M. 150 kV.
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3.3.15.3 YAonoinon tou €pyou Slacuvdeong tng KpAtng pe TNV ATTIKA Omo tnv
«APIAANH INTERCONNECTION A.E.E.2.»

To €pyo tn¢ Staocuvdeong TnG KpNtng pe tnv mepldépeta tng Attikig 6a uAomownBetl
amno tnv etalpeia el61koL okomoL pe tnv emwvupio « HAEKTPIKH AIAZYNAEZH KPHTHZ-
ATTIKHZ APIAANH ANQNYMH ETAIPEIA EIAIKOY ZKOMNOY» kal tov SLakpLtikd titAo
«APIAANH INTERCONNECTION A.E.E.Z.». ITnVv avadepOuevn eTalpeio el6kol oKomou
n AAMHE A.E. Ba €xelL kupilapyxn mMAeloPndLky cupPUETOX N omoia Ba avépyetal oe
TIOCOOTO TOUAQXLOTOV TtevAvta éva tolg ekatd (51%). H etalpeio ocuotddnke wg
Buyatpikn ekatd tolg ekatd (100%) tng AAMHE A.E. pe mpoBAedn yia tn dtabeon
TIOOOOTOU OUUMUETOXAG €WwG oapavta evvéa Tolg ekato (49%) tng «APIAANH
INTERCONNECTION A.E.E.Z.» o€ tpitoug €netta anod tn Sie€aywyr Tou amnapaitnTou
Sdlaywviopou. Emwonuaivetat OtL oto mAaiclo twv mpodilaypadwv Tou €pyou
eAndpOnoav OAeg ol mpoPALPELS yia TNV e€aodAAlon TNG SLAAELTOUPYLKOTNTOG TNG
Slaouvdeong ATtk G - KpAtng Ke tnv peAovtikn Staclvdeon mpog tnv KUTpo Kal otn
ouvéxela pog to lopanA (Evotnta 3.9.2.3).

3.3.16 Evioxuon tpowodotnong B. Zropadwv kat AvartoAiki¢c Mayvnoiog (14.28)

Ta vnowd twv B. Imopadwv (ZkiaBog, Ikomelog kal AAOvvnoog) tpododotouvtal
onuepa amd tov Y/I 150/20 kV Aalvkou Héow evaepiwv ypapuwv M.T. Kal
urtoBpuxiwv kaAwdiwv M.T. pog tn Zkabo. EmutAéov, o AEAAHE €xel KaTOOKEUAOEL
800 ypoppég MT petalt twv Y/Z Bohou Il - Aavkou pnkoug 40 km wote va eivatl
Sduvati n tpododotnon twv B. Inopddwv o€ mepimtwon anwAelag g Ypauung YT
BoAog Il - Aaukog, T.x. o€ mepimtwon kakokalpiag. Adyw tou auvavouévou doptiou
Twv Nnowwyv, gixe mpoypappatiodel oto mapeABov n cuvdeon tng Zkiabou pe tov Y/I
Aavkou ota 150 kV kat n avamrtuén Y/2 150/20 kV otn ZkiaBo. H mpoPAenopevn
ouvdeon nepleAapPfave evaépla tuApata .M. kat vmoBpuxia kaAwdia ota 150 kV.
Autr) n ouvdeon bev vlomolBOnke, e€attiag MOAAMAWY TOTUKWY AVILOPACEWV Kal
npooduywyv. AKOUN Kol €MELTA OO TNV UAOMoinon tou €pyou n acdAlela tng
tpododotnong twv Imopddwv 6 Ba efaodaiilotav, kabwg n tpododotnorn toug
Kata to TuApa Tt .M. Aaukou - BoAou Ba mapépeve aktwikn (6gv ikavormoleital to
kputpto N-1 og mepimtwon anwAstag e .M. Aavkou - Bolou). Ailel va onpelwdel
OTL KATA TO TAPeAOOV €xouv MapouoLlaoTel onUavtikéG PAABEeC (LWBLwE ToV XELLWVA OF
nepimTwon kakokalpiag) og avtn tn .M. pe cuvakoAouBeg Slakomeg tpododotnong,
KaBwg Adyw Ttou peyEBoug twv efumnpetolpevwy Goptiwv Kol NG HEYAANC
anodotaong oo aAoug Y/Z, n tpododotnor) toug amd ypappec M.T. Sev eivat Suvarth.
Mpog touto, o AAMHE mpo£fn 1o 2013 o0c eupelag £KTOONG EVIOXUOELS TNG
volotapevng .M. BoAog Il - Aavkog, wote va glaylotonolnBel o kivbuvog peyaing
BAGBNC og authv.

Ma TNV OVTIHETWTIION Twv Tipoavadepbéviwy Bepdtwyv tNg oodAAslag tNG
TPododoTnNong Twv meploxwv twv B. Imopddwv kot tng AvatoAilkng Mayvnoioag
nipaypatonolOnke n oxetkn Stepelivnon Twv VOAAAKTIKWY AUogwv UTIO Y.T. KaL UTtd
M.T.
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Eldikotepa oL AUoeLg Sltacuvdeonc He mepaltépw avamntuén diktuou MT amd tov Y/
Aavkou, i TNg avamtuéng véou Siktuou MT amo tov Y/Z BoAo Il rj tov Y/ Mavtoubiou
KpLONKav TeXVIKA avemapKkel¢ kabBwg adevog mapéxouv oplakad tn duvatotnta
KAALPNG Twv e€umnpeToUEVWY GOPTIWV OE TTEPIMTWON ATWAELAG TNG TPOoPoSOTNONG
ota 150 kV amo tov Y/Z Aavkou (N-1) kat adetépou amattolv TNV €yKATACTOON
ONUAVTIKAG avTlotadulong kal KAatdAAnAwv puBulotwv TAoNG KATA HUAKOC TNG
Slaolvdeong Kal ota akpa autnc. NMapdAAnAa, otnv mepimtwon avtr, e€attiag tou
HMEYAAOU UAKOUG yPaUUWV MT mpokUmrtouv Wolaitepa uPpnAEG amwAeLeg LoxUOGC.

MapdaAAnAa, e€etdotnke n evallaktiky cuvéeon ota 150 kV amnd tov Y/ Mavtoubiou
npog tov Y/I IkidBou, n omoia mepthapPBavel evaépla .M. ano to Mavtoudt kot el
NG EVBolag, urtoBpuxlo KaAwdio amo tnv EvBola otov Y/Z IkidBou Kal aviioToL e
TWUAEG otoug Y/Z Mavtoudiou kat IkiaBou, kabBwg kol mnvia avilotabuong twv
agépywv tou umofpuxiou koAwdiou. e kaBe mepimtwon, o Y/I IkwabBou Ba
KOTAOKEVAOTEL TANGLOV TOu atylalou, wote va anodeuxbel n kataockeun .M. 150 kV
otn Nnoo.

H npoavadepbeioa AUon kpiBnke texvika ekt Kal mpowbeital n vAomoinon g
arnd tov AAMHE &16tL oL umolouteg AUOELG KplBnkav wg pn TEXVIKA €PIKTEC N
TEPLBAANOVTIKA N UAOTIOLH OLUEG.

Me Bdon ta mapamndvw o AAMHE £xeL mpoypappatiosl ta akoAouBa pya:

— Néog Y/2 3kiaBou kAelotou tumou (GIS)

— T.M. MavtoubL — ZkiaBog mou nepthapfavetl avafaduion volotapevng .M.
og unkog 13,05 km kat véo tunpa .M. otnv EUBola pikoug 16,1 km

— KoAwbiakd tunua .M. 150 kV Mavtoudt — ZkiaBog¢ mou meplhapPavel
UTtOYELo TUNUa emti tng EVBolag unkoug 0,13 km, umoBpuxtla cUVEEON UAKOUG
30 km kat UTtOYELO TUAMA €Tt TNG ZKLABoU prkoug 0,6 km

—  Enéktaon Y/Z Mavtoudiov pe avamrtuén véag muAng M.M. 150 kV ywa t
ouvdeon tng véag ypapung EVBolag —Zkiabou.

INUELWVETAL OTL €WG TNV OAOKANPWON TNG KATACOKEUNG TOU €pyou, Oev UTAPXEL
Suvatdétnta kaAuPng tou cuvoAdou twv doptiwv Twv B. Inopddwv oe mepimtwon
BAABNc otov Y/2 Aaukou 1 anwAetag tng .M. BoAog Il - Aavkog.

3.3.17 KYT Kopivdou kat AsUtepn Xuvéeon tou KYT MeyaAomoAng pue to fuothua
400 kV (14.29)

To KYT KopivBou npoPAémnetat va ocuvbdebel oto Zuotnua 400 kV wg €€AG:

e Me to KYT KoupouvdoUpou péow piag véacg SutAng M. 400 kV, n omola Ba
odeloel mapalnAa pe tnv udplotapevn .M. 2B/150 kV KopwBog - KYT
KoupouvdoUpou kat omou dev Atav duvatov n eEaodaiion veag 66euong, Ba
kataokevaotel otn Ogon tng mpoavadepBeicag M. M Tt ypoppn outh
e€etaleTal n Xprion UTIEPAYWYLLWY aywYwV LE Toug omoioug divetal n duvatotnta
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yla emavénon tng LeTadopLKAG Lkavotntag Tng .M. o€ oUyKpLon HE TOUC KOLVOUG
aywyoug.
e Me 1o véo KYT MeyaAomoAng péow piag véag SutAng .M. 2B’B’/400 kV.

3.3.18 Avaédiaraén I M. yia tnv évraén tou KYT Kopivdou (14.30)

H enéktaon tou cuotiuatog 400 kV mpog tnv MeAomovvnoo pe tnv évtaén tou KYT
KopivBou amotelel Spaotikr AUon yla tnv evioxuon Tng eVOTABELNG TWV TACEWY TOU
Notiou ZuoTtuatog Kal TNV avg¢non NG UEYLOTNG ETULTPEMOPEVNG EYKATECTNUEVNG
Loxvog amnod Xtabuouc AME otnv MeAomndvvnoo.

H évtaén tou véou KYT KopivBou amattel eupeia avadiataln twv .M. 150 kV otnv
nieploxn. H ouvdeon tou KYT KopivBou oto Z0otnua 150 kV Ba mpaypatonotnbei wg

33[

— Méow piag véag .M. 2B/150 kV pe tn .M. MéBava — KopvBog (elcodog — £€€060¢
oto KYT KopivBou).

— Méow 600 .M. 2B/150 kV pe t .M. 2B/150 kV KépvBog - Apyog II

— Méow piag M. 2B/150 kV pe tnv umod avapabuion .M. Apyog | - Apyog Il -
KopwvBog kal TNV KATApynon TOU EVATOUEVOVTOG TURpatog tg M.M. E/150 kV
Apyog | - Apyog Il - KopvBog.

H vAomoinon twv nmpoavadepbéviwy €pywv .M. cuvaptatal Ue Tnv uAomoinon Tou
KYT KopivBou.

EmutAéov Ba eykataotabel évag amolevktng otov Y/I KopivBou, petafld twv
KUKAwUATwY Ttpog OHZ Ay. Oeodwpwv kat MOTOP OIA, yia mapoxf Suvatotntag
napakopPng tou Y/I.

3.3.19 Bpoyog 150 kV Meooywpa - Zukid - KYT Apayxdou (14.33)

H aocdaing amoppddnon tng Loxvog amnod toug adslodotnuévou YHZ Meocoxwpag (o
omoio¢ &evtog tou 2021 €Aafe ONI kot Ba ouvdebel otov udlotapevo Y/2
Meooxwpag), Zukldg kot Auvlakiou Il (o omoiog €xel kat MNZ), kaBwg kol omo
eKTETAUEVO €pya ATME otnv meploxn, MPoUMOBETEL TNV KATAOKEUN TWV akOAouBwv
r.M.:

— T.M. B/150 kV Meooxwpa - SUKLA. TUAKO TOU £pYyOoU, £WG TO ONUELD TNG oUVEEDNG
Tou Véou Y/ Aulakiou, oAokAnpwBnke evtog tou 2011.
— T.M. 2B/150 kV Zuki& - KYT ApayOou.

E€attiac ¢ afeBaldotntog n omoia UTIAPXEL yla TNV UAomoinon kot tn B€on os

Aettoupyia Tou YHZ ZUKLAC Kal n HEXPL TTPOTLVOG TTOU UTINPXE Yia Tov YHE Mecoxwpag,
oAAG Kal Twv Y/ olvbeong Twv Ztabuwv AMNE otnv meploxn, N KATookeun Twv Suo
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npoavadpepbeiowv .M. Ba mpaypatonolnBeil £€w¢ To MPWTO ONUELO TNG MTPOCEYYLONG
TOUG, oTo omoio kat Ba cuvdeBouv aneuBeiag petagu Touc.

3.3.20 Evioyuon tng ouvéeang tou KYT MeAitng ue to Zuotnua 150 kV (14.34)

2to mAaiolo efaodpaiiong evalAaktikng tpododotnong twv Bondntikwv tou AHZ
MeAitng, €xeL mpoypappatioBel n kataokeun véag MNM. B/150 kV KYT MeAitng -
OAwptva. H .M. Ba cuvbéel tov Y/ DAwpvag pe To SeUTEPO KUKAWHA TNG TIOAAOLAG
.M. 2B/150 KYT MeAitnc - Bitola to omoio ivat amevepyomotnUéVo (n MPOEKTAOH TOU
npog tn Bitola €xel amoénAwbei). H ouvdeon esivatl mBavo va mepAapBavel kot
avapaduion tunupatog tng .M. KYT Apuvtaiov - QAwpva. To £€pyo cuvapTaTal Kal
UE TNV evioxuon tng Suvatdtntag anoppodnong Tng mapaywyng anod tig AME otnv
TIEPLOXN KAl CUYKEKPLUEVA 0To Bpoxo OAwptva | - DAwptva Il - Kaotopld - NMtoAepaida
Il (Eopbaia) - MtoAepaida |, o omolog BploKeTaL KOVIA OTOV KOPECUO Kal Kplvetal
avaykaia n enionevorn tou.

Mo tov Adyo auto mpoypappatiletal eniong oe SeUTEPO Xpovo n avaBabuion tou
Bpoxou GAwpwva | - DAwpwva Il - Kaotopld - MroAepaida Il (Eopdaia) - MtoAepaida |
arnod E/150 kV og 2B/150 kV.

3.3.21 Epya Evioyvong tou Zuctiuarog otn XaAkiéikn (14.35)

H neploxn tng XaAkidikn ¢ mapouvaotdlel uPnAolg puBuoug avénong poptiou Wlaitepa
kata tn Bepwvn mepiodo. To ocvotnua petadopdg otnv TEPLOXN €ival acBeveég pe
anmotéAecpa va Tmapatnpouvtal, Wlaitepa katd tn Bepwvn meplodo, cofapd
npoPAnuata unepdopticewv MNM., aAAd KoL XOUNAWV TACEWV OTNV TIEPLOXN OTLC
TEPUTTWOELG Statapaywv. Mo tnv dpon Twv w¢ Avw TIEPLOPLOUWYV ElXeE KaTAPXAV
npoypappatioBel n alkayni aywywv tng udlotapevng .M. ZxoAdpt - Z0otnua (M.M.
KYT Aaykadad - XaAkidikr) and eAadpou (E) oe Bapéog tumou (B). Ouwg, Adyw tng
aduvapiag mapoxnc Stakomwv tpododotnong tou Y/I Ixolapiou, oL omoieg sival
amapaltnTeg ya tTnv uAomoinon tng avaBabuiong, ta £épya Tpomononkav wg ENG:

— MNapaAANALOHOC TwV U0 KUKAWMATWY TNG udlotapevng .M. 2B(E)/150 kV ZxoAdpt
- 20otnua (I.M. KYT Aaykadad - XaAKidikn).

— AvaBaBuion tpipatog tg .M. Oscoalovikn - BaBdog - Stayesipa and E/150 kV os
2B/150 kV, yla tnv evioxuon tng tpododotnong tng XaAKLSLKNA G KaL Tn oThpLEn Twyv
TAoewv otou¢ Y/Z tng meploxns. Me tnv oAokAnpwon tou £pyou, Ba anofnAwbel
TO evamopévov TuRpa t¢ npoavadepBeioag .M. €wg To onueio Tng oLVOEDNS TNG
pe tn .M. 2B(E)/150 kV ZxoAdapt - fUotnua, Tt KUKAWPOTA TNG omoiag Ba
napaAAnAlotouv.

— Ektpomn tou tTuApatoc tng .M. Osooalovikn - Itdyelpa to onoio avapaduiletal
npog tov Y/Z Ixohapiou. Mo tnv vAomoinon Tou €pyou autou Ba amattnBel n
kataokeun véeag .M. 2B/150 kV.
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3.3.22 Evioyuon tou fuotiuarog otnv Meploxn lwavvivwy (14.45)

Ye nepimtwon anwAetag (N-1) tuRpatog twv .M. ot onoieg ouvdéouv to KYT ApayxBou
pe toug Y/I lwavviva | kat ll, pe xewpdtepn tnv nepintwon anwAelag tng .M. Awog -
lwavviva I, evdéxetal va mapatnpnBel woxupotatn UunePHOPTION TWV UYLWV
KUKAWUATWY Kal Kuplwg Twv tunudatwy E/150 kV tng .M. KYT ApdyxBou - Aolpog -
lwavvva | kat Tng M.M. KYT ApdxBou - Awog, kaBwg Kal xapnAég Taoelg os Y/Z g
neploxng. Ta mpoBARpaTo autd cuvapTwvtal Kuplwg pe tn SuokoAia tpododotnong
Twv uvPnAlwv ¢optiwv Twv lwavvivwv Kal SeuTEPELOVIWG e TNV aduvauia
QIMOUACTELONG TNG Tapaywyng Twv YHZ tn¢ meploxng otav autol Asltoupyouv o€
TANPN WYL. AUTH N KATAOTAON avapéveTal va enmtdelvwBel pe tTnv oAokAnpwon g
KATAOKEUNG Tou YHE Metooitikou kat tn ouvdeaor tou otov Y/I Mnywv Awou.

EmutAéov, oe mepintwon tautoxpovng anwAelag (N-2) kat Twv U0 KUKAWUATWY (€Tl
KowvoUl Tupyou) tng .M. 2B/150 kV KYT ApdaxBou - KavoAdki - MoUptog, Omwg
OUUBOLVEL OF TIEPUTTWOEL] TIPOYPAUUATIOUEVNG OUVTNPNONG, €VOEXETAL Vva
napatnpnBet woyxupn unepdoption tng .M. E/150 kV Hyoupevitoa - lwavvwva |,
KaBwc kal tdlaitepa xapnAEg taoelg otoug Y/ tng Képkupag.

ErmunpdoBeta, o Y/ AoAhavwyv tpododoteital aktvikd amno tov Y/ lwavviva | péow
g .M. E/150 kV AoAlavad - lwavviva |, pe amotéAeopa va nv TnPeitoL To KpLtnpLo
a&lomiotiag N-1 yla auto tov Y/3.

Ma ™tV avTlHeETWTion twv mpoavadepBeévtwy mpofAnUdTwWY Kal tTnv evioxuon tng
a&lomiotiag tng tpododotnong tou Y/ AoAlavwy mpoypappoatilovral ta £€n¢ Epya:

— AvaBabuion g .M. Hyoupevitoa - lwavvwva |, unkoug 58 km, and E og 2B/150
kV. Tunua tng F.M. amno tov Y/Z Hyoupevitoag kat yia 3 km Ba ulomownBel pe
uTtoyeLa KaAwdia.

— Kartaokeun véag .M. B/150 kV AoAtava - Mnyec Awou, punkoug 45 km mepinou.

— Eykataotacn 8vo (2) mAnpwv muAwv .M. 150 kV (avafdBuion tng amAng
udLoTApEVNG KOt TipooBnkn piag véag) otov Y/ AoAlavwv.

— Eykatdotaon piag (1) mAnpoug uAng .M. 150 kV otov Y/Z Mnywv Awou.

3.3.23 Zuvoda Epya KYT Aaykada otnv Meploxn Osooaldovikng (14.46)

H kataokeun tou véou KYT Aaykadd (Ouada Epywv 14.1) petaBAAAeL To yeVIKO oxnUa
tpododotnong otnv eupltepn meploxy Oecoalovikng, KaBwWC KAl OTLG TIEPLOXEC
XoAkibikng, Kkic kat Zeppwv. Mpoypappotiletol OXETIKA eupeiag KA{paKOC
avadiapBpwon tou Iuotnuatog 150 kV, pe otoxo tnv aodaA£oTEPN KAl TNV TILO
alomiotn Aettoupyia Tou.

Mo ™ BeAtiwon tng aflomotiag tng tpododotnong tou Y/E AntAg, ald kat ylo
TIPAKTLKOUC AOYOUC OITOLOVWOEWV YLOL EPYOLOLEC CUVTIPNONG KL YLOL EKTAKTO OX LT
Aewtoupyliag, eival avaykaia n aAlayr) tou oxnuatog cuvéeong tou Y/ Antrc He To
Juotnua. Mo ouykekplpéva, mpoPAémnetal n avapaduion te MNM. Zéppec - KYT
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& adpne
Al PTHTOZ

Aaykada amo E/150 kV oe 2B/150 kV kot n oUvéeon tou Y/I Antng kot ota Suo
KUKAwPOTo autn¢. MNa tnv enitevén ¢ péylotng Suvatng aglomiotiag, To £€pyo aUTo
ouvbuadletal pe tnv avaBabuion twv dvo amlomnolnuévwy uAwyv .M. 150 kV ot
NMANPELS TTUAEG oTtov Y/Z AnTAG (To €pyo oAokAnpwBnke To 2016). EmutAéov, To €pyo
OUVOPTATAL PE TNV AUENONG TNG LKAVOTNTAG AMOUACTEVUONG TNG TAPAYWYAS ATO TLG
ATE otnv meploxn.

ErunpooBeta, mpoypappatiletal n avaBaduion tou TuApatog tng udlotapevng .M.
AntA - KYT Aaykadd amo tov Y/ Antig €éwg tn Staotavpwaon pe t .M. Kkig - KYT
Aaykadd amno E/150 kV og 2B/150 kV, pe tnv tautdxpovn Katdpynaon tng cuveeong
oto KUKAwpa tn¢ tpododotnong tou Y/ N. EABetiac.

H ohokAnpwon 6Awv twv €pywv 150 kV otnv neploxr) @sooalovikng Ba emtpéPel
oTadLaKA TNV KATapynon Twv akoAouBwv evaepiwy Tunuatwy M.M. 150 kV:

— Tunuatng .M. KYT @ecoalovikng - KiAkic amnod to KYT @ecoahovikng €wg to onueio
ekTpomng tng .M. mpog to KYT Aaykada.

— TuAua tou kukAwpatog KYT Osoccoalovikng - Anth - Zéppeg¢ amo to KYT
Oeocalovikng €wg To onueio ouvdeong Tou Y/Z Antng.

— TuAuata twv KUKAwpatwv KYT O@soocalovikng - KYT OWimnwv amdé to KYT
@eooalovikng £wg To onueio ektpomng tng .M. mpog tn XaAkiSiKkn.

— Tunuata Twv KuKAwpdtwv KYT Oeococolovikng - XaAkdik amd to KYT
@eocalovikng Ewg to onueio ektpomnig tng .M. mpog to KYT Aaykadd.

— Tunua tou kukAwpatog KYT @ecoahovikng - N. EABetia (to omoio &g SiEpxeTal amo
tov Y/Z TITAN) amno to KYT @scoalovikng £éwg to onpelo ektporrg the .M. pog to
KYT Aaykada.

— T.M. E/150 kV KYT @eccalovikng - Avolkto akpo mpog Eboopo.

— T.M. E/150 kV KYT ©@eccalovikng - Ada.

3.3.24 Avadiaraén KukAwuatwv 150 kV otnv Mepioxn Adpuuvacg (14.48)

To epyootacio tng AAPKO otnv meploxn Adpupvoag tpododoteital péow &vo
KUKAwpAtwy Bapéog tumou. To onueio {evéng (2.Z) Adpupvag sival o maAlog Y/2
AdpUUVOG, OTOV OTIOLO UTIAPXOUV OVO QTOTEVUKTEG YLOL TN SLEVEPYELO XELPLOUWV.

e ouvOnkeg uPnAng ¢optiong Tou UCTAUATOC OTNV TEPLOXN Kal olaitepa o€
ouvOnkeg anwAelag KUKAwuAtwy (N-1), mapatnpouvtal tpofAnuata untepdopTicEWY
KOl YaUnAwv TAcewv otnv guplTepn meploxn ¢ Adpupvag. Na tTnv avILULETWITLON
TWV MPOPANUATWY AUTWV Kal T BeATiwon TwV TACEWV TNG EUPUTEPNC TIEPLOXAG, EXEL
TIPOYPAUUATIOTEL N avadldtaén Twv KukAwpatwyv 150 kV otnv meploxni Adpupvac.
Juykekplpéva, n avadiataln autn neplappavel ta akdAouba épya:

— Avadiataén KukAwpatwy otov muAwva AA 284, waote o €vag uyog tou Y/ AAPKO

va arnoouvdeBel amnod tov Y/ Yndtou kat tTautoxpova va Slatnpeital n ebpedpikn
olvdeon tou 2.Z. Adpupvag Ue tov Y/Z Yrdtou.
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— Avadiatagn kukAwpatwv otov nuAwva AAL 274, wote o idlog Luyog tou Y/Z AAPKO
va efakolouBel va tpododoteital HE QMOKAELOTIKO KUKAWMO omd 1o KYT
Adpupvac.

Ye nmpwto otadlo, n vAlomoinon twv mpoavadepBEVTIWY EpywVv EAAXLOTOMOLEL TNV
rmuBavotnta dlakomng tng tpododotnong otov Y/ AAPKO, e€acdalilel kahod eminedo
TWV TACEWV 0ToUG Y/Z TNG MEPLOXNG KOl amodeTpEVEL TIG TAoNG GUOEWG EPYACLEC OTO
Juotnua Metadopdg amo Tig anattolpeves dtakomég otov Y/ AAPKO.

3.3.25 Xuvoéa Epya Altacuvéeons twv KukAadwv ue to Hnelpwtiko votnua (17.2)

H oAokAnpwaon tou €pyou tn¢ Stacuvdeong Twv KUKAASwV e To HIelpwTiko ZUotnua
ETUTPETEL EKTOC TWV AAAWV TN oUVSEoN Tou ZuoThatog Twv KukAadwv e to ZuoTthua
NG EVBotag. MNa tn BeAtiwon tng aflomiotiog tng ouvdeong Twv Y/I twv KukAGdwv pe
10 YUotnua t¢ EvBolag, ohokAnpwOnke to 2016 otoucg dUo udLotapevoug Y/3 tng
EuBolag (Kapuotog kat ALBadt) n avaBabuion twv amAomnownuévwy uAwv .M. 150
kV og mAnpelg mUAeg, kat to 2018 n avaBaduion tng mUANG otov Y/3 Avépou Kabwg
KOLL N EYKATAOTOON QUTEMAYWYNG avTLoTaOuiwong 18 MVAr.

Mo TNV TNAETomnteiat KAl TOV TNAEEAEYXO TWV EYKATAOTACEWY OTOUC VEOUC Y/I Twv
KukAadwv, oAokAnpwOnke evtog tou 2020 n eykatdotacn SIKTUOU OTTIKWV VWV
EVTOC TWV aywywv npootaciac twv M. (OPGW) ota evagpla KuKAwpata twv .M.
150 kV petal twv Y/ AMBepilou kat AtBadiou otnv EUBola, oto evaéplo tunpa M.M.
150 kV eni tng Avbpou. H eykatdotacn SIKTUOU OMTIKWY VWV OTA EVAEPLA KUKAW AT
Twv .M. 400 kV petal twv KYT Ay. Zteddvou kal Aaupiou otnv ATtk €Xel
oAokAnpwOet amnod to 2017.

3.3.26 KYT MroAsuaidacg kat ouvdeon tou ue to Zuotnua (17.3)

O AAMHE €xeL xopnynoet NI ywa t Awyvitikn povada tng AEH «MtoAepaida V». Ta
€pya EMEKTOONG YLl TN cUVEEON AUTAG TNG LovASAG e To ZuoTnua eival ta €€NG:

— Koataokeun véou KYT MtoAepaidag, pe mheupa 400 kV yia tn ouvdeon tng povadag
napaywyng kat 150 kV yia tn ovvbéeson M/I BonOntikwv. H avdBson kot n
vAormoinon tou €pyou Ba yivel énetta and Slebvry avolkto Slaywviopo pe eubuvn
¢ AEH, o omoiog eival o e€EALEN.

— Kataokeun véag .M. 2B'B'/400 kV yia tn cuvSeon tou KYT MtoAspaidag pe tn .M.
KYT Apuvtaiou - KYT Kapdiag.

— Kataokeun véag .M. 2B/150 kV yia tn ocuvdeon tou KYT MtoAepaidag pe tn .M.
MtoAepaida | - Opuyeio Notiou MNebdiou.

H adelodotnon, n HEAETN KOL N KATAOKEUN Twv TpoavadepOelowv ypaUUwWY
avatédnkav ano t AEH otov AAMHE.
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3.3.27 Aeutepn biaouvbetikn ypauun e tn BovAyapia (17.8)

Jto mAaiolo tnG uAomoinong tng SeUTEPNC SLOOUVOETIKAG YPAUUNG METOED TwV
Juotnuatwv ¢ EANadag kat tng BouAyapiag, £xel mpoPAedBel n kataokeur Tng .M.
400 kV amAoU kukAwpoatog KYT N. Zdvtag - Maritsa, 6nwg avaAuTtikd meplypddetal
otnv Evotnta 3.9.2. Na avth ™ .M., n peA€tn tng kot n adeodotnon tng €xouv
oAokAnpwBel MARpwe.

3.3.28 Avanrtvén TnAenikowvwviakou Aiktuouv Kopuou AAMHE (17.10)

To tnAemikowvwviako Siktuo koppou tou AAMHE Baoiletal, ota dpepéouyva, TOug
TIOAUTIAEKTEG/MUX, Tt ploBwpéva avaloylkd kot Pndlakd KukAwpato Kol of
ULKPOTEPN KALLOKA OTLG OTITLKEG (VeG. To SIKTUO QUTO XpNOLUOTOLEITOL KUPLWG yLa:

1. Ttov €Aeyxo, tnv emomnteia KAl ToV TNAEXEPLOMO Twv Y/Z Kal Twv ZTabuwv
Tlapaywyng Tou uotrnuatog amno ta Kévipa EAEyxou Evépyelag tou AAMHE,

2. TN Aetoupyila TOU AVEEAPTNTOU KOL OQUTOVOMOU ETXELPNOLOKOU SLKTUOU
dwvnc (carrier) kat

3. tnv tnAenpootacia Twv MNpapuwv Metadopdg.

OL uTtdpxouoeg TNAETIKOWVWVLAKEG UTIOOOUEG dev elval duvatd va KaAUouv Tig
auénuéveg avaykeg Tig omoieg dnuioupyel n paydaia avamtuén tou Slktuou Twv
mapoaywywv, kabwg  eyeipovtat  cofapd  Bépata  cupPatotntog  TWv
TNAETUKOWVWVLIOKWY SPOUWV HE TIG VEEC TEXVOAOYLEG OL omoleg avamtuooovtal ota
ouotAuata Twv Y/Z, Twv Itabuwv mapaywyng kat twv KEE.

H alomoinon Twv EYKATECTNUEVWY OTITIKWY VWV Kal n LeAAovTIkA avamtuén diktuou
OTITLKWV VWV Ba cupBAAeL otnv teXVoAoylk avaBaduilon Tou TNAEMIKOWVWVLAKOU
Siktvou tou AAMHE oUpdwva pe TIG TEXVOAOYLKEG e€eAifelG Kal TG OUYXPOVEG
TIPAKTIKEC OL OoToleG epapUOIOVTaL OTOV TOUEN TWV TNAETILKOLVWVLWV.

H otadlakn Katapynon Twv oVaAOYLKWY CUCTNUATWY ETMLKOWVWVIAG, N HeTaBacn os
véa oUyxpova Pndlakd cuothpata, Kobwg Kal n uloBEtnon VEWV TTPWTOKOA WY
eAéyxou amo ta KEE KaBLotoUV EMITAKTIKN TV OVAYKN OVATITUENG KOL EKOUYXPOVLOLOU
TOU TNAETIKOLWVWVLAKOU SIKTUOU, WOTE VO KATAoToUV duvata:

n avapabuiwon tou cuotruatog SCADA ota Kévipa EAéyxou Evépyelag pe tnv

UTIOOTNPLEN VEWV TIPOTUTIWYV,

- n dlaovvdeon Twv cuoTtnUAtwy Twv mepldpepetakwyv KEE yia Adyoug aodalelag,
alomniotiag kat epedpeiag Tou cuotrnpatog (Business Continuity Plan, Backup,
Cyber Security),

- n KAAUYPN TWV avayKwy EMLTHPNong, EAEYXou Kat ThAEXELPLOpOU Twy Y/I Kol Twv
Jtobuwv Tapoaywyng Kol N oupPatdotnta HE TA VEX TNAETUKOLVWVLAKA
TIPWTOKOAAQ,

- n ouMoyn OAwv Twv amopaitntwyv otoleiwv kal TANnpodopLwv Yyl TNV
arnodotikotepn Slaxeiplon kal cuvtripnon Tou e€omMALoUOU,
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- n Sdtaodaiion evog afLOTILOTOU Kal OVEEAPTNTOU ETIXELPNOLAKOU SIKTUOU PWVNAG
(carrier),

- n aopaAng Staoclvdeon Twv cuotnudatwyv tou KEE pe to Eupwmnaikd Ivotnua
Metadopag HAektpikng Evépyelag, kKabBwg peydlog oykog Sedopévwy Ba mpémet va
Slakwveltal kabnuepwva pe aocpdAela, aflomiotia Kal o€ HEYAAEG TOXUTNTEG
petadoong,

H avamntuén tou TNAEMLKOWVWVLOKOU SIKTUOU LLE EYKOTAOTAON OTTIKWY VWV Ba evtatel
O0Aou¢ Tou Y/Z Kkal toug Itabuoug mapaywyng Tou Juothpatog akohoubwvtag tnv
TPO060 TWV £pywV avamtuéng tou Zuotnpatog Metadopag HAektplkig Evépyelag.

3.3.29 NapaAAayég .M. 150 kV otnv nepioxn 2epBiwv Kolavng (18.2)

Apeon eilval n avaykn tng rapaliayng twv udlotapevwy M.M. 150 kV ZépBLa - Adaploa
| kot Aapia - NtoAepaida |, e€attiog Twv e€opuewy Kat Twv amoBEcewv oTNV EPLOXN
Twv ZepBlwv. MNa auTéC TIG mMapaAAayEG, oL LEAETEG £XOUV OAOKANPWOEL TTANPWG Kal
Bpioketal og €€€ALEN N adel06OTNON TOUG.

3.3.30 AvaBaduion tn¢ ouvéeong tou Y/Z ZaAauivac pe to fvotnua 150 kV (18.3)

To umoPpuxo tuRua t™¢ F.M. 150 kV n omoia cuvdéel tov Y/ IaAapivag pe To
Zuotnua apouotdlel mpoBARuata Stappowv EAAiOU KoL KATA CUVETIELD ATTOLTELTAL N
avtikatdotaon tou. Me auto to Sedopévo Kal pokeLEVOU va eTteuxBel n BeAtiwon
NG aopaielog tpododotnong tou Y/ Tahapivag, mpoypappatileTal n tponomnoinon
NG ouvdeong tou Y/I ZaAauivag pe to TUOTNUA, WOTE aUTH TIAEOV va ylveTal Pe
eloobo - €€obo (avti pe TAM) emni tou evog kukAwpatog tng MNM. AHZIAT - KYT
KoupouvdoUpou. Mo cuykekpuéva, N cuvoAkn avapaduion tng cuvdeong tou Y/
ZaAapivag pe to Zuotnua neplthapfavel ta akoAouba empuEpoud Epya:

— AvaBabuion tou evaéplou tunpartog tng M.M. Zalauivag - Mepdapoatog and E/150
kV og 2B/150 kV otnv neploxn MNepapatog, Le cUVOALKO pnkog 4,3 km.

— Avtikatdaotaon uplotapevng urtoBpuxtac KOAwWSLaKNC ypapung 150 kV Talapivag
- Mepapartog pe SUo TputoAika uTtoPpuxia KoAwdia 200 MVA, unkoug 2,3 km to
KaBéva.

— AvaBaluion tou svagplou tunpartog tng M.M. Salapivag - MNepdpotog and E/150
kV og 2B/150 kV enti tng Zalapivag, pe cuvoAikd pnkog 2,6 km. TuApo tng .M. €€w
ard tov Y/I Sahapivag (200 m) Oa uAomotnBsei pe untdysla kalwsdia.

— Eykataotaon 2 mAnpwv nuAwv .M. 150 kV (avaBabuion tng amAng ubLlotdpuevng
Kal pooBnkn piog véag) otov Y/I alauivag.

To 2019 £ywve n avtkataotacn tnc umoBpuxlag KOAWSLOKAG YPOUUNG He SdUo

TPUTOAKA uTtoBpUxLa KaAwdia 200 MVA kot T€Bnke og Aettoupyla To £va K Twv dU0
KoAwSlwv. To Seutepo kaAwdLo T€BnKe og Aettoupyia evtog tou 2020.
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3.3.31 AvaBaduion tng ouvéeong M. 150 kV Aktiou - MpéBelag (18.4)

Me Tnv eukalpla tTNG avayKalog QvILKATAOTAONG TNG UPLOTAUEVNC uTtoBpuxLag
KaAwSakng ypapuung 150 kV petatt twv Y/ Aktiou kat BINE MNpéBRelog (e€attiag
Slappowv ehaiou), mpoPAémnetal n avafaduion 6Ang tng ouvdeong 150 kV Aktiou -
NpéBelac. H avaBaduion autn mepthapPavel ta akoAouBa empuépoug Epya:

— Avtkatdotacn tng upLoTapevng umoBpuxLag KAAwWSLOKAG ypauuns 150 kV Aktiou
- NpéPRelag pe TputoAko umofpuxto kaAwdio 200 MVA, uikoug 5 km kat twv
UTTOVELWV KOAWSLOKWVY TUNUATWY QUTAG, CUVOALKOU pRkoug 1 km.

— Avtkatdaotacon aywywv ano E o Z/150 kV oto evaéplo Tuipa tng cuvdeong Aktiou
- Np€Relag, oe GUVOALKO pnkog 8,7 km.

3.3.32 Awacuvéeon Notiwv kat Avtikwv KukAadwv ue to EXMHE (A’ @don
Awaouvéeonc twv KukAadwv) (19.1)

To €pyo tng A’ Mdong dlacvvdeong twv KukAadwv adopd otn Slacuvdeon twv
NAowv tng Onpag, tng MnAou, tng Moleyavdpou kat tng Zepidou pe to EZMHE. To
épyo amookomel adevog otnv avénon g aflomotiag tPododotnong Twv
Sloouvbeopévwy NRowv kot adetépou otn UElwon Tou KOOTOUG MaPAYWYNS
(umokatdotaon netpehaiov pe AAAEC TINYEC EVEPYELAC, OE CUVAPTNON KE TNV €EEALEN
TOU EVEPYELOKOU PEIYUOTOC NAEKTPOTIAPAYWYNG 0TNV HIElpwTikA Xwpa).

O oxeblaopoc tou €pyou Baciobnke oTa CUUMEPACUATA OXETIKAG OLKOVOLIOTEXVLKAG
Slepelivnong eVAAAOKTIKWY OeVAPiwV NAEKTPOSOTNONG TWV HAEKTPLKWY ZUCTNUATWY
(HX) Twv MAN, n omoia mpaypatonolOnke amod apuodia Emitpont anoteAoUUEeVN
arnod oteAéxn twv PAE, AAMHE A.E., AEAAHE A.E kat AESDA ALE. ZUpdwva pe autn ™
Slepevvnon n Emutponn €€€dwoe oxeTkO «Moplopa €mi TNG OLKOVOULKOTNTOG
NAEKTPOSOTNONC TwWV vNowwv tTwv KukAadwv mou bev meplhapfavovtal oto AMNA
EZMHE mepwobou 2017 - 2026» [7], to omoio umoPAnOnke oTOUC OPUOSLOUC
Awaxelplotég (AAMHE kat AEAAHE), ol omoiol to afloAdynoav Kal poxwpnoov o€
OXETIKEC lonynoelg mpog tn PAE [8], [9]. O mapakdtw oXeSLaopoc Onwe e€LSIKEUTNKE
pe Baon tig peAéteg tou AAMHE eykplBnke pe tn oxetikn Antogoaon tng PAE [21].

Jupudwva pE Ta TpoTEwvOpeva oto Moplopa tng Emtpomnnig, n Siacuvdeon He TO
EZMHE amoteAel TNV olkovouoTteXVIKA BEATIoTN yia tnv tpododotnon twv MAN twv
KukA@dwv ta omola efetdcOBnkav, Aoyw TNn¢ evioxuong tng aflomiotiag tng
tpododotnong twv NACWVY, TOu TEPLOPLOMOU TNG AELTOUPYLOG TOTUKWY BEPULIKWV
ZtaBuwv mapaywyng Kal tTng SuvatotnTag TNV onoila MapEXEL yla TNV evioxuon tng
avarntuéng ANE eni twv Staocuvdeopévwv Nfowv.

O oxeblaouodg tou €pyou Slopopdwbnke PE yvwpova tnv glaylotomnoinon tng
neptBaroviikng dxAnong emnt twv Njowv. Ztnv katevBuvon autr, ot véol Y/ emni twv
Nnowv €xouv xwpoBetnBel mAnoilov tou alytalol wote va amnodeuxbel katd To
Sduvato n kataokeun evagplwy .M. ent Twv NAowv, evw n dtacuvdeon twv NRowv
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V‘v
#aopne
ANEZAPTHTOE

METAEL TOUG Kal Pe To HIEpWTLKO ZUoTna PoBAENETAL va Yivel péow uTtoPBpuxiwv
KoAwSLokwv cuvdéoewv. Zuudwva pe ta tpoavadepBEvta, o Baolkog oxeSlaouog
ToU €pyou TeplAapBavel ta akolouBa:

1. Nafog - Onpa: dtaocvvdeon pe untoBpuyLo TputoAkd kaAwdio E.P. XLPE 150 kV,
OVOMOOTLKAG Lkavotntag 200 MVA, prkoug 82 km.

2. Onpa - MoAéyavdpog: Staouvdeon pe UTOBPUXLO TPLUTOALKO KaAwdio E.P. XLPE
150 kV, ovopaotikig tkavotntag 200 MVA, pnkoug 60 km.

3. ®oAéyavépog - MRAog: Staouvdeon pe umtofpuxLo TPUTOAWKO kaAwdio E.P. XLPE
150 kV, ovopaotiknig tkavotntag 200 MVA, unkoug 55 km.

4. MnAog - 2épidog: Staolvdeon e uTtoBpuxLo TPUTOALKO KaAwdsio E.P. XLPE 150 kV,
OVOMOOTLKAG Lkavotntag 200 MVA, pnkoug 47 km.

5. Zépidog- Aavplo: dtacuvdeon e utoBpuxLo TPUToALKO KaAwdio E.P. XLPE 150 kV,
OVOUOOTLKAG Lkavotntag 200 MVA, urkoug 109 km.

6. Kataokeun 4 véwv YriootaBuwv (Y/Z) 150/MT kAelotou tumou GIS i twv Nrjowv
™¢ Onpag mou Ba eplthapPavel 3 M/ toxvog 40/50 MVA, thc ®oleydavdpou, Tng
MnAou kat tng 2éptdou mou Ba mephapBavouy 2 M/3 toxvog 20/25 MVA £kaotoc.

7. Eykatdotoon evog otatou avtiotadulotr woxvog (SVC). Q¢ onuelo eyKOTAOTACNG
TOU TIPOTELVETAL O KEVIPORAPLKOG WG Mpog to dopTio Y/Z Onpag. To péyebog tou
oTatou avtlotaduLoth woxvog ival -100/+50 MVAr.

2TOX0C TOU €pyou €ival va kataotel duvatr Emelta anod tnv oAoKANPwaor) Tou n Béon
oe edebpela eKTAKTWY avVOyKWV TOU HEYOAUTEPOU MEPOUG Ttwv AZlM oL omoiol
Aettoupyouv ota Nnotd twv KukAadwv n Sltacuvdeon twv omolwv mpotelvetal Ue
QUTO TO €pyo Kal OUYKeEKpLUEVa ota Nnowd Onpa, Mnlog kat Zépibog, Kal va
S6poporoynBet n otadlaki anofnAwon Toug. Katd autd Tov TPOMOo EMITUYXAVETOL N
pEylotn duvartn e€okovounon damavwy ot omolieg emiBapuvouy Tig Yninpeoieg Kowvng
Qdelelag (YKQ) Aoyw tng Aettoupylag Twv meTpeAaikwy povadwy Kot n pelwon Twy
ogplwv puMwv. Xe kABe mepimtwon katd to Swdotnua TG Slatnpnong Twv
vplotapevwy Itabuwv mapaywyng outwv twv NAowv ot ededpela EKTAKTWY
OVaYKWV, 0 oXeSLAOUOG TIPOBAEMEL TN SL00UVSEDH TOUG LE TOUG AVTLOTOLXOUG VEOUG
Y/ 150 kV ot omoiot mpokettal va KataokevooBolv oe eminedo M.T. ywa tnv
OVTIUETWIILON TUXOV E£KTOKTWV KOATOOTACEWV EMEITO OMO HeYAAeG PAaBec (ue
XELPOTEPN TNV MepiMTwon anmwAeLlag tneg dtaocuvdeong Le To Aavplo).

Je OTL adopd TO TMAPAYWYIKO SuVAUKO To omoio Ba mpémel va SiatnpnBel ota
Slaouvdedpeva Nnold, cupdwva pe tn dlepelivnon mou Tpaypatonol)Onke pe Baon
ETUKOLPOTIOLNUEVECG TIPOPAEPELS yia TNV e€EAEN TWV HOPTIWV, TIPOKUTITEL OTL AKOUN
KOl ETIELTO ATIO TNV KOTOOKEUN OAWV TwV PACEWV Tou €pyou TNG Slacuveeong Twv
KukAadwv, eival avaykaio n Statipnon touAdyxiotov SUo udlotapevwv Al oe
KaBeotwg edpedpelag eKTAKTWY avayKwv, oL omoiot Ba tiBevtal o Aettoupyla poOvo os
TIEPUTTWOELG EKTAKTWV AVAYKWV.
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Jxnua 21: N’ ®aon Atacuvdeonc twv KukAadwv pe to EXMHE

AuTtol oL AZlNM Ba pémel va eivat xwpoBetnpévol adevocg o KEVIPOBapLKA WG TTPOC TO
doptio onpeia tou Atacuvdedepévou ouykpoTAUATOC Twv KUKAGSwWV Kal apeTépou
va KaAUTTtouv aveéaptnta ta cuykpotriuoto Bopeiwv kat Notiodutikwv KukAadwy,
WOoTE e TN B€on Toug eviog Asttoupylag va eival Suvato va eEUTNPETAOOUV OAEG TIG
KOTOOTAOELS EKTOKTNG Asttoupyiag (N-1), aAAd Kol vo KOAUTITOUV €VOl ONUAVTLKO
TIOO0O0TO TNG {ATNONG YL TOV XPOVIKO opilovia avaAuong yla KATOLEG blaitepa
SUOUEVEIC KATOOTAOEL( £KTOKTNG Asltoupylag mou evdéxetal va avakUpouv oe
ouvOnkec N-2. Q¢ tétola pmopel va ovadepBel evOEIKTIKA N TEPUMTTWON TNG
TaUTOXpPOVNG amwAeLag ¢ Staolvdeong Onpac—Natoc kal 2épipoc—Aauplo mou Ba
odnyouos ot VNOLS0TOLNGN TOU CUYKPOTHUATOG TwV VOTloduTiKwv KukAadwv. Ito
mAaiolo autd emdéxtnkav ot AZMN Mapou Kal Orpag, oL omolol eivat xwpoBeTnuévol
KeEVTpoBaplkd w¢ tpog ta dpoptia twv dStacuvdeopuévwv Nowv Twv KukAadwv.

2e OtL adopd to U oG epedpeiag EKTAKTWY OVAYKWYV TTOU TPOTELVETAL va dlatnpnBetl
yla tnv kaAupn kot twv 800 ocuykpotnUAtwyv Twv Bopewwv kat Notlodutikwv
KukAadwv, pe Baon tnv €€€AEN ¢ INTNong yla Tov Xpovikd opilovta 2025-2050,
auth extpdtol Baocst avaluong dlatapoaxwv va gival Tng taews Twv 100 MW. Ano
To Hé€yeBog auTo, ekTLuATOL avaykalotnta dtatrpnong edpedeiag uoug (mepl Twv) 50
MW otov AZM Mdpou ywa tv KAAuyn Slatapaxwyv Kuplwg O0TO CUYKPOTNHO TWV
Bopelwv KukAadwv dedopévou ot O AZINM Mdpou €xeL TO MAEOVEKTNUO OTL €ival
XwpoBeTtnuévog KevipoBaplkd wg mpog Ta dopTia Twv SLacUVEEOUEVWY VNOLWV KOl
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UTIOPEL va EEUTINPETNOEL TIG TIEPLOCOTEPEC KATAOTACELG EKTOKTNG Aettoupyiag (N-1).
MNepaltépw, MpoTeiveTal n Slatipnong TOTKNE mapaywyns uoug (mept twv) 50 MW
o€ kaBeotwg edpedpeiag otov AZM Orpag, mou SLabetel emiong kevipoBapiki BEon wg
TPOG Ta dopTia Kal Twv U0 cuyKkpoTNUATWYV. H avaykalotnta Slatipnong auTthg TNG
loxVo¢ OxeTleTal KUPlwG HE SlatapaxeC oTo ouyKpOTNUa Twv NOTLOSUTIKWV
KukAadwv.

Me Bdon ta mapamavw avadoplkd HE TNV avaykolotnta Slathpnong Twy TOTUKWY
Jtobuwv oe koBeotwg ededpelag EKTAKTWY OVOYKWV KOL CUVETIWG TO XPOVIKO
TIPOYPAUUATIONS amooupong Lovadwy mpoTteivovtal ta eEAG:

AZN ZUpou: Aoyw TG KOUPLKAG B€0NG Tou vnoloL og oxéaon e Tn Alacuvoeon Twv
KukAadwv mpoteivetal n dlatrpnon tou cuvolou TnG UPLOTAUEVNG LOXUOE TOU
Al o kaBeoTwC ePpedpelag EKTAKTWY AVOYKWV HEXPL TNV OAOKANpwaon Kot tng A’
ddong, yla TNV OVTIUETWIILON €KTAKTWY TEPLOTOTIKWY, OMWC TO €VOEXOUEVO
EKTETOUEVNC BAABNC oTov Y/Z ZUpou. 3TN OUVEXELD, HE TNV OAOKARpwon tng A’
dadong, mou poypappaTI(eTAL yLo TO £€T0¢ 2024, pe tnVv onola e€aodaliletal évag
LoXUPO¢ 8popog Tpododotnong Twv vnolwv amo to EXMHE nou dev epmAékel Tov
Y/2 3Upou, eivat duvatd va SpopoloynBolv ol Stadikacieg yla tn otadlakn
anocupon Tou.

AZN Avépou: mpoteivetal n dlatripnon tou oe KoBeotw¢ ePedpeiag EKTAKTWV
avaykKwv HEXPL va oAokAnpwBolV adevog n kataokeurn tou véou Y/ Trivou
(mpoPAcmetal to 2024B) kal adetépou TA €pya €VIOXUONG TOU OCUCTHHOTOC
puetadopag eni tng Avépou mou Ba e€aocdalilouv peyaAltepn aflomiotia otnv
tpododooia tou vnolov. Inpepa o Y/ Avdpou tpododoteital pe SU0 EVAEPLES
.M. 150 kV mou ouvb£ouv to vnot Bopeiwg pe Tnv EVBoLa KAl votiwg pPe T ZUpo
(L€ow Trivou). Adyw TwV EVTOVWVY KALPLKWV GALVOUEVWY (TTOAU UPNAEC TOXUTNTES
avépou) mou eudavilovtol otnv TEPLOXN OL EVAEPLEC YPAUMEC TiBevtal ouxva
EKTOC Aettoupyiag Adyw ekdnAwong opaApdtwy. MNa tnv evioxuon tng aglomoTtiog
TPod0odOTNONG TOU VNOLOU TIPOYPAUHATIIETAL N UTIOYELOTIONON TNG ULOC €K TWV
Vo evaépwwv .M. wote va pewwdel n mBavotnta TAUTOXPOVNCS £KESAAWONG
Sdlatapaywv ota KUKAwpata cuvdeong tou Y/I mou €XouvV W¢ AMOTEAECUA TNV
anwAela tpododoaciag tou. To €pyo mou MEPAAUBAVEL TNV KATAOKEUN UTIOYELAG
KAAWSLAKAG ypaUAG uikoug 20 km mepinou amnod tov Y/I AvSpou Kot VOt £wG
To onueio mpooalytdAwong mpog TrAvo (Mapdyka Avdpou) avapévetal va
oAokAnpwBel 1o €tog¢ 2024 omote Kal Tpoteivetal va SpopoloynBouv ol
Sladikaoieg yla tn otadlakn anocupon Tou Tormkou AZM.

Al Napou: Me Baon tnv amoktnBeioa eumelpio amd pa mpwtn mepiodo
Aetoupyiog twv VEwv Slaocuvééoewv elval duvato va Spopoloynbouv ot
Sladkaoieg yla tn otadlakn pelwon tng woxvog Tou, UTO TtV Mpolnobeon OtL
SlaodpaAiletal n datpnon NG MPOTEWVOUEVNS oxvog (50 MW) oe kaBeotwg
Puxpng ededpeiag petd tnv ohokAnpwon t¢g A’ paong.

A3 Mukovou: Meta tnv mpocoBnkn 3ou M/Z otov Y/2 Mukbdvou pe Baon Kat tnv
anoktnBeloa eumepia amd plo mpwtn TNepiodo Aesttoupylag Twv VEWV
Sltaocuvdéoewv eival duvatd va dpopoAloynBouv ot Stadikacieg yla tn otadlokn
andéoupon Tou.
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— AZIN Onpag: yla 600 mapapével to vnol Mn Alaouvdedepévo KaBwe Kot HETA TNV
QKTWIKN Stacuvdeon tou pe tn Nao n omola ektipdtal OtL Oa €xel oAokAnpwOel
€VTOG Tou 2023, Slatnpeitat o Asttoupyia cUUdWVA LE TO TPOYPAUUA AVATITUENC
MAN meplobou 2020-2026. Metd tnv oAokAnpwon tng A’ ¢daong mou
nephappavel tn dtacuvdeon Aauplo — Zépipog — MnAog — DoAéyavdpog - Onpa,
n omoila eKkTATAl OTL Ba €xel oAokAnpwOel evtog tou 2024, mpoTelveTal n
dlatpnon Tomkng oxvog 50 MW oe kaBeotwg edpedpeiag EKTAKTWY AVOYKWY,
anaitnon mou Ba mpémnel va AndBet umodn yia tnv pExpL tote evioyuon tou AZMN.

— AIN MnAou kot TIN Zepidou: ywa 600 MOPAUEVOUV Ta €V AOYW vnold Mn
Alaocuvbebepéva, Slatnpolvtal o Asltoupyla cUUPWVA HE TO TPOYPAUUA
Avarntuénc MAN meplodou 2020-2026. AkoAoUBwG e TV oAokApwaon Kot Tng A’
daong pe Paocn kKat TNV amoktnBeioa eumelpla amd pla MPWTIN TMepiodo
Aewtoupylag tng véag OSlaouvdeong eivat Suvatd va Spopoloynbouv ol
Sladkaoieg yla tn otadlakr andocupar) Tou .

— T2NZidpvou, KuBvou, Avadng, Aotuntalatag, Aovouoag Kot ALopyoU: TOPAEVOUV
o€ Aewtoupyla HEXPL TNV OAOKANPWON TWV SLOCUVEECEWV TWV AVTIOTOLXWV VNOLWV
pe umoPpuxia kaAwdia Méong Taong pe vnold mou Sltacuvdéovtal oto minedo

NG vPNANG taong (Zepidog, Onpa, N&gog).

EmutAéov, yla TNV aVTLLETWIILON €EQLPETIKA SUOUEVWY KATAOTAOEWY TIOU eVEEXETAL
va avakOouv oe evdexouevn tautoxpovn anwAela Vo uroBpuxiwv KOAWSLAKWY
Slaouvbéoswv YT mou tpododotolv to 8o vnoi, Kpivetal amapaitnto, UE tn
oLudwvn yvwun TG PUuBULoTIKAG ApXNG, OTOUC UPLOTAUEVOUG XWPoug Twv AZM/TzN
TIou TpoTelveTal N mavon NG Asttoupyiag toug (Avdpou, ZUpou, Mukovou, Zepidou
kat MnAou) va SwatnpnBel n/kat va avamtuxBel and tov Mapaywyod KAtaAAnAn
urtoboun (e€omAlopog MT, amattoUpeveg Oefapeveég, KAM.) Kkal va yivouv ol
QMOPALTNTEG EVEPYELEC WOTE VO UTIAPXEL duvatotnta cuvdeong popnTwV HovAadwv
mapaywyng ya Adyoug KaAAudng twv Kplolpwv Goptiwv TwV vNOoLWV O CUVONKEG
EKTOKTNG OVAYKNG KAT avtlotolyia Twv TPoPAENOUEVWY OTO «IXESL0 AVILUETWILONG
Extaktwv Avaykwv ota Mn Altacuvdedepéva Nnota».

TEAOG emIoNUOLVETAL OTL TUXOV €vtaln vEou otabuou yewBeppiag otn MnAo Ba £xel
OOV QTOTEAECUA TWV TIEPLOPLOUO TNG amapaitntng loxvo¢ mou Ba TpEmeL va
Swatnpeital oe kaBeotwg ededpelog EKTAKTOU QVOAYKWYV OTO CUMUITAEYUO TWV
KukA@dwv. Itnv mepimtwon oauti to pEyeBog¢ tng amaltoUpevng edpedpeiag Ba
EMAVAEKTIUNOEL o€ ocuvapTnon He TNV LOXU Tou YewBepUIkoL otabpou mapoywyng.

JTn CUVEXELD TTAPOoUCLAIOVTOL TO ATTOTEAECOTO OXETLKNAG AVAAUONG UE EKTINGCN TWV
wpwV Aettoupyiog twv AN Mapou kat Onpag mou Ba amatnBolv oe cuvoOnKeC
EKTOKTNG AVAYKNC KAl TNC aVTLoTolXNG EVEPYELOG TTou Ba e€unnpetnBel amd autoug.
Juykekplpuéva Bewpnbnkav oevapla diatapayxwv N-1 mou mepllapfdavouv poOvIUn
BAGPN oe uToPpuxLleg KOAWSLOKEG CUVOEDELG UE XPOVO armokatdotaong 60 nUEPES
ocUUPwWva PE OXETIKA TEXVIKN €kBeon amo tn CIGRE [25]. Oswpwvtag ekdNAwaon Twv
ev Aoyw Statapaywv og ouvOnkeg uPNAARG ZNTNONG EVTOG TNG XPOVLAG UTtoAoyilovtat
oL WPEG AeLToupyia Kat n evépyela twv AZM ava diatapaxr Kat £€Tog cUUPWVA PE TOV
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Mw. 19. Oa mpénel va Sleukpiotel otL &g AapPavetat umoyn n mbavotnta
ekdnAwaong ¢ ev Adyw Slatapaxng, n onola os KAOe mepimtwon elval MEPLOPLOUEVD.
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Mw. 19: Ektipnon wpwv Asttoupylag Kat evépyelog edpedpikwv AZlN og cUVONRKEC
EKTAKTNG AVAYKNG

BAABN JUpog-Napog YUpog-MuUkovog Mapocg - Nagog 2épLdog - MAog Aauplo - 2€pidog
AN I'Id'pou n/kat AN I'Id’pou n/xat A3 ©Fipocc AN I'Id’pou n/xat AN ﬂdPou n/kat
Eroc ’ @ﬂpaﬁ, ‘ anaC‘ ’ , , OFIPOLC’ , OFIPOLC,
Qpeg Evepyela Qpeg Evepyela Qpeg Evepyela Qpeg Evepyela || Qpeg Evepyela
(h) (GWh) (h) (GWh) (h) (GWh) (h) (GWh) (h) (GWh)
2020 0 0.000 0 0.000 0 0.000 0 0.000 0 0.000
2021 0 0.000 0 0.000 0 0.000 0 0.000 0 0.000
2022 0 0.000 0 0.000 0 0.000 0 0.000 0 0.000
2023 861 19.210 861 19.210 149 0.746 0 0.000 0 0.000
2024 64 0.244 19 0.052 0 0.000 0 0.000 0 0.000
2025 90 0.446 40 0.123 0 0.000 0 0.000 0 0.000
2026 118 0.687 60 0.231 0 0.000 0 0.000 0 0.000
2027 149 0.999 84 0.397 0 0.000 0 0.000 0 0.000
2028 194 1.397 107 0.621 0 0.000 0 0.000 0 0.000
2029 238 1.904 140 0.917 0 0.000 0 0.000 0 0.000
2030 2901 2.528 178 1.286 0 0.000 0 0.000 0 0.000
2031 342 3.096 212 1.639 0 0.000 0 0.000 0 0.000
2032 383 3.759 247 2.054 0 0.000 1 0.000 0 0.000
2033 430 4511 286 2.541 1 0.000 2 0.003 1 0.001
2034 465 5.338 330 3.105 1 0.002 2 0.006 2 0.004
2035 513 6.248 380 3.766 4 0.007 6 0.015 6 0.011
2036 542 6.961 415 4.299 6 0.014 11 0.025 9 0.020
2037 567 7.718 442 4.881 12 0.026 18 0.044 14 0.036
2038 594 8.511 466 5.498 18 0.045 23 0.070 21 0.059
2039 620 9.349 496 6.159 23 0.070 31 0.105 26 0.092
2040 653 10.228 530 6.866 37 0.108 42 0.152 31 0.130
2041 671 10.940 555 7.446 53 0.152 53 0.198 43 0.168
2042 685 11.673 567 8.049 62 0.212 66 0.257 50 0.217
2043 708 12.431 591 8.675 70 0.281 80 0.328 67 0.277
2044 730 13.216 613 9.328 88 0.362 94 0.415 81 0.354
2045 759 14.032 633 10.005 101 0.460 105 0.513 90 0.443
2046 779 14.750 654 10.603 118 0.556 114 0.602 98 0.523
2047 796 15.488 670 11.219 129 0.666 130 0.701 108 0.611
2048 810 16.245 679 11.850 150 0.791 145 0.811 123 0.710
2049 817 17.014 699 12.497 172 0.935 162 0.936 138 0.821
2050 834 17.798 717 13.166 192 1.097 177 1.073 151 0.947
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3.3.33 Avakaraokeun KYT Kouuouvéoupou (19.2)

H avakatackeury tng mAgupdg 400 kV tou KYT KoupouvdoUpou emiBdaAAetal
MPWTIOTWE Ao TNV AVAYKN TNE AVTIKATACTAONG TwV SLaKOTTwyV OAwV twv AM/2Z oto
KYT KoupouvdoUpou. Méow twv AM/Z tou KYT KoupouvdoUpou, mpayuoTomnoLeital
o€ onUOVTIKO Babuo n tpododotnon twv GopTiwv ToUu KEVIPOU TN MPWTEVOUCAC.
Otav enikpatouv cuvOnkeg uPnAou doptiou, tote autoi ot AM/Z $pBdavouv oto 6plo
NG Aettoupyiag toug o€ 0tL adopd Tn GOPTLON TOUG, AKOUN KOL OE KAVOVIKEG CUVONKEC
(N). EmutAéov, ot AM/Z tou KYT Koupouvdoupou cuvdéovtal otnv mAeupa 400 kV tou
KYT ava 8Vo péow kowvou Siakomtn (GEMINI), pe amotéAecpa o€ omoladnmote
nepimtwon eudavioBet kamowa BAABn oe éva amd auvtoug (N-1) va odnyouvtal os
TauToxpovn anwAeta 2 AM/Z. Auto To yeyovog eival Suvato va €XEL WG OMOTEAECUA
Vv eudavion moAL oxupwv UTEpdOPTIoEWV OTOUG evamopeivavieg AM/I o€
Aewtoupyla. Mo autoUg Toug AGYoUG KPIVETAL OKOTILUN N AVTIIKATAOTOON QUTWY TwV
SLOKOTITWV KAl N €yKOTAOTACN VEWV yla tn olvdeon ekdaotou twv AM/Z tou KYT
KoupouvdoUpou péow amokAelotikou Slakomtn otnv mAeupad 400 kV tou KYT. Me
dedopévn TNV EANAeLdN TOU XWPOU YLO TNV EYKATACTACN VEWV SLAKOTTWY 0Toug AM/Z
400 kV, anodacicbnke n cuvolAikr aviikatdaotaon tng mAsupag 400 kV tou KYT pe
véa Kkatookeun GIS 400 kV, otnv omoia Ba evowpatwBouv Kal ol TUAECG ylol TIG
HEANOVTLKEG OUVOEDELS TV KUKAWMATWY 400 kV ta omola Ba kataokevacBouv oto
nmAaiolo twv épywv tng Odong Il tng Staocuvdeong tng Kpitng kat tou Stadpopou
MeyaAomoAn - KopvBog - Koupouvdoupog.

MNa tnv opaAn cuvepyacia Tou véou €OMALOUOU e ToV EEOTIALOUO TNG TAEUPAG 150
kV tou KYT Koupouvboupou, yla tnv e€aodAALlon OLKOVOULWY KALLOKOG KAl YLl TOV
TOUTOXPOVIOUO TWV €pyaclwv katd tn Swadikaocia tng ulomoinong tou é£pyou,
anodaciobnke n ocuvoAkn avtikatdotaon kot TG mAsupag 150 kV tou KYT pe véa
kataokeun GIS 150 kV.

3.3.34 Néog Yroota9uocg Trvou (19.3)

Ot ypappéc Méong Taong péow Twv omoiwv Tpododoteitat n TAvog, amo Ttov
Yrnoota®uo YT/MT tng Avdpou, eival Hey@Aou URKOUG Kal SLEPXOVTAL ATTO TIEPLOXEC
SUoBateg oL omoieg elval £€alpeTIKA EKTEOEWEVEG OTIC KALPLKEG OUVONKEC UE
OTOTEAECHUO. OTAV EMIKPATOUV QAOXNUEG KOLPIKEC OUVONKeG va Tapouatalovral
SLOKUMAVOELG TNG TAONC TOU SIKTUOU Ol OTOoleG £X0UV SUCUEVEIG EMUMTTWOELC OTNV
Tpododotnon Twv Kpiolpwyv poptiwv Tng Noou TrAvou.

Mo auToUG ToUg AOYOoUG Kal LE Yyvwpova tn StacdpaAion tng aflomotnc tpododotnong
TOU OUVOAWKOU ¢opTiou tng TAvou, EMelta amo tn ouvepyaoia twv AAMHE kal
AEAAHE, mpoypappoartiletal ek véou n Kataokeun tou YrootaBpou YT/MT enl tng
Nrjoou Trjvou He avopeVOUEVO £T0G OAOKANpwang to 2024,
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3.3.35 Epya Evioyuong Zuotnuaros Kpntng (19.4)

‘Enetta anod tn ocuvepyaoia twv AAMHE kat AEAAHE skmovABnkav eL6IKEG LEAETEC yLa
TOV TPOOSLOPLOUO TWV avayKaAiwv eVIoXUoEwV oTo Zuotnua tng Noou Kpntng ta
EMOUEVA XPOVLA. BAOIKEC TTOPAUETPOL YL TOV TIPOOSLOPLOUO TWV EVIOXVOEWV ETL TNG
Nrioou Kprtng amnoteAouv:

— Ta onueia tng ouvdeon He To Hielpwtikd Tuotnua,

—  TO HEYEDN TWV oUVOETUWY,

— 0L OUVONRKEC TNC POPTLONG TWV CUVOECUWV Kal

— n amoatovpevn Asttoupyia tTwv ocuppatikwy povadwy yla ta Stadopa oevapla
Aettoupyiag.

MpoBAénetal pla opada evioxVoewv oto Zuotnua Metadopag tng Noou Kprtng, ot
onoiec 6a cupBariouv otnv achalr Stakivnon LoxVog oe KAVOVIKEG (N) Kl EKTOKTEG
ouvOnkeg Asttoupyiag (N-1):

— H véa .M. ABeplvONOKKOG - ZUOTNUO OCUCXETWETAL PE TNV QVATTUEN VEQG
nAekTpomapaywyng oto AvatoAikd Akpo tng Nrnoou Kprtng eite oupPatikig, eite
AMME (evéelktikad avadEpetal OTL BplokeTal oto oTddlo tng unoypadng n cupufacn
olvoeang evog NALoBepuULKoU ITabuou wxvog 70 MW kat €xel xopnynBei n ONZ
EVOC aKOUN NALoBgpUIKOU ITaBuou loxvog 52 MW).

— Hvéa I M. ZnnAL - Moipeg kat n véa .M. lepamnetpa - Moipeg anookomnouv otnv
evioxuon ¢ petadoplkis wavotntag tou Notiou Afova tou ZUOTAUATOG
Metadopdg tng Kpntng.

MpoPAEmnetal eniong n evioxuon t¢g ouvdeong Xavid - AapdoTa, HE TNV KATACKEUN
véag .M. 2B/150 kV petagt twv Xaviwv kat to véo Y/Z Aaudotag. To £pyo amooKomel
oTnV evioxuon Tn¢ HETAPOPLKAG LKavoTnTag Tou Bopeiou A¢ova tou IMHE tn¢ Nrjoou
KpAtng pe otoxo tnv apon tng cupdopnong mou Ba eudaviletal o ocuvOnKeg
odaApatog pe tn Aettoupyia tng Stacuvdeoncg Attikng — Kprtng otov S1adpopo pong
LoxVog petafL Tou Y/I Xaviwv kot tou véou Y/I Aapdotac. H pun uAomoinon tou €pyou
nieplopilel tn SuvatotnTo EKUETAAAEUONG TNE LKAVOTNTAG LETAdOPAC TOU CUVEECUOU.

3.3.36 Epya Evioxyuon¢ kat AvaBaSuion¢ oe uv@iotauevous Y/E ko KYT -
Avtikaraotaon E§éomtAtouou 150 kV ko 400 kV (20.1, 20.2 kat 20.4)

210 MAQLOLO TOU EKOUYXPOVIOMOU Kal TNG avaBaduionc Twv uploTapevwY UTToSOUwWV
Twv Y/Z kat twv KYT ya tn Statripnon the udnAng aélomiotiag tng Aettoupyiag tou
EXMHE, StapopdwOBnKe To TAAVO TNG AVTIKATAOTOONG TOU TMEMOAALWHEVOU KOL TOU [N
aflomniotou e€omAtopol 150 kV o YrootaBpoug kat KYT kabBwg kol Tou avtiotolyou
efomAlopol oe KYT 400 kV pe kputipla NAKLOKA, OTOTIOTIKWV AELTOUPYLKAG
ouuneplpopaAc Kal SLHBECIUOTNTOG TWV OVTOAANAKTIKWY. EEETACONKAV TA OTOTIOTIKA
S6ebopéva amod ) Aettoupyikr) cupneplpopd Tou e€omAlopoU, ot BAAPEG Kal OL ALTieS
QUTWV ava katnyopia somAlopoy, avaAlBnkav Ta TPAKTIKA TPOBARMATA KOTA TN
Aettoupyia autolu Ttou efomAlopou, n duvatotnTa TNG THAPNONG TOU EMAPKOUC
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amOBEUATOC TWV AVTOAAAKTIKWYV yia T StaoddAion tng uPnAng dtabeoudtnTag tou
EZMHE k.d. Zto mapdptnua | amoTumwyveToL 0 AEMTOUEPAG KATAAOYOC TOU £EOTALOUOU
uPnANg TAoNG O Omolo¢ MPOYPAUUATI(ETAL VA aVTIKATAOTOOEl Kal CUVETWG va
avaBabulobel pe e€omAlopnd vedtepn g Kal cUyXPovNG TEXVoAoyiag woTe va emiteuOetl
o npoavadepbeic otdyoC.

Mépa TOU PEUOVWHEVOU TIEMOALWHEVOU eEOTALOUOU, TIpoPAETETAL N €€OAOKARPOU
avtkataotaon twv Y/Z Ad€oc kal XaAndovag pe Y/2 kAelotou tumou texvoloyiag GIS,
Kat otov Y/Z Ay. Anuntpiou n avilkatdotoon TwV AmAOTIOINUEVWY TIUAWY UE TIANPELG
TUAeg .M. texvoloyiag GIS, n omoia Ba mpayuatonolnBel oe cuvevwonon Ue Tov
AEAAHE mpoketpévou va dpopoloynBel tautoxpova Kot n VTIKATACTOoN TWV TTUAWY
M/Z appodiotntag AEAAHE.

Mepaltépw yla TNV evioxuon tng acdAAelag Kot TG aflOTILOTIOC TOU JUCTHHUATOG
Metadopdg, amoteAel otpatnykod otoxo tou AAMHE n cuvéxion tng avavéwong
e€omAlopol oe Y/I kat KYT pe KUALOUEVO TIPOYPOUHOATIOMO OVTIKATAOTOONG TWV
KploWwV otolxeiwv tou Zuotiuatog. H Stapkng avavéwon maAatol eEOMALOUOU HE
€€OMALOMO  OUYXPOVNG TEXVOAOYLOG, O TIPOYPAMUUATIONOG TNG omolag Oa
ouumneplAndBel oe enduevo AMA 1 oe avabBswpnon tou Tapovtog, dtacdalilel ™
BwpAaKLon TOU ZUCTHUOTOG YLO TNV EUPUBUN KOl ATPOCKOTITN AELTOUPYLA TOU TOCO OTO
EYYUC LEANOV 00O Kal O HaKpompOBeapo opilovta.

3.3.37 Evioyxuon tn¢ ouvéeong tou Y/Z Kaooavdpag ue to Suotnua 150 kV (21.4)

O Y/% Kaocoavépag tpododoteital aktwvika ano tov Y/ Moudaviwv péow tng .M.
B/150 kV Kacocavépa - Moudavid, He amotéAeopa va pnv tnpeitat to kpueipto N-1
yla auto tov Y/L.

MNa tnv evioxuon tng oaflomotiag t™¢ tpododotnong tou Y/ Koaoodvdpag
npoypappatiletat n avapaduion tng ouvéeong Tou UE TO UOTNUO N omola
neplAappavel ta akoAovBa emipépouc £pya:

— Kataokeun véag .M. 150 kV Kaocodavépa — Moubavid amAolU KUKAWUATOG,
OUVOALKOU pnkoug 27 km mepimou. H véa .M. Ba amoteAsitat amo evaépLo TURHA
(B/150 kV) cuvoAikoU prkoug 16 km mepinou kot urtdyelo Tunpa pkoug 11 km.

—  Eykatdotaon 2 mAnpwv uAwv .M. 150 kV otouc Y/Z Moudaviwv kat Kaoodvdpag
avtiotolya, Kabwg kot avaBaduton tng anAng udlotapevng otov Y/2 Kaocodavdpag.

ErutAéov Ba avaBoabuiotel pe umoyelo KOAwSLO To TUAUA TG udlotapevng .M.
B/150 kV Kaoodvdpa — Moudavid mou odsVel apdAANAQ LE TO UTTOYELO TUHMO TNG
véag .M.
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3.3.38 Evioyuon tn¢ aéloniotioag tpoodotnons tn¢ vijoou Avépou (21.7)

O Y/2 Avépou tpododoteital pe Vo evagpleg .M. 150 kV mou cuvdéouv to vnol
Bopeiwg pe tnv EVPRoLa Kal votiwg e TN ZUpPo (MEow Trvou). AOyw TwV EVIOVWV
KOLPIKWV Gavopevwy (oAU uPnAég TaxutnTeg avépou) mou epdavilovtal otnv
TIEPLOXN, OL EVOEPLEC YPOUUEG TiBevTal ouxva eKTOg Asttoupyiag Aoyw ekSAAwoNG
obalpdtwyv. la tnv evioxuon NG oaflomotiag tPododdTNonNg TOU VNOLOU
TIPOYPAUUATI(ETAL N UTIOYELOTIOINON TNG Miag ek Twv Suo evaépwwv .M. wote va
pEwOel n mbavotnta Tautoxpovng ekdNAwong Slotopaxwv oto KUKAWUOTO
olVSeong Tou Y/ ou £xouV WG amotéAeopa thv anwAela tpodpodoaiag tou.

To €pyo mepAOUBAVEL TNV KATAOKEUN UTIOYELOC KAAWSOLAKAG YPAUUNG HE KOAWSLA

XLPE upnkoug 20 km mepimou amd tov Y/ Avdpou kol voTlo £w¢ TO onueio
npocatlyldAwaong npog Trvo (Mapayka AvSpou).

3.3.39 Epya avuoraduiong, amodnkeuon¢ kat avaBaduiong svotadeiag Kou
EA€yyou Zuotnuatrog¢ Metawopag (22.1)

To OUVOAIKO €pyO, TOU HEYOAO HEPOC TOU ocupmepllapPBdavetal oto mapov AMNA,
Slakpivetal og dU0 paoelg mou mepAapBavel Ta akoAouba:

A’ ®don — Movadec AMNE

— Oplilovtag vhomoinong 2020-2021
— 'Ekdoon odnylag yia tn puBuion Twv povadwv AMNE pe cuvdeon oto ZUOTNUO WOTE
va oupBaAlouv otn pUBULON TACEWV OVAAOYQ LLE TNV LKOVOTNTA TOUG

e ‘Evapén téAn 2020

e To pétpo adopa nepi ta 173 A/MN kat 9 O/B Ztabuoug cuvoAkng toxvog 3180
MW (otolxeia o’ e€aurjvou 2020)

e PUOuwon pe otaBepd ouvieleotn loxvog (pecootadbuika mept to 0,95) pe
OUYKEKPLUEVN amaitnon avad nepimtwaon ya anoppodnon agpyou LoXUOG OTLG
A/T 1 oToug avtlotpodeic

e KotdAAnAn nmpoPAedn otig véeg cupBACELS oUVOEDONG KAl KATA TLC SLadLKaoleC
NAEKTPLONG VEWV povadwv AMNE

e Emutrpnon cuppopdwaong ue cuAloyn otolxeiwv amnod cuotnua SCADA

e AflOAOYNON OMOTEAECUATIKOTNTAG LETPOU OE CUVEXH Baon

A’ ©don — Auesoa Epya AvtiotaBuiong

— Aueoeg evépyeleg — Opilovtag uhomoinong 2021-2022
— Meteykataotaon A/E Nol KYT AABepiou otov AM/Z No2 KYT Apuvtaiou
— Meteykataotaon A/E No3 KYT AALBepiou otov AM/Z No4 KYT KoupouvdoUpou
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Enavacuvdeon autenaywyng 3-5 otov AM/2 No5 KYT KoupouvdoUpou
Meteykatdaotacn A/E 30kV/50 MVAR ano KYT Aaykada oto KYT @soocalovikng
otov AM/2 No5

Avtikatdotoon uvodlotapevwy pe véeg A/E 30 kV/50 MVAR ota KYT AxeAwou,
@eoocalovikng, MaAAnvng (mepthapPfavovtal otnv evotnta 3.3.36) kot AdpLoag
Aoyw moAalétnTag

Eykataotaon véwv A/E 30kV/50 MVAR oto KYT Axapvwyv os Béon AM/Z No 5 (véog
AM/Z og B€on avevepyoL amnod to 2017) kat otov AMZ No3 KYT Kapbiag

A’ ®don — Néa AvtiotaBuwon Y/ 150 kV

OpliZovtag uhomoinong 2022
Eykatdaotaon 1 véag cuotolxiag otatr¢ aviiotabuiong (nmnvio) kavotntag 25
MVAR otov Y/Z MoAdwv (2022A)

Eykatdotaon 3 vEwvV CUCTOLXLWV OTATNC avTloTtaduong (mnvia) wavotntoag 100
MVAR £kaoto og {uyoug 150 kV KYT Tou cuotruatog

o KYT AABepiou (2022A)
e KYT Oecoalovikng (2022A)
o KYT OW\innwv (2022B)

A’ ®don — Retrofit OLTCs o AM/2

Opilovtag uhomoinong 2022-2023
Avtikatdotaon malawwyv uothpdtwyv AAayng Taong Yo @optio oe AM/Z tou
Juotnuatog cupdwva Le Tov Mivaka mou akoAouBEl.
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Mw. 20: AM/Z mou evtaydnkav ato mpoypauua avtikataotaon twv SATYO

Huep.
Ynoota9uocg AM/Z | HAéktpiong Nepupépeia
KYT Alr.2TEQANOY Nol 12/11/1994 ATTIKH
KYT NAAAHNHZ No5 28/6/2000 ATTIKH
KYT AAPIZAZ No6 4/7/1997 K. EAAAAA
KYT OIAINNQN Nol 25/6/2000 B.EANAAA
KYT APAXOQY No4 15/7/2001 AYT EANAAA
KYT KOYMOYNAQOYPOY No6 1/7/1973 ATTIKH
KYT KAPAIAX Nol 3/11/1974 AYT. MAKEAONIA
KYT AXAPNQN No4 23/9/1973 ATTIKH
KYT KAPAIAX No3 3/11/1974 AYT. MAKEAONIA
KYT AAPIZAZ Nol 18/5/1975 K. EAANAAA
KYT AAPIZAZ No4 18/5/1975 K. EAAAAA
KYT AXEAQQOY No4 14/1/1983 AYT EANAAA
KYT AXEAQQOY No2 14/1/1983 AYT EANAAA
KYT KAPAIAZ No4 22/6/1984 AYT. MAKEAONIA
Huep.

Yriootaduog AM/Z | HAéktpiong Mepupépeia
KYT ©OEZ2XAAONIKHZ No8 12/4/1982 B.EAAAAA
KYT KOYMOYNAQYPQOY Nol 7/1/1990 ATTIKH
KYT AAPYMNAZ Nol 24/11/1983 BOIQTIA
KYT KOYMOYNAQOYPOY No2 25/2/1991 ATTIKH
KYT AIZTOMOY Nol 31/7/1988 BOIQTIA
KYT AAPYMNAZ No3 30/9/1993 BOIQTIA
KYT ©OEZ2ZAAONIKHZ No2 23/3/1989 B.EANAAA

A’ @don — Néa AvtiotaBuion KYT 400 kV

Opilovtag uhomoinong 2022-2023
Eykataotaon 3 VEwvV CUOTOLLWV OTOTNC aviotaduiong (mnvia) wavotntag 100
MVAR ékaoto oe {uyoug 400 kV KYT tou cuotrpatog

(20228 - 2023A)

e KYT Apuvtaiou
o KYT Aaykada

e KYT Adploag

(2022B - 2023A)
(20228 - 2023A)

A’ ©don — Yvotnuota ArtoBnkevong

Opilovtag uAomoinong 2022-2023
Eykatdotaon 2 vEwv TAOTIKWY CUCTNUATWY arnoBikeuong

e Y/Z OnBag, kavotntag 20 MW/1h

e Y/3 Nafou, ikavotntag 710 MW/4h
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B’ ®don — Néa AvtiotdBuwon Y/ 150 kV

— Opilovtag vAomoinong 2023-2024

e Eykataotaon 5 véwv cuotolylwv otatn avtiotabuiong (mnvia) wwavotntog 100
MVAR ékaoto og {uyoug 150 kV KYT Tou cuotuatog

o KYT Kapdiag (2023A)
e KYT Néa Zavtag (2023B)
e KYT AxeAwou (2023B)
o KYT Axapvwv (2024A)
e KYT Adpupvag (2024A)

B’ ®don — Néa Auvapkn Avtiotaduwon

— Opilovtag uAomoinong 2024
— Eykatdotoon 2 VEwv ouoTtnUATwY Suvaulkng aviwotaduiong SVC 3 STATCOM
kavotntag 100 MVAR (emaywytka) pe ocuvdeon og {uyoug 150 kV

e KYT ApéxOou (2024A)
e Y/ Actpoucn og AAAo Kovtwvo Y/Z  (2024A)

B’ ®don — EOvikO Kévtpo EAEyyou kat AME

— Opllovtag uhomoinong 2024
— AvaBaduion edpappoywv yla tn Asttoupyia twv Kévipwv EAéyxou Evépyelag os
ouvOnkec peyaing dieioduong AMNE

3.3.40 Evioxuon tou Xuotijuatog 400 kV otnv EUBowa (22.2)

To akpaia Kalplkd Gavopeva ou EMARyNoav TNV eVpUTEPN tepLoxn tn¢ XaAkidag to
B€pog tou 2020 kal bilwg TEPLE Tou Motapol AnAavta ar’ omou SLEPXETAL N &V
Aettoupyia .M. 400kV KYT Adpupvag - KYT AAiBepilou, emédepe TEPAOTLIEC
KOTOOTPODEC OTLG EYKATOOTACELG TOU SUTAOU uTtoyEiou KaAwdLakoU TNG TUAMATOC. QG
€K TOUTOU, yla TNV aodalr kat aglomiotn Asttoupyia tng ev Adyw .M. eruaAAetal n
Aueon mapaAAayr) TOU TUAUATOG aUTOoU.

3.3.41 NapaAAayég .M. 400 & 150 kV Adoyw UmAOKAG UE TOV AUTOKLVNTOSPOLO
E65 (22.4)

Apeon elval n avaykn mapaliayng twv uélotapevwv .M. 400 kV Axoapvail -
MtoAepaida kot KYT Adploag - KYT Adpupvag, kaBwg kat twv MN.M. 150 kV Aapia -
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Adpupva - Ixnuatapt, Ixnuotapt - Aypag, Aapia - AAoupivio kot Aapia - Kpepoota
otnv euputepn meploxn mepldepelakd ™G Aapiag ywo tn SléAeuon Tou VEOu
autokwvntédpopou E65.

3.3.42 Ynobouég Anodnkevong YnoBpuyiwv KaAwédiwv (22.5)

2ta mAaiola twv épywv dltacuvdéoewv Twv MAN mou mpoBAénovtal oto mapov AlA,
amattouvtol KAtAAANAEG UTTOSOUEG yla TNV amoBnkeuon OAWV TwV AVTIAAAAKTIKWY
(spare) umoBpuxiwv kaAwdiwv. MNa TNV KAAUPN TWV EWBIKWV OUTWV OVOYKWY,
nipoPAEnEeTAL N SnULloupyila amoBnKeuTIKoL XWpou MAnciov mapaBaAdooLag mePLOXNS
pe mpoPAnta. ZuvoAlkd, pe BAcn TO TMPOYPAUUO TWV VNOLWTIKWV SlooUVOETEWV
nipoBAEnovtal nepl ta 140 km avtaAAaktikwy Y/B koAwdiwv Stadopwv TUnMwy Kat
Slotopwv pe ouVOALKO Bapocg tng taéng twv 5000 TN.

JT0 OUVOAIKO €pyo umodopwv amoBbrnkeuong mepAapfavovial €pya TOALTLKOU
punxavikou (g€uyiavon eddadoucg, emMESOMOINOEL KOL KATOOKEUN BLOPNXOVIKWY
mAakwv edagdoug, nepidpaln), dwTONOG, cuotuata achaAeiog Kol eyKoTAoTACN
KataAnAou efomAlopol mou Ba mepllapBavel turn table yiwa tnv mMepLEAEN Twv
uToBpuxlwv KaAWSiwv.

3.3.43 Epya TexvoAoyiag MAnpowopiwv Kat Erikowvwviwy (22.6)

Ou dlapkeic avfavopeveg avaykeg evioxuong, avaBadbuLong Kal EKCUYXPOVIOUOU TwV
TIANPOdOPLAKWY CUCTNUATWY aroteAoUV anapaitntn npolnobeon yla tTnv olaAn Kat
aodaAn Aettoupyia Tou ZUCTAUATOC. 2TV KateLBuvon auth MpoPAEmovTaL Yo oELpA
ano €pya Texvohoyiag MAnpodoplwv kat Emikowwviwv (TMNE) oe umodouég tou
AAMHE avda t xwpa, Ta omoia meplypddovtal OoVOAUTIKA OTLG OKOAOUBEC
UTTOEVOTNTEG.

3.3.43.1 TnAemkowwviaka Aiktua

Adopa tn oxedioon kot vAomoinon 2 TNAETIKOWVWVLIOKWY ALKTUWV yla TNV KAAuyn
AELTOUPYLKWV OVOYKWYV OELOTIOLWVTOC TO EKTETAMEVO LOLOKTNTO Siktuo OMTIKWV Ivwv
ToUu AAMHE yla T TNAETIKOLWVWVLAKEC SLOOUVOETELG:

— Aiktuo texvoloyiag IP/MPLS (Multi-service Telecommunication Network) yia tnv
KAALYN TWV avaykwy ETMLKOWWVIOG CUCKEULWY, €POPUOYWV KAl XPNOTWV OTLG
ONUOVTIKOTEPEG EYKATAOTAOELG Tou AAMHE ava tnv EAAaSa (KYT kat Y/I tou
EXIMHE, Kévtpa EAéyxou Evépyelag kat Kévtpa Asdopévwv, Ktnpla ypadeiwv
TPOOWTILKOU). MepLkEG amod TG umnpeoieg mou Ba e€umnpetel to diktuo (oTa
TIPOTUTIAL TWV TIEPLOCOTEPWV ALOXELPLOTWYV EVEPYELAC LeEAwV Tou ENTSO-E) eivat:

e Kivnon SCADA (Serial)
e TnAempootaoia (C37.94)
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e Awacuvdéoelg KEE (Ethernet)

e TnAeuetpnoelg (PMU, PDC etc.)

e Etaipwkn kivnon (IT, VoIP & Multimedia)
e CCTV (Ethernet)

e |EC 61850 (planned)

— Aiktuo texvoloyiag DWDM, yia tnv eniteuén tng tnAemikowwviakng Stacuvdeong
HETAEL OnNUElwV TIOU AMEXOUV UEYAAEC QMOOTACELG N/Kal €lval amapaitntn n
aneuBelag SlaoUVEED) TOUG, TIPOKEWEVOU VO EAAXLOTOTIOLEITAL O XPOVOG
petadoong.

Me 1o mapomavw £pyo Ba avaPobOuLoTEl/EKOUYXPOVIOTEL O TNAEMIKOWVWVLOKOG
e€omAlopog tou AAMHE (kupiwg maAaldg texvoloyiag depecuyvwy), Ba aflomoinBet
TO OLOKTNTO OIKTUO OMTIKWV VWV TapExovtag acddaAela, aflomotio  Kal
avOeKTIKOTNTO/0TABEPOTNTA OTIG KPLOLUEG TNAETUKOLWVWVLOKEG SlacuUVOEDELS Kal Ba
HEWBOUV onuavtikd Ta Aswtoupylkd ££oda kabwg Oev Ba amattouvtal T
TEPLOOOTEPA ATO TA UIOOWHEVA KUKAWMOTA TPITWV TapOXWwV TOU XPNOLUOTIOLEL
onuepa o AAMHE. EmumAéov, Ba Swoel T Suvatotnta yla TNV eEUNMNPETNGCN VEWV
avVaykwv Kol ePapUoywV MOU amaltolVv eUPUIWVIKEG ETILKOWVWVIEG, OTwWG condition
based monitoring tou kpiowou e€omAlopol, eukoAdtepn aflomoinon tou peyaAou
TANBouG SeSoUEVWY TTIOU TTAPAYOVTAL OTLG KPLIOLEG UTTIOSOUEG, KATL.

MNa t ¢ofevia kal tnv ebpuBUn Asttoupyla tou mapandvw efomAlopol Ba
anattnOet kot n mpounBeLa KaL eykataotacn cuvodeUTIKOU eEOTIALOLOU UTIOOTAPLENG,
TIPOKELUEVOU va  eykataotabel kat va Aesttoupyel afomota. O ouvoSEUTIKOG
e€omAlopog Ba amaptiletal anod ta MAPAKATW:
e [ivakeg/epuapla proteviag tou eomAlopol mou e€aodalilouv mpootacia
amo TIG avTi&oeg CUVONKEG TTOU ETUKPATOUV OTLG EYKATAOTAOELS Tou EZMHE.

e Juotnuata efaodpdaliong tng adlaAnming tpododooiag tou e€omAlopou
(UPS/umatoapiec, yevwntpleg)

e Juotiuata Puéng tou e€OMALOUOU (KALLOTIONOG, EVAAAAKTEG BepuoTnTAC)

e JuoTtAhuata TNAEUETpiag yLa TNV mapakoAouBnon Twv ocuvBnkwv Asttoupyiag
Kal eldomoinon o€ MepUTTWOoEeLS POoBARUATOC KABwG Kal EAEyXoU TG GUOIKNG

npoéoPfaong otov e€omAlopd, wote va dtaodaAiletal n mpodéofaocn poévo oe
€€0UCLO60TNEVO TIPOCWTILKO.

3.3.43.2 Evioxuong KuBepvoaoddAelag Yrodopwv Zuotipatog Metadopdg

To épyo neplhapPavet:

— TNV TpopnBela €VOG OUVEKTIKOU OUVOAOU AUCEWV UALKOU KOL AOYLOMLKOU
aocdalelag (cupmeplhappavopévou tou Zuotiupatog Alaxeiplong Meplotatikwy
AoddAelag - Security Information & Event Management System - SIEM), mou
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ouvBétouv -poall pe tov udlotapevo €EOMALOUO- oUOTNUO OOPAAELNG HE
OPXLTEKTOVLKH UNSEVIKNC eumiotoouvng (Zero Trust Architecture).

— v mapoxn Ymnpeowv YAomoinong kat Moapaywylkng Aettoupylog Tou
neplhappavouv  Melétn  Edapuoyng,  Ymnpeoie¢  Eykatdotaong -
Mapapetponoinong kot Béong oe Aswtoupyla, kaBwg kot Ymnpeoieg
MapakoAouBnong kat Alaxeiptong Meplotatikwv Acdaleiag.

H apxitektovik pndevikng epmiotoouvng (Zero Trust Architecture) eivat pla
OpPXITEKTOVIK Tou PBonBa otnv amotponr) mapofldcswv NG aodpAAelag,
e€aleidovtag TNV €vvola TNE EUTMLOTOCUVNG OO £VOV OPYAVIOUO.

To mapanavw £pyo ivat dlaitepa kpiowo yia tov AAMHE wg Qopéa EkpuetdAAevong
Baolkwv Ynnpeowv (DEBY) kot amoteAel mpolinobeon yla TNV avOEKTIKOTNTA TWV
KplolWwwv umodopwv oTIG amnellég kKuBepvoaodalelag, OnMwe emBANAETAL Ao TO
Beouikd mMAaiolo kat tnv Eupwnaikn Evwon.

3.3.43.3 Enuyelpnolako NAnpodoplakod Zuotnua

Mepappavel tnv avaAutikn oxedilacn, TNV EYKATACTOON KOl TMOPAPETPOTOINGN, TN
HETAMTWON Kal eKKaBApLon Twv uPLoTapevwy SeSopuévwy, TN TUAOTLKN AELToupyla Kal
™ 0Oéon oe mapaywylky Aettoupyia AoylopikoU Emiyelpnolokwv Edapuoywv
Awaxeiplong Emetpnotakwyv MNopwv (ERP), to omoio Ba KaAUEL TOGO TIG AVAYKEG TOU
AAMHE 600 kol twv Buyatplkwv etalplwv tou, Alaxeipiong Mayiwv (EAM), kat
Mpoypappatiopol kat ExtéAeong Texvikwv Epyacwv (WFM), ocOudwva pe TIg
AELTOUPYLKEG KL TIOLOTLKEG OTTALTA OELG, TLG ATMALTAOELS OXedlaoNng KAl UTINPECLWY, TNV
loxVouoa EAANvik dopoloyiky vopoBeoia, tov Kwdika BiPAiwv Ztoleiwv, tov
Kwdika Alaxeiplong Zuotipatog kat ta Alebvr) Aoylotikd MNpotumna.

To KUPLO AVTIKELMEVO TOU £pyou eival n mpounBela, eykataotacn / avamntuén, B€on
oe Aswtoupyla, ¢hofevia kat mapoxr umodopwv, KABwWC Kol n umootnplEn Kot
ouvtnpnon  OMAokAnpwpévou  Emixepnolakotv  MAnpodoplakol  IUOTAHUATOG
(ERP/EAM/WFM) yio. tnv umootnpl€n twv stalpltkwv dadikaowwyv tou AAMHE.
ElSikotepa Ba kaAudpBoUV ol KaTwOL AelTOUPYLKEG MNEPLOXEG:

o Owovoulkn kot Aoylotikn Alaxeiplon

e Awayeipion Epywv

e [pounBeleg

e Awaxeiplon Edodlaotikic AAuacidag kat AltoBnkwv
e Awayeipton MNayiwv kat Texvikwy Epyactwv

e Awayeipion AvBpwrivou Auvopikou

Me tnv 0AOKARPWGCN TOU €PYOU ETULTUYXAVETAL:
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— Exkouyyxpoviopog tng Asttoupyiag tng Etalpiag, pe tnv elcaywyn state-of the-art
TEXVOAOYLWV TANPODOPLKNG

— Am\ormnoinon/BeATLOTONOLNGCN TWV EMLXELPNOLOKWY SLOSIKACLWVY TNG ETOLPLAG

— Anuwoupyla eviaiag Baon dedopévwy (Single Source of Truth) yla tnv untootrplén
KUPLWV AELTOUPYLWV TNG TOLplag amodelyovtag To SUCAELTOUPYLKO, N 0loPOAEC
Kot kootoBopo datvopevo tou “Shadow IT”

— Atlomoinon kot eKPeTAMAevon Twv Oedopévwv NG etapiag adol Ba esival
SloBéolpua koL cuoxeTlopéva péow TNG Slacuvdeong twv cuotnuatwv (Data
Analytics Strategy)

— BeAtiwon ¢ akpifelag kot TnG MANPOTNTAC TwV TANnpodoplwv yla TN ARYn
anopAcewv SLOXELPLOTIKOU KAL OTPOTNYLKOU XOPAKTHpa

— EyylUnon tng €UMIOTEUTIKOTNTAC, TNG aKepaALOTNTAS Kot TnG dtabeowuotntag (CIA)
Twv 6ebopévwy (aoddlela) yla toug €€oUCLOSOTNUEVOUG XPNOTEC KOL TOUG
ETUXELPNOLAKOUC LOLOKTHTEG

— [MMpooBaon Twv XpNoTwV amo onolodnmote HEco (Kvnto, tablet, dopntd/otabepd
H/Y) kat omtoladnote tornoBeaoia apkel va umapyel ouvdeon oto internet

—  Juppopowon pe debvn mpdtuma ISO (m.y. ISO 27001 yia tnv KuBepvoaodadela
kat 1ISO 5000 yia tn Staxeiplon mayiwv)

3.3.43.4 AvaBabuion IT umoSouwv kat Kévtpwv Asdopévwy kat Anutoupyia Kévtpou
Aodaliong StaBEatuwv NMAnpodopLaKwWV ZUCTNUATWY

To £€pyo adopd tnv mpounbesia pnxavoypadikou €€OMALOUOU, AOYLOUIKOU Kol
unnpeoclwv oto Datacenter tng Auppayiou kat oto Datacenter tou Kpuovepiou pe
oKkomo TN dnuioupyia umodoung Disaster recovery site.

MapaAAnAa yivetal n Siepevvnon yla dnuioupyia evog véou Kévtpou Asdopévwv
(Data Center) yla TIC avaykeG amoBnkeuong Kal €KUETAAAEUONG TwV €KOETIKA
avéavopevwyv avaykwv (oe Pnolaka dedopéva) tou AAMHE. Mo ouyKeKpLUEVaA, T
Sedopéva mou mapayovtal anod tnv Pndlonoinon twv KYT kat Y/ kabwc kat oo ta
oUOTNHATA EAEYXOU TWV YPAUHUWY HeTadopAd HEow drones Ta omoia Snuioupyouv
TEPAOTLEG OVAYKEG OE XWPNTIKOTNTA.

3.3.43.5 Avamtuén cuotpatog mMAnpodopLkig Kol TNAETIKOWVWVLWV Slaxeiplong Tng
anodoong nayiwv

Jta mAaiowa tou Pndlakol petaoxnuatiopol twv KYT kat Y/, tov AskéuPplo tou
2020, oAokAnpwOnkKe HeAETN yLa Tov oxedlaopd Tou Asset Performance Management
System (ZUotnua Alaxeipiong ¢ Amodoong twv MNayiwv), pe 10 omoio Ba
ETLTUYXAVETOL N BEATIOTN SLoxelplon Twv Tayiwyv Tou ALaXeLpLoT HECW TOU EAEyXOU
Kal tng afloAdynong Ttng Katdotaong Toug, evw Ba eMTpEMEL TNV EyKalpn
TIPOYHLOTOTOINCN TIPOANTITIKWY EVEPYELWV YlOL TNV OIOTPOom odaApdtwy Kol
ETIOUEVWG TNV ONMOVTIKA €vioxuon tng acddAelag kol amodoTkotntag TOou
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Juotiuatoc. To APMS og ocuvduaouo pe éva cuotnua Online Condition Monitoring
pmopel va urtootnpiéel tn otpatnyki tou AAMHE yla petdfaocn amnod tn dtadikacia
ouvtpnong Baoel xpovou (Time Based Maintenance) otn cuvtripnon cuudwva Pe
TNV katdotoaon Twv nayiwv (Condition Based Maintenance). To véo ocuotnua APMS
Ba tpododoteital and to unapyxov GIS cluotnua, anod To véo cuotnua EAM kat anod
S6ebopéva NG Asttoupylag Le OKOTIO va €XEL ATIELKOVLON TWV TIAYLWV O€ TIPAYHUATLKO
XPOVO Kal va Sivel anoteAéopata pe LeYAAn akpifela.

3.3.43.6 20otnua IT Service Management

To €pyo adopd otnv ulomoinon cuotipatog Slaxeiplong kKol UMOOTHPLENG TWV
unnpeowwv MAnpodopikng (IT Service Management — ITSM). Eldikotepa to cuoTnua
Ba meplhapBavel tnv uAomoinon Kal €vtaén o€ mapaywyLkn Aettoupyia Twv modules
(umoouoTNUATWY) TIou UTtooTNPL{OUV TIG AKOAOUBEC TTEPLOXEG:

e Yrnoouotnua daxeipong Help Desk (Service Desk module)

e Ynoouvotnua Slaxeipong cuppaviwy (Incident management module)

e Yrmoouotnua dtaxeipiong mpoBAnuatwy (Problem management module)
e Yrmoouotnua dtaxeipiong aAaywv (Change management module)

e Yrmoouotnua dtaxeiplong artnuatwy (Request management module)

e Yrmoouotnua umootnpLEng kataldyou untnpecwwy (Service Catalog module) mou
Yrnootnpilovtal amnod to cuotnua ITSM

e Yrmoouotnua umootnpLEng t¢ Baong Staxeiplong g SOUAG TWV UTINPECLWV
nmAnpodoptkn¢ mou Ba umootnpilovtal and to ovotnua ITSM mou Ba
vAormounBet (Configuration management module - CMDB)

e Yrmoouotnua Staxeiptong cupBolaiwv StacdaAiong moLdTNTAC UTINPECLWV Kall
oupBolaiwv urmtootipEnc (SLAs, Service/Asset Contracts)

3.4 EPrA ANATMTYZHZ XY2THMATO2 ME ANAMENOMENH ENAP=H YAOIIOIHZHZ
ETIEITA AIO TO TEAOZ TOY 2024

3.4.1 KYT Pouep (14.27)

Anodoaolotikry cupBoAn otnv tpododotnon tou Aekavomediou ATTIKAG ATOTEAEL n
avarmntuén evog véou KYT otnv mepLoxr Tou KEVTpou Tng ABrvag, LEow Tou omoiou Ba
emuteuxBel n ameuBeiag €yxuon woxVvog oto kévtpo Tou doptiou. To yAmedo tou
volotapévou Y/ Poud Bewpeital kataAAnAo yia thv avamtuén véou KYT oto KévTpo
™G ABrvag, 610TL TAnpot oplopéva Baotkd TTAEOVEKTHLOTAL

— Bploketal moAU kovtd ota peyaAa Kévtpa Alavoung ta omola tpododotolv to
KEVTPO TNG ABRVOG KoL EXEL LOXUPEG CUVOEDELG UE aUTA SLOTL TapaS0CLaKA ATOV TO
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KUPLO KEVTPO TPod0oSATNONG TNG KATavAAWaoNG tn¢ mpwtevovoag (Wdlaitepa mpv
NV avarmtuén diktuou 400 kV, aAAA KO OTN GUVEXELQ).

— Epdavilel mheovektipata og 0TL adopad T cUVSECTK) TOU HE TO ZUOTNUA 400
kV (ue To KYT Axapvwv kat to KYT KoupouvdoUpou) Héow UToyelwv KaAwdiwv.

— EmumtAéov, n ocuvdeon tou véou KYT pe to Zuotnua 150 kV avapévetal ot Ba ival
Sduvato va ulomoinBel evkoAa, &LotL n vAomoinor tou 6 Ba amaltioel TNV
Kataokeun VEwv evaépwwv .M. 150 kV, al\a avtiBeta Ba emtpéPel tnv
anoéNnAwaon Twv udlotapevwy evaepiwv .M. ol onoieg cuvb€ovtal otov Y/ Poud,
onw¢ avadépetal akoAoLBwWG.

To véo KYT Poud mpoPAénetal va cuvdeBel pe to Zuotnua 400 kV wg e€ng:

e JUvbeon pe elcobo - £€€odo emt tng .M. KYT Koupouvdoupou - KYT Axopvwv
(mAnoiov tou KYT Koupouvboupou) pe SUo umoyela kaAwdia 400 kV.

e JUvbeon péow umoyeiov koAwdiov 400 kV pe to KYT Axapvwv. H ouvdeon auth
amattel KoL tnv eykataoctaon piag muAng avoayxwpnong 400 kV oto KYT Axapvwv.

Ma tn ocuvdeon oto Zuotnua 150 kV nmpoPAEmnetal OTL OAEC OL UTIOYELEG YPOUEG 150
kV ol omoieg cuvb£ovtal £wg Kat orpepa otov udlotapevo Y/ Poud, Ba cuvbeBoulv
otnv mAeupad 150 kV tou KYT Poud £metta and tnv oAoKANPwWaor) Tou.

O mpoavadepbeic tpomog ouvdeong tou KYT Poud mapéxel tn Suvatdtnta Tng
ano¢nAwong twv evaepiwv .M. 150 kV amndé to KYT Koupouvdoupou npog to Poud (3
SuTAd KuKAwpata), kabwg kat TV ektpomnr) tng .M. anod 1o Ixnuatdpt mpog to KYT
Koupouvbolpou. Emedry O6Aeg¢ oL mpoavadepbeioceg .M. Oiépyovtal amo
TIUKVOKATOLKNUEVEG TIEPLOXEG, N €viagn tou KYT Poud - to omoio Ba eival kAelotou
TUmou (GIS) - pe T ouvakoAouBn anofnAwon tou maAatou Kot umaibplou tomou Y/
Poud kal Twv udlotapévwy evaepiwv .M. 150 kV oL omoieg €wg Kal oruepa Tov
tpododotouv, Ba cupBdalouv onuaviikd otnv mepBarioviiky avafaduion Twv
VELTOVLKWV TIEPLOXWV.

Evtog tou xwpou tou KYT Poud Ba meplhappavetar kot Y/ umoBiBacuol, n
vAormoinon Tou onoiou gumimtel otnv appodiotnta tou AEAAHE, pe Tnv eykataotaon
kat 3 véwv M/Z 40/50 MVA, oe avtikataotacn tou udlotapevou Y/ Poud mou Ba
anoénAwBel. To £pyo cuoxetiletal e TNV TPOodo vAomoinong Tou CUVOALKOU £pyou
Tou véou KYT Poud.

3.4.2 KYT Nazpag (14.40)

To véo KYT Natpoag €xel oxeSlaoOel va KATOOKEUAOTEL Pe TEXVOAOYia KAELOTOU TUTIOU
GIS (audotepeg ot mAeupég 400 kV kat 150 kV) yia meploplopd tng atobntikng
oxAnong, emtayxuvon tng adslodotnong, aAAd Kal LELWOT TOU AMALTOULEVOU XWPOU.
Q¢ XWPOG EYKATAOTAONG EXEL KATAPXNV ETUAEYEL TO Y TIES0 OTO OMOl0 EMPOKELTO VA
eykataotabei o apyxikd mpoPAenopevoc Y/2 Matpac IV, SLOTL oL avayKeg TIG omolieg Ba
efunnpetovoe o Y/ Natpag IV, Ba e€unnpetnBouv amnod tnv mAeupd 150 kV tou KYT
pnéow 2 M/Z 40/50 MW mou €xouv mipoPAedBel anod tov AEAAHE. MNa tn SteukoAuvon
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¢ adelodotikig dtadikaoiag, eivat og e€EALEN N mpoomdBela e€elpeang VEOU XWPOU
NG eykataotacng tou KYT.

To KYT Natpag Ba ouvdeBel pe to Zuotnua 400 kV péow Vo SumAwv KaAwdlakwv
vpappwyv 400 kV, ot omoiec Ba ektpéPouv ta dUo kKukAwpata tng cuvdeong 400 kV
MeyaAomoAn - Zuotnua (.M. 400 kV KYT AxeAwou - KYT Awotéuou) mpog to KYT
NMatpac.

IXETKN avadopd yla tn xpovikn puetabeon tng vAomoinong tou KYT Mdtpag Emetta
Qo TNV MPWTN TPLETLA auToL Tou AMA yivetat otnv Evotnta 3.3.2.

3.4.3 Avadiataéelg, Yrnoyeionowjoeis, AnoénAwoeic M. 150 kV otnv lMepioxn
Matpacg - Piou - Meooatidac (14.41)

Itnv neploxn MNatpag - Piou - Meoodtdag €xouv mpoypappuatioBel evioxUoeLg TOU
Juotuato¢ 150 kV ywa tnv acdaln kat afomotn tpododotnon twv uvPnAwv
doptiwv NG meploxng Natpwy Katl KUplwg yla tTnv avénon tng eVoTAbELaG TAONG TOU
Juotuato¢ Bopelodutikng Melomovvrioou, Pe evioxuon Ttwv SLOCUVEECEWVY TNG
neploxne. Ta €pya autda mepllappavouv tnv avaBabuion pe UTIOYELOTOLNCN TWV
evaepiwv KukAwpatwv Natpa lll - Tpyywvida, Natpa I - Natpa |, MNatpa | - Natpa ll,
KaBwg KoL TNV eKTpom Toug 1pog to véo KYT Matpag. Zto €pyo mephapBAavetol Kat n
ektpomn ¢ avapadbuldpevng .M. Aiylo - Natpa | (Opada Epywv 14.11, Evotnta
3.3.5) mpog 1o KYT Matpag.

Autad ta €pya cupBAaAAouv SpacTIKA OTNV €vioxuon TG EVOTABDELAG TWV TACEWV OTN
Bopelobutikn Melomovvnoo kat aipouv poPfAnuata otatikig achdalelag (Wblaitepa
npwv amnd tnv évraén tou KYT Matpag). H avaBabuion otnv meploxn tou Pilou eival
amapaitntn yla T péylotn duvarth amopdoteuon Loxuog amno tov YHI Kaotpakiou.

Auta ta £pya eixav Eekviosl anod tov Mdaptio tou 2005 kat Stakomnkav s€altiog
ododpwv avidpACEWV TWV KATOWKWY KOl TWV TOTIKWY Popéwv, KaBWC umapyel
kaBoAwkn avtidpaon os onoladnnote epyacia.

M TNV AVILLETWTLON Twv avtidpaocewv, o AAMHE £xeL 6popoAOyrOEL EKTETAUEVO
TPOYPA LA UToyElomoinong uplotapevwy .M. otnv meploxn Natpag, yla tnv onoia
€xeL n6n ohokAnpwOel n dtadikaoia adslodotrioewyv. OL UTIOYELOTIOLOELG QUTEG Ba
EMBAPUVOULV ONUAVTIKA TO CUVOALKO KOOTOG TwV £pywv cuvdeonc tou KYT Matpag e
To ZUotnua 150 kV.

3.4.4 Evioxuon tou Bpoyxou twv Notiwv loviwv Niowv (14.43)

Ao ta €pya avapaduiong ta omolia neplypadovrtal otnv Evotnta 3.3.4, og autn TV
Ouada Epywv nepthapBavovtal n avaBabuion tou Bpoxou Asukado — ApyooToAL, Ue
TNV OQVTIKATAOTOON TG MaAaldg umoBpuxtag kKalwdlakng ouvdeong Asukadog -
KepaAAnviag pe véo umofpuxto kaAwdio E.P. XLPE 150 kV ovopaoTikng Lkavotntag
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200 MVA yiwa tnv gvioxuon tng ocuvdeong Aktlo - Aeukdada — ApyootoAL. EmutAéoy,
AOyw tnN¢ aduvapiag eVpeonG OVTOAANAKTIKWY ylOl TA TIEMEPOCUEVNG TEXVOAOYLAC
KoAwdiwv ehaiou mou eival eykateotnuéva otov Bpoxo Twv VoTiwv loviwv viowv,
T(POYPAUUATI(ETAL N avTikaTtAdotaon tou untoBpuxiov kaAwdiou KuAAnvn - Zakuveog,
TO omolio mapouctalel mpoBAnpata Stappong eAaiou, KABWCE KaL N AVILKOTACTAON TOU
uroBpuxiov kaAwdiou Kepahovid — ZakuvBog pe véa umoBpuxia kalwdia E.P. XLPE
150 kV ovopaotikig tkavotntag 200 MVA.

3.45 Néa Zuvbdeon 150 kV MeyaAomoAn - MoAdot (14.57)

MNa va avénBei n duvatdtnta anoppodnong TNG MOPAYOUEVNE LOXUOG OO LOVASEC
ANE (kuplw¢ aloALKA TTapKa) oTnV mepLloxn T Mavng, £XELIPOYPOUUATIOTEL N EvTaén
véag .M. 2B/150 kV MeyahomoAn | - MoAdoL w¢ €pyo evioxuong otnv mepLoxrn tg
Notwobutikrig Melomovvrioou. H avaykaldotnta Tou £pyou emMaveletaletal o€
ouvaptnon Ue tnv mopeia eEEAENG ¢ avamrtuéng otabuwv AME otnv euputepn
neploxn tng Aakwviag.

3.4.6 KYT ApyupoumnoAncg (14.59)

H kataokeun tg mAeupag 400 kV tou KYT ApyupoUtoAng €xel avaotalel e€altiag
ododpwv avVTIOPACEWV TWV KATOKWYV Kal TwV ONUOTIKWVY Toug ¢opEwV Kal
enakoAovBwv anoddocewv tou ITE. H kaBuotépnon évtaéng tou KYT ApyupourmoAng,
6ebopévng TG HeYAANng kot taxelag avamtuéng tou doptiou tg N.A. ATTIKAG, €XEL
06NYACEL OTNV AVAYKN QTOMACTEUONG UEYOAWV TTOCOTHTWV LoXUOE amod éva Hovo
onueio (KYT NoaAAAvng), kaBwg to €va tpito tou doptiou tou Aekavormediou
gfunnpeteital and kukAwpoata Kat Y/Z 150 kV otnv meploxy MaAAnvng - Aaupiou.
Autn n katdotaon dnuoupyel mpoBARpaTa oTATIKAG aohAAELAC KoL a0TABELAC TWV
TAOEWV UE ETUNMTWOELS 08 OAOKANPO To NOTLO ZUOTNUA. XOPAKTNPLOTIKO TtapAadeLya
anoteAel n mepimtwon Tauvtoxpovng anwAelag tou Suthol KukAwpatog KYT Aaupiou
- KYT NaAAnvng, n omoia odnyel otnv amodppupn OAnG tng mapaywyng tou OHZ
Aaupiou n onoia Sloxetevetal oto Tuotnua 400 kV.

O AAMHE «katafaM\el mpoomaBele¢ wote va €pOeL O OUVEVWONGCN ME TIG
EUMAEKOUEVECG ANUOTIKEG APXEG YLOL TNV UAOTIOLNGN TOU £pYOU UE XPron TexVoloyiog
KAglotou tumou (GIS). Tautoxpova o AAMHE g€etalel tn SuvoTtoOTNTA UTTOYELOTIOINONG
Tou.

3.4.7 Avadiaraéeic Zvotnuaro¢ ot omois¢ oxetifovratr pe tnv Eméktaon twv
Opuyxeiwv MroAeuaibdac (14.62)

H oxeblalopevn enéktaon Twv Opuxeiwv NToAepaidag Kot oL TPooTaBeleg oTASLAKNC
TMEPBOANOVTIKAC  avoBABUIONG TwV TOPAKEILEVWY KOTOLKNUEVWY  TIEPLOXWYV,
odnynoav otnv anodacon ylo LETEYKATAOTOON TOU OLKLOUOU TNG NMovitokwung. MNa tnv
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vAomoinon autou tou €pyou MpogkuPe n avaykn mapaAlayng twv .M. 400 kV KYT
Kapdiag - KYT Adploag kat KYT Kapdiag - KYT TpikaAwv.

Ermonuaivetat ot ta npoavadepBeévta épya dev eival Suvato va xapaktneLoBouv wg
€pya EVioYuong Tou ZUoTUATOG, KABWG N avaykaloTNTA yLa TNV UAOTToLNGN Toug €XEL
TIPOKUPEL amd TNV €méktacn Twv dpaotnplotitwy tng AEH A.E. (TA Opuxeiwv), n
omnola w¢ ek TouTou Ba emiBapuvOel € oOAokArpou e TO KOOTOG UAOTIOINCNG TOUG.

3.4.8 Evioxuoeis npog BeAtiwon tng Aopaleiag Tpowodotnong

Ot katwOL Y/2 M.T./Y.T. (Atavopnc) tpododotouvtal amd ua F.M. Y.T. (aktwikn
tpododotnon). Touto, avaloya Kol Pe To pEYeBOG Tou eEunnpetolpevou doptiou
evbéxetal va dnuloupynoel mpofAnpata tpododdtnong oe mMePLOSOUG CUVTAPNONG
TOU ZUOTNMATOC Kal o€ Teputtwoelg BAapwv. OLY/Z autol eivat:

— Y/Z AaUkou kat tpodpodotolpeva poptia Inopadwv

— Y/Z ZoAapivag

— Y/Z Aohovwv

— Y/Z Aywag Adploag

— Y/Z Neupokormiou

— Y/Z Ziénpokactpou

— Y/Z Kaoodvdpag

— Y/Z AfloUmoANng

Mo tv evioxuon tng tpodpodotnong tou Y/I Aavkou o AAMHE mpo£fn katd ta
TiponyoUUEVa €T O €UPELOG EKTAONC EVIOXVOELG TNG udlotapevng .M. BoAocg Il -
Aauvkog, wote va ghaylotonolnfei o kivbuvog peyaAng BAABnG oe autiv, evw
enuTA€ov mpoypappatiletal n uhomoinon tng eVaAAaKTIKN ¢ Tpododotnong HEow TNG
véag ouvdeong Mavtoudt - 2kiabo¢ (Opada Epywv 14.28, Evotnta 3.3.16).

Mo tnv avaBaduion tg ouvdeonc tou Y/ Tahapivag €xouv nén npoPAedBei ta £pya
™¢ Opadoag 18.3 ta omola meplypadovrat otnv npoavadepbeioa Evotnta 3.3.30.

Mo tnv avapaduion tg cvvdeong twv Y/Z Neupokoriou Kat I16npokAcTPOoU £XOUV
nipoPAedBel ta €pya tng Opadag 21.3 ta onola neplypddovral otnv Evotnta 3.4.12.

Mo tnv avapaduion tng cuvdeong twv Y/ AfloumoAng kat OZE MoAukdaotpou €xouv
nipoPAedBel ta €pya tng Opadag 21.4 ta onola neplypddovral otnv Evotnta 3.4.13.

Mo tnv avaBabuion tng ovvdeong tou Y/I Kaoodvdpag £xouv mpoPAedBei ta pya
™¢ Opadag 21.5 ta omola nepypadovrat otnv Evotnta 3.3.37.

Mo tnv avapaduion tng ovvdeong tou Y/ Aylag €xouv mpoPAedBel ta €pya NG
Ouadag 21.6 Ta onoia meptypadovrtat otnv Evotnta 3.4.14.
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3.49 Awaocuvéeon twv Awdekaviowv ue to EXMHE (20.3)

To épyo tng dlaouvdeong Twv Awdekavriowv adopd t dtacuvdeon pe 1o EZIMHE tng
opadag Twv Nowv tou NotloavatoAikoU Atyaiou n omotia mepthappavel ta €€n¢ €EL
(6) auvtovoua nAektpkad ovotiuata: Kapnabog (Kaoog dtacuvdeon umod MT), P6dog
(XaAkn Slacuvdeon unmd MT), 20un, Kwg - KaAupvog (Wépwuog, Télevdog, Nioupog,
TnAog, Aépog, Aswpoi, NTuail dacuvdeon und MT), Matuog kat Apkiot (Mapdabi
Slaolvdeon umod MT). O oxedlaopuog Tou €pyou BaocioBnke oTa CUUMEPACHUATO TNG
OXETIKNG OLKOVOUOTEXVIKAG Olepelivnong TwV  €VOAAOKTIKWY  OCEVAPIWV  TNG
NAEKTPOSOTNONG TWV NAEKTPLKWY cuoTnuatwyv Twv MAN, yla ta omoia de Bploketal
0€ LoXU KATIOL0G UPLOTAUEVOC TIPOYPOUUATIOUOC NAEKTPIKN G SLOCUVEEDN G TOUG UE TO
EZIMHE, n omoia mpayuatonoiOnke amd apuodia Emitponn amotelovpevn amo
oteAéxn twv PAE, AAMHE A.E., AEAAHE A.E. kot AEZQA A.E. ZUpdwva pe auth T
Slepelivnon n Erutponn) e€€€6woe Tto OXETIKO «MOpLOMA €ML TNG OLKOVOULKOTNTOG
NAekTpodOTNOoNG Twv vnowwv tou Notiou Awyaiou (Awdekavnoa) Mépog I» [10], to
omnoio umoBAnBnke otoug apuodiloug Ataxelplotég (AAMHE kot AEAAHE), ot omtolol to
aloAoynoav KoL TIPOXWPNOAV O OXETLKEG ELONYNOELG Ttpog tn PAE [11], [12].

JUpPwWva HE Ta TPOTEWVOUEVA oTo Moplopa tng Emtpomnnig n Stacvvdeon pe to EXMHE
amoteAel TNV OWKOVOUOTEXVIKA PEATIOTn AlUon yw tnv TtPododotnon Twv
npoavadepbévtwv MAN tou NotwoavatoAikoU Aiyaiou. Mepattépw, n emMuTAéov
avaAuon mou mpaypatornoBnke and tov AAMHE avébelfe Ta MAEOVEKTAMATA TNG
NAEKTPLKAG SLacuvdeang, OTwG TG evioxuong tng aflomiotiag tng tpododotnong twv
Nowv, TOU TIEPLOPLOMOU TNG AElTOUpYiag TWV TOTUKWY BepUikwy ZTtabuwv
TIapaywyn¢ NAEKTPLKAG EVEPYELAG UE CUVAKOAOUBA OLKOVOULKA (HElwon TOU KOGTOUG
napaywyng) kat meptBarioviikd (peiwon tng meptBaAlovtikig emBdapuvong) opEAn
Kol TG SuvaTOTNTAG TNV oMol MAPEXEL yLaL TNV evioxuon tng avantuéng twv AME emnt
Twv Slaocuvdeopévwy NnRowv (umokotdotaon Tou TEeTpeAaiou pe GAAEC TINYEC
EVEPYELOG, O ouvaptnon He TNV €EEAEN TOU EeVeEPYELOKOU MEIYHOTOC TNG
NAEKTpOTIAPOYWYNC 0TNV HItEpWTIKA Xwpa).

Q¢ BEAtiotn Avon yw TV nAektpodotnon twv mpoavadepBéviwv MAN tou
NotloavatoAikou Alyaiou mpoypappatiletal n Staocvvdeor toug ar’ euBeiag amnod to
EXMHE pe ocuvdeopo HVDC petadopikig tkavotntac 2 x 450 MW, péow Tou omoiou
dnuioupyeital évac an’ eubelag Loxupocg dpopog tpododotnong Twv Awdekavrowv
ano 1o EXMHE oe pakpomnpoBeopo opilovta, evw EMITPEMEL KOL TN UEYAAUTEPN
Sieiobuon twv ANE.

O oxeblaopog tou €pyou Slopopdwbnke pe yvwpova TtV elaylotomoinon tng
nieptBarloviiknc 0xAnong eni twv Nowv. & autr tnv KatevBuvon, ot véol Y/I el
TwV Nowv €xouv xwpoBetnOel mAnaciov Tou atytahol waote va anodpeuxbel kata to
Sduvatd n kataokeun evaépuwv .M. eni twv Nowv, evw n dtacuvdeon twv NRowv
METAEL TOUG Kal e TOo HMELpWTIKO ZUoTnpa poPAENETAL Va YivEL LEow uTtoBpuxiwy
KOAWSLOKWV CUVOETEWV.
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Q¢ onueio ouvdeong oto EXMHE mpoypappatiletal to peAlovtikd KYT KopivBou to

omnoio Ba ouvdebel oxupd pe to Zuotnua 400 kV pe ta KYT Koupouvdolpou kat

MeyaAomoAng. H emiloyn auth, mou amoteAei dtadopormoinon €vavtl TNG MPOTACNG

nou mepllappavetat oto Mopwopa ¢ Emttpomng ywa ouvdeon pe TNV ATTIKA,

Baociotnke ota akdAouba:

— H tomoBecia tou peMovtikol KYT KopivBou mopoucldlel OnUOVTIKA
TIAEOVEKTAHOTA EEALTIOG TNG OXETIKA EUKOANG TIpOaPacng Kot Tn¢ Stabeouotntag
TWV XWPWV YL TNV €yKATAoTAon Tou 2tabpol petatponrg AC/DC.

— EvoAloktika AaAAa miBava wyxupd onueio tou EZIMHE amotelolv to KYT
KoupouvdoUpou kat to KYT Aaupiou. To KYT Koupouvboupou amoppidOnke
KaBw¢ Oa amotedécel to oOnueio oUvEeEONG TNG ETUKELMEVNG NAEKTPLKNG
Sdlaouvdeong I.P. Attiking — Kprtng kat yta to Adyo autd Ba «emiPapuvOei» pe ta
OXETIKA £pYA YLA TNV EYKATAOTACN Kal oUVSean Tou tabuou petatponng AC/DC.

— To KYT Aaupiou amoppidBnke adpevog Aoyw EAAePng StabBeoiudTnTag XWPou yla
TNV MPOCALyLAAWON Kol TNV enéktacn tou Y/ mou Ba amattnBel yla ta oXETIKA
épya ouvdeonc. MNepatépw n aopaAng ouUvOeon TOU OCUMUMAEYUATOC TWV
Awdekavnowv og ocuvluaoUO HE TO YEYOVOC OTL TO AaUpLo ATOTEAEL TO KUPLWG
onueio ocuvdeong tou cUPTMAEyUaTOoC Twv KukAAdwv, amaltel tnv evioxuon oe
Babog tou Zuotiuatog Metadopdg 400 kV yia tn ovvdeon tou KYT Aaupilou pe
Vv ulomoinon véag Mpapung Metadopdg, €pyo pe apdifoAn Sduvatotnta
vAomoinong otov emBuuntod Xpovo.

Q¢ onpeio olvdeong ota Awdekavnoa, Emetta anod tn Aentopepn depevvnon yla tn
XwpoBétnon twv kKaAwdlakwv dtacuvdéoewy, mpoteivetal n Kwg (B€on mAnoiov tou
Y/Z Maotydpt) we mANoLECTEPO onpeio ouvdeong pe to EXMHE, kaBwg kot AOyw TG
pueyoAUTEPNC SL000LUOTNTAC TWV XWPWV YLa TNV eykataotacn tou AC/DC o oxéon
pe tn PAdo n omola anoteAel To kévtpo BAapoug Tou poptiou Twv Awdekaviowv.

Mo avaAUTLKA TO TIPOTELWVOUEVO oxha Slacuvdeonc xel w¢ ENC:

e Evag Jtabuog Metatporniig AC/DC texvoloyiag VSC (Voltage Source Converter)
OUVOALKAG LoxUog 900 MW (2 x 450 MW), pe ocuppetplky SutoAikn Asttoupyia,
nmAnoiov tou KYT KopivBou, cuumeplapBavouévwy Kot TwV EYKOTOOTACEWV yLo
TN ouvdeon tou otnv mAeupad 400 kV tou KYT KopivBou.

e Evag Jtabuoc Metatpornr ¢ AC/DC texvoloyiog VSC ouvoAkng toxvog 900 MW (2
X 450 MW), pe ouppeTplk SutoAwkn Asttoupyia otnv Kw (mAnoiov tou Y/2
Maotixapl), CUUTEPIAAUPBOAVOUEVWY KAl TWV OTALTOUMEVWY EYKATAOTACEWV
ouvdeonc og auto tov Y/3.

e AUo uttoBpuxia kaAwdia HVDC, cuvoAlkng toxuog 900 MW (2 x 450 MW) EZMHE
- Kw¢ (unkoug 380 km mepimou).

o Tpia Y/B kaAwdia AC 150 kV kavétntag 250 MVA ékacto P66og (AHZ Zopwvng) -
Kwg (Y/Z Maotxapt) uikoug 100 km mepinou.

132



Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

e Eva Y/B kaAwdio AC 150 kV kavotntag 200 MVA, petal KaprndaBou - P6dou (OHZ
N. P66ou) punkoug 88 km mepimou.
e AUo véoLY/Z GIS 150 kV, évag otnv Kapmabo kat évag otnv Kw (Maotixapt).

Avadopika pe tn Staoclvdeon Kw —Podou ektdg amnd tn Baoikr) Bakdooia 6dguon ou
npokpivetal (avatoAiky 06eguon) unkoug 100 km mepimou, efetaletal Adyw
avénuévng mbavotntag unapéng Bepuikwy mediwv mou evdexopévwg epmodicouy
TNV €yKataotoon umoBpuXLwWV KOAWSlwV o autnv tnv 08guon, wG eVAANAKTIKA N
06guon dutika tng Kw (dutikny 68guon) peyaAUTEPOU GUVOALKOU UNKOUG TNG TAENG
Twv 145 km. H oplotikomnoinon tng 066guong Ba yivel BACEL TwWV ATIOTEAECUATWY TNG
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TEAoG KkplveTal okKOMLUN N Slatrpnon TNG TOTIKAG TOpaywyng o€ edbedpeia EKTAKTWV
avaykwv otn Podo (OHZ N. Podou) ywa toug Adyou¢ tng StaoddaAiong g
TPod0odoTNoNG Twv KPLowv ¢optiwv tTwv NACWV OE TEPUTTWOEL, eKONAWONC
coBapwv dlatapaywv.
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3.4.10 Awaocuvéeon twv Niowv tou BopetoavatoAikoU Atyaiou ue to EXMHE (20.4)

To €pyo tng dlacuvdeong tou BopeloavatoAikol Alyaiou adopd tn Stacuvdeon e To
EXMHE t¢ opadag twv Njowv tou BopeloavatoAkou Atyaiou n omoia mepthapBavel
Ta €€n¢ oktw (8) autovopa nAektplkd ocuvotipota tTwv MAN AnRuvou, Aylou
Evotpatiou, ZkUpou, AéaBou, Xiou (Wapwv), Zauou (Qolpvwv - Ouualvag), lkapioag
kat AyaBovnoiou. To €pyo amoteAel cuvéxela tou £pyou tnG Slacuvdeong twv
Awdekavnowv to omoio meplypadetal otnv nmapaypado 3.4.9 kot Baciocbnke oto
OXETIKO «MopLopa emi NG olkovouKOTNTAC NAEKTPOSOTNONG TWV VNoLwV Tou Bopeiou
Awyaiou Mépocg II» [13] To omoio e€€6woe n Emitpomnn NG €€TOONC TNG OLKOVOULKNAG
armodoTKOTNTAG KAl TNG TEXVIKAG Ouvatotntag tng nAektpodotnong evog n
MEPLOCOTEPWV Mn Alacuvdedepévwv Nnowwv (MAN) péow tng StaoclvOEnG Toug e
10 EXMHE 1) to Atacuvbedepévo pe autd EAAHE, oe ouykplon pe tnv e€akoAolBnon
NG nAektpodotnong tou(g) wg MAN. ZUpudwva pe to MNoplopa tng Emtpomnig n
Sdlaouvéeon pe to EIMHE amoteAel tnv olkovopotexvikd BéAtiotn Avon yla tnv
Tpod0odoTnNon Twv NMEPLOcOTEpWV €k Twv MAN tou BopeloavatoAikol Auyaiou.
Mepaltépw, oUPGWVA UE TNV EMUTAEOV AVAAUCH TIOU TIPAYMOTOMOLNONnNKE amod Tov
AAMHE, kot akoAoUBw¢ oto mAaiclo epyaciwv Kowng opadag epyaciog AAMHE-
AEAAHE yla TG Sl00UVOECEL TwV vnowwv Tou Alyaiou, yla TIG QVAYKEG TOU
VEVIKOTEPOU OXESLOOMOU MEAETAONKE TNV mponyoUluevn Tepiodo To oUVOAO TwV
Sdlaouvdéoewv Bopeiou kat Notiou Atyaiou pe Tnv e€€tacn eVOAANOKTIKWY AUGEWV TTOU
BeATLOTOMOLOUV TEXVLKA KOL OLKOVOLKA TO OUVOALKO armotéAecua, AapBavovtag o€
kaBe mepimtwon umoyYn TA  KPLTAPLX  OLWKOVOULKAG  afloAdynong  Omwg
neplAappavovtal oto Moplopa t™¢ Emtpormng. H avaAutikn Slepevvnon Tmou
npayuatonolibnke adopoloe kol oxetlldtav He TNV ocuvdeopoloyio Kal tnv
texvoloyia twv Olaouvbéoewy, ta onueia ocuvdeong pe 1o EZIMHE, ta onueia
XwpoBEtnong eykataotacswv YPnAng Taong emi twv vnowwv (Y/Z, aviiotabuioslg),
TI¢ BaAdoolec odeloelg twv UTIOPRPUXWY KaAwdiwv yla TIC SlacUVOEDELS, TN
UETAPOPLKN LKAVOTNTA TWV SLACUVEECEWVY, TOV XPOVOTIPOYPOLUATIONO TWV £PYWV, TLC
Suvatotnteg avanmtuéng otaBuwv AME enl tTwv vnowwv Kol TEAOC TG AUOCELG
Slaolvdeong (ne koAwdia Méong i YYnAng Taonc) Twv Aowmwv vnolwwv B. Awyaiou.

e évo mpwto otadlo mpaypatomolndnke Siepelvnon twv TBaAvwv onueiwv
Slaolvéeong twv Kalwdlakwv ouvééoewv pe to EIMHE. ¥to mAaiolo auto
e€etaotnkav oL akOAoubeg B€oslLc:

— Meploxn TG Opakng
e Y/3 150 kV OHZ Kopotnvng

To ouykekpluévo onpeio ouvdeong oto EZMHE €ixe emileyel 0TO0 MPOKPLVOUEVO
arnod tnv Emtponn oevaptlo tng Stacuvdeong kabwe o Y/ tou OHZ Kopotnvig eivat
0 MANCLEDSTEPOCG POG TN Afjvo Ttou cuvdEeTalL e Loxupo udlotapevo diktuo 150
kV pe to umolouto EXMHE. MNa toug Adyoug autoug BewpnBnke oto mAaiolo Tng
Erutpornig otL eivat duvatd va e€aodaliosl tnv aomiotn tpododotnon twv
NAowv. Qotdoo n eupuTEPN MEPLOXN TNG OpAKNG epdavilel onwg eival yvwoto
TIOAU UeYAAn ouykévipwon povadwv AME, pe amotéAeopa o€ €£ApTNON UE TLG
ouvOnkeg tou ¢optiou, tNg mapaywyng and AME kat tng dtabsouotntag tng
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TOTUKAG CUUBOTIKAG Mapaywyng, N ¢OpTLoN TWV YPOUUWY TOU JUCTAUATOC OTNV
gupuTEPN TEPLOXA va €lval MOAU Loxupr, Yeyovog to omoio eival duvatd va
obnynoel oe TOPAPLACEL TWV AELTOUPYIKWV TIEPLOPLOUWY (UTtepdOPTIOELS,
UTIEPTAOELG), OTNV EPLMTWON TG Stacuvdeon Twv vnolwv tou B. Ayaiou og auto
To onpeio. EmmpooBétwc, ol Suvatotnteg anoppodnong tng Loxvog amno AME anod
Ta tpog Sltacuvdeon vnold tou B. Alyaiou meplopilovtotl Adyw TN MOAU PeEYAANG
ouykévtpwong AME otnv nepLoxn.

e KYTN. Zavrtag

To KYT N. Zavtoag umeptepel €vavtt tou Y/Z tou OHZ Kopotnvig o otL adopd tn
ouvdeon tou pe To EZIMHE kot tnv mapexouevn aflomiotia tnhg tpododotnong,
kKaBwg Slabétel Loxupr olvdeon TOoO e To TUotnua Twv 150 kV 600 Kal pe To
Juotnua twv 400 kV. Zuvenwg, n aflomiotia tng Tpododotnong TNV onola mapexeL
to KYT N. Zavtag w¢ onpeio tng cuvdeong twv Nowv tou B. Awyaiou oe Stadopeg
AELTOUPYLKEC KATAOTAOEL UTEPTEPEL O ox€on pe tn ouvdeon otov Y/I OHX
Kopotnvng. EmumAéov to KYT N. Zdvtog mapéxel peyaAutepeg SuvatotnTeC OE
oxéon Ue tov Y/2 OHZ Kopotnvig o otL adopd TV anoppodnaon tg Loxvog anod
ANE ano ta npog dtacuvdeon vnold. Itov avrimoda Ba mpémnel va onuelwBel otL
o OTL adopd TN duvaToTNTA TNG KATACKEUNG TNG evaéplag .M. oto xepoaio
TuAa eni tovu EXMHE yia ) ouvdeon oto KYT N. Zavtag, ol SuokoAieg aAAG Kot
TO KOOTOC B elval evdexopévwe peyalitepa Evavtl Tng AUoNG e cuvdeon oTou
Y/% tou OHZ Kopotnvng e€attiag tng LeyaAUTepnC anootacn .

e KYT Q\Utnwv

To KYT Q\innwv eixe BewpnBel wg TO MPOTELWVOUEVO ONUELO TNG CUVEEONC TWV
Nriowv tou B. Awyaiou oto mAaiolo tng maAaildtepng Stepevivnong n omola sixe
npaypatonowinOsi and to AEIMHE?2. Yrieptepel onpavtikd évavtt Tou Y/I OHZ
Kopotnvng oe otL adopad tn ouvdeon tou pe to EXMHE Kkal tnv mapeXOUevn
aflomniotia ¢ tpododdtnong, dLotL cuvdéctal moAU Loxupd pe to EXMHE péow
TANB0ou¢ KUKAwPATWV .M. Bapéog TuTou, evw cuvdEeTtal Pe tnv mMAeupd 400 kV
Tou KYT péow Suo (2) Autopetaoxnuatiotwy. Emiong o otL adopd tnv mAeupd
400 kV tou KYT OW\innwy, auto sival moAU Loxupd cuvdeSeUEVo e TO UTTOAOUTO
EXMHE, péow tplwv (3) kukAwpdatwy pe to KYT Aaykadad kat SUo (2) KUKAWUATWY
pe to KYT N. Zavtag. Zuvenwc, n aflomiotia tng tpododotnong tnv omola mapeExeL
10 KYT OWinnwv oe 8lddopeq AELTOUPYLKEG KOATOOTACELS Kpivetal TAEov
LKOVOTIOLNTLKN, KABWC £XEL HeyAAEC SuvaToTNTEC yla TNV TpododoTnon Kal yLa thv
arnoppodnaon NG Loxvos. Ze OtL adopd to xepoaio TuRUa eni tov EZMHE ywa tn
ouvdeon oto KYT OWinnwv, n amodéotacn €lvat avtiotoyn pe tov Y/I OHZ
Kopotnvng, wotéoco n Slepelvnon miBavig 0deuong evaéplag .M. avédelle
Suokolieg oe oxéon pe tn SuvatdTNTA KOATOOKEUNG TNG. TOU €VOEXETAL va
odnyAoouv oTnV UTIOYELOTIOlNCN TOUu Xepoaiou tunpotog emi tou EZMHE pe
ouvakoAouBn avénon Tou KOCTOUG.

Meploxn tng Kevrpikng EAAaSag

22 «Meh€tn Alaouvdéoswv twv Nnowwv Tou Alyaiou oto Hmelpwtiko Zuotnpa - Odon A’ - Fevikdg
Yxedlaopuogy, AEXMHE, ABrjva, 2010
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e KYT AABepiou

To ouyKkekplpévo onueio ouvdeong oto EXMHE efetaocBnke amnod tnv Emwtponn os
SUo Sladopetika Ievapla tou Mopiopatog. H mAsupa 150kV tou KYT AABepiou
ouvoEeTal Loxupa e To EXMHE péow mévte (5) kukAwpatwy .M. Bapéwg tumov,
800 (2) mpog tn Bopela EVBola kat tn XaAkida, éva (1) mpog tn Notia EvBola kat
600 (2) péow Twv umoBpUXLWY KaAWSLWV Ttpog ta KYT tng ATTIKAG, EVW CUVEEETAL
pe tnv TAeupa 400kV péow Suo (2) AM/I. e 6t adopd tnv mAsupa 400 kV
ouvdéetal péow .M. Suthol KUKAWUATOG Ko uttoBpUxlwy KaAwdiwv 400 kV pe
€l00b0-£€€060 ot0 €va kUKAwpa tng MM. 400 kV KYT Adpupvag — KYT Ayiou
21edAvou, EVW CUVOEETAL O€ AUTAV KAl ONUAVTIKA TOTUKA CUMBATLKA Ttapaywyn.
Juvenwg, n aflomotia TG TPododdtnong tnv omoia Tapéxel oe Sladopeg
AELTOUPYLKEG KATAOTACELG KPLVETOL LKAVOTIOLNTIKN.

Joudwva HE TO AMOTEAEOUOTO TNG AVAAUTIKAG OSlepelvnong, wg BEATiotn Auon
TpoKpiveTal n Slwaolvdeon va mpaypatonolnfel apdimievpa, dnAadn pe éva
KUKAwpo oto KYT N. Zavrag kat pe éva KUkKAwpa oto KYT AABepiou. H auvdeon tou
€VOG KUKAWMATOG 0To Bopelo Tunpa tou Zuotipatog Metadopdc Bploketal v yEvel
o€ oupdwvia pe Ta MpoTelvOpeva oto MNoplopa, pe Stadoponoinon LoOvo we mPog To
onueio ouvdeong (KYT N. Zavtag évavtl Y/Z OHI Kopotnvng) yia toug Adyoug mou
npoavadepbnkav. e OtL adopd 1o SeUTEPO KUKAWUA, HE Bdaon tn Slepelivnon
npoékuPe wg PBEATIoTn n emtloyn vo TpayupatomolnBbel n ouvdeor) tou oto
EVAAAQKTLKO onueio tou EZMHE mou e€etaotnke anod tnv Emtponn (KYT AABepiou),
Kot apxniv Aoyw tng duvatotntag mou napéxeL va cuunepindBeil oto Stacuvdeduevo
oxnua ko n Zkupog umo YT, kal deutepeudvtog yla Tnv anoduyn cupudopnong otnv
TiEpLOXN NG OpaAkng, TNV evioxuon tng aoddAelag peéow tng dadopomoinong twv
onueilwv ouvdeong kal Twv SltacuvdeTikwy dtadpopwv aAdd Katl yla Tnv duvatotnta
TIOU TIOLPEXETAL YLAL TILO OpoLOpopdNn avamntuén vEwv povadwv AME 0to cUUTAEY A TWV
uTmtd Slaoclvdeon vnolwwv. Afilel va onuelwBel OtTL n ermhoyn aut dev emupEpeL
OLKOVOMLKA €mBdpuvon o€ oxéon HUe tn AUon mou TpokpiBnke oto Moplopa tng
Erutpomnig, Adyw cuvtopdtepng cUVOALKN G Stadpounc .

Mo avaAUTIKA TO TIPOTELWVOUEVO oxXa TNG Slacuvdeong XEL WG €ENG:
e Awacuvdeon KYT N. Zavtag — Arjpvou mou Ba amoteAsital ano:
—  Metaoxnuoatioty petatonwong ¢paong (phase shifter) 150/150 kV oto KYT N.
Javrag oxvog 280 MVA
—  Evaépla .M. 150 kV Bapéog tumou amAol KUKAWUATOG HE UTIEPOYWYLLOUG
aywyoU¢ (evdetktika ACSS) tkavotntag 250 MVA amo to KYT N. Zavtag pHéxpt
Tov VEo Y/I Lel€nc meploxng Opakng rmpog Afpvo prkoug 38 km mepinou.
— 'Eva (1) tputoAwko Y/B kaAwdio AC 150 kV kavotntag 250 MVA ano tov Y/2
{evEng meploxng Opakng HéxpL Tov véo Y/ Afuvou pnkoug 123 km mepinou.
e Awacuvdeon Anpuvou — AéoBou mou Ba anoteAeital ano:
— Eva (1) tputoAwo Y/B kaAwdio AC 150 kV wkavotntag 250 MVA Arpvocg (veog
Y/2) — NéoBog (véog Y/2 Tev€nc) uikoug 141 km mepimovu.
— Evaépla .M. Bapéog Tumou Suthol KUKAWMATOG tkavotntag (2B/150kV) and
Tov Y/Z evéncg AéoPBou pExpL Tov véo Y/Z AéoBou prnkoug 40 km mepinou.
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e AlaoUvdeon AéoBou-Xiou mou Ba amoteAeital ano éva (1) tputoAko Y/B kaAwdio
AC 150 kV kavotntag 250 MVA urkoug 87 km mepinou.

e AwooUvdeon AéoBou-IkUpou mou Ba amoteAeital and éva (1) tputoAko Y/B
kaAwdo AC 150 kV wkavotntag 250 MVA unkoug 136 km mepinou.

e Awacuvdeon KYT AABepiou — ZkUpou mou Ba amoteAeital anod:

— Evaépla M. 150 kV Bapéog tumou amAol KUKAWUATOG UE UTIEPAYWYLLOUG
aywyoug (evdelktikd ACSS) tkavotntag 250 MVA ano KYT AABepiou péxplL tov
véo Y/I lev€ng meploxng EVPBolag mpog IkUpo pnkoug 27,5 km mepimou.
MapaAAnAa e€etaletal evoAlakTik Odguon pe UTOYElo KaAwdlo. Itnv
nepinmtwon autn, n vhomoinon tou €pyou Y/ {evéng eploxng ELBolac dev Ba
amaltteitat.

— 'Eva (1) tputoAikod Y/B kaAwdio AC 150 kV wkavotntag 250 MVA amné Y/2 evéng
neploxng EuBolag péxpL tov véo Y/ Ikupou unkoug 47,5 km mepinou.

e AlaoUvbdeon Xiou-Zapou mou Ba amoteAeitat anod éva (1) tputoAko Y/B kaAwdio
AC 150 kV kavotntag 250 MVA upnkoug 96 km mepinou.

e AwaoUvdeon Zapou-Kw mou Ba amoteAeitat amnod va (1) tputoAwo Y/B kaAlwdio AC
150 kV kavotntag 250 MVA unkoug 99 km nepimou. H Stacuvdeon auth Ba
kataAnyet otov Y/I Kw mAnoiov tou Ytabpol Metatponr¢ Juvexoug Pelpatog
miou poPAEnetal yia tn dtacuvdeon IP KYT KopivBou (peAlovtikd) — Kw.

e AUo0 otatol avtlotaBulotég wyxvog (STATCOM) pe mpoTeVOUevVA CnUela TG
EYKATAOTOONG Toug Tov Y/Z {evéng AéoBou Kal tov Y/ ZopwVnG KoL TIPOTELWVOUEVQL
pHey€dn -50/+100 MVAR kot + 100 MVAr avrtiotoyxa, ta omoia Oa
0opLOTIKOTIONB0UY o€ eMOUEVN daon.

YUVOAKQ, TtpoPBAETETOL N KaTOlOKELT) TEVTE (5) vEwv Y/Z 150kV kAelotol tumou (GIS)
yla TLG avaykes tpodpodotnong twv poptiwv eni twv vnowwv Afpvou, AéoBou, ZkUpou,
Xiou kat Zapou. Emiong mpoPAémetal n katackeun 3 Y/I Cevéng (e otoweia
avtlotabuiong) otnv meploxn ©pakng nmpog Afpvo, otnv nieploxr EuPolag mpog Ikupo
(otnv nmepinmtwon mou dgv vAomownBet n .M. 150 kV amod 1o onpueio mpocalyldAwaong
pExpt to KYT AABeplou pe umodyelo koAwdlo) kal TAnciov TOu oOnpeiou
npooalyldAwaong otn Aéofo twv urtoPBpuxiwv KaAwdiwv anod Ikupo, Afuvo kat Xio.

Avadopikad pe tov Ay. Evotpdtio og cupdwvia e to moplopa tng Emttponng E€Etaong
™¢ Owovoukotntag HAektpodotnong twv MAN Sev TpokpiveTal otnv mapouoa
daon ywa AOyoug OLKOVOULKOTNTOG N NAEKTPLKA Tou Slaclvdeon Kal TpoTeiveTal n
TiEPALTEPW SlEpeUvNON aUTOVOUNG AElToupylag Tou amod tov apuodlo Alaxelploth
AEAAHE. Télog avadopikd pe ta vnold Ikapia kot AyaBovrol oe cupdwvia pe to
noplopa tnG Emtponn¢ E€€taong g Owovopukotntag HAektpodotnong twv MAN
TIPOKPLVETAL yLa AOYyOUG OLKOVOULKOTNTAC N Slacuvdeon toug e MT pe ) Zapuo.

To mpotewopevo oxApa BeATIWVEL TEpALTEPW TNV TpoTacn tou lMoplopatog tng

Erutpomnnig kabwg:

— Au&avel tnv aflomiotia tou oxnuatog dtoouvdeong Kal BeATIwveLl TN pon
EVEPYELAG a0 Kal tPog To EZIMHE, Adyw moAAamAoTnTag onpeiwv olvdeong tou
OUYKPOTAUATOC TWV VNOLWV UE auTo. Eldikotepa, mépa amnd to KYT N. Zavtag oto
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Bopelo tuRpa tou EZMHE mpofAénetal éva emumAéov onueio {evéng pe to KYT
AMBepiou otnv EVPola.

— AleupUvel To oUVOAO TwV vnolwy Tou Stacuvdéovtal oto EXMHE uno YT, kabwg
ouumEepAAUBAVETAL O AUTO Kal N ZKUPOG.

—  EvioyVelmepattépw tn SuvatotnTa Yo AVATITUEN LOVAS WV TTapaywyHG EVEPYELAG
amd OVAVEWOLUEG TINYEC.

Eniong, ue BAaon tnv mpokaTapKTIK SLlEPEUVNON KPLVETAL OKOTILUN N Slatrpnon g
TOTUKN G Topaywyng o€ edpedpeia EKTAKTWY avaykwv Touldxlotov oto Nnot tng Xiou
| TNG ZApou yla Adyoug Staodpaiiong tng tpododotnong Twv KPLowwv GopTiwy Twv
Nrowv o€ MepUMTWOELS EKSNAWONG coBapwv dLatapaywv.

O AAMHE nmpoxwpa otnv mpowOnon tng uAomoinong tou £€pyou TG dlacuvdeong Twv
Nnowwv tou Bopeiou Alyaiou Kat Twv Awdekaviowv o€ GACELS UE OTOXO:

o Tn Swaouvdeon (aktwikd oe mpwtn ¢aon) tou doptiou katd To duvato
TEPLOOOTEPWVY NNOLWV PE OTOXO TNV €€UTINPETNON TOoU NAEKTPLKOU dopTiou
Toug armnod TiG povadeg tou EXMHE, wote va e€aodaAloBoUv AecO OLKOVOULKA
odEAn amo tn peiwon twv damavwyv twv YKQ.

o TNV TUNUATIKA SNUOTIPATNCN TOU £PYOU LE OTOXO TN OUUUETOXH TIEPLOCOTEPWY
evéladepopévwy (aU€non avtaywviopol) KoL Kat’ EMEKTACN TNV EMITEVEN TOU
XOUNAOTEPOU TIUHAMOTOC YL TO KOOTOG TOU £pYOU, BEWPWVTAC KAL TNV EUMELpLa
arnod 1o Staywviopo twv A’, B’ kat " Oacewv dtacuvdeong twv KukAadwv.

o Tn péylotn duvartn alomoinon Twv KepaAaiwv amnd to EXMA.

OL ¢aoelg tnGg vuAomoinong tou €pyou mapouctalovial otov akOoAouBo xaptn Kot
ouviotavral otig:
e A’ ®don pe opilovia ohokAnpwong To €10g 2027
— Awaouvéeon 2.P. EZMHE (KYT KopivBou) — Kw
— Awaouvéeon E.P. Kw — Podou
— Awaouvéeon E.P. KYT N. Zavtag — Afpvou
— Awaouvéeon E.P. Afjuvou — AéoBou kal Epya emi tng AéofBou
e B’ ®aon ue opilovta ohokAnpwong to £€tog 2028
Awacuvdeon E.P. KYT AABepiou - ZkUpou
Awacuvdeon E.P. AéoBou — Xiou
Awacuvdeon E.P. Kw - Zauou
AwaoUvdeon E.P. P6dou - Kapriabou
o [’ ®don pe opilovia ohokAnpwong to €1og 2029
— Awaouvéeon E.P. AéoPou - ZkUpou
— Awaouvéeon E.P. Xiou — Zapou
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Jxnua 23: Aloouvdéoelg Awdekavrowyv Kal vnowwv BA Awyaiou

139



Aekaetég Mpoypauua Avantuéng SuoTtnuatoc
Metapopac 2022-2031

3.4.11 Evioxuon tou Zuotiuaro¢ 400 kV otnv nepioxn tn¢ AvatoAikn¢ Makesbdoviog
Kat tn¢ Opakng (21.1)

To €pyo meplhapfavel tnv kataokeun piag véag .M. 400 kV povol KUKAWMOTOC
(tomou B'B’'B’) KYT OW\innwv - KYT N. Zavtag ouvoAikoU pnkoug 140 km mepinou.

H emumpooBetn evioyuon tng ocuvdeong tou KYT N. Zavtag pe to Zvotnua 400 kV
OUUBAAAEL KOBOPLOTIKA OTNV ETtiTEVEN TWV EEAG OTOXWV:

e Tng evioxuong tou EAANVIKOU ZUOTHUOTOC OTO OVATOALKO OUVOPO, TEPLOXN OTNV
omoia to Yuotnua twv 400 kV elvat apald Kal n oUVOEDN LE TO HEYAANG EKTOONG
Juotnua tng Toupkiag eival oxetikd acBevic. Autr n evioxuon amoteAel tnv
avaykaia tpoOmoBeon yla tnv uAomoinon HeEANOVTIKWY SLAOUVOETIKWY YPOUUWY
avdapeoa oto EAANVIKO ZUotnua Kal ekeiva tng Toupkiag kot tng Boulyapiag pe
TEAIKO OTOXO TNV av&non TNG HETAPOPIKNC LKAVOTNTAC UETAEY TWV ZUCTNUATWY
otnv neploxn tng NotLag BaAKavikig.

e Tng av&¢nong t¢ LKAVOTNTOC AMOUACTELUONG TNG TIAPAYWYNG A0 OLOALKA TIAPKA
n/Kat cUUPBATIKEG LOVASEG OTNV TIEPLOXN TNS OpAKNG.

e Tnv woxupomnoinon tou KopuPou g Néag Zavtag mou Ba amoteAéoeL €va K TwV
onueiwv ocuvdeong oto EXMHE twv vnouwv tou BopeloavatoAikou Alyaiou.

3.4.12 Evioyuon tn¢ ouvéeong twv Y/Z Neupokoriou kat Zt6NPOKACTPOU UE TO
Zuotnua 150 kV (21.2)

O Y/z Neupokortiou tpododoTteital akTvika amno tov Y/ Apdapag péow tng .M. B/150
kV Apdpa - Neupokomt. O Y/I Zi6npokaotpou tpododoteital akTvika anod tov Y/
Jeppwv péow NG .M. B/150 kV Xéppec - Z1dnpoOKaotpo, evw €Xel emektabel
napanmAelpwe ya tn ouvdeon Xpnotn AME. Mo autoug toug Y/Z Sev tnpeital to
kpttriplo N-1.

Mo tnv evioxuon tng aflomotiag tng tpododotnong twv Y/I Neupokomiou Kot
J1dnpokaaotpou mpoypappatiletal n avaBabuion tng cUvEEor g TOUC e TO ZUOTNUA
n omola mep\apPavel Ta akdAouba eMIPUEPOUC EpyaL:

—  Kataokeun véag .M. B/150 kV Neupokomt — idnpokaotpo pnkoug 40 km
TepLmovu.

— Avapabuion t™¢ amAng vélotapevng nmUAng .M. 150 kV kal eykataotoon -
npocBnkn piag véag mAnpoug mUAng .M. 150 kV otov Y/ Neupokoriou.

— Avapabuion t™¢ amAng vélotapevng nmUAng .M. 150 kV kal eykataotaon -
npooBdnkn piag véag mAnpoug mUANG .M. 150 kV otov Y/ Z16npokdctpou.
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3.4.13 Evioxuon tn¢ ouvdeong twv Y/E AfioumoAncg kat OZE [MOAUKAOTPOU UE TO
Jvotnua 150 kV (21.3)

0 Y/z A&loUmoAng kat o Y/2 OZE NMoAUKAOTPOU O OTIOL0G CUVOEETAL OKTLVLKO OE QUTOV
Tpododotouvral akTwikd amd tov Y/ Kkic péow tg .M. E/150 kV A€loumoAn -
KWAkig, pe amotéAeopa va pnv tnpeitat to kpttrplo N-1 yia avtolg toug Y/3.

Ma tnv evioxuon tng aflomiotiag tng tpododotnong twv Y/I AflovmoAng kat OIE
MoAukdaotpou mpoypappatiletal n avaBabuion tg cUVEEON TOUG HE TO ZVOTNUA N
orola meplAapBavel ta akoAouba empuEpoug Epya:

—  Néa .M. B/150 kV A&loumoAn - KIAkiG €wg tov OZE MoAuKAOTPOU PrKoug 25 km
TepLmou.

— Eykataotaon &vo (2) mAnpwv muAwv .M. 150 kV (avapaduion tng amAng
udLoTapEeVNG Kot TipooBnkn uiag véag) otov Y/Z OZE MoAukaotpou.

—  Eykataotaon piag (1) mAnpoug muAng .M. 150 kV otov Y/Z KIAkig.

3.4.14 Evioyxuon tn¢ ouvéeong tou Y/Z Ayidc ue to Suotnua 150 kV (21.5)

O Y/z Aylag tpododoteital aktvika amno tov Y/ Adploa Il péow tng .M. B/150 kV
Ayld - Adploa ll, pe amotéAeopa va punv tnpeitat to kpripto N-1 yia auto tov Y/3.

Mo TNV evioxuon tng alomiotiag tng tpododotnong tou Y/ Aylag mpoypappatiletot
n avapaduion g cUVOEOHC TOU e To ZUoTnua n onoia meplapfavel ta akoAouba
ETUUEPOUG EpyaL:

—  Kataokeun véog .M. B/150 kV Ayid - Makpuxwpt, prkoug 20 km mepinou.
—  Eykatdotaon piag (1) mAnpoug muAng .M. 150 kV otov Y/2 Aylag.
—  Eykatdotaon piag (1) mAnpoug muAng .M. 150 kV otov Y/ Makpuxwpiou.

3.4.15 Avakataokeun tou Y/ MroAsuaibda | (22.3)

O vumnootadpog tng NtoAepaidag | (AHZ) amoteAel évav anod toug maatdtepoug Y/
TOU JuotApatog, Kabwg eEunnpetolos eni SekaeTieg TG avaykes tpododotnong g
XWPOAG arod TOo ALyVITIKO KEVTpOo TG MNTtoAepaidag. Mapdtl 0 oTaBUOC mapaywyng mou
ouvleotav otov Y/I £XEL OTAMATAOEL VO ASELTOUPYEL €6W Kol KAmola Xpovia, o Y/3
MtoAepaidac efakolouBel va eival évag onUavtikog Kol avaykaio¢ KOopBog tou
JuoTtnuaToC.

Ot aANayEC 0TOV HETAAAEUTIKO oXedlaopo tng AEH A.E. mou o6rjynoav otnv pataiwon
£€PYWV TNC 0TNV eVPUTEPN TIEPLOXN TN AeKAVNG TNC MTtoAepaidac mou mpoPAsnotav o
nipoyeveatepa AMNA, oe cuvbuaopod e ta ooa ipoPAEnovtal otov EXEK kot to Ix€dio
Aikaung Avarmrtuélakne MetaBoaong (XAAM) yia tn Autikrp Makedovia, kKaBwc Kat To
peyalo evéladépov mou umapxel yia avamrtuén AME otnv meploxn kablotouv
avaykaio Tnv mAnpng avakataokeun Tng mAsupag 150 kV tou Y/2 MtoAepaidacg. O Y/2
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npoPAEneTal OtL oto MEAAOV Ba amoteAécel fava évav amd TOUG LOXUPOTEPOUC
kopBoug 150 kV tou Zuothpatog.

Ma tnv enitevén tou €pyou, w¢ evdlApeco otadlo HEXPL TNV OAOKANpwon Tou,
npoBAémovtal £pya avadlatdfewv Twv KUKAWHATWY €vtog tou Y/ yua tnv
anodéopevon Kat@AAnAou xwpou yla tnv avamntuén tou véou Y/I e texvoloyia GIS
avolytou TUTou.

3.5 EPrATIA THN EZYIHPETHZH TOY AIKTYOY

TG enopeveg Mapaypdadoug meplypdadovtal ta £pya (Y/Z, F.M.) to omoia €xouv
TIPOYPAUUATIOOEL yLa TNV €UMNPETNON TOU AIKTUOU ALOVOUNG o€ Sladopa onpeia g
Hnelpwtikng Xwpag.

To TUAHO TWV €pywV OUTWV TIou Pploketal €vtog Twv opiwv Ttou Alktuou
avaAapBavetal mMARpwe ano tov AEAAHE. Ta tunpata autd kabwg Sev amoteAolv
QVTIKE(PEVO TNG AvATTUENG TOU ZUOoTAUATOC, TEPLypAdovTaL aVAAUTIKA OTO ZXESL0
Avarmntuénc tou Aktuou (ZAA) TNG EKAOTOTE MEPLOSOU.

E€aipeon amoteloUv ta £pya mou Sgv KAAUTITOVTAL ATIO TOV XPOVLKO opilovta tou ZAA
(mevtaetég) kat €xouv mpoypappatiotel oe cuvepyaoia pe tov AAMHE ota mAaiola
véwv Y/Z 150 kV/ MT Zuotripatog kat 6a e€akoAouBoUv va replypddovial avaluTika
oto AMNA £w¢ oOtou meplAndBouv oto ZAA amd tov AEAAHE. Ta €pya autd
TiepLypadovTal OTLG aVTIOTOLXEG EVOTNTEG EpywV Tou AMA.

3.5.1.1 Né£olY/Z kat 20vdeor touc oto Juotnua 150 kV

Ye ouvéxela tng Anodaong PAE 1021/2017 (MEK B” 4690/29.12.2017) o AEAAHE
yvwotonoinos otov AAMHE tov AsképuPplo tou 2018 tig mpoPAEPELG TOU OXETIKA UE
TOV TPOYPAUHATIONO VEWVY Y/ 150 kV/M.T., mou g€unnpetolv avaykeg tou Alktlou,
TIPOKELUEVOU va evtaxBouv oto AMA. AkohoUBw¢ pe tnv anddaon PAE ur’ aplOp.
946/2019 yia TNV €ykplon Tou 2xedlou Avantuéng tou Alktuou yia tnv riepiodo 2019-
2023, eykplOnkav £mioN¢ Ta aAvVTioTOLXA £PYQ EMEKTOONG TOU ZUCTAATOG ylot cUVEEDN
Tou AKTUou yla va cupneplAndoulv oto Aeskaetéc Mpoypappo Avamtuéng tou
Juotnuato¢ Metadopac. Ta €pya autd mepllappavovtal Kat oto tapov AMA.

AkohoUBw¢ to AskéuPplo tou 2020 o AEAAHE mpoxwpnoe O EMLKALPOTIONCN TWV
TPOBAEYEWV yLO TTPOYPOUUATIOMO VEWV Y/ 150 kV/M.T. kat Kévtpwv Atavounc (K/A),
TIOU QTTOULTOUVTAL VLA TNV EEUTINPETNON TWV OVAYKWY TOU ALKTUOU, TIPOKELUEVOU QUTOL
va oupmnepAndBolv oto Aeskaeteég Mpoypappo Avamtuéng Tou JUCTHUOTOC
Metadopdac.

Katomv aflohdynong katd tnv omola eAndpdnoav umoyn oOAa ta Swabéopa

S6ebopéva, Ta TEXVIKA {NTAHATA TToU oXeTi{ovTal Pe TI¢ SuvatotnTteg uAomoinong Kabe
€pyou, ta opl{opeva otov KAZ (evotnta 8) avadoplkd pe Tta €pya €MEKTACNG YLa
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ouvbeon Ttou Awtuou Awavopng oto EIMHE kaBwg emiong o xpovikog
TIPOYPAUUATIOUOG VEWV €PYWV aVATTTUENG Tou Zuothpatog Metadopdg cludwva He
TO eykeKpLUévo AMNA neptodou 2019-2028, o AAMHE katdptioe KATAAOYO VEWV €pYwV
Y/Z YT/MT kat K/A Tmou €€umnpetolv avaykeg tou ALKTUOU HE TOV QVTIOTOLKO
XPOVOTIPOYPOUUATIOUO TOUG KOl OMECTELAE TNV OXETIKN €loiynon otn PAE.

2Tn OUVEXELQ, Ta €pya TIou Ba Tuxouv TG €ykplong tng PAE Ba cuumepiAndBoulv oe
avaBswpnon tou apovrog AMNA niepltodou 2022-2031 1) og emouevn €kdoon AMNA.

3.5.1.2 Avamtuén Néwv Y/Z kot KaoAwdtakol Awktvou Y.T. Appodiotntag AEAAHE
oTNV ATTLKN

JUpdwva pe mAnpodopnaon arnod tov AEAAHE €xouv POYpOUOTIOEL £pya AVATITUENG
véwv Kévtpwv Altavoung (K/A) evidg Tng mepLoxng TS MPWTELOUOCAC KOL AVTIOTOLX WY
KaAwSlakwv ouvdéoewv Y.T. yla tnv Tpododotnor tous. Ta €pya aUTA EUMIUTTOUV
otnv appodldétnta tou AEAAHE. H emimtwor toug, OpwC, otn Asltoupyia Ttou
JUOTHUOTOC E(VOL CNUAVTLKA, SLOTL ATO TO AELTOUPYLKO OXHO ALOVOUN G OTNV TIEPLOXN)
ennpealetal n ¢poption Twv KYT otnv meploxn tou Aekavormediou. Ta épya autd sival
Ta €€Nnc:

e Kataokeun véwv K/A oto IAtov kat otn NMudada. To K/A To K/A INiou avapévetatl
va oAokAnpw0Bel to mépag tou 2023 kat to K/A Nudadag to B’ e€aunvo tou 2025.
To K/A TAudpadag Ba mephappavel 3 M/z 40/50 MVA.

e Koataokeur twv akoAouBwv Véwv kaAwdtakwv MNM. 150 kV ywa tn ocuvdeon twv
nipoavadepOevtwv K/A:
— KYT Axapvwv - TAtov (2 KukAwpata)
— KYT Poud - AumteAoknmol (evtog tou 2017 oAokAnpwOBnkKe n mpoowpLvr) cuvdeaon
oto K/A EAeuBepiag £éwg tnv oAokArpwaon tou KYT Poud)

e Avakotaokeur] Tou K/A N. IpOpvng HE EKTILWHEVO £T0C OAOKANpwong to B’
e€aunvo tou 2024.

3.5.1.3 Avakatackeun kot AvapBaduion Ylotapevng 20vdeong Y/ Ay. Anuntpiou

O AEAAHE €xeL InTroEL TNV KOTALOKEL ToU uTtoyeiou kaAwdiou 150 kV M. MeAdg - Ay.
Anuntplog, wote va evioxuBel n tpododotnon tou udlotapevou Y/ Ay. Anuntpiou
(@eocoalovikn ). H kataokeunn tou €pyou €xel ohokAnpwOel. H nAéktplony tou
ouvapTATal PE TNV MPO0SO TNG UAOTIOINONG TWV £PYWV TNG AVOKOTOOKEUNRG TOU
udlotapevou Y/ Ay. Anuntpiou, ta omnoia kaBuaotepolv e€attiag mpofAnUATWY OV
umtnpéav et oelpd eTwV Pe TNV ApxaloAoylkn Yrinpeoia.

3.5.1.4 ‘Epya o€ Ydrlotapevoug Y/ Tou ZUGTAUOTOG

210 MAQ(OLO TOTIKWYV EVIOXUOEWV TOU ZUCTHUATOG £XOUV TIPOYPAUUATIOO0EL and tov
AEAAHE épya oe udlotapevoug Y/Z 150 kV/20 kV. Ta kuplotepa €f autwv
taglvopouvial we e€NG:
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e O AEAAHE éxeL mpoypappatiost tnv avakataokeun twv Y/ Edecoaiou kat Aovpou
(mpooBnkn mMAnpwv mMuAwv .M. kat M/Z, Tuywv 150 kV k.a., Opada Epywv 14.31),
AABepiou (Opada Epywv 14.31) kat Ay. Anuntpiou (@ecoaiovikn Il - Evotnta
3.5.1.3), e okomo tnv opBoloyikotepn Staxeiplon g tpododotnong twv dpoptiwy
TOU AIKTUOU ALAVOUNG OTLG QVTIOTOLXEG TIEPLOXEG.

e ‘ExeL mpoypappatiodel and tov AEAAHE n eykatdotaon muAwv M/Z 150 kV oe
Sdladopoug vodlotapevoug Y/I tou fuotnuartog (Hyoupevitoa, Kaoodavdpa, KYT
ApaxBou, lwavviva |, Itpatog YHE, Mnyég Awou YHE, ApyootoAl, MuUkovog) oto
nmAaiolo eykataoctaong véwv M/ (Opada Epywv 14.54).

3.6 AOIMNA EPTA ETIEKTAZHZ A 2YNAEZH XPHETQN

Ao Ta €pya eMEKTAONG yLa oUVEeon Xpnotwy (Awktuou, Napaywywv r Katavalwtwy
Y.T.) yue 1o Z0oTNUa, ekelva Ta omoia £xouv evtayxBel otig Opadeg Epywv oto mAaiolo
TOU YEVIKOTEPOU OXeSLoopoU avamtuéng tou uothuatog avadépovtal nén oto
nponyouuevo Kedpalato. Ektog autwy, £xouv xopnynOet Mpoodopég ZUvdeon g yla ta
€pya ta omola neplypdadovral akoAouBwc. To xpovodiaypappa uAomoinong OAwv Twv
EPYWV EMEKTOONC YL OUVOEDN PE TO ZUOTNUA ELVAL OTNV ATTOKAELOTIKA appodlotnta
TWV €EUTNPETOUUEVWV XPNOTWV.

3.6.1 ZXuvdeon Zraduwv Mapaywyn¢ ue to Zuothua

MNa t ovvdeon Twv adslodotnuévwy ITAOUWY mMapaywyng HE To TUOTNUA, £XOUV
xopnynBel oto mapeAbov Npoodopéc ZUvdeonc. Oplopéveg poPAETOUVY TN cUvdeon
oto Jvotnua 400 kV. Ektog¢ amd to 2tabud mapoaywyng ¢uowkou aepiou
ouvbuaopévou KUkKAou MeyahomoAng V o omolog T€Bnke o€ Kavovikr) Aeltoupyia Tov
AlUyouoto tou 2018 (Ta avtiotola £pya €MEKTOONG Yyl ouvdeon meplhapBavovtatl
otnv Opada Epywv 14.4, Evotnta 3.3.2) Kal to 2tabuo napaywyng Mtolepaida V (ta
avtiotola €pya eméKTAoNC yla ouvdeon nepthapBavovtal otnv Opada Epywv 17.3,
Evotnta 3.3.26), oto mapeABov €xouv ekb0Bel kal mapapévouv os LoxL MpoodopEC
JUvdeong Kal yla AAAoUC BepONAEKTPLKOUG 2TOOUOUC apaywyng LE CUVOEDELG OTa
400 kV. OLKATOXOL QUTWV TWV ASELWV TIOPAYWYNC SEV £XOUV TIPOXWPHOEL OE EVEPYELEC
yla tnv vuAomoinon twv Itabuwv mapaywyng kat Twv Epywv ZUveeong autwy HE TO
ZU0TNUA, TTOPOAO TIOU OL CXETLKEG ABELEG Tapaywyn ¢ Exouv ekdoBel tnv mepiodo 2001
- 2005.

e OtL adopa mpoodata adelodotnuévous BepponAekTplkolg oTabuoug €xouv
ekbo0Bel kat eival o LoxL Mpoodopég ouvdeong yla Toug akdAouBouc:

— OHZ Ay. NikoAdou Il eykateotnuévng oxvog 826 MW (ZtaBuog uvduaopévou
KukAou pe kavouo Duaotkd Aéplo), n cuvdeon tou omoiou Ba mpaypatomnolnBel pe
véa .M. 400 kV tumou B’B’B’ KYT Ay. NiwkoAdaou — KYT ALOTOMOU KOl EKTPOTIA TNG
volotapevng .M. 400 kV KYT Ay. NikoAdou — Zuotnua npog to KYT Alotopou.
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OHZ BIl. NE Kopotnvng eyKATECTNHUEVNG LOXVOG 665 MW (Ztabuog Zuvduaouévou
KukAou pe kavoo Quaotkd Aéplo), n ouvdeon tou omolou Ba paypatomnonbel pe
800 .M. 400 kV &dutAou kukAwpatog Tumou 2B’B’ OHZ Bl. MNE Kopotnvng — Zuotnua
400 kV pe eioodo-£€060 Kkat ota SUo KukAwpata Tng .M. 400 kV KYT N. Zavtag —
KYT Q\innwv.

OHZ EABAAXAAKOP eykateotnuévng oxvog 651 MW (ZtaBudg Zuvduaouévou
KukAou pe kavoipo Quokd Aéplo), n cuvbeon Tou omnoiou Ba mpayuatonolnOet pe
hia I.M. 400 kV &utdol kukAwpoatog tumou 2B'B’ KYT @iofng Il - Z0otnua pe
€l0060-£€060 o010 KUKAWpA 400 kV KYT Awotopou - KYT OHZ ‘Hpwv Kal e pia
kaAwdakn .M. 400 kV pe aneuBeiag cuvdeon oto KYT OloBng I.

OHZ ‘EBpou | eykateotnuévng Loxuog 662 MW (Ztabuog Zuvduaouévou KukAou e
kavowo Duowkod Aéplo), n ocuvdeon tou omoiou Ba mpaypatonolnBel pe dvo
aveéaptnteg .M. 400 kV amAol kukAwpatog tumou B’B’ OHI EBpou | — KYT N.
Zavtog pe aneubelag ouvdeon oto KYT N. Zavrag.

OHZ HAektpomapaywyr ZoUCOKIOU gyKATeOTNUEVNCG oxLoC 457 MW (Ztabuog
Yuvbuaopévou Kukhou pe kauvowo Quolkd Aéplo), n ouvdeon tou omoiou Ba
npayuatonolnBei pe dvo avedptnteg .M. 400 kV amAou kukAwpatog tumou KYT
Ay. Oeo0bwpwv — ZVoTnua (og €va amod Ta KUKAwpata tng peAlovtikng .M. KYT
KopivBou — KYT Koupouvdoupou).

OHZ XaAkng eykateotnuévng Loxvog 660 MW (2tabuog Tuvduacopévou KUkAou pe
kavowo Duowko Aéplo), n ocuvdeon tou omoiou Ba mpaypatonownBetl pe dvo
ave€aptnteg .M. 400 kV armAoV kukAwpatog tumou B’B’ .M. 400 kV KYT XA&AknG -
KYT Adploacg pe aneuBeiag ouvéeon oto KYT Adploac.

Ye OTL apopa TOUC VEOUG USPONAEKTPLKOUG ZTaOUOUC mapaywyng, £xouv ek60Bel kat
napapévouv o oL MNpoodopég Zuvdeonc yia Toug akoAouBouc:

YHI Meooxwpag, pe ansuBeiag cuvdeon otov Y/I Meooxwpasg.

YHZ Metoofitikou, n ocuvdeon tou omoilou e To ZUoTnua Ba mpayupatomnolnOel
pHéow ¢ véag .M. E/150 kV Metoopitiko - Mnyég Awou.

YHZ AvAakiou I, n cuvdeon tou omoiou pe to Zuotnua Ba mpaypatonolnbel péow
véag .M. 2B/150 kV n onoia Ba cuvdéel tov YHZ Aulakiou Il pe tn .M. oOvdeong
Tou Y/ Aulakiou | pe to ZUotnua (F.M. Mecoxwpa - 2ukld). To épyo tou YHI
Aulakiou Il eivat og apyikn ¢daon vAomoinong.

TéNog, €xelL xopnynBel kal mapapével og oxL NI yla §U0 AVTANCLOTAULIEUTIKA €pya
otnv Nepiudepetakn Evotnta AltwAoakapvaviag Kal CUYKEKPLUEVA yla Toug YHZ Ay.
lewpyiou kat Mupyou. H ouvdeon toug Ba mpayuatonolnBei og véo KYT, to omoio Ba
ouvbeBei oto KYT AxeAwou péow véwv .M. 2B’B’/400 kV.

3.6.2 Zuvbeon MeAatwv Y.T. ue to Zuotnua

MNa tn ovvdeon véwv Nelatwv Y.T. pe 1o Z0otnua 150 kV, €xouv xopnynOel kat eival
o€ oYL oL akOAouBeg Mpoodopeg Z0vdeong:

Ma tv oAokAnpwon tng nAsktpokivnong otn oldnpodpoutkny ypaupun Abrnvag -
@eooaAoVvikng, AMOUEVEL N KATOOKEUN TWV AKOAOUBWV Epywv:
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e Kataokeur tng .M. 2B/150 kV OZE 9 (Payavn) - Zuotnua. H kataokeur tou Y/2
OZE 9 otn Payavn €xeL oAokAnpwOeL.

e Koataokeur tou Y/2 OZE 6 otnv KaAAmeukn, kabwg kat tng .M. 2B/150 kV yia
Tn oLVOEOT) TOU We To Zuotnua. Exel untoypadel n avtiotolyn Z0pBacn Z0vdeong
oto ZUoTnua.

e Koataokeur tou Y/X OZE 5 otnv AvOnAn, kabwg kat tng .M. 2B/150 kV yia tn
ouvdeon Tou Ue To Zuotnua. Exel umoypadel n avtiotown Zuppaon Zuvdeong
0To ZUOoTNA.

— MNa v tPododotnon Twv EeyKATAOTACEWV Tou Epyootaciou EAACTpwv TNG
etalpeiag «XaAvuBoupyia EANGSoc» otn Mayvnata, £xel mpoBAedBOel n kataokeun
Tou Véou Y/I EAdotpwv Kat tng .M. 2B/150 kV yia tn oUvdeor] Tou pe To TUoTNUA.

— Ta ™V tPod0odoTNon TWV EYKATOOTACEWY TIG omole¢ Ba avamtugel n etalpeia
«EA\NVIKOG Xpuodg» otn XaAKLS LK, €xel TpoPAedOel n KaTaoKeL TwV akOAoUBwv
EPywV:

— Kataokeun tou véou Y/I oTic IKoupleg, KabBwg kat tng .M. 2B/150 kV yia t
olvbeon Tou He To Zuotnua. Exel umoypadel n avtiotoln ZVUPaocn Tuvdeong
oTo ZUoTNUA.

— Kataokeun tou véou Y/2 otnv OAvpmada, kabwg kot tng .M. 2B/150 kV yia t
ouvdeon Tou He To Zuotnua. Exel umoypadel n avrioton ZupBaon Iuvdeong
oTo JUOoTNUO.

— T tnv tpododoTNOoN TWV EYKATACTACEWV TNG eTalpElag « EAAnviKa KaAwdia» otnv
KopwoOia, £xet mpoPAedBei n kataokeur Tou véou Y/I Fulgor kot TG KAOAWSLAKAC
.M. 150 kV yta tn cUvSeor tou pe To SUotnpa pe aneuBeiag ovvdeon otov Y/I Ay.
Oeobwpwv (akTvikn cuvdeon).

— T Vv tpododdtnon twv eykataotacewyv tng etatpeiag «INTERTRADE HELLAS»
otnv Attikn, €xeL tpoBAedBel n kataokeur tou véou Y/3 Intertrade Hellas kat tng
.M. 2B/150 kV yta tn oUvdeor] Tou pe to SUoTnua.

3.7 ANAZKOIMHZH [TPOOAOY ETKEKPIMENQN EPFQN

JTNV EVOTNTA QUTH TIAPOUCLALETAL N TIPOO0SOC TWV EYKEKPLUEVWV EPYWV TNG TPLETLAC
TIOU OUVTEALOTNKE PETAEU TOU TEAEUTALOU EYKEKPLUEVOU Kal TOu moapovtog AlMA.
Ailvovtal oL AdyolL gpudaviong TUXOV KaBUOTEPHOEWY KATA TNV UAOTolnon Kot ot
OXETIKEC EVEPYELEG TOU  AlOXEWPLOTH otnv  KatevuBuvon  Tpnong Ttwv
xpovodlaypappatwy. Kataypddetal eniong To mooooTto EKTEAECNC XPNUATOPOWY TOU
£€PYOU WG TPOC TO CUVOALKO TtpoUTTOAOYL{OUEVO EMEVOUTLKO KOOTOG o Sev TauTileTal
anapaltnTo HE TNV MPO0S0 EKTEAECNC TWV ETIUEPOUG EPYAOLWV OAAA QTOTEAEL pLa
OXETIKN €VOELEN TNC Mopelag TPoodou yLa TNV UAOTIoNon Tou €pyou. OL OXETIKEG WG
avw mAnpodopieg nepthapBavovtat otov akdAouBo Mivaka.
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Mw. 21: NMpoodog ulomoinong eYKEKPLUEVWV EPywV 3eTiOC

‘Epyo

Kwdkog
£€pyou

EKTULWUEVN
nu/via ANA
2021-2030

EKTILWEVN
nu/via ANA
2022-2031

EktéAeon
Xp/powv
(12/2020)

Avaokomnnon

KYT AATKAAA kat oUvéear) Tou UE TO
Juotnua 400 kat 150 kV

14.1

2021

2022

91.8%

a. KaBuotépnon otnv ektpon tng Stacuvdetikng MN.M. B'B'/400 Blagoevgrad-KYT
O@eo/vikng mpo¢ to KYT Aaykadd Adyw kabuotépnong tng OUVTEAEONG TNG
anaAhotpiwong (évapén 7/17).

B. KaBuotépnon otnv ektponj tng .M. KYT Oea/vikng - N. EABetia mpog to KYT
Aaykada Aoyw Sléhevong amo WLwTiko Adoog (Anuog NavAou MeAd).

y. Ympéav kabuoteproelc otnv Stadikaoia amaAlotpiwoswyv (DEK cuvtéleong
6/19) pe amotéleopa tnv oAicBnon otnv évapén tng KATaokeung tneg .M. 150 kV
KYT Aaykadad - XaAkiSikn (Y/Z MouSaviwy & Y/I Itayelpwv) Kal TwV EpYwV EKTPOTNG
¢ .M. 2B/150 kV KYT Oea/vikng - KYT Q\inmwv rpog to KYT Aaykadd.

6. Mukpn xpovikr oAicBnon otnv uhomoinon mou odeiletal KUpLWE OE TIEPLOPLOUOUG
petakivnong Adyw mavdnuikic kpiong.

KYT METAAOTOAHZ kot apxikny oUvSean
TOU WE 1o ZUotnua 400 kat 150 kV

14.4

2020

2021*

99.8%

KaBuotépnon otnv oAokAfjpwaon Tou evagplou TuRpatog tg .M. 400 kV Ndatpa —
KYT MeyaAomoAng (amopével n uhomoinon 2 muAwvwyv) Adyw ododpwv aviidpaoewv
TwV povaxwv tng lepdg Movng Ay. Osodwpwv KahaPputwv. Me amodaon tou
npwtodikeiov KaAaBpUtwv amd 04.03.21 emnABe movon Twv €pyacLwV ylo Thv
Stélevon twv Vo TVAwvVWY g .M. 400 kV petd ta aodaALloTikd PETPA TTIOU Eixe
KATOOEOEL N LOVAOTLKI) KOWVOTNTA.

*H eKTLLWEVN NEPOUNVIA OAOKANPWONG £WG Ta Héaa Tou 2021 TTPOKUTITEL UTIO TNV
npoUmoBeon Ot Oa emutpanel otov AAMHE va Tpoxwprnoel Gueca  othv
£YKATAOTOON TWV 2 OUTWV MUAWVWY gite péow SIKOOTIKAG Slkalwong elte péow
UTIOXWPNONG TWV AVTLOPATEWY TWV povaxwy. 2 StadopeTikn mepimtwon, ¢’ doov
arnottnBel emavaoyeSlaoUOG Tou €pyou Kot véa adelod0Tnan, To XPOoVoSLAypOLa
Ba npocappootel avardywe pe T Abon mou Ba pokpLBEL.

Epya avarntuéng Zuotripatog 150 kV otnv
EYBOIA

14.6

2020

2021

99.8%

Ta £pya ZUCTHOTOG TIOU UTTOAELTOVTOL GUVAPTWVTAL WE TNV TPO0oSo UAOTIoNGNG TNG
mAfipoug avamntuéng tou Y/Z EUBola 6 ou avantioostal and napaywyoug AME.

AvaBaduioeis kukAwuatwv 150 kV atnv
nieptoyn AKTIOY

14.9

2021

2022

88.9%

a. Ymipée kabuotépnon Aoyw dpvnong tng Mep. Aut. EANGSAg va xopnynoet Tig
amnattolpeveg adslodotnoelg ya tnv .M. 150 kV Aktio - Kaotpdkt (avaBdaduion
tunuatog Aktio - TAN Audiroxiag). AkoAoUBwg o AAMHE mpoxwpnoe o aAAayr Tng
66euong tng .M. pe avaBaduion TURUATOC LE UTIOYELOTtOLNON.

B. Ma tnv NAEKTPLON TOU VEOU KUKAWHATOC TNG avaBaduiopévng .M. 150 kV Aktio -
Kootpdkt mou £xel oAokAnpwOel to evaéplo TUAMA TNG EKKPEUOVCE N Xoprynon
€ykplong and to Aacapyxeio yla to umdyelo TUAMA TNG. H Kataokeur tng Eekivnoe
evtdg tou 2020.
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‘Epyo

Kwdkog
£pyou

EKTlpWHEVN
nu/via ANA
2021-2030

EKTILWMEVN
np/via ANA
2022-2031

EktéAeon
Xp/powv
(12/2020)

Avaokomnnon

AvaBaduion ouvéeanc 150 kV AAIBEPI -
KAANAMOZ

14.10

2020

2021

99.7%

Yripée kabuotépnaon otnv éykplon mapékkAtong FOK amo tnv Molsodopia oxeTKA
UE TO €pya avtlotabuiong twv SUo mMoAalwy KaAwSLOKWY KUKAWpATwy 150 kV
ANBépL-KaAapog. H katookeurp tou €pyou olokAnpwOnke to 2018. Ekkpeuei n
vAomoinon tg moAumhokng dtadikaoiag Tou mapaAANALOUOU N omolo AVaUEVETOL VO
oAokAnpwBel evtog tou 2021.

OAokAnpwaon épywv 150 kV atnv eupUtepn
nieptoyn MATPQN

14.11

2022

2023

25.7%

o. MOAAQTAEG SLAKOTIEG EPYACLWY OTNV KOTAOKEUN VEOU EVOEPLOU TUNHATOC AlyLlo -
MNatpa | tg MM. 150 kV Natpa | - Kopwbog Adyw aAAemdAANAwWY SLKAOTKWY
eUMAOKWV. H avaykalotnta apong Twv eUmAokwVY o8fynoe o€ emavacxedloopd tng
tomnoAoyiag.

B. Aropével n vAomoinon tuRpatog 4 km tng .M. 150 kV Mupyog - Ndtpa Il otnv
neploxy Meooatdag (Matpwv). Metd and aAAeMAAANAEC CUVEVVONCELS E TOUG
TorkoUG dopeig, umnpée cupdwvia yla EKTETAUEVEG UTIOYELOTIOLNOELS VEWV KOl
voLotdpevwy Siktuwv 400kV kat 150kV otnv meploxn tng Meoodtdag (Matpwv).
Tpomomnoinon t¢ udlotapevng AEMO Adyw allayng Thg umdyeLag 68guong.

AvaBaduioeic — Avadiataéels 150 kV &
véol Y/2 meptoxric KATEPINHS

14.13

2022

2023

25.6%

a. Ymip€av xpovieg kabuoteprioelg otn Stadikacio twv amaAhotpiwoswv (DEK
ouvtéheong 6/19) tng véag .M.150 kV Zdnkid — Atyivio TAM.

B. AvooxedLaopog Kal EMEKTAON TOU apXLkou €pyou avaBaduiwong tg .M. 150 kV
Katepivn | - Atyivio TAM - OZE 11 TAN wg tov Y/ AAe€dvpeLa, yLo To omoio aratteitat
AENO. H MNE uroBAf6nke tov 10/20.

Epya evioyuong oe vplotaueva KYT
(Mépog 1)

14.18

2023

2023

60.4%

a. 2to AMA 2020-2029 cupumepA\dOnke otnv opdda £pywv n eykataotacn SUo VEwv
AM/Z oto KYT N. Zdavtag. Ta untohouna €pya thG opddag oAokAnpwOnkav to 2019.

B. Ito mapov AMA cuumepAdBnke otnv ouAda £€pywV n €YKATAOTOCN EVOG VEOU
AM/Z oto KYT NMaM\Avng. To épyo amotehel METPO EKTOKTOU XOPAKTAPA YLl TNV
BeAtiwon tng aglomiotiog kaL acdpEAeLog TOU ZUGTAKATOG Kot TG TpododdThong Twv
KATAVAAWTWV.
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K1k EKTULWUEVN EKTILWEVN EktéAeon
‘Epyo £pyou nu/via ANA n/via ANA Xp/powv AvooKOTInOoN
2021-2030 2022-2031 (12/2020)

Exouyxpovioudg twv KEE kat uAomoinon 14.19 2021 2021 73.6% a. Mwkpn xpovikn oAioBnon otn Staywviotikn Stadikacia ou mAEov 0AOKANPWONKE,

véou MKEE KPHTHZ NG QVTLKOTAOTAONG KEVIPLKOU KALUATIOMOU Kplolwv Ywpwv EBvikoUu Kévtpou
EAéyxou Evépyelag kat Bopelou Nepidepetakol Kévtpou EAEyxou Evépyelac.
B. Muwpn xpovikry oAioBnaon otnv uAomoinon tou véou MKEE KPHTHZ mou odeiletal
KUpLwg og TtepLOpLopoUG LETOKIVNONG AOyw mavSnuKAc Kpiong.

Avabiatdaéels M. Adyw eméktaong twv 14.20 2023 2023 30.9% Ta €pya €xouv {ntnBel and tn AEH A.E. (TA Opuxeiwv).

Opuyeiwv MTOAEMAIAAS a. T0 €pyo g naparayng tng .M. 400 kV KYT KapSidg - Zemblak (AABavia), ev Oa
ekTeNeoTEl OMWG €ixe apxlkd oxediaotel kal egetaletal amd tn AEH n avaykn
KATALOKEUNG Lo HLKPNG napalayng mv ev Aoyw r.M.
B. Ta umdlouna épya mapaAiayng twv .M. 150 kV KYT Kapdiag - KYT Apuvtaiou, KYT
Kapdidg - MroAepaida I, Aauia - MroAepaida | adopolv €pya amokatdoTaong
voLotapevwy .M. Tou Zuothpatog Kat Ba ektehectolV e TO KOOTOG UAOTIOINCNAG
Toug va emuBapuvel €€ ohokAnpou t A.E.H. A.E

Avtikataotaoel aywywv 150 kV otnv 14.21 2021 2021 8.4% To €pyo ouvaptatal ME TNV TPOOSO APONG TOU KOPECHOU TwV SIKTUWV oTnv

nteploxr) TPOIZHNIAZ Melomovvnoo. Ma tnv ulomoinon tou épyou amatteital AEMO.

AtaoUvéean twv KukAdbwv e To 14.22 2020 2020 99.4% OMokAnpwon cUpdwva pe to xpovodidypappa. H Ataclvéeon twv KukAddwv €xel

Hrewpwtiko Zootnua (2021) nAektplotel.

Mukpr xpovikn oAloBnon oatnv oAokArpwon Twv £pywv avTLoTtaduLong depyou LoxVog
otov Y/Z Mukdvou kal £pywv TUAWV otov Y/Z ZUpou AOyw KoBuoTeprOEl otnv
niapalapr e§omALopoU ou odeileTal o€ TEPLOPLOUOUG AOYW TNG AVENULKAG KPloNng.
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Aekaetéc Mpoypauua Avarnrtuéng Suotnuatoc Metapopac 2022-2031

‘Epyo

Kwdkog
£€pyou

EKTlpWHEVN
nu/via ANA
2021-2030

EKTIH@UEVN
nu/via ANA
2022-2031

EktéAeon
Xp/powv
(12/2020)

Avaokomnnon

Epya evioyuonc Suotnuartog yLa tnv
tpopodooia tng KEPKYPAS

14.24

2021
(2025)

2021
(2025)

1.0%

a. Yrpée xpovia epmhokn pe tnv Nepldépela yla T Xoprynon Twv amattol EVWY
a6e1060TACEWY yla Ta £pya eykatdotacng Kot cUvEeong véou umoyeiou kaAwdiou
150 kV Képkupa | — Képkupa Il oto mAaiowo amokatdotaong Tng OUTANG
tpododotnong tou Y/ Képkupa |, petd t BAGRN tou udlotduevou kaAwdiou .M.
150 kV Hyoupevitoa — Képkupa. H Staywviotikn Siadikacia avaddyou eival oe
€€EALEN KL TO €pyo avapéveTal va evtaxBel oto SUotnua to 2021.

B. MNa tnv e€aodaiion g acharoug tpododdtnong tng vijoou, oto AMA 2021-2030
nepleANdOnKe To £€pyo amokataotaong tpitou dpouou Staouvdeong pe To EXMHE
kat mepthapBavet véa dtacuvdetiky .M. 150 kV Hyoupevitoa - Képkupa | (HelkTh
evaEpLlo Kal KaAwSLlaK ypappn) He To cuvodd TNG £€pya OTOUCG EKATEPWOEV
UTIOOTOOUOUG. H EXTILWUEVN €vTaén Tou €pyou avapévetal to 2025.

Avtikataotaon kaAwdiakrc cuvdeong 150
kV AOZA - M. MIOTZAPHZ - N. EABETIA

14.25

2020

2021

59.6%

Yrnnp&av kabuoteproelg adelobotricewyv and tv Mepldépela.

Awacuvbean tng KPHTHS pe to Hrelpwtiko
Zvotnua (QASH 1)

14.26

2023

2023

13.9%

Yrinp€av kaBuotepnoelg otnVv TPOKNAPUEN TwV AlLQyWVIOUWY, N NUEPOUNVIA Twv
omoiwv kaBoplotnke og cuvevvonaon He TNV PuBULOTIKA Apxr), TTOPOTL Ta TELXN ElXaV
T(POETOLLOOTEL APKETA VWPLTEPQ KA UTIPEE SLACTNO aVaLOVAG TTou odeileTal otV
€KBaON EVEPYELWV OXETIKA e TO TTAALIOLO KATOLOKEUNG TOU €pyou, TIou Sev TAV OTOV
€\eyxo ToUu AAMHE Ko ™mg APIAANHX INTERCONNECTION
(AAMHE/IPA/21008/11.12.19).

Néog Yrmootadudg SKIAGOY kat aUvéearn
TOU UE To SUoThua

14.28

2021

2022

81.9%

a. Ymip€av KaBuoTEPNOELS OTn OGUVTEAEON TWV AMAAOTPLWOEWV ylo TO £pyo
avapabuiong tuApatog tng .M. 150 kV MavtoUsi-Awdndg and E oe 2B kat
KATAOKEURAG VEOU TUAMATOG B éxpL To onpeio mpooatyldAwong.

B. Mavon epyaclwv yla Tov véo Y/Z IkidBou amod tnv apyOoLoAOyLKr uTtnpecia
Mayvnotag.

Agltepn obvdeon tou KYT MEFAAONOAHZ
ME To ZUotnua 400 kV

14.29

2024

2024

30%
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Aekaetéc Mpoypauua Avarnrtuéng Suotnuatoc Metapopac 2022-2031

KwSd EKTILWUEVN EKTIH@UEVN EktéAeon
‘Epyo p ouc nu/via ANA n/via ANA Xp/powv AvooKOTInOoN
Y 2021-2030 20222031 | (12/2020)

2uvéeon tou KYT KOPINOOY ue to Zuotnua 14.30 2023 2023 2.1% To XpovoSldypopupa TOu €Pyou OUVOEETAL KOl EMOMEVWG ocupBadilel pe tnv

150 kv katookeun tou KYT KopivBou. Ma to KOO auto Ta £pya eKTPOTIAG UPLOTAUEVWY
M mpog to KYT Kopivbou olokAnpwvovtal evtog tou 2022 esvw to 2023
olokAnpwvetat n avaBaduion TuRpatog tg .M. 150 kV Kopwvbog - Apyog I.

Epya avakataokeunc o€ UQLOTAUEVOUC 14.31 2023 2025 15.7% Ta €pya tng opddag oxetilovral Ue TIC avaykeg £EUTINPETNONG TOU AKTUOU Kat

Yrnootaduoug OUVETIWG TO XpovosSLaypappa kataptiletal oe ouvevwonaon e tov AEAAHE.

KAegiowo Bpdyou 150 kV MESOXQPA - 14.33 2023 2023 17.4% E€autiag Tng aBefalotntag yla tnv vAomoinon tou YHE ZUuKLdg Kat £wg TPOTIVOG Tou

JYKIA - KYT APAXOOY YHI Meooxwpag, aM\d kot twv Y/ ouvéeong otabuwv AMNE otnv meploxd, n
kataokeup tg MM. 150 kV mpayupatomoleital Tunpotikd. Kabuotepnoelc otnv
abelobotikr) Stadikacia Aoyw €UmMAOKAG Ue TNV apxatoloyia. MBavrh ef€taon
tpomnowjong tg MNE.

Néa ouvbdean 150 kV KYT MEAITHS - 14.34 2026 2026 4.5%

DOAQPINA

EvioyUoeig Zuotiuatog 150 kV otnv 14.35 2025 2025 5.1% H €€€AEn Twv doptiwv TG IEPLOXNG EMLTPEMEL TNV XPOVLKA oAioBnon tng opadag

ntepLoxr) XAAKIAIKHSE £pYWV.

Evioxuoeic Zuotnuarog 150 kV atnv 14.45 2027 2027 3%

nieptoxn IQANNINQN

Juvoda épya KYT NATKAAA 14.46 2023 2023 10% a. Apon twv gumlokwv pe umoBnkodulakeio kal pe thv €kSoon TIOAEOSOULKAG

adelag yla tnv eykataotaon A/Z Hetafl Twv KUKAwpdTwy 150 kV mpog KYT Oeo/vikng
Kat Moudavid, ya tapoxn Suvatdtntag napdkaudng tou Y/5.

B. Emavaoyxedlaouoc pe tporonoinon épywv ouvéeong Y/ AATN. IUYKEKPLUEVA
avaBaduion tuApatog (ard tov Y/Z Antrg) tng M.M. KYT Aaykadd - Antr ano E o 2B
Kat ouvdeor tou e to KYT Aaykadd Kat pe To éva KUKAwpa tTng avaBabulopevng
M. 2éppec - KYT Aaykadd (amdé E o€ 2B), 0t avrtkatdotaon TG apxLka
TPoPAEMOpEVNG cUVEEDNC Ue 10080 - £€060 0TO €va KUKAwMa TG I.M. KYT Aaykadd
- Kikig. Ta épya autd Sev mpoUmipxov 0TtV CUYKEKPLUEVN OASa €pyou Kol £XOUV
WG AMOTEAECHA VO LETATOTIETAL O EKTLUWEVOG XPOVOG OAOKARPWONG TNG opadag
€pyou. Anatteitat Afgn AEMO.
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Aekaetéc Mpoypauua Avarnrtuéng Suotnuatoc Metapopac 2022-2031

KwSd EKTILWUEVN EKTIH@UEVN EktéAeon
‘Epyo p ouc nu/via ANA n/via ANA Xp/powv AvooKOTInOoN
Y 2021-2030 20222031 | (12/2020)

MpoaBrkn MuAwv 150 kV oe vpLotduevous 14.54 2024 2024 4.5% To XpovoSLaypappa TwV €pywv ToU TEpAAUBAVOVTOL OE QUTAY TNV EVOTNTA £PYWV

Y/2 yia eéuntnpétnon poptiwv Atavounc katoptiletalt oe ocuvewonon e tov AEAAHE, pe tnv umoypadr IupBdoswv
Suvdeonc.

Epya evioyuoncg 150 kV os upLotauevoug 14.56 2021 2021 OMokAnpw- | Hopdada £pywv ohokAnpwOnke to 2021.

Y/5 (Mépoc 1) MEvo

(2021)

Juvoba épya Staouvbeang twv KYKAAAQN 17.2 2020 2021 99.9% Ta €pya Tou mephapBavovtal 0 AUTAV TNV evoTnTa £X0UV OAOKANPwWOEL. Altopével

UE To Hrelpwtikd Zuotnua n ouvdeon tng OPGW mou eykataotabnke otn .M. 150 kV AABEpL — ALBadL

KYT MTOAEMAIAAS kot 6UVSEGT) TOU LE TO 17.3 2021 2021 42.4% To ocUvolo tou €pyou Kataokeudletal amd tov Mopaywyod (AEH A.E.) kot to

Juotnua 400 kot 150 kV XPOVOSLAYPAUO CUVAPTATAL WE TNV TIPO0S0 VAoToiNoNG TNG Hovasdag "MtoAepaida
V",

Epya evioyuong 150 kV ge upLotauevoug 17.5 2024 2026 16.8% 3to mapov AMNA  cuupmepliidbnke otnv opdda épywv n avaBadbuion Svo

Y/5 (Mépoc 111 QMAOTIOLNUEVWVY TIVAWV KL N EyKatdotaon Toung Luywv otov Y/ Audloxiac.

Yroyetonotrjoeig & Mapaidayég oto Notio 17.6 2025 2025 1.5%

Juothua

Awacuvbean tng KPHTHS ue to Hrelpwtiko 17.7 2020 2021 82.1% To éva ek Twv 800 KaAWSLaKWY cuoTNUATWY 0OAOKANPWONKe to 2020. MIKPr XPOVIKA

Juotnua (Oaon 1) oAioBnon yla to SeUtepo Aoyw kaBuoteprnoswv avadoyou umoBpuxtou KoAwdlakol
THApaToG. H eykatdotoon tou sltepou unoBpuxiou kahwdiou oAokAnpwveTal Kat
emnikeLltal n NAEKTpLon Tou evtog tou B’ tpLurvou tou 2021.

AeUtepn Stacuvdetikn ypouun 400 kV ue 17.8 2023 2022 7.7% H mpoodog uhomoinong tng BouAyaptkng mMAeupdg kablotd ediktr tv uAomoinon

™ BOYATAPIA TOU £pYyOU CUVTOMOTEPQ ATO TNV APXLKNA EKTUNON (oTa péoa tou 2022).

Eykataotaon Aiktuou ORTikwv Ivwv yLa tov 17.10 2024 2024 0.7%

tAeédeyxo Ko tAenontela T0U

JUOTHUOTOG
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KwSd EKTILWUEVN EKTIH@UEVN EktéAeon
‘Epyo p ouc nu/via ANA n/via ANA Xp/powv AvooKOTInOoN
Py 2021-2030 20222031 | (12/2020)

Néog Yrmootaduog KEPATEAS 18.1 2023 2024 0% To XPOVOSLAYPOAUMUA YLOL TNV KOTAOKEUN TOU GUVOALKOU £pyou Ba KOTAPTLOTEL OF
ouvewonaon pe tov AEAAHE, pe tnv uroypadn ZUppacng Zuvdeonc.

Mapardayéc .M. 150 kV otnv nepioxn 18.2 2022 2023 0% Avapévetat n Angn AENO.

JEPBIQN KOZANHZX

AvaBdduion obvbeonc Y/ SANAMINAS e 18.3 2024 2024 87.1%

To Juotnua 150 kV

A' ®don Awaotvseonc twv KYKAAAQN pie 19.1 2024 2024 0.5%

T0 Hrtelpwtiko Suotnua

Avakataokeun) KYT KOYMOYNAOYPOY 19.2 2023 2024 0.3% AvaoxeSLlaopdg HE avakaTaoKeUr Kal TG MAeUPAS Twv 150 kV. TuRua tng mAeupag
400 kV avapévetal va €xel ohokAnpwBel to 2023.

Néog Yrmootadudg THNOY 19.3 2024 2024 0.2%

Epya evioyuoncg Zuotiuaro¢ KPHTHS 19.4 2025 2025 13.1%

Epya evioxyuoncg 150 kV o€ vplotauevoug 20.1 2023 2023 4.8%

Y/5 (Mépog IV)

Epya evioyuong 400 kV ge uplotauevoug 20.2 2023 2023 2.1% 310 mapov AMNA cupmepA\ndBnke otnv opada épywv n avikatdotacn evog AM/2 oto

Y/% (Mépocg 1) KYT Ay. Iteddvou. To €pyo amoteAel LETPO EKTOKTOU XOPAKTAPO Yo TV BeAtiwon
™mg aflomotiag Kat acdAAElaG TOU ZUCTAMATOG Kot Tng tpododotnong twv
KATAVAAWTWV.

Epya avaBaduions upLotauevwy 20.5 2024 2024 0.1%

Yrnootaduwv

Evioyuon ouvbeonc Y/Z KAZSANAPAS e to 21.4 2024 2024 1.2%

Juotnua 150 kv

Evioxuon tn¢ aélomiotiac tpo@odotnong 21.7 2024 2024 0.1%

T™0¢ vrioou Avépou
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Aekaetec Mpoypauua Avantuéng Suotnuatog
Metaopac 2022-2031

3.8 IKANOTHTA AIAKINHZHZ 12XYOZ2 AI10 MONAAEZ ATIE 3TO 2YXTHMA - EPTA
ANATTYZHZ ZE KPIZIMEZ NEPIOXEZX

Onwc avadépetal kat otnv Evotnta 2.2.4.1, oto EXMHE Asttoupyouv orpepa Itabuot
Tapaywyng NAEKTPLKNG evépyelag and AME ouvoAlkng eykateotnuévng oxvog 7341
MW mepimou, oL onoiol cuvdEovtal o€ auTo eite aneubeiag eite péow tou Aktvou. H
napoxn nmpooPacng o€ SLOPKWG AUEAVOUEVO OYKO ITOOUWV Tapaywyng NAEKTPLKNAG
evépyelog amo AMNE péow twv OMNZ €xel WG AMOTEAEOUA OE TIOAAEG TIEPLOXEC TOU
EXIMHE ota uplotapeva Siktua 150 kV va epdavifovral cuvOnkeg cupudodpnong n/kot
«KOPEOHOU» avadoplka pe tn duvatotnta oLvOeonG VEWV ITABUWV Tapoywyng
NAEKTPLKAG evépyelag amd AME. Miwa meploxy tou EXIMHE Beswpeital «kopeopévn»
oTav 10 ABPOLoa TNG LOXUOG TWV ITOOUWV tapaywyng NAEKTPLKAG evEpyeLlag amo AMNE
oL omolol Bpiokovtal o AelToupyia ko auTwV oL omoiot €xouv AdBel ONZ (Bewpwvtag
€VOV OUVTEAEOTH TAUTOXPOVIOUOU TNG MOPAYWYNG) OTMOUELWHEVN KATA TNV TN TNG
eAaxlotng IATtnong nAEKIPIKAG €vépyelag umepPaivel tn Slabéolun kavotnta
UETOPOPAC TWV SIKTUWV TNG TTEPLOXNG. A TG «KOPESUEVES» TIEPLOXEG, KOOWE KaL YLt
QUTEG oTIg omoieg epdavilovtal ocuvBnkeg cupdopnong, o AAMHE mpoypappatilel
€pya evioxuong tou Zuotiuatog AapBavovtag umton Tnv mopeia TnG UAOTOLNGNG TWV
VEWV ZTOOUWV ava TepLox, UE OTOXO TNV aUENoN TNG LKAVOTNTOG TWV SIKTUWV KAl TV
Apon Twv MEPLOPLOPWV. MOAAA amd auTtd Ta £€pya £XOUV TIPOYPAUMATIOOEL edw Kal
OpPKETA Xpovia kal Bplokovtal Adn oe €€EALEN, MapA TIG apXLKEG KOBUOTEPHOELG OL
oroleg onuelwdnkav e€attiag SUoKOALWV oL omoieg adopouv KUPLWE Tt XWPoBETNoN
kat Tnv adelodotnon twv N.M..

211§ emopeveg Mapaypddous mapouoLAlETAL CUVOTITIKA N KATACTAON OTLG TIEPLOXEG OL
ornoieg epdavitouv ouvlrikeg oupddpnonc®, meplypddovtal Ta TPOYPUUUATIOUEVA
€pya ZuotApOTog Kal TapatiBevtal ol ektipunoslg tou AAMHE OXeTikd He TV
KOVOTNTO HETAdOPAC ETELTA ATIO TNV OAOKANPWON TWV TIPOYPAULOTIOUEVWV EPYWV.
Ta mapatiBépeva otolxeia anoteAovV TNV APXLKN EKTIUNON TNG TAENG peyEBouc tng
Loxvog n omola eival duvato va petadepBel anod ta Siktua pe aopalela, kabBwe n
OKPLBAC amoTipnon TNG KATAoTaonG e€aptaTal Kot oo MARB0g mopayoviwy oL omoiot
adopouv ta dedopéva tou oxedlacpol kABe £pyou (akplBEC onpeio cuvdeonc, LoxUG
JToOpoU, EKTIUWUEVOC OUVTEAEOTAG TOUTOXPOVIOMOU TOpaywYAG Twv ITabupwv
Tiapaywyrn NAEKTPLKAC evépyelag amo AME k.a.). O oxedlaouog tou AAMHE og otL
adopa ta avaykaio Epya yla TNV Apon TwV TIEPLOPLOUWY OTLC KOPECUEVEC TIEPLOXEG,
kaBwg kat n Stadwkaoia xopriynong MNpoodopwv ZUvdeong o ITaBUoUC Mapaywyns
NAEKTPLKAG eVEpyelag amo AME yivetal pe yvwpova tnv ehaxlotomoinon tng
OTIOPPUTTOUEVNG EVEPYELAG OO QUTOUC.

23 Eruonpaivetal, 6t n avdluon adopd pdvo thv NAEKTPLKA LKAVOTNTA TNE Amoppodnong TS Loxvog
KOl o€ Kaplo mepilmtwon 6 Bewpel TuXOV AANOUG TEPLOPLOPOUC OXETIKA UE TN GEPOUCA LKAVOTNTA LG
TeEPLOXNG (meptBaAAoVTIKOUG, KOWVWVLKOUG K.A.), TTapAyoVTEC oL omoiol ekPeVyoUV TOU EAEYXOU KAl TNG
oppodiotntag tou AAMHE.
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JTIC EKTIUAOELS OL omole¢ mapatiBevtal akoAoUBwg ylwa tnv KABe Teploxn €xeL

BewpnOel ouVTEAEDTIC TAUTOXPOVIOUOU TNG MAPAYOUEVNG LOXUOG arod Toug ZTabuoug

apaywyng NAEKTPLKAG evépyetag anod AMNE wg e€NG:

e [a ta A/M OMwG AUTOG TPOKUTITEL AMO TA LOTOPLKA OTOLXELD, €AV AUTA €ival
SlaBéotpa. Eav dev unapyouv Slabéoiua otolela, TOTe Bewpeital cUVTEAECTNAG
TaUTOXPOVIoHOU 85% mepimou.

e [watoug O/B Itabpouc Bewpeitol cUVIEAEDTHG TauTtoXPoviopuoU 100%.

Y€ KATOLEG TIEPLOXEG YL TLG OTIOLEG UTtAPXOUV SLaBEoua akpLBECTEPA OTATLOTIKA
otolxela AOyw TNG NdN HeEYAANG OUYKEVIPWONG ZTOOUWVY Tapaywyng NAEKTPLKAG
evépyelag amd AMNE (Melomovvnoog, EUPola, Iteped EANASQ, Opdkn), autd
eAndpOnoav undYPn otoug uoAoyLopoUG.

Mpémel va tovioBel, 6tL ol akoAoUBw¢ avadepOUeVES EKTIUNOELS apopouV LOVO TNV
kavotnta petadopdg tou EXMHE. To 6plo eykateoTnUéVNG LoXUOG amod Itaduoug
Tiapaywyng NAEKTPLKAG evépyelag amnod AlME tiBetal teAkad kot oo ) duvatotnTa g
opaAng Asttoupyiag tou cuvbuaopévou Zuotnipatog Mapaywyns - Metadopdg uno
peyaln Sieioduon ANME, W8iwe A/M kot O/B.

OL TepLOXEC OL Omoleg €xouv Xapaktnplobel wg «kopeoueveg» amo tn PAE eival n
EUBowa?* kat n Mehomdvvnooc®. Supdwva pe ta avadpepoueva otnv Evotnta 3.8.1,
ETELTA ATTO TNV OAOKANPWON TWV CUYKEKPLUEVWVY €pywV otnV EuPola (cuvdeon 150 kV
N. Madkpn - MoAumotapog - Notwog EUBola, KYT AABepilou kal ouvdeon tou oto
Juotnua 400 kV), mpogkue n Suvatdtnta yla tn ouvéeon VEWV ITAOUWV tapaywyng
NAEKTPLKAG evépyelag amod AME. Ytnv MNehomovvnoo ta opla tng Sleioduoncg twv
Jtobuwv yw tnv  Mapaywyrn NG NAEKTPIKNG evépyelag amod Tt AME
enavakaBopilovtal cUpudwva pe thv mpoodatn Anodacn tng PAE 663/2019 kot
ocUudwva e Ta avadepoueva otnv Evotnta 3.8.3.

Fevikotepa mpoPAnuata cupdopnong spdavilovral ot akOAouBeg MEPLOXEG TOU
EXMHE:

- Notlog EUBola kat Alacuvdedepéveg KukAadeg (adopa tn .M. KYT AABepiou

- Avbpog - Tvog)

- Bodpelog EUBola

- Mehombvvnoog

- Bpodyxog Tpoulnvioag

- Opadkn

- Mepupepelakég Evotnteg Kaotoplag - PAwplvag

- Xteped EAAGSa

- Notieg loviot Nroot

- Nepoxn Mecoxwpag - ZUKLAG

- Meploxn lwavvivwv

24 Antddaon tng PAE 96/2007
25 Antddaon tg PAE 699/2012 ka Artddaon th PAE 663/2019
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v‘v
£ad MNE
AV
ANESAPTHTOX
ABXEIPIETHE METAGOPAT
HAEKTPIKHE ENEPTEIAZ

AvOoAUTIKA oToLXEla yLa TNV KABe Tteployn mapatiBevtal otig emopeveg Mapaypadoud.

3.8.1 Nota EvBoia kat vnota KukAabwv

Inuepa otn Notwa EBola otoucg Y/2 katd pnkog tng .M. 150 kV AABEptL - Kapuaotog -
ABadLEwg kattnv TAvo (ouvdeon umo M.T.) Aettoupyouv A/ eyKaTECTAUEVNG LOXVOG
245,43 MW kabwg kat 7,3 MW O/B kaBLotwvtag autd To KUKAWUO KOPECHUEVO. ZTNV
idla meploxn Aettoupyel ouykpotnuo A/M ouvoAkng toxvog 154 MW to Omolo
ouvOEeTal e avefdptntn OMOKAELOTIKN) oUvdeon oto uotnua TNG ATTKAC (KYT
MaAAAvng), evw Bplokovtal o oL ot ONZ f/kat ot ZupPdoelg TUvdeong oto TuoTnua
yta 8Uo (2) akoun cuykpotrpata A/M cuvoAlkng toxvog 385 MW e apOpoLo Tpomno
w¢ TtPOoG TN ouvdeon toug ota KYT Aaupiou kat NMaAARvng.

Mo tnv evioxuon tou Zuotruatog tng Notiou EuBolag €xouv teBel o Asttoupyia véa
‘Epya Metadopdg, ta omoia mep\appfAavouv TNV KATAOKEUN TNG VéEag ouvdeong
SutAoV  kukAwpato¢ 150 kV Néa Makpn - MoAumdtoapog - Nota EuUBola
(oupnmephapBavopévwy kot dUo unoPpuyxiwv kKaAwdiwyv, oMW meplypadovtal otnv
Evotnta 3.3.3) kabwc kot TNV Kataokeun Tplwv véwv Y/2 150 kV/MT otn Notwa EuBola
Kall evog otn Notia Avdpo yla tn cuvdeon véwv A/M otnv meploxn. Ta €pya ta omoia
adopouv 1o SUMTAG KUKAWUA oAokAnpwOnkav eviog tou 2015 kal kataokeudoOnkav
QTTOKAELOTIKA Yla T oUvdeon pépoug Twv adelodotnuévwy A/MN oe votia EVPBola kat
Av6po cuVOALKNA G Loxuog 380 MW - 400 MW ta omoia eptlappdvovtal otov Mivaka
1 Twv Xpnotwv tou Epyou «Xuvdeon N. Makpn - MoAumétapog kat Aiktuo YPnAng
Taong Notwag EuBolag». Autd ta €pya vAomolOnkav anéd tov AAMHE kot to K6oTtog
TOUG €XEL avakTnBOel Katd To PeyaAUTEPO UEPOG TOU cUUdwva pE TNV Altodacn tng
PAE 904/2011, 6nwg autr Tponomnolnonke amno ti¢ Anopdoelg tng PAE 155/2012 kot
452/2015 kaBwg kat amd toug Noupoug 4447/2016, 4513/2018, 4585/2018,
4618/2019 kat 4639/2019. Vudwva pe tic mpoavadepbeiosc Amoddoelg tng PAE,
elxe ekb00Oel n M2 ywa 28 A/M oUVOALKAC eyKaTeOTNUEVNG Loxvog 375,7 MW oe N.
EUBowa, AvSpo kat TAvo. Inuepa Asttoupyouv A/ oxvocg 278 MW ta omola elvort
ouvbedepéva oe auto to Epyo evw yla emumAéov 88 MW é€xouv umoypoadel ot
JupBaoslc 2Uvdeong oto Zuotnpa Katyia 21,6 MW £xeL 500l ON3Z.

2116 KukAdbdeg, émetta amno tnv oAokAnpwon tng A’ @daong tng dtacuvdeong Toug, Ta
vnold Avépoc, 2Upog, MUKovog, kat Mapog Aettoupyolv cuvdedepéva oto EXMHE evw
ouvdéovtal pe auta pEow Siktvou Méoncg Taong ta vnolwd Trivog, Avtimapog,
Ixowouoa, Koudovnot, HpakAeld, log, Zikivog MoAéyavdpog. ITo HEANOV avauEVETAL
va teBolv oe Aettoupyia Ta €pya Ta omoia evtdacocovtat otnv A° ddaon tng
AltaoUvdeong Twv KukAadwv. Xto mAaiolo Twv £pywv tng B’ ddaong tng Atacuvdeong
TwV KUKAASWV 0AOKANPWONKE N AVIKOTAOTAON TwV UTIORPUXIWV KoAwSiwy yla Ta
tunpata AtBasdt - Avdpog kat Avépoc — TAvog kaBwg emiong ot Stacuvdéoelg MNapog —
Na€og kat MUkovog — Na€og evw oto mAaioto tng I’ paong ohokAnpwOnke n deutepn
Sdltacuvdeon Aavplo — Zupog (I ddon). Me tnv €vtagn autwy Twv €pywv oTo ZVoThUA
Slvetat n Suvatrdtnta NG ONUAVIIKAG avantuéng VvEwv ZTabuwv mapaywyng
NAEKTPLIKAG evépyelag amo AME otnv mepoxr). Me Baon oxetkn Siepevvnon ta
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neplBwpla avantuéng véwv povadwv AME avefdptnta amd tnv texvoAloyia toug
Sivovtat otov M. 22.

M. 22: Avvatotntes avantuéng véwv povadwv AlE ota vnola ouykpoTHUATOG
Bopetwv KukAadwv ue tnv oAokAnpwon A’,B’ kat " paonc¢ dtaouvdeonc

Nnoi MeplBwplo avantuéng véwv povadwyv ANE
4 (eykateotnpévn Loxv oe MW)

Avbpog 2%

Trvog

JUpog

Mapog 160

Mukovog

Nagog

ZUvoho 232

AkoAoUBw¢ n oAokAnpwon tng A’ dpaong tng Staocvvdeong Twv KukAadwv Ba dwoel
Suvatotnta avantuéng povadwv AME ota vnold twv Notiwv kat Autikwv KukAadwv.
ITNV TEPUMTWON auTH TA OUVOAIKA TeplBwpla avamtuéng véwv povadwv ANE
avegaptnta amnod tnv texvoloyia toug divovral atov Mv. 23. TENOG emonUaiveTaL OTL
evbexouevn avamtuén yewBepuiog otn MNAO AMOUELWVEL LOOTIOCO TO TIEPLOWPLO
avantuéng mopaywyng amd povadeg AMNE oto ouykpotnua twv NOTLOSUTIKWV
KukAddwv.

M. 23: Avvatotnteg avantuéng véwv povadwyv AlE ota vnotd KukAadwv ue tnv
oAokArjpwon tc A’ paonc dtaocuvdeong

Nnoi JUVOALKO MeplBwpLo avantuéng véwv
n povadwyv AME (eykateotnuévn Loxy oe MW)
Avépog 2927
Tnvog
0pog
Mapo
POt 160
Mukovog
Nagog
Javtopivn
Doléyavdpo
: \4 pog 100
MnAog
YépLdpog
Juvolo 332

26 Mpdkettan ya povadeg AME pe ONZ
27 NMpdkettan yia povadec AME pe ONZ
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3.8.2 Bopeia EvBoia

Ye OTL adopad TNV LKAVOTNTA TNG armoppodnong TG LoxUog TwV ITOOUWV TTapaywyng
NAEKTPLIKAG evépyelag amd AME amo to Zuotnua tng EuBoiag Bopeiwg tng meploxng
Tou AANBepiou €xel kataokevaoBel véa .M. 400 kV (pe KOAWSLOKA TUAMOTA) YLl TN
ouvbeon tng Movadag AAIBEPI V tng AEH A.E. oto Zuotnua péow tou KYT AABepiou
Kol €xel kataokevaoBel and tov AAMHE n mAeupa 150 kV autou tou KYT yla tnv
€€UTINPETNON TWV AVAYKWV TOU ZuoTthpatog. EmutAéov €xel mpoypappatiofel n
avaBabuion tng kaAwdakng cuvéeong KYT AABepiov (pHéow ApapuvBou) - Y/I
KaAdpou pe véo umoPpuxio koAwdio 175 MVA kal B€on os mapdAAnAn Asttoupyia
Twv 800 moAawwv uvdlotapévwy KaAwdiwv wkavotntog 125 MVA ékaoto (Evotnta
3.3.3). H kataokeur tou £pyou BploKeTal 0 MPOXWpPNHUEVO oTASLO.

Ta npoavadepBevTa €pya EMTPEMOUV TN CUVEECN TWV VEWV ITAOUWV TOPAYWYNG
NAEKTPLKAG evépyelag amo AME tng tagng twv 340 MW £€wg 410 MW otnv euputepn
nieploxn kat Bopeiwg tou KYT AABeplou, avaloya pe Tnv TomoAoyia tng cuvdeong Kat
NV texvoloyia twv AMNE (un cupmeplapPfavouévwyv 210 MW mepimou ta onoia
gvtacoovtal oto Epyo «XUvdeon N. Mdakpn - MoAunotapog kat Aiktuo YPnAng Taong
Notlag EuBoLag»). ZNUELWVETAL WOTOO0O OTL Tpoodata Ztabpotl AMNE cuvoAkng LoxVog
333 MW nou Ba eykataotabouv otn Ikupo €Aafav pn OMZ oto ZUoTNUA HECW TNG
mAeupdg 400 kV tou KYT AABepiou. ZnUelwveTal OTL o€ KABe Teplmtwon to €pyo
Slaolvbeong EUBola-ZkUpog Ba mpoxwpnoel eite amokAelotikd and tov AAMHE
oclUudwva PE Ta 0ca avadEpovTal oTa TPONYOUHEVA Kal o€ auto to AMA (svotnta
3.4.10), eite péow ouvepyaciag pe tov Moapaywyd TPOKEWWEVOU va Yivel pia
Sdlaolvdeon oto vnoi, pe tov AAMHE va eivat appodiog yla tnv Staknpuén twv
OXETIKWV €pywV TG Slaocvvdeong.

3.8.3 MeAomndvvnoog

Me tnv Amodaon tng PAE 699/2012 to Siktuo petadopdc tng Melomovvrioou,
TEPAOLBOVOUEVOU KL TOU TUARHATOG Tou EXMHE katdavtn tou KYT Koupouvdoupou,
Xapaktnplobnke wg meplox UE KOPeOPEVO SikTUO yla amoppodnon Loxuog amo
otaBuoug AME. Itnv i6la Amodaon avadépetal we 6plo achaAouc amoppodnong
Loxvog amnod otabuouc AMNE ot onolol cuvdEovtal oto SikTtuo peTadopdg Kal SLUVOUNG
¢ meploxnc ta 1900 MW.

Ewg tov Maptio 2021 otnv MNehomdvvnoo Kal ota KUKAwpato kotavtn tou KYT
KoupouvdoUpou n ouvoAikr) Seopeupévn oxug amd toug otabuoucg AME kat o
OUYKEKPLUEVA N OUVOALKN LoYXUG Twv oTaBuwv oe Aettoupyia, pe ZUpBaocn Tuvdeong
07O JUoTNUO Kal auTwy He OMNZ avépyetal oe 2015 MW. Ze autr) Tnv oxL Ba mpémet
va TIPOoopETPNOel Kal emumAéov oyU¢ lon pe 50 MW, 8eb6opévng tng mpoBAedng tou
Nopou 4546/2018 yia TtV Katd TapéKKAon xopnynon Mpoodopwv ZUvSeong os
otaBuoug ANE mou mpokeltal va Asltoupyrioouv amod Evepyslakec Kowvotnteg tou
Nopou 4513/2018, kabwg kol oc OTABUOUG QUTOMAPAYWYNG HE EVEPYELOKO
oupPndLopo, | €KOVIKO evepyelakd ocupPndlopnd, ylo CUVOALKH LoV €wg TO
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npoavadepbév LYo, otnv mepLoxn otnv omoia avadépetal n Anddaon tng PAE
699/2012. JUVENWC N CUVOALKA SECUEVHEVN LOXUC Ao Toug XTabpoucg AMNE avépyetal
og 2075 MW.

H eykatdotaon otabuwv AMNE otnv MNelomdvvnoo KaBLOTA TNV TEPLOXN EVTOVWG
e€aywylkn kat nén sudaviletal pory LEYAAWV MOCOTATWV LOXUOG KUPLWE TPOG TNV
ATtk Kal SeuTepeLOVTWG TPoG tn Autikn Zteped EAAGSa kot T ZdkuvOo,
OUYKPLWOLEVWYV UE Ta UEYEDN TwV TOTKWY GopTiwv. ZUUPWVA PE TIG UEAETEC TIC
OTIOLEC €XEL EKTIOVIOEL OE HLO TIPONYOUUEVN TEPLIOSO O ALOXELPLOTAG TOU ZUCTAUATOC
[26] aAAa kot pe veotepeg PeAETes katl AapBavovtag urtoyn eUAOYEG EKTIUNOELS yla
TOV TOUTOXPOVLOMO TNG Ttapaywyn¢ Twv otaduwv twv AME, n cuvoAlkn SeoUeVEVN
LoxUG amd otabuoug AME e€avitAel 10 udlotapevo TeplOWPLO TIPOKELUEVOU vV
€ANQXLOTOTIOLELTAL N ATIOPPUTTOUEVN EVEPYELQ OO TOUG OTABOUC AUTOUG.

Me tn Stacuvdeon tng mAsupag 400 kV tou KYT MeyaAomoAng pe t .M. 400 kV KYT
Alotopou - KYT AxeAwou, n omola avapévetal va €xel oAokAnpwBel evtog tou 2021, n
HEYLloTN EMITPEMOUEVN EYKATECTNUEVN LOXUE oo Toug otabuoug AME n omoia ivatl
duvato va ouvdebel aodpalwg oto Siktuo Tng NeAomovvroou Kal EAAXLOTOTOLEL TNV
QTTOPPUTTOUEVN EVEPYELX ATIO AUTOUG TOUG oTaBUOoUC ekTIUnOnKe amno tov AAMHE oe
1700 MW £w¢ 1900 MW kat géaptdtal and tn B€on TG €yKATACTAONG KAl TNV
TomoAoyia tng ouvdeong twv véwv otaBuwv AME oto diktuo tng meploxng. Me tn
deutepn Slaolvdeon Tou Zuothuatog tng MeAomovvricou ota 400 kV (KYT
MeyaAomoAng - KYT KopivBou - KYT KoupouvdolUpou) ektipdtatl ot Ba auénbel
emunmA€ov to nmpoavadepBEv dplo og 2.000 MW £€wg 2.200 MW.

H npéodatn Anoddaon tng PAE 663/2019 avampooapuolel To 0plo th¢ achaAolg

arnoppodnong twv 1900 MW (to onolo t€0nke pe tnv Anodaon tng PAE 699/2012),

ano otabuoug AME ol onoiot cuvdéovtal oto SikTuo PETAPOPAC Kol SLAVOUAG TNG

MeAomovvroou, og 2330 MW, ta omola Katavepovtal cUUPwVa LE TO EKMEGPACUEVO

EMEeVOUTIKO evlladEpov oE:

e 1200 MW armno AloAwkoUc taBpoulg

e 900 MW amné OwtofoAtaikolg ZTabuoug

e 100 MW amo MikpoU¢ YéponAektplkoU¢ StaBuoug

e 80 MW amd ZItaBupolug¢ Bioupalag, Bloaepiou, lewBepuiog, HAL0BepuKoUC
YtaBbuouc kat Movadeg SHOYA

e 30 MW (mAfov 50 MW) amo otaBuoug AME onwc mpoBAEmovtat amo Tic dtataselg
¢ map. 2 tou ApBpou 60 tou Népou 4546/2018.

Ye ouvéxela Twv TpoavadepBeéviwy, ekdidovtal amd toucg Aaxelploteg OMI oe
otaBuouc AMNE cupdwva PEe ToV eViaio KATAAOYO TWV EKKPEUWV ALTHCEWV OTIWE OLUTOC
dnUooLeVETAL OTIC LOTOOEAISEG TWV ALAXELPLOTWY, KOL LEXPL TOU CUVOALKOU 0plou Twv
1900 MW ol omoieg nepthapBavouy Tov eL81kd 0po:

«ZUuPwWVa UE TOUC 0pou¢ tnc nmapovoac lMpoopopac Suvdeanc n AAMHE A.E., yia

Adyouc¢ aopdleilac Asttoupyiac Tov JuoTiuaTog, SEV eyyudtal TNV amoppoenon te
TIAPAYOUEVNG EVEPYELAC TOU oTtaduoU Ewg TNV 0AOKANpwon Ttou Epyou TNg
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Staxouvbdeonc tng mAsupdc 400 kV tou KYT METAAOMNOAHS ue ™ .M. 400 kV KYT
AISTOMOY - KYT AXEAQOY. Emionuaivetat O0tt o kade MepiMTwon LOYUoOUV oL
Startaéeic tou ApBpou 56 tou KAS ».

A6 ta 1900 MW éwg ta 2310 MW Ba ekdidovtal ONZ otig onoieg Ba mephapBavetal
0 €L81KOG 0POG:

«ZUuwWVa UE TOUC 0pouc tn¢ nmapouvoac lNpoapopac Suvdeonc n AAMHE A.E., yia
Adyouc aopalelac Asitoupyioc Tou SUOTHUATOC, SEV EYYUATAL TNV AITOPPOPNOCI TNG
TTOPOAYOUEVNC EVEPYELXC TOU oOTaduoU EwC TNV O0AokAnpwon Ttou Epyou Tn¢
Staouvdeonc tnc mAsvpac 400 kV tou KYT MEFAAOMNOAHS ue t M. 400 kV KYT
AISTOMOY - KYT AXEAQOY kadwg kat pe tnv mAsupa 400 kV tou KYT
KOYMOYNAOQOYPOY uéow tou véou KYT KOPINOOY. Emionuaivetatr OtL o€ kade
niepintwaon toxyvouv ot diataéels tou Apdpou 56 tou KAZ».

‘Ewg 10 TéAo¢ Maptiou 2021 oe edpappoyn tng amodaong PAE 663/2019 ywa tnv
neploxn tng Nelomovvrioou katavtn tou KYT Koupouvdolpou, eixav ekdoBel amo
TOUG ALOXELPLOTEG TOU TUCTAMATOG Kol Tou Alktuou OMMZ ouvoALKn G LoxUog mepimou
800 MW.

To meplBwplo ocuvdeong véag Loxvog otabuwv AME kat ZYOHA oe sdapuoynq g
anodaong PAE 663/2019 Sivetal otov mapakatw mivaka (oe MW):

M. 24 MepiBwptlo ouvdeonc véacg toxyvoc otaduwyv AlE kot ZHOYA oto biktuo tnc
MeAomovvrioou kat oto tunua tov EXMHE katavtn tou KYT Kouuouvdoupou

/B A/N MYHS BIOM/BIOA/SHOYA | YNOAO (MW)

124 17 59 65 265

210 apeco péAov oto Siktuo tng Melomovvrioou Kal oto TURpa tou EXMHE katdavin
Tou KYT Koupouvdoupou Ba StapopdpwbBouv véeg ouvOnkeg (Atacuvdeon tne Kpntng
pe tnv MeAomodvvnoo, 2uvdeon tng Néag Movadag Il) kat mibavov anatteital va yivouv
véeg Bewpnoelg o OtL adopad tn Asttoupyia Twv Bepukwv Movadwy KoL To amoSeKTo
opLo aodaloug anoppodnong Loxuog amnod otabuoug AMNE. MNa tov Adyo autdé o AAMHE
ETUKOULPOTIOLEL TLG LEAETEC YLOL TOV UTIOAOYLOUO TOU 0piou TN aodaAoug amoppodnong
LoxLog amnd toug otabuoug AMNE unod TG VEEC cuvOnKeg Kot TtapadoxEC. XTo mAaiolo
auto eetaletal emumpoobétwg ywa tn véa .M. 400 kV KYT KopivbBou — KYT
KoupouvdoUpou n xpron UMEPOYWYLLWY OYWYWV LE TOUG OTIOLOUG TIPOKUTITEL AUENnon
™G peTadopkig tkavotntag t¢g .M. og oUyKplon Pe TOUG KOWVOUG aywyout. XTtnV
TEPUMTWON aUT avapéveTal Mepaltépw avénon tou mneplbwpiou aodpaiolg
anoppodnong Loxvog anod otabuoug AMNE otnv neploxn tng MeAlomovvroou.

Extog Twv mpoavadepBevtwy INTNUATWY KOPESUOU Tov omoio epdavilel to diktuo
petadopag tng Nelomovvoou cuVoALKd, TpoBARpaTa KOPECSUOU epdavilovtal Kot
TOTIKOL OE OPLOMEVEG TTEPLOXEG TOU SIKTUOU peTadopdg tng MNelomovvioou (Kupiwg
otnv mepLoxn ¢ Tpownviag kat Seutepevovtog tng Mavng), Ta omoia dev aipovrat
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HE TNV €éviaén TwV TPOYPAUUATIOMEVWY Epywv Twv 400 kV Tto omoia
npoavadepbnkav. O TOMIKOG KOPEOUOC OVTIUETWIIIETAL ME ETUUEPOUG Epya
evioxuong oto Zuotnua twv 150 kV.

3.8.3.1 Bpodyog Tpoulnviag

H meploxn tng Tpoulnviag e€unnpeteital amno to Bpoxo Kopvbog - MéBava - Kpavidt -
Apyocg |, o onolog amoteAeital amnd tn .M. 150 kV amAoU KukAwpatog eAadpou TUTou
LE TIEPLOPLOUEVN LKavOTnTa MPeTadopdg (Bepuikd oplo 115 MVA). Itnv meploxn
Aettoupyolv A/ OUVOALKNG E€YKATEOTNUEVNC Loxvog 209 MW kat @®/B Stabuot
OUVOALKN G LoxUog 15 MW. Z0pudwva pe ta mpoavadepbévta, n meploxn epdaviletat
KOPEOUEVN. Ma TNV APON TOU KOPECUOU E£XeL Mpoypappatiofel (Evotnta 3.3.11) n
avapaduion tou Bpoxou pe tnv allayn Tou aywyol amo eAadpol TUTIOU O aywyo
HE aunpévn avotnta petadopdg (Tumou Z), n omolo avapéVeTal va auEnoeL Tnv
LkavotnTa TG anoppoddnong tg Loxvog twv AME otnv neploxn oe 230 MW nepimovu.
Emonuaivetal 0Tl n eykataotacn Twy VEWV aywywv (TUTIou Z) amaltel EAAXLOTo XPOVo
OUYKPLTIKA e TNV Tubavr avaBabuion (8otL xpnoluomolovvtal ot UdLoTAHEVOL
niupyol).

3.8.4 Opakn

210 Z0oTNUa TNG OpAKkng Emelta and tnv oAokARpwaon Twv €pywv T avaBaduiong
¢ .M. laopog - Opeotiada anod B oe 2B/150 kV, oto tuiua anod to onueio tou KYT
N. Zavtog €wg to onueio ocuvdeong tou Y/I Matpldpxn 800nke n duvatotnta TNG
aKTWwIKAG ocuvdeong oto KYT N. Zavtag tng Uong oxeboOv aloAkng mapaywyng tng
TIEPLOXNG allpovTag £TOL TO TTPOPBANUATO TOU KOPESHOU 0TO KUKAWUA UETAEL Tou Y/
Opeotiadag kat tou KYT N. Zavtag.

Eniong, ta mponyoupeva €tn oAokAnpwOnke n kataokeun tou KYT N. Zdvtag kat tng
.M. duthou kukAwpatog 400 kV KYT Aaykada - KYT OWinnwv (Evétnta 3.3.1). H
Aettoupyia tou KYT N. Zavtog pe tn onuepwvn tou avamtuén, Sivel tn duvatotnta
anopaotevong mAsovalouoag Loxuog amno Tig AME mpog ta kukAwpata twv 400 kV g
Ta€Ng Twv 250 MW £€wg 300 MW. 'Hén oto KYT kot otoug Y/2 pe aktwiky ouvdson oe
auTo, mephapBavopevwy twv Y/Z Matpldpyxn kot Kéxpou Asttoupyoulv 262 MW, svw
38 MW £xouv OMNZ, e€avtAwVTOG O KATIOLEG AELTOUPYIKEC KATAOTAOELG T duvaTtotnta
auth. H mpoypappatiopévn enéktaon tou KYT N. Zavtag, e tnv eykataoctacn Suo
erumAéov AM/Z, Ba srutpéPel tn olvvdeon twv A/M otnv meploxn tng OpAakng
OUVOALKNC EYKOTEOTNUEVNG LoXVUOC TNG taénc tTwv 700 MW (udlotapeva onuepa,
adelodotnuéva kat véa). EKTO¢ autwy, N oAokKARpwaon TnG KaTaokeung tne M.M. 400
kV KYT Aaykada - KYT QD innwv auéAavel mepLOcOTEPO AUTO To OpLo ota 900 MW. tnv
KatevBuvon mepatépw avénong tTng wxvog amd AME otnv Tmeploxn, EXeL
TIPOYPAUUATIOOEL N Kataokeu TNE VEa StacuvdeTikng .M. amd tn N. Zavta mpog
Maritsa otn BouAyapia n omoia Ba BeATlwoeLl TIC oUVONRKEG TNG AslToupylag otnv
TIEPLOXN TOU KOLWVOU OUVOPOU TWV TPLWV XWwpwV, KabBwc emiong kat n evioxuon tou
Bopeiou afova pe véa .M. KYT Néag Zavtag — KYT QW immnwv.
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MapdAAnAa, n oAokAnpwon tn¢ avapfaduiong tng .M. 150 kV AAe€avépoumoAn -
Opeotiada o SuTAoU KUKAWHOTOC Pap€og TUMOU, EMITPEMEL TNV EYKATAOTAON
erunAéov A/N oto Siktuo 150 kV ota votia tng eptoxng (F.M. 150 kV AAe€avdpoumoin
-laopog). ZApepa o auto to Siktuo Asettoupyouv cuvbedepéva otn M.T. kat otn X.T.
80 MW, evw €xouv deopeutiki mpooBaon 30 MW kat pun deopeutikn npocPacn 210
MW.

3.8.5 [lepupepelakég Evotntes Kaotoplag - DAwpivag

MNpdéodata oto SuTKO Kuplwg TuApa Twv Nepidepelakwy Evotntwv OAwplvag Kat
Kaotoplac £xet evtaBei to evbladEpov yia avamtuén A/MN kot /B Itabuwv. H eploxn
efunnpeteitat amd éva Ppoxo 150 kV amlou kukAwpatog ehadpoul tumou (KYT
MeAitng - DAwpwva - Kaotoptd) kat amo 1o KUKAwpa KYT Apuvtaiou - KYT MeAitng pe
TIEPLOPLOUEVN LKAVOTNTA TNG HeTadopag (Beputkd oplo 115 MVA). Ito Bpoxo KYT
MeAitng - OAwpwa - Kootopld AsttoupyoUv eykateotnuévol 2tobuol twv AMNE
neplapBavopévwy kat Twv cuvdedepévwv O/B ota tomika diktua tg M.T., 1oxUog
108 MW, evw Bpiokovtal oe loxV ol ONZ kat ot TupPBacelg Tuvdeong ya 113 MW,
ErmunpooBeta, otig Mepipepelakég Evotnteg tng Kaotopldg kat tng OAwpLvag €xouv
ekb00Bel Adeleg Napaywyng HAektpkn g Evépyelag yia A/ GUVOALKNG LOXUOG APKETWV
ekatovtadwv MW. Me autd ta SeSopéva KaL Tn onUEPLVR TOToAoyia TOU ZUCTAUATOG
otnv meploxn e€avrtAeital n duvatotnta NG anoppodnong TG EMUTAEOV LOXUOG amod
TI§ ANE kat epudaviletal KOPpECUOC.

‘Eva mpwto UETPO yla TNV APCN TOU KOPECUOU €ival n uAomoinon tn¢ eVOAAXKTIKAG
tpododotnong twv Bondntikwv tou AHZ MeAitng onwg avadépetal otnv Evotnta
3.3.20 yia tnVv omola €xeL MPoypAUATIOOEL n Kataokeun tng véag .M. B/150 kV KYT
MeAitng - QAwpva. H .M. Ba cuvdéeL tov Y/ OAwpLvag He To SeUTEPO KUKAWHA TNG
niadotdg M.M. 2B/150 kV KYT MeAitng - Bitola to omoio eivat amnevepyomnotnuévo (n
TPOEKTAON TOU Ttpoc T Bitola £xetL amoénAwOel). H véa cuvdeon tou Y/ OAwpvag Ue
0o KYT MeAitng €xel AndBel unoyn o NI avadopikad pe to meplBwplo €yxuong 30
MW oxvog emumAéov, amod T AME, oto KUKAwpa TG Kaotopldg. Itnv mepLoxn
nipoypappatiletal eniong os deUtePo Xpovo n avapaduion tou Bpoxou OAwpwva | -
OAwpwva Il - Kaotopld - MtoAspaida Il (Eopdaia) - NtoAepaida | and E/150 kV ot
2B/150 kV. H avapaduion autr Ba dwoel enutAéov neplbwplo cvvdeong 150 MW
Loxvocg amno ANE.

Eneldn otnv meploxn vdiotatat toxupo cvotnua 400 kV €xel mpotabet Sia twv Mn

Oz n oUvédeon onuavtikn wxvog ano T AME ota udlotapeva KYT (Apuvtaiou f/kat
MeAitng) dia Twv véwv ameuBeiag .M. 150 kV.

3.8.6 Zreped EAAada

Ytn Notwo teped EANGSQ, WOlaitepa KaTtd pKog TnG Bopeiou akthg tou KopvBlakou
KOATIOU, €xeL moapatnpnBel peydAo evdladépov yla tnv gykatdotacn ZTabuwv
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TIOPAYWYNG NAEKTPLKAG evEpyelag amd ANE, kupiwg amd A/MM. Ztoug Y/Z Katd HUAKog
g .M. 2B 150 kV KYT AxeAwou - KYT Alotopou €xouv eykataotabei A/ cUVOAKAG
Loxvog 186 MW kat Aoutoi ZtaBuoi AMNE cuvoAikng toxvog 8 MW. MapdAAnAa, €xouv
ek600ei ONZ yia ta A/MN cuvoAikng toxvog 113 MW, evw ot pun ONZ avtiotolouv oe
226 MW mepinmou. Ektipdrtal 6t o avtd tn .M. 150 kV (KYT AxeAwou - KYT Alotopou)
elvat Suvato va ocuvdeBouv erumAéov AME cuvoAkng Loxuog 40 MW mepinou.

210 Bopelo Kal oto votlo KUKAwpa 150 kV tng .M. 2B 150 kV KYT Aiotopou - KYT
KoupouvdolUpou ol Aettoupyouvteg Ztabuol ywa tv Mapaywyn tng NAEKTPLKAG
evépyelag amo tig AME sival 180 MW kat 196 MW avrtiotolya, evw ot OMNZ esivat
OUVOALKA 50 MW KaB1oTwvTag auTA To KUKAWUATA KOPEGHUEVA. ITNV KOVTLVI TIEPLOXNA
SLEpxetal To KUKAwHA Y/Z Ixnuatapt - Y/Z Onpa - Y/ Kwnaida - KYT Adpupvag pe
63,9 MW AL0AKNG LoxUog o€ Asttoupyia, 127 MW ®/B oxvog oe Asttoupyia kat 46
MW ONZ twv Itabuwv ya tnv Mapaywyn TN NAEKTPLKAG eVEPYELAC amo T AME un
ETUTPEMOVTAG TNV OPLOTIKA IPOGBACN 0€ AUTO TWV VEWV £pywV Twv AMNE. 2TO YELTOVLKO
KUKAwWa To omoio Stépyetal amo toug Y/2 YAIKNG kot KOKKIVoU, €lval EyKATESTNUEVA
kat Aettoupyouv 48 MW ®/B kat 52 MW A/ evw €xouv 0pLOTLKN TtpOcBacn EMUTAEOV
83 MW BO£tovtag To 0 KOTAOTAON KOPESHOU OTAV ETIKPATOUV CUVONRKEG OMou Ta
doptia mou e€umnpetolvTaL Ao TO KUKAWUA Elval XapunAd.

JUpdwva pe ta mpoavadepbévia 1o Zvotnua otnv Mepubepelaky Evotnta tng
Bowwtiag epdaviletal katd tomoug kopeopévo. H mo evbedelypévn Avon yla t
olvéeon twv adelodotnuévwy A/M eival n cUVEECN TOUC O€ TILO ATIOUAKPUOHEVOUC
Y/Z Bopelotepa Kal LEOWw TNG eMéKTtaong tou KYT @iofng, n omnola Bpioketal nén oto
oTAdL0 TNG KATAOKEUNG yla T ZUvdeon Twv Ztabuwv Twv AMNE ¢ MEPLOXAG.

3.8.7 NOtieg loviot Noot

Jto XUotnuo twv Notiwv loviwv NnRowv (Kepohovid, ZakuvBog, Aegukada)
Aewtoupyouv onuepa 122,71 MW AMNE. Ano auta 112,5 MW ocuvbéovtal otnv
Kedalovia, 8,97 MW otn ZakuvBo, 1,22 MW otn Asukada Kot €(0UV SECUEUTIKN
npooBacn 12 MW enutA€ov. JUVETIWG oTNV eploxn £xouv mpooBaon AME cuvoAkng
EYKATEOTNUEVNG LoxVOC 134 MW, LoxUG n omola eival KATw aro To 0pLo TN acdaAolg
Sieioduonc to omolo €xel ekTLNOEL yla TNV TTEPLOXN KoL €lvat TN TAENG Twv 170 MW.

MeTd tnv oAoKANpwaon Kal tn Aettoupyia Twv avaBoabuicswv nou mpoBAénovral péoa
otnv gpxouevn dekaetia (Evotnta 3.4.4) 6a pmopouv va cuvdeBouv enutAéov 100
MW kupiwg ota Sdiktua tng ZakuvBou kat tng Asukadac. H 1oxug autr) wotdco Ba
TIPEMEL va emovekTiunOel oto péEAAoOv kaBwg n Asttoupyia tou Ppodxou loviwv
ouVaPTATAL PE TN AETOUpyla TOU TuoThuatog T MeAomovvroou Kot TNG AUTIKAG
EANGSaG yevikoTepa.
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3.8.8 [lepioxn Meooywpag - SUKLAG

JToug opelvolC Oykoug TG meploxns (Aypada - Tloupépka) €XEL TpoypappaTIOOEL
amo HAKPOU XPOVOUu N Kataokeurnp tou YHI Jukidg, toxvog 120 MW, esvw E£xel
oAokAnpwOetl n kataokeun tou YHZ Meooxwpag, Loxvog 160 MW, aAld dev €xelL teBel
oKoOun og Aettoupyia. H kataokeur) tou YHZ ZUKLAG OUVOPTATOL LE TNV EKTPOTI TOU
TOTAMOU AxeAWOU Kal n Katookeun tou eival aféBaiwn. Evtog tou 2021 o YHI
Meooxwpag éAape OMN2 kat Oa cuvdebel otov udlotapevo Y/ Mecoxwpoag.

JAuepa oto KUKAwpa KYT Apdxbou - Meocoxwpa — Znueio XUvdeong ZUKLAG
Aettoupyouv AMNE ocuvoAikn¢ woxvo¢ 67 MW, evw oxbouv ONZ otov YHZ AuAakiou,
OUVOALKNA G LoxUo¢ 30 MW. ZTnVv mepLo)r UTIAPXEL EVTOVO EVOLOPEPOV VLA VEEC LOVADOEG
AME (MYHZ kat A/N) kot €xouv ekdoBel dN un ONZ yla Ztabuoug yia tnv Mapaywyn
NG NAEKTPLKAG EVEPYELAG Ao TG AMNE cuvoAlkng Loxvog 67 MW kabwg kat évag YHZ
Loxvog 83,6 MW. H meploxr) €fumnpeTeital €W KoL CrUeEPa amo to KUKAwpa KYT
ApaxBou - Meooxwpa, To omoio anoteAeital anod aywyo tumou (B) unkoug 41,5 km
N Suvatotnta anoppodnong Loxvog tng Tagng twv 170 MW cuvoALka.

Mo tv mMARpn amnoppodnon tng wxvog amod tig AME kat toug YHI otnv meploxn
Meooxwpag - ZUKlag, ival amapaitnto va oAokAnpwOouv n TMPOYPAUUATIOUEVN
kataokeun ¢ .M. 150 kV duthov kukAwpatog Bapéog tumou (2B) KYT ApaxBou -
Inueio ZUvbeong Zukidg koL tng .M. 150 kV amAol kukAwpatog Bapéog Tumou AUAAKL
- Znueilo Zuvdeong Zuklag. Exel ohokAnpwOel to tuApa twv 19 km tng .M. 150 kV
Meooxwpa - Inueio Z0vdeong Zukldg, £€wg To onueio TG ouvdeong Tou véou Y/2
Aulakiou. H ohokAnpwaon tng .M. KYT ApdxBou - Znueio Zuvdeong Zuklag Ba avénoet
TO OpLo amoppoOPpnong LOXVUOG amod Toug oTabpoUg TNG TEPLOXN G CUVOALKA Ttepimou 400
MW.

Aebopévou NG avavéwong Tou evlladEpovtog ylo TN Aswtoupyio tou YHZ
Meooxwpag, Ta AMALTOULEVA VEQ £pYa OTNV TEPLOXN €xouv SpopoAoynbet (Evotnta
3.3.19).

3.8.9 Mepoyn lwavvivwv

Jtnv eupUlTEPN TEPLoX TwV lwavvivwy mepthapBdvovrtat ot Y/Z lwavviva |, lwévviva
[I, AoAwava, Mnyéc Awou kot Kaoowdiapng. Exouv eykatoaotabel 30 MW
QOwtofoAtaikwy Itabuwv (cupmep\apBavoUévwy aUTwy oL omoiol cuvdéovtal otn
M.T.) 90 MW A/N kat 26 MW Aoutwv texvoloylwv AME evw ta ouvoAikd doptia oe
AELTOUPYLKA OTLYULOTUTIAL XaUNANG {ntnong ¢Bavouv ta 30 MW. Tautdxpova ota
KUKAWMOTO TNG TIEPLOXNG ouvdéetal o YHI Mnywv Awou n HEYLOTN Tapaywyr Tou
ornolou ¢Bavel ta 210 MW, evw 110 MW Ztabuwv dlapopwv TeEXVOAoyLwY yLa Thv
Mapoaywyn NAEKTPLKNG EVEPYELAC £XOUV OECUEUTIKN TpocPaon ekel. Me autd ta
b6ebopéva n mAeovalouoa Loxug amo TG AMNE kat toug YHE ¢ meploxng eivatl Suvato
va ¢0doel ta 400 MW o€ KAmola AELTOUPYLKA OTLYHLOTUTIAL Kol Ba TpEmeL va
Tpod0odotnBei mMpocg 1o IVoTNHUA HECW TPLWV KUKAWHATWY TUmou E/150 kV amnd ta
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orola n anwAela Tou evog Ba 0dnyoloe o€ un anodektéC umepdoptioels Twv AAAWY
60Vo (un tpnon tou kptnpiou N-1). Metd ™ Asttoupyia TwV MPOYPOUUUATIOUEVWY
EVIoXUoEwWV Kal avafadbuicewv Tou Zuothuatog mou Teplypadovial otnv Evotnta
3.3.22 kot Kupiwg pe Tnv avapaduion og 2B tng .M. Hyoupevitoa - lwavvwva |, Ba
dnuoupynBet meplBwplo Sieioduong emumAéov AMNE otnv meploxn tng taéng twv 100
MW.

3.8.10 Awaocuvéeon Kpntng - @aceig 1 & Il

H B¢on oe Aettoupyia tng Stacuvdeong EP Kpntng — Nelomovvoou «TepUaTilely TNV
Teplodo autovoung Asttoupylag Tou NAEKTPLKOU cuOoTAUATOC TG KpATng, KOTd TV
omnota n Sieioduon AME neplopiletal o mooootd nou v unepPBaivouv to 30% tou
doptiou, adevog yla Aoyouc euotaboug AslToupylag Tou JUCTAUOTOC Kol AdETEPOU
AOYW TEXVIKWV TIEPLOPLOUWY AELTOUPYLAC, TTOU OXETI{OVTOL LE TN OTOXAOTIKOTNTA TNG
TIAPAYOLEVNG LOXUOG TwV oTaBuwv AME Kal Ta TEXVIKA XOPAKTNPLOTIKA TWV TOTIKWV
oupBatikwv povadwy mapaywync. H Staouvdedepévn Aettoupyla Tou NAEKTPLKOU
ouotnuatog Kpning aipel Toug mopamavw TEXVIKOUG TIEPLOPLOUOUG, ETILTPEMOVTAC TNV
Mepatépw avamtuén povadwv AME kot tnv mepatépw Sleioduon Loxvog mou
TIPOEPXETAL amo Hovadeg AME otnv kabnuepvp Astoupyia Tou nAeKTPLKOU
ocuvotnuartog. EmutAéov, Sivel tn Sduvatotnta yla €aywyn and tnv KpAtn mpog tnv
MeAomovvnoo MoocoTNTWY NAEKTPLKAG EVEPYELAG TIOU AOYw ouvOnkwv Asttoupyiag
(vPnAn mapaywyn AME og xapunAd doptia, Texvika eAdxLlota cUUPBATIKWY HovAdwV)
bev unopouv va anoppodnBolv anod tnv tormikn {Rtnon.

AapBavovtag umoyn 6AoUG TOUG TEXVLKOUG TIEPLOPLOUOUG Asttoupyiag, adevog emi
TWV NAEKTPLKWY SLacUVEECEWVY KOl ADETEPOU TOTILKA ETIL TOU NAEKTPLKOU CUCTHMOTOC
KpAtng mpoodlopiotnke n tkavotnta umodoxng mpodobetng Loxvog amod povadeg AME
yla T U0 meplodoug, HETA TNV OAOKANPWON TNG TPWTNGS paong TS Stacuvdeong pe
MeAomovvnoo Kal yla TV mepiodo PeTA TNV oAoKANpwaon Kal tng Sevtepng paon g
Slaolvdeong pe ATTIKNA.

Me Baon Ta amoteAéopata To meplBwplo avantuéng véwv povadwyv AMNE otnv Kpntn
avépyxetal oe 180 MW egykateotnpuévng LoxVog yLo TNV neplodo PETA TNV NAEKTPLON
¢ Staolvdeong Kpntng - NMehomovvrioou Kal og emutAéov 600 MW yia tnv mepiodo
HETA TNV nAKTplon tng dacuvdeong Kpntng - ATtiknG. Ta amoteAéopata autd
adopolv meplBwpla MPOcOeTng LoxUoG (eykateotnuévn wxLg) povadwv AME
avefaptnta tng texvoloyiag (AloAikol otabuoi, OwtoBoAtaikol otabuoi, otabuotl
BlopaZag kAm.) xwpic va Bewpolvtal amodeKTEC TTEPLKOTIEG eVEPYELAG amo AlME. Me
aut tnv mapadoxn, Aappfavovrtag umoyn TG udlotapeveg povadeg AME mou
Bpilokovtal ofpepa yKATECTNUEVEG oTnV Kprtn To cUVOALKO TteplBwplo povadwyv AME
(udpLotapevec Kot VEEC) HeTA TNV TIANPN Sloovvdeon Tou vnolol ektuatol os 1080
MW eyKkateoTnUEVNC LOXVUOG.

To Mduwo tou 2020 o€ nuepida mou Slopydvwoe n PAE MapouoldoTnke HEAETN yLaL TLG
avAyKeG amoBnKeuong €VEPYELAG ylaL TNV €MiTEVEN TWV HECOTPOBECUWY OTOXWV
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Sieiobuong AME tng EANadag, mou ekmovnOnke amd to EMM yiwa Aoyaplaoud tng
ApxN¢. ZUUdPwWva PE TA CUUMEPACUATA TNG LEAETNG T MEPLBWPLA AVATITUENG VEWV
povadwv AMNE ektipwvtal peyoAltepa o€ e€ApTNON OUWG Ao to anodekto emninedo
nepkonwy mou Ba uloBetnBel. O AAMHE eivat emt tng apxng oupudwvog UE Ta
CUMUMEPAOUATA TNG MEAETNG, VW yla TO O€épa aUTO QVOMEVETOL TIEPOLTEPW N
ouvepyaoia pe tnv PAE mpokelpévou va BeomioBel unxoviopdg mepPLKOMWY Kal va
kaBoplotouv emakplBwe ta meplBwpla Sieioduonc.

3.8.11 Awaocuvéeon Awdekaviiowv kat vnolwv BopeloavatoAikou Atyaio

Me tnv ulomoinon tn¢ dlaouvdeong Twv AwdeKAVAOWY KAl TWV VNOLWV TOU
BopeloavatoAikol Atyaiou Sivetal n Suvatdtnta yio avamtuén povadwy mapoywyng
EVEPYELOG QMO OVOVEWOLUEG TINYEC. 2Updwva Pe T Olepelvnon TouU
Tipaypatonol0nke katd tnv omoia eAndOn umoyn n ouvoAlkr €KTacn Twv UTO
Sdlaocuvdeon vnolwv Sivovtal otov Mv. 25 ta anoteAéopata opadomolnuéva ava
ouotada vnolwv yla ta cuykpotrnpata Notiou kal Bopeiou Alyaiou kat Stakpltd yla
NV ZKUpO.

M. 25: Avvatotnteg avantuéng uovadwv AlE avda cuotada vnolwyv yLo ta
Awbekavnoa kat vnola BA Alyaiou

JUVOALKO TeplBwplo avamtuéng
Nnot povadwv AMNE
(eykateotnuévn Loxv oe MW)

Jauog
Xio

26 360
Néaog
Afdpvog
Kwg
P66og 570
Kapmabog
JKUPOG 100
JUvoho 1030

3.9 ANAITY=ZH AIEONQN AIAZYNAEZEQN

H avamntuén twv nAEKTPIKWY SLOCUVOECEWVY HETALYU TWV XWPWV ATIOTEAEL ONUOVTLKN
TipoTEPALOTNTA, SLOTL:

» ouuBAAAeL SpaoTikd otnv achaieLla tng tpododoaiag.

» amotelel KaBoPLOTIKO TOPAyovVIA Yl TNV €vomoinon twv €Bvikwv ayopwv
NAEKTPLKAG EVEPYELAG LEOW TNG EPaployng Tou Movtélou Ztoxou (Target Model).

»  ETUTPETEL YEVIKOTEPO TOV SLAUOLPACHO SLAddopwV MOPWV (TapaywyLlkd SUVAULKO,
evelifia, epedpeieg KAL) LETAEL TWV CUCTNUATWVY NAEKTPLKAG EVEPYELAG, YEYOVOG
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Tou umopel va odnynoel o€ Helwon Tou GUVOALKOU KOOTOUG TNG NAEKTPLKAG
EVEPYELAG.

» OaemutpéPeltny emBupuntn peyalin Steioduon AME otnv Eupwrn, kaBw¢ avtr Ba
QMALTACEL TNV  LKAvOTNTA Slakivnong ONUAVIIKWY TIOCOTATWY NAEKTPLKAG
EVEPYELOG OE UEYAAEC ATIOOTAOEL EVW N AVIIKOTAOTOON CUMBATIKWY ZTaOuwv
and povadeg AME Ba obnyrnoel oe avaykeg auénueévng LETAdOPLKAG LKAVOTNTOG
HETAEL TWV ZuoTnUATWY yla Adyoug puBuLong.

JUpdwva pe tnv Odnyla (EE) 2018/1999 oxetikd pe Tn StakuBEpvnon tng Evepyelakng
‘Evwong kat tng Apaong yla to KAlpa Kat tTnv tpomornoinon nalaltotepwv Kavoviopwy
Kat Odnylwv, o otdxog ylo Tov Babuo SlacuvdeoiuotTnTOG NAEKTPLKAG EVEPYELOG KABE
Kpdtoug Méhoug éxeL teBel oe emimedo touAdylotov 15% ywa to €tog 2030,
AapBavovtag untodn tov otoxo tou 10% mou eixe teBel otnv mponyoupevn mepiodo
yla to €tog 2020.

Ao to 1991 umadpxel otevr) cuvepyaoia yla tTnv opBoloyikn Slaxeiplon kat tnv
ETWMAEOV aVATTUEN TWV SLacUVOEcEWY HETOED TWV ALOXELPLOTWY TNG TEPLOXNAG, N
omola cuotnuatonolndnke meplocdtepo to 2006, ondte uloBetBNKe and tnv UCTE
0 «OUVTOVIOUEVOG OoXeSLAOUOC» (coordinated planning). To 2009, pe tn Snuiloupyia
Tou ENTSO-E, akoAouBwvtag TIg eMLtayé Tou 3° MAKETOU TOALTIKAG yLo TNV EVEPYELA
(3" Energy Package) BesopoBetriBnke n €kboon tou Askoetol¢ MPOoypEUUATOC
Avarntuéng twv Evpwnaikwyv Aiktowv (TYNDP - Ten Year Network Development Plan),
kaBwg kat €& Mepiudbepelakwyv Mpoypappudtwyv Avamtuéng (RglPs - Regional
Investment Plans). Ta keipeva autd Baocilovtal o meplpepelakd oXeSLAOUO TwV
NAekTpKWY SIKTUWV Kal Sivouv TIg anapaitnteg mAnpodopieg yia TNV mpoBAemOuevn
avamntuén twv ZHE og maveupwnaiko kot mepldpePeLako eninedo avriotolya.

3.9.1 Née¢ Awaocuvvédetikésc M. otnv lepioxyn upe Emidpaon otnv Ikavotnta
AvtaAdaywv loxvog tou EAAnvikoU Zuothiuatog

H kavotnta dlokivnong evepyeLag mpocg Kot amo tnv EANada, Stapopdpwvetal amo Tig
SLOIOUVOETIKEG YpaUUEG evallaooopevou pevpatog 400 kV ota Bopsla cuvopa TG
xwpag Kabweg kat amo tn Stacuvdeon ouvexoug pevupato¢ EAAASag - ItaAiagc.
Tautoxpova OpwWE, KABOPLOTIKN yLa TV avénon ¢ LkavotnTacg SLakKivnong eVEPYELOC
and/mpo¢ TN xwpa Hog eival n Sapopdwon Tou JUoTAHATOC TNG BaAKavikng
Bopeldtepa amod ta clvopa TNG Xwpac. Auto odeiletal oto yeyovog OtL n opdda
Xwpwv n omolia anaptiletal ano tnv EAAada tn Bopeta Makedovia kat tnv AABavia
elval eloaywylkn pe amotéAsopa pia and Tig KUpLeg SteuBUVoEL pong LoxUoG oTnV
meploxn Twv BaAkaviwv va gival and to Boppd mpog 1o Noto. Katd cuvemela n
avénon NG kavotntag petadopdc otn SlevBuvon AuTH OMOLACSNTIOTE AMO TIG
npoavadepbeioec xwpeg, €xel Betikn emidpacn otn Asttoupyia tou EAANVIKOU
JuoTAUaTOoC.

OQswpwvtag outd to O6edopévVo, OL ONUAVTIKOTEPEG OloouVEEDEL; METAEL TWV
YELTOVIKWV XWPWV oL oToieg €xouv oAokAnpwOel ta teAeutaia xpovia r Bplokovtal
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av

¥ adpne
Kovtd otnv oAokAnpwon toug, mepthapBavouv tn .M. Stip (Bopela Makebovia) -
Vranje (ZepBia), , ™ .M. Tirana 2 (AABavia) - Kosovo B, 1o cuvdeopo ouvexolg
pevpato¢ Lastva (MaupoBouvio) - Villanova (ltaAia), tn [.M. Bitola (Bopela
Makedovia) - Elbasan (AABavia) kot tn .M. Resita (Poupavia) - Pancevo (Zepfia). Mo
OUYKEKPLUEVQL:

e To 2016 t€6nke oe Aettoupyia n Stacuvdetikn .M. 400 kV petatl tng Stip (Bopela
Makedovia) kaLtng Vranje (ZepBia), n omoia cUpBAAEL oNUAVTIKA TNV aVENon TNG
LKkavoTnTag TG LETAdOPAG TOU NAEKTPLKOU ZuoTAUAToC TNG Bopelag Makedoviag
podl pe tnv unapyxovoa ypopupn 400 kV Nis - Kosovo - Skopje ota Bopela ocuvopad
TNC KAl CUVETIWG eMLSpA oto EAANVIKO ZUoTNnua.

e To 2018 téBnke oe Aettoupyia n Stacuvdetikny .M. 400 kV Tirana 2 (AABavia) -
Kosovo B, n omoia oUUBAAEL onuUaAVIIKA otV avénon TNG LKAVOTNTOC TNG
HETadOPAC TOU NAEKTPIKOU TuoTtnuatog tng AABaviag ota BopeloavatoAlkd Tng
olvopa Kol ouvenwg emdpd oto EAANVIKO XUotnua. EmumpocBeta to 2018
ouvbEBnke o autr t Stacuvdeon o Yrootabudg Koman (AABavia).

e To 2018 oAokAnpwONKe N KOTAOKEUH TOU €VOG TTOAOU TNG SLacVvEeang cuvexoug
pevpato¢ MavupoBouviou - ItaAiag petall Twv  YrmootaBuwv Lastva
(MaupoBouvio) kat Villanova (ItoAia), petadopikng tkavotntag 600 MW kot
T€ONKe ot eumoplkn Aswtoupyia oto téAog tou 2019. Auti n Slacuvdeon Ba
OUMBAAEL onuavTtikd otnv avénon tng Lkavotntag TG METAPopAs HETALY TWV
NAEKTPLKWY ZUOTNUATWY TwV U0 XWPWV Kal cuvenwe Ba emdpd oto EAANVIKO
Zuotnua.

e H Sdiwaouvdetikn .M. 400 kV Bitola (Bopela Makedovia) - Elbasan (AABavia) eivat
€Va ONUOVTIKO £pyo Ttou Ba evioxVoeL Tov Kopuo 400kV otnv meploxn Twv AuTIKWV
BaAkaviwv, Ba emutpédel tnv BEATotn aflomoincn TOU CUMUMANPWHOTLKOU
TapaywyLlkou duvapikol twv duo xwpwv (udponAektpikol otabuol otnv AABavia
kot Bepuikot otabpuot otnv Bopela Makedovia) kat dedopévou 0tL Ba anoteAéoel
™V pwtn Sltacuvdetikn ypapur 400 kV petafu twv Suo Zuotnudtwy, Ba avénoel
™V Kavotnta Uetadopdg Uetafl Toug pe Betikn emidpaon ywa 1o EAANVIKO
Jvotnua. To €pyo PBploketal oto otddlo tng mpokApuéng avadoxou yla TNV
KOTOOKEUN TOU Kal N €vapén tng €UTOPLKNAG AELToupyilag Tou ekTipatal ot Ba
apxloeL to 2022.

e H dwaouvdetikn .M. 400 kV Resita (Poupavia) - Pancevo (2epBia) oAokAnpwOnke
10 2018. H nAéktplon ¢ ypaupung avapévetal to 2021 omndte kot Oa oAokAnpwOel
n Katookeur tou Y/2 400 kV Resita otnv Poupavia. To £€pyo autd Ba evioxUoEeL Tov
Sladpopo petatl tou AvatoAlkoU BaAkavikoU ZUOTAHOTOC KOL TOU ZUOTAHOTOC
otnv Notwa ItaAia pe Betikn emibpaon oto EAANVLKO ZUoTnUAL.

3.9.2 Néeg Ataouvbdéoeis tou EAAnvikoU Zuothiuarog ue leitovika Zuotiuata

3.9.2.1 Aeutepn dtaocvvdeon EANadag - BouAyapiog

To épyo adopd otnv uvlomoinon 6eUtepng SLACUVOETIKAG YPAUUNG METOEL TwV
Juotnuatwy tng EAAGAdag kat tng Boudyapiag mou Ba mpayuatonolnBel pue evaépla
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Sltaouvdetikn .M. 400 kV petal tou KYT N. Zavtag kot tou Y/ Maritsa East 1. H

vpauun Ba StaBétel ovopaotiky petadoplkn wavotnta 2000 MVA kat Ba €xel

OUVOALKO pnRkog¢ 151 km mepinou, amd ta omoia 30 km mepilmou avikouv otnv

EAANvikA Emikpatela kat 121 km mepimou otn BouAyapikn Emikpdrtela.

H véa Staouvdetikn ypapuun 400 kV EAAaSag - BouAyapilog amoteAel onuavTiko £pyo
TIAVEUPWTIAIKOU evOLaPEPOVTOC Kal avapéveTal MAEov va evtaxBel oto Eupwmnaiko
JUotnUa evtog Tou 2022 amod TV apXLlka mPoBAemoOuevn éviagn Tou OTLG OPXEG TOU
2023. To €pyo meplhapPavetal oto Askaeteg Mpoypappa Avantuéng (TYNDP) tou
ENTSO-E [27] amo to 2012 kal amoteAei umoépyo tou cluster 142:CSE4 to omoio
neptAappavel emumAéov tpelg (3) .M. 400 kV evtdg tng BouAyapikig Emikpatelag, e
KOO onueio tov YrootaBud Maritsa East 1. JuykataAéyetal enicng otov KATAAoyo
Twv Epywv Kool EvSiadépovtog (PCl) artd tnv E.E.28 tou Atadpopou ripotepatdtnTag
NSI East Electricity (Atacuvbéoelg nAekTplknG evépyelog Boppa-Notou otnv
KEVIPOOVATOALKN Kal VOTLoovaToAKr Eupwrn) amnd to 2013, wg avamoomaoTto TN
TOU gupuTEPOUL avtiotolyou cluster yia ta mpoavadepbévta €pya PCI 3.7.

H katackeun tng Oeutepng Staouvdetikng M. petaly tg EAAASOC Kal Tng
BouAyapiag mpoPAémnetal 6tL Ba avénoel tn petadopLkn LKAVOTNTA OTO CUVOPO TWV
SU0 xwpwv og 800 MW yla tnv katevBuvon amo tnv EAAada pog tn BouAyapia kat
oe 1350 MW yua tnv katevBuvon amnod tn BouAyapia mpog tnv EAAGda. Zto mAaiolo
auTo to €pyo Ba cupPBAMAeL otnv acdaAn dlakivnon Twv aUEOVOUEVWY POWV TNG
Loxvog otnv kateuBuvon Boppdg-Notog tnG BaAkavikig xepoovroou, otn dlevpuvon
Tou TeplBwplou emApkelag kol otnv avénon TG duvatotnTag TEPALTEPW
eykatdotaong povadwv AlME oto BopeLlo TUAMA TNG XWPaG. Tautdxpova Ba evioxUoeL
1o Eupwnaiko cvotnua peTadopdc 0To AVATOAIKO cUVOPO, TIEPLOXH OTNV Omola To
ocvuotnua twv 400 kV ival apatld kat n cUVOEoH LE TO PEYAANG EKTOONG CUOTNHO TNG
Toupkiag gival oxetikd acBevig (1 Stacuvdetikn ypapun pe tnv EAAada kat 2 pe tn
BouAyapia), cupBariovtacg otnv OAOKANPWON TWV AyopwV TNG NAEKTPLKNC EVEPYELAC
¢ Eupwnng kat tng Toupkiac.

O AAMHE kat o Atoxelplotig ¢ BouAyapiag (ESO-EAD) éAaBav xpnuatodotnon yla
TIG HeAETEC TOU €pyou wG PCl pe Kwdiko 3.7.1 péow tou pnxaviopou CEF (Connecting
Europe Facility) ot omoleg kat oAokAnpwOnkav emtuxwe. To €pyo Kabiotatal apKeTa
wPLHOo yla TNV évapén t¢ ulomoinong tou Kabwg Kot amo Tig SUo MAEUPEG £XOUV
AndOel oL amapaitnteg adslodotroslc. e autd to TAaioo Kot wg €pyo PCl,
uroPAnNBnke amo kowvolU pe T BouAyapikry TAsUpd n aitnon tng emévduong
(Investment Request) mpog tic PuBuiotikég Apxéc twv duo (2) xwpwv (EWRC-
BouAyapia kat PAE-EANGSa) To MapTtio Tou 2018. Itn cuveyeia ol PUBLOTIKEG ApXEG
e€€dwaoav tov Alyouoto tou 2018 tnv anddoaon EMUEPLOUOU TOU KOOTOUC QVAUESO
ot Suo xwpeg (Cross-Border Cost Allocation - CBCA). Tov Oktwfplo tou 2018
uTtoBARBNKe arod kowvou pe tn BouAyapiki mMAEUpA n aitnon tng xpnpatodotnong yla
TNV KOTOOKEUH TOU €pyou HEOw Tou pnxaviopol CEF (Connecting Europe Facility).
E€aodalioBnke to 50% TN XpnHUATOSOTNONG VLA TNV KATOLOKEUN TOU £PYOU EVTOC TNG

2 30udwva pe To Woxvov Beouikd mAaioto, ta Epya Kowol EvSiadépoviog éxouv “Stacuvoplokd”
XapakTipa.
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BouAyaplkig MAEUPAC, N omola €XeL OVAAOYLKA KOl TO HEYOAUTEPO TUAUA TG .M.
otnv Emwkpadteld ¢ (121 and ta 151 km) evw mapdAAnAa To KOOTOG TOU €pyou yLa
TV BoulAyoplkry TAgupd amoteAel onuaviiko TtuApa (40%) Ttou OekaeTOU(C
TipoypAppaTOC emevlUoewv TtNG Boulyaplag oe €pya petadopd¢ NAEKTPLKNAG
EVEPYELOG. M TNV EAANVIKN TIAEUPpA oUWV PE TO OKETTIKO Tou CEF Sev eykpiBnke
n xpnuatodotnon kuplw¢ Adyw TOU MLKPOTEPOU KOOTOUG TIOU GCUVETIAYETOL N
vAomoinon tou épyou otnv EAANVIKN EMIKPATELA KAl cuvVaKOAouBa Tou HIKPOU
TIOOOOTOU WC TIPOC TO OUVOALKO €EMEVOUTIKO TPOYpOpUa yla €pyo HETadOPAC
NAEKTPLKAG EVEPYELAC TIOU OOTEAEL N €v AOyw emévduon Kal tng dlaitepa pKpng
EMUMTWONG OTNV XPEWON XPHON CUCTAUATOC TTou Ba mpokUuP el Adyw tn¢g uAomoinong
ToU €pyou. Emiong onuelwveTal OTL ylO TO KOOTOC KATAOKEUNG TOU TUAMOTOC TIOU
QVAKEL EVTOG TNG EAANVIKAG eMIKpATELOC Ba yivEL Xprion TOu L0086 atog cupdOpnong
amnod TNV eKYwpnon Skalwpdtwy mpocBacng otig Stebveic SLlaouvdETELS TNG XWPOC,
onw¢ opiletal otnv anodoacn PAE ur’'aplBu. 425/2015, mou avaloyel mepimouv oto
HLOO KOOTOG KATAOKEUNG yia TV EAAnvIKN MAgupa.

H katoaokeur) otnv mAeupd tng Boulyapiag Eekivnoe to Maptio tou 2020, evw n
Kataokeuny otnv EAAnvikr mAgupd avopévetal va Eekwvnoel to 2021, pe opilovia
oAokAnpwong ota péca tou 2022 kot yla Tig Suo TAeupéEC. EdkOTEpa, yla T
BouAyapik mAeupd, otig 22-10-2019 £ywe n emdoyn avadoxwv kot n umoypadn
cUUBaong yla tnVv entiBAedn KATAOKEUN G TNG YPAUUNGS LeTadOopAC KaL oTig 21-11-2019
ekd6Onke n adela kataokeung (construction permit) amdé to Ymoupyeio
Nepidepelakng Avamtuéng kat Anpociwv Epywv tng BouAyapiag. Ocov adopd otnv
EAANVIKA TAELPA, N KAPUEN avayKOOoTIKAG armaAAoTpiwong analtoUUEVWY LOLWTIKWY
EKTACEWV yla TNV Kataokeun ¢ Npappung Metadopag 400 kV «Atacuvdeon Maritsa
East 1(BG) N€a Zavta (EL)» SnuooletBnke oto Teuxog A.A.M. 22 otig 07-02-2019 kat
ot 16-04-2019 €AndOn 10 MPWTOKOAAO EYKATACTOONG QMO TNV ATIOKEVIPWHEVN
Aloiknon Maokebdoviag-Opakng, A/von Aacwv N. Poddémng. H £vapén 1ng
Slaywviotikng dtadikaoiag yio tTnv emhoyrn avadoxou OVOUEVETOL OTI APXEC TOU
2021.

3.9.2.2 AeUtepn Staovvdeon EAadag — ItaAiog

JUudwva PE TA ATIOTEAECUOTO TWV UEAETWV yla TN SLEPEUVNON TWV OVAYKWVY TNG
evioxuong tou EupwmnaikoU Alktuou Metadopdg, pakpompobeopa n cUYKALON TwV
TIHWV HETAEL TwV SU0 XwpwV TPoUTOBETEL TNV eVioXuon TNG LETAEU TOUG NAEKTPLKNG
Slaolvbeonc [28].

lNa to okomo auto, To NogpuBpLlo tou 2020 ekkivnoav dtadikacieg cuvepyaoiag pLetal
AAMHE kot tou ItadoU Awaxetplotn (TERNA) pe tn ouykpotnon opadac epyaociog ya
TNV €KMOVNON HUEAETWV ylo TNV evioxuon ¢ Stacuvdeong twv SU0 NAEKTPLKWV
OUCTNUATWV.

210 mAaiolo TnG ocuvepyaoiag, oto emopevo dlaotnua Ba eEETOOTOUV OL EVAANAKTLKEG

AUoglg ywo tnv avamtuén pag veag umoBaAldoiag Slaoclvdeong petafl Twv
ovotnuatwyv EAAGSag kat Itadiag evw mapdAAnAa Ba SiepeuvnBel n duvatdtnta
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aélonoinong volotapevwy uvmodopwv ¢ Stacuvdeong P EANGSag — ItaAiag mou
Bpioketal o€ Aettoupyia amno to 2002.

JUpdwWVA PE TIC TPEXOUOEG EKTIUNOELG N aVAYKN evioxuong (Loxug véa Slacuvdeon)
KUpaivetal petau 500 — 1000 MW.

3.9.2.3 Awouvdeon EANGSag - Kbmpou - lopanA

To €pyo adopad otnv vAomoinon Sltacuvdeong Twv cuoTNUATWY petadopdc EAAGSag
— KUmpou kat lopanA pe cuvS€oP0OUG CUVEXOUC PEUATOC e opilovta OAOKANPWONG
1o 2023. Metd amo tnv tonoBEtnon tng EAANVikAG MoAwteiag otn véa Alota Epywv
Kowou Eupwraikol Evéiadépovtog (PCl) mou SnpoctonowiBnke??, to épyo “EuroAsia
Interconnector” mep\apPavet ta tuApata 3.10.1 tng dtacuvdeong lopanA - Kumpou
kat 3.10.2 tng Stacuvdeong Kumpou - EANGSag (Kpntn) pe ouvdéopoug ouvexolg
pevpatog. Onwg elval yvwoto to TuRpa tng Stacuvdeong Attikig - Kpntng to omoio
Atav moAalotepa TR Tou ipoavadepBévtog PCl Sev amoteAel MAEOV TURAMO TOU Kol
Ba uvAomownBel and tnv etaipeia €dikov okomol «APIAANH INTERCONNECTION
AEEX.» pe TG kKotdAnAeg mpodlaypadéc ol omoieg efacdaAilouv T
Sladettoupykotnta ¢ Stacuvéeong ATTIKAG - KpATNg Ue TIG SLaoUVEETELG TPOG TNV
KUmpo kot oTn cuvéxela mpog to lopanA.

3.9.2.4 AvaBaBuiwon Stacuvdeonc EANadag - Bopelog Makedoviag

2to mAaiolo Tou Maveupwrnaikol Aekaetoug Mpoypadppatog Avantuéng (TYNDP) 2018
Tou ENTSO-E, oL peAéteg ywa tn Slepelivnon Twv OQVOYKWV TNG €vioxuong tou
Eupwrnaikou Aiktuou Metadopdg, pe Xpovikd opilovta to 2040, evtomoav tnv
avaykaldtnTa tn¢ EVioxuong Tng LkavotnTag tng LeTadopdg TNG NAEKTPLKAG EVEPYELAC
MeTAL tou Zuotiuatog ¢ EAAAdag kal Tou Zuothuatog tng Bopelag Makedoviag
yla Ta oevapla ta onoia e€etdoOnkav. To €pyo To omoio mpotddnke amno tov AAMHE
Kol Tov Alaxelplotr t¢ Bopelag Makedoviag (MEPSO) yla TNV QVTILETWITLON OWUTAG
¢ avaykaotntag, ntav n avapaduion tne dtacuvdetikng .M. 400 kV MeAitn -
Bitola. Auto to €pyo evtaxbnke oto TYNDP 2018 w¢ £pyo umod Beswpnon (under
consideration), pe opifovta uAomnoinong peta to 2030.

To £pyo umtoBARBONKe ek VEOU Kol 0TO Maveupwmaiko Askaeteg Mpoypappa Avantuéng
(TYNDP) 2020 wg £pyo umod Bewpnon (under consideration) evw n okompotnta
vAomoinong tn¢ ev Aoyw Slaocvvdeong Ba e€etaotel 0To emMOpeVO SLACTNUA OE KOLVN
opada epyacioag AAMHE kat MEPSO mou €xeL ouotaBei yla to okomo auTo.

3.9.2.5 AcUtepn Alacuvdeon EAAGSAC - Toupkiog

Je £va TPONYOUMEVO Slaotnua cuotabnke kowrn opdada epyaciog HETAEl TwV
Awaxelplotwy uotnuatwyv Metadopag EAAadSag, Boulyapiag kat Toupkiog (AAMHE,
ESO-EAD & TEIAS) pe okomo tn Stepelivnon eVAAAOKTIKWY CEVAPLWVY yLO TV OVATTTUEN

29 https://ec.europa.eu/energy/sites/ener/files/c 2019 7772 1 annex.pdf
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v‘v
$adpne
véwv Slacuvdéoswv avapeoa oto Eupwmaikd kat to Toupkikd ZUOTNUA ylot ThV
avénon tng Lkavotntag petadopds ota ouvopa EANAdac-Toupkiag kot BouAyapiog-
Toupkiag.

OL KOWEG peAéteg mou €xouv oAokAnpwBel £6eiav tn Suvatdtnta mpdtaong
MEAAOVTIKWY SLOOUVOETIKWY YPOUUWY avAapeca oto Eupwmaikd kat to Toupkiko
Juotnua, oL onoieg Ba eival duvato va cupBariouv otnv avénon t¢ HETAPOPLKNG
LKOVOTNTOG KOL EMUTAEOV OTNV EVIOYXUOHN TWV CUCTNUATWY O€ 0UTO TO GUVOPO.

Y€ TPLUEPN CUVAVTNON TIOU Tipaypatonolonke otnv Zuvpvn petaf AAMHE, ESO-EAD
& TEIAS amodaociotnke n umoPoAry evog véou €pyou He titAo «EAST BALKAN
CORRIDOR» oto Maveuvpwmnaikd Aeskaeteég Mpoypappa Avamtuéng (TYNDP) tou
ENTSO-E [27]. Ta épya, pia véa Stacuvdetikn .M. 400 kV EANGSag — Toupkiag kot pia
véa Slaouvdetikn .M. 400 kV Boulyapiag — Toupkioag umoPBAnBnkav wg €pya UTO
Bewpnon (under consideration) oto TYNDP 2020, evw TtO QmoteAéopata Tng
aglohoynong tou TYNDP 2020, erupefaiwoav tnv avaykn avénong tng LeETadopLkng
LKAVOTNTAG OVALEDSA OTLG EV AOYW XWPEC.

3.9.2.6 AcUtepn dwaocuvdeon EAAadac - ANBaviag

Tov AmpiAlo tou 2020 ekivnoe ouvepyacia tou AAMHE pe tov Alaxelplotr tou
Juotiuatog tng AABaviag (OST) avadopikd e tnv duvatdtnta vAomoinong piag véag
SloouvOeTIKAG ypapuung EAAGSag — AABaviag. OL culntnoelg Pplokovtal o€
TIPOKOTAPKTLKO OTASLO KAl EMIKEVTpWVOVTOL otnv Olepelivnon TwWV TEXVIKWY,
OLKOVOMLKWY KOl AOLMTWY TOPAUETPWY yla TV oxedlaon plag véag SLaouvOETIKAG
YPaUUNG oto emimedo tng umepuPnAng tdong twv 400 kV petagy tou votiou
OUOTNUATOG HETADOPAC TNE YELTOVIKAG XWPOG Kal KatdAAnAou Kévtpou YrepunAng
Taong oto EAANVIKO cuotnua.

3.9.2.7 Emninedo dtaouvdeouotnTag

Ytov Miv. 26 mou akohouBei divetal, Bacel Twv MAEov Mpoodpatwv Sedopévwy Kot
UTTIOAOYLOHWYV, yla To EAANVIKO HAgKTpLKO ZUoTnua yia ta €t 2020, 2025 kat 2030 o
UTTOAOYLOMOG TOU €MUTESOU SLOCUVEECIUOTNTOG KOl TWV OELKTWV TOU EMELYOVTOC
xapaktipa tne dpdong ovudwva pe tnv Odnyia (EE) 2018/1999 oxetikd e TN
SlakuBépvnon tng Evepyelokng Evwong kot tng Apacnc ywa to KAlpa kot tnv
Tpomonoinon malaotepwyv Kavoviopwv kot Odnyuwv. Mo Toug UMOAOYLOHOUC
eAndOnoav vmoyPn Hovo ta mpoypappaTiopéva N o e€EAEN VEa £pya SlaolvEeong
(2" Swaouvéetiky ypapury EAAGSac-Boulyapiag, Siacuvdeon pe Kompo) kat ta
QTMOTEAECHATA TOU Oevapiou emiteuénc twv otoxwv tou EBvikol Ixediou ywa tnv
Evépyela kat to KAlpa avadopikd pe tnv MPOBAEMOUEVN E€YKATECTNHUEVN LOYXU
nNAeKTpomapaywyng, tn INTtnon NAEKTPLIKAG EVEPYELAC KOL TNV EYKATECTNUEVN LOXU
povadwv AME. Oa mpémel eniong va emonuavOel OtL ol Selktec TOU emelyovtog
xapaktrinpa t¢ dpacnc rmou Stapopdwbnkav BACEL TNG TPOTOONG EMITPOTC ELSIKWV
TIoU ouykpotnBnke pe amodacn tng Evpwrnaikng Emtpomnig to Maptio tou 2016,
umoAoyilovtat AapBavovtag umoyn povo tig Sacuvdéoelg pe xwpeg tng E.E.
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(obudwva pe ta onuepwva dedopéva), yeyovog Tou avayvwplletol oTo CXETIKO
nopadotéo tne emtporticP pe avadopd ot Oa ipénet va StepeuvnBsi mepattépw n
ouvadela KoL 0 pOAoC SLOCUVOECEWV UE TPLTEG XWPEG €KTOG E.E. MNa 1o Adyo autod o
UTtoAoylopoG  emavaAndOnke AapBavovtag umoyn To oUvolo Twv OlebBvwv
SLaoUVEETIKWY KUKAWUATWY TG XWpag, cVUdwvVa Kal e TNV TIPOCEYYLON OXETIKA
uehétng tou Energy Community3?,

JUudwva pe ta amnoteAéopata Tou [ivaka 26 TPOKUTTEL OTL TOo EAANVIKO
SloouvOedeévo NAEKTPIKO  oUOTNUA TANPOL TO OTOXO TOU TOCOOTOU
Slaouvdeapuotntag 10% mou €xel teBel yia 1o 2020, evw pe Baon ta mpoBAenopeva
pueAAovTika €pya SlaouvbEoswv ou Bplokovtal oe pacn vAomoinong (oAokAnpwaon
NG 2n¢ dtacuvSeTikn G ypapuung EANGdag - Boudyapiag), Ba mAnpol kot To oToXo Tou
15% mpwv ano to 2025 SnA. vwpitepa ano to £€tog — otoxo 2030. Na to €rog 2030 0
TOC00TO SlacuvdeouotnTag Stopopdwvetat og 19,2% 0To GEVAPLO UAOTIONONG LOVO
Tou MpwTtou otadiou kat o€ 15,4% oto oevdplo Tou v UAoToLE(TaL Kaveva oTtadlo
Tou EKE dltaouvéeong EAAASaG — Kumpou.

Mo TtV Kavomoinon tou MPoPBAENOUEVOU TTOCOOTOU SLACUVOECIUOTNTAG O KABE
nepimtwon kot dedopévou OTL N AVATTTUEN TWV NAEKTPKWY SLOCUVEECEWY PE Ta
NAEKTPLKA CUOTHHOTA TWV YELTOVIKWY XWPWV OTOTEAEL OTPATNYLKI TIPOTEPALOTNTA YL
T0 EAANVIKO ZUotnua Metadopdg HAektpikig Evépyelag, o AAMHE ouveyilet
QAMPOCKOTITA 0TNV KATELOUVEN evioxuong TG ocuvepyaoiag Kot Twv Kowwv Spaoewv
LE TOUG VYELTOVIKOUG OLaXELPLOTEG ylO TOV TIPOYPOMUATIONO Kal UAomoinon
MEAAOVTIKWVY SLOCUVOECEWV N OKOTILLOTNTA TWV oTtolwv erBeBatwvetal. ITo mAaiolo
autd o opilovtag uvlomoinong Twv oxedlalopevwv €pywv Slaclvdeong otnv
neptmtwon emPefaiwong NG OKOMUOTNTOAG KAl CURPWVIOG HE TOUG OUOPOUG
SloxelpLoTég TomoBeteital evidg TNG TpEXoUoas SeKAETIOG Kal o€ KABE TmepimTwaon Pe
T(POOTTIKY) OAOKANpwong vwpitepa tou 2030. H ulomoinon kABe piag amod Tig VEES
Slaouvbéoelg EANGSag — ItaAiag, EAAadag — Toupkiag, EAAadag - Bopelag Makedoviag
kat EAAadag - AABaviag ektipatat otL Ba cuvelodEpel og avénon tng tagng twv 500
MW otnv kaBoapn woavotnta PeTadopdc Tou EAANVIKOU NAEKTPLKOU cuoTUATOG. Q¢
OTOTEAECHO  QVAMEVETAL auénon kotd 2% Tou TPOPAENMOUEVOU TOCOOTOU
SlaouvdeouotnTag yia to €toc 2030 amod tnv vAomoinon KaBe piag Slakpltd ek Twv
TIAPOTAVW VEWV SLaCUVEECEWV.

30https://ec.europa.eu/energy/sites/ener/files/documents/report of the commission expert group
on electricity interconnection targets.pdf

31 Energy Community Secretariat, “Electricity Interconnection Targets in the Energy Community
Contracting Parties”, ®ef. 2021
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M. 26: Eninebo kat deiktec Staouvdeaiuotntac EAAnvikoU HAekTpLkoU ZuoTnUaTtoc
ETOZ 2020 2025 (pe A' 16510 GR-CY) 2025 (xwpig GR-CY) 2030 (pe A' Z16510 GR-CY) 2030 (xwpig GR-CY)
OvopoaoTikA IkavéTnTa OvopaoTikn IkavéTnTa OvopaoTikn IkavéTnTa OvopoaoTikn IkavétnTa OvopoaoTikn IkavetnTa
NTC (MW) MeTagopdg (MW) NTC (MW) MeTagopdg (MW) NTC (MW) MeTagopdg (MW) NTC (MW) MeTagpopdg (MW) NTC (MW) MeTagpopdg (MW)
AlooUvdeon
A6 GR |MpogGR|  EU Enersy | a6 GR [MpogGR| EU Enersy | A6 GR [MpogGR| EU Enersy |l Amé GR [MpogGR|  EU Enersy |l amé GR [MpogGR|  EU Energy
pog Community pos Community pos Community pos Community pog Community
GR-AL 250 250 1095 400 400 1095 400 400 1095 400 400 1095 400 400 1095
GR-BG 400 600 990 990 1400 1700 2430 2430 1400 1700 2430 2430 1400 1700 2430 2430 1400 1700 2430 2430
GR-MK 1100 850 1548 1100 850 1548 1100 850 1548 1100 850 1548 1100 850 1548
GR-TR 218 166 1200 660 580 1200 660 580 1200 660 580 1200 660 580 1200
GR-ITS 500 500 500 500 500 500 500 500 500 500 500 500 500 500 500 500 500 500 500 500
GR-CY 0 0 0 0 1000 1000 1000 1000 0 0 0 0 1000 1000 1000 1000 0 0 0 0
2UVoNK6 e10aywyiké NTC /
ZUVONKN OvopaOoTIKA 2366 1490 5333 5030 3930 7773 4030 2930 6773 5030 3930 7773 4030 2930 6773
IKAVOTNTA PETAPOPAG
Zovolo eyxipiag 211 231 231 262 262
eykaTEOTNHEVNG 10XUOG [GW]
dopTio Aixurig [GW] 10,0 10,7 10,7 11,5 11,5
20VOAO EYKATETTNHEWNG
\oxuoc ATTE [GW] 10,1 14,6 14,6 19,0 19,0
EtritreSo SlaouvdecIuoTNTAG 11,2% 21,8% 17,4% 19,2% 15,4%
EU Energy Community EU Energy Community EU Energy Community EU Energy Community EU Energy Community
OvopaaTikfj kavémnra 14,9% 53,3% 36,7% 72,6% 27,4% 63,3% 34,2% 67,6% 25,5% 58,9%
peTagopdg / ®oprio Aixung
OVOMOOTIKR IKAVOTNTA
peTagpopds / Eykareatnuévn 14,8% 52,8% 26,9% 53,2% 20,1% 46,4% 20,7% 40,9% 15,4% 35,6%

loxug AMNE
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3.9.3 Epya Avantuéng otn N.A. Evpwnn - MNepupepeiakn Aiaotaon

H meploxn tng N.A. Eupwning (Continental South - East), 6nwg €xel kaBoploBel amod tov
ENTSO-E, meplhapBavel 13 xwpeg:

e AABavia

e Bopela Makedovia
e Boovia-EpleyoBivn
e Boulyapia

e EA\GSa

o ItaAia

e Kpoartia

e Kimpog

e MaupoBouvio
e OQOuyyapia

e Poupavia

e JepBia

e JAoPevia

ErunpooBeta, n Toupkia CUMMETEXEL WG TTAPATNPNTAG. AETTTOUEPNG TApoUCiach TwWV
VEWV £pywv HETAPOPAC O OUTA TNV TEPLOXH, TA Omola eKTLUATOL OTL Ba
ouvelodEpouv oe TepLdePELaKO Kal o Eupwmaiko emnimedo, yivetal oto avtiotolyo
Mepidepeloko Mpoypappa Avamtuéng (Regional Investment Plan) tou ENTSO-E [28],
kaBwg kat oto Navevpwrnaikd Askaeteg Npoypappa Avantuéng (TYNDP) [27].

Itov Xaptn mou akoAouBel amelkovidovtal ol udlotdapeveg .M. YPnAAg kot
YniepuPnAng Taong otn NotoavatoAky Eupwrn kabwg Kot Ta €pya Twv OToiwv N
Kataokeun €xeL oAokANPwOEL (kOkkLvo xpwua) 1 Bploketal oe e€EALEN (KiTplvo Xpwua)
KOLL OVOLLEVETAL VOL CUVELOGDEPOUV CNUAVTIKA 0TNV aUENON TNG LKOWVOTNTOG LETAPOPAC
OTOUG KUPLoUG SLadpOoUG TNG TEPLOXNC.
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Zxnua 24: Xaptnc velotauevwy kat umo kataokeun .M. YriepuynAnc Taonc otn
NotioavatoAikn Evpwrnn (Mnyn: ENTSO-E Regional Investment Plan Continental
South East 2020)

3.9.4 Epya KowvoU Evéiapépovtog (Projects of Common Interest)

O kavoviopog (EE) aptB. 347/2013 kaBopilel TI¢ KATELOUVTAPLEG YPAUUES YIA TNV
gykalpn avamtuén Kal  SlaAeltoupylkotnta  Twv  Sladpopwv Kol {wvwv
TPOTEPALOTNTAG TWV SLEVPWTIAIKWY EVEPYELOKWYV UTIoSOHWY, SnAadn umtodopwy Tou
ouvdéouv TNV Evwon Kot pio A TEPLOCOTEPEC TPITEC XWPEG Kal apOopoUV NAEKTPLKN
evépyela, puolkod aéplo, meTpeAaLo Kal To Slofeiblo Tou avOpaka.

Me tov Kavoviopd (EE) apt. 1391/2013 tn¢ Emttponng, tng 14n¢ OktwPpiov 2013,
yla TNV Tpormornoinon tou kavoviopou (EE) aptB. 347/2013, 6cov adopd Tov EVWOLOKO
Katahoyo €pywv KkowouU evlladépovtog, mpoodlopiotnkav Ta €pya  KOwou
geupwraikoL evdladEpovtod.

Ta Epya KowoU (Eupwmaikou) Evéladépovtog - Projects of Common Interest (PCl),
adopoulv pla cuvtoviopévn npoomnadbela oe Eupwmnaiko eninedo yla tnv otadlakn
Lloxupormoinon twv gupwnaikwv SkTtuwv Kal Wlaitepa twv Sltacuvdécewy, otnv
KateLBUVGoN UAOTIOLNCNG TWV OTOXWV TNE EVEPYELOKNC TIOALTIKAG Yo To 2030 kot 2050.

MNa va xopaktnplotel éva €pyo PCl Ba mpémel va €XeL onUOVTIKA OodEANn yla
TouAdyxlotov Suo Kpatn - MéEAn, va oupPdalel otnv avamtuén tng ayopdg Kat
AelToupylag Tou avtaywviopou, va mpoayel tnv aohaAn tpododotnon Kal tn Helwon
Twv ekmopnwy Sloéeldiou. H Alota twv PCls emikatlpomnoleital kabe 2 xpovia. To 2019
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oAokAnpwOnkav ot Stadikaoieg afloAdynong yla TNV Kataption tng 4" Alotag Twv
PCls.

Jtov loxuovta katdAoyo, otov Oiadpopo mpotepalotntag NSI East Electricity
(Ataouvbéoelg nAektplkng evépyelag Boppd-NOTou OTnV KEVTPOOVOTOALKH Kol
votloavatoAlky Eupwmn) mepllapBavovtat ta  akolouBa PCls  EAAnvikou
evéladépovtog:

- 3.7.1 Alaolvéeon petalu Maritsa East 1 (BouAyapia) kat Néa Zavta (EAAGSa)

- 3.10. Alaouvéeon lopanA—Kumpou—EAAGSag petatu Hadera (lopanA) kot KpAitng,
yvwotn w¢ EuroAsia Interconnector mou nepthapPBavel ta €€AC:
3.10.1. zuvéeon petagL Hadera (lopanA) kat Kodivou (Kumpog)
3.10.2. Zuvéeon petal Kodivou (Kumpog) kat Kopakia, Kprtn (EAAGSa)

- 3.24. Y6ponAektplkd avrtAnowotapievong (hydro-pumped storage) otnv
Audoxia
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4 MAKPOIPOOEZMH 2TPATHIIKH ANATITY=HZ TOY 2YSTHMATOZ

Me Tnv oAOKANPWON TWV MPOYPUUUATIOUMEVWY EpYwV auTol tou AMNA kot 1dlwg TV
vAomoinon ¢ avamtuéng tou Zuotruatog 400 kV otnv NeAomndvvnoo, o kopuog 400
kV tou Zuotiuatog Ba ekteivetal MAEov o€ OAN TNV HMEWPWTIKA Xwpa. YO autd To
nplopa, oAokAnpwvovtol Ta KUplo €pya ovamtuéng Tou JUCTAMOTOC, TO OTolo
ekTLATAL OTL €lval duvato va KaAUPEL TIg avaykeg Stakivnong LoxVog yLo apkeTA
XPOVIOL OTO HEAAOV, Oswpwviag Kol TNV QVOUEVOUEVN HEYAAN avamtuén tng
Sleomappévng mapaywyns (kuplwg AME) kat tnv epappoyn TEXVIKWV «EEUTVWV
SIKTUwvV» (smart grids).

Ye kaBe mepimtwon, o6nNyo¢ MAPAUETPOC ylol TNV AVATTUEN TOU ZUOTAHUATOG OTa
EMOMEvVA xpovia Ba eival n eEunnpétnon ¢ avaykng pueyaing dieioduong AME oto
MAQiol0 NG eKMANPWONG TWV EUPWTAIKWY OTOXWV. 2To TAaiolo tou EXEK [3]
enavanpooblopiotnkav oL EBvikol Itoxol MpoPAémetat n avadiapbpwon tou
EVEPYELAKOU HIypaTog TNG Xwpas £wg To 2030 kat n avénon TG cupeToxXnG Twv AME
TOUAAXLOTOV 0TO 35% TNG OUVOALKNG KOTAVAAWGONG TNG EVEPYELAG. Ma TNV emiteuén
auTtoL Tou otoxou To EZEK mpodiaypdadet évav pLllkd LETAOYNUATIOUO TOU TOUEQ TOU
NAEKTPLOROUL, KaBwg ot AMNE Ba UTIOKATOOTCOUV TA OPUKTA KAUGOLUA LE CUMUETOXNA
avw Tou 60% otnV TEAKN KATAVAAWGON TOU NAEKTPLOPOU. Me TNV OAOKARpWON TWV
TIPOYPOAUUATIOUEVWYV EpYwV Ba €xeL SlapopdwBel éva cuotnua 400 kV, To onolo (oo
armoyn kavotntag dlakivnong toxvog) Ba eivat oe B£on va KAAUPEL TG AVAYKEG TwV
otoxwv tou 2030. Touto adopd otn Stakivnon tng mopayouevng evépyelag amo AlE.
H amoppodnon, BEPRata, Tng woxvocg Twv AMNE otn xwpa n omoia mpoPAEnNeTAl OTO
mAaiolo TNg emiteuéng Twv OTOXWV Yyl pla KApotika oudétepn Eupwmn, dev
e€aptatal poévov amo TNV Kavotnta Slakivnong tng loxvog amd to uotnua
Metadopag, alld emiBAMeL Kal TNV aAAayr TG cUVOEONC TOU HELYUATOG TOPAYWYNS
Kol KUpLlwg TNV €vtaén VEwV ouoTNUATWY amoBrkeuong (aVTANTIKWY USPONAEKTPLKWY
JToOuWwVY, CUCCWPEUTWV), O CUVAPTNON UE TNV €EEALEN TWV SLABECIUWV TEXVOAOYLWV.

Avaloyeg dpaoelg Stapopdpwvovtal otov Eupwraikod xwpo. Eival epdavég (kat auto
QIMOTUTIWVETOL 0TO Aekaetég Mpoypappa Avamtuénc tou ENTSO-E - TYNDP), ot n
npoodokwpevn avantuén twv AME otnv Eupwmn Oa odnynoel otnv avaykn
UETAPOPAC LEYAAWY TTOCOTATWV NAEKTPLKAG LOXUOG OE HEYAAN amootaon.

O otoyoc palikng dteiobuong AME pe okomo tnv eAaxloTomnoinon Twv agpiwv pUTIWY
10 2050, Ba amalTroEL ONUAVTLK EVIOXUON TWV CUCTNHATWY PeTadopdAg kat dlaitepa
Twv Sloouvdéoswv toug. To Bépa AapPavel Mavevpwmaikn Siaotaon, evw
napAaAAnAa €xouv TeOel OTOXOL OXETIKA HE TNV LKAVOTNTA SLaKivnong EVEPYELAG LECW
Twv Slaouvdeoewv KABe xwpag (10% TnG eyKATECTNUEVNG LOXUOG TOUG yLa to 2020 Kalt
15% NG EYKATECTNUEVNG LOXVUOG TOuG yla to 2030).

O ENTSO-E €xeL 6popoloynoel Ti¢ SpACELS ylo TOV OUVTOVIOUEVO OXESLAOUO E€VOC

Mavevpwrnaikol Zuotnuoatog Metadopdg, to omoio Oa emMITPEMEL TNV EMUTAEOV
avénon tou peptdiou Twv AME otnv nAektponapaywyn (oe upnAotepa enineda, £wg
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80%) pe xpoviko opilovta to 2050. Qg otoxog €xel tebel n dnuioupyia Aewdodpwy
HAektplopou (Electricity Highways) kat o oxeSlaopudg - MpoypapUATIONOC TOUG OE
XPOVIKA oTadla ava mevtaetieg amno to 2025 £€wg to 2050. H mpoondBeia n omola €xel
avaAndBOet amnod tov ENTSO-E yivetal o€ otevr) ouvepyacia kat StafovAsuon pe 6Aoug
Toug evlladepopevoug (stakeholders - EOvikég Apxég, PuBulotikég ApxEg,
TapPOywyouUs, KOTOVOAWTEG, EUMOPOUC NAEKTPLKAG EVEPYELACG, KOTOOKEUOOTEC
NAEKTPLKOU €€OTTALOUOU K.4L.).

Y& aUTO To MAaiolo kal og cuvepyaoia pe tov ENTSO-E, o AAMHE mapakoAouBel oteva
TIC evepyelakéC e€eli€elc otn N.A. EUpWTN, WOTE VA TIPOKPIVEL TIG VEEC SLAOUVOEDELC
(Ue TEXVIKA KOL OLKOVOMLKA KPLTApla), HE QNMWTEPO OTOXO Vo CUUPBAAEL otnv
oAokAnpwaon tng eviaiag Eupwmnaikng ayopag NAEKTPLKNG EVEPYELAG.

AOYyw NG yewypadikng B€ong tng xwpag pag oto NA dkpo tng Eupwnng, n avamntuén
Twv SlaoUVOECEWY OTNV EUPUTEPN TIEPLOXN Kal n avantuén Stadpouwv petadopdg
amd TG NYEC MAPOAYWYNG TIPOC TO CNUAVTIKA KEVIPA KATAVAAWONG TNG nneipou
QTOKTA €€ALPETIKN onuacio. MeydAn avénon Tng eykateotnuévng woxvog AME otn
xwpa pag, o upnAotepo eminedo amd toug otoxoug tou 2030, eival appnkta
ouvoebepévn Pe T SuvaToTNTA TMPAYUATONOINONG UEYAANG KAlHakog €Eaywywv
NAEKTPLKN EVEPYELAC.

Ekto¢ autwv, yla tnv enopevn dekaetia, n otpatnylky avamtuéng tou AAMHE
ocuviotatal kupiwg otn Sltacuvdeon twv pn dtacuvdedepévwy Nowv pe to EEMHE, n
oroia cUUPBAAAEL cuvOUAOTIKA oTa akOAouBa:

e Aufavel tnv aodpalela kat aflomniotia tpodpodotnong twv Nnolwv

e Emutpénel tnv ekPeTAAAevon tou TOAU uPnAol aloAlkoU SuvaplkoU TO Ormoio
epdaviletal oto Awyaio (eykatdotaon A/MN ota Nnotd i/kot urtepaktiwy A/M).

e JupBdAeL otn otadlak amedptnon oMo TO TETPEAALO KAl HElWoNn NG
EVEPYELOKNC €€APTNONG TNG XWPOAC.

e JUUPBAAAeL otn SpAOTIKN UELWON TOU KOOTOUG MAPAYWYNG NAEKTPLKAG EVEPYELAG
ota Nnola.

e Eudavilel onpavtika neptBarlovtika odp€An yia ta Nnoid, kabwg dev amatteitat
n enéktacn n evioxuon twv udlotapevwy Bepuikwy Itabuwv ota Nnold, aAid
avtiBgtwe kabiotatal duvatn n B€on toug otadlakd os Yuxpn ededpeia.

O oxedlaopog tng Ztpatnylkng Avamtuéng Ttou ZuoTHUATog MPoUMoBETeEL éva
PEOALOTIKO YEVIKOTEPO €OVIKO XWPOTAEIKO oxedLaoUO TG avamtuéng twv AME otn
xwpa.

TéAog, véa nebia avantuéng tou Zuotuartog 6a dnuoupynbolv cludwVa LIE TIG VEEG
Tdoelg mou uloBetouvtal Slebvwg ota Zuothpata HAektpkig Evépyelag kot
avamTuooovToL 0TouG €€RG AEOVEG:

—  Texvoloyieg undeviKwy N XOUNAWY EKTIOUMWY OEPLWV TOU BepHOoKNTIOU yLo TNV
QVTLMETWTILON TNG KAATIKAG aAlayng, omwg ot AME kot to ¢uolkd agplo,
Slelcbuouv o oAogva peyaAUtepo pubBO Kal XaAUNAOTEPO KOOTOG, EVW N auénon
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NG EVEPYELAKAG QMOSOTIKOTNTOG QUMOTEAEL TIPWTN TPOTEPALOTNTA KOL XOUPACOEL
TOV CUVTOUOTEPO SPOUO yLa TNV AsLPOPO avamtuén.

— H nopaywyn kaBapng kat ¢Onvr¢ evépyelag, o ouvduaoud e TNV avénon Ing

Sleomappévng mapaywyng, emdpd KAtaAUTIKA otn Astoupyia g ayopds. Qg
TPOG TO OKEAOG QUTO, KPLOWOG €lval 0 POAOG TWV ALAXELPLOTWY ZUCTNUATWY
Metadopdg yla tnv anodotikn Slaxeiplon TG ayopdg €LooppoOMNoNG Kol Twv
ETILKOUPLKWY UTINPECLWYV. H 0TOXOoTIKOTNTA N omola xapaktnpilel tTnv mapaywyn
NAEKTPLKAG evépyelag amo AME, emPailel mopdAAnAa koL TV ovamtuén
unxaviopwv ededpeiag kat svelifiag, yia tnv umootnpEn tng aflomotng Kal
adlaAentng TpododOTNOoNG TWV KATAVUAWTWV.
To {Atnua autd eival onuavtikd kat and kabapd texvikn Sidotaon, kKabwg ta
Siktua Ba TPEMEL va avtamokpivovtal o€ OAOEVO QUEAVOUEVEC QTTALTHOELG
Slakivnong NAeKTpLKAG evépyelag e uPnAn anddoon kat aflomiotia, aAAd Kol
TIAPOXNG VEWV UTINPECLWV OTOUC KATAVOAWTEG. X€ aUTO TO TMAALOLO, €XeL nNén
emonpavOel amod tov ENTSO-E n avaykalotnta oTeviG ouvepyaciag HETOEY TwV
Awaxelplotwy Zuotnuatwv Metadopdg Kal AKTUwV Alavoung, HE OTOXO TNV
QVATITUEN TWV AIAPALTNTWY CUVEPYELWV.

— O KOMPLKOG POAOG TTOU MIMOPOUV VA OMOKTAGOUV T CUCTHMATA amoBrkeuong,
KaBwg n évtafn Toug oto nNAEKTPIKO oloTNUO TIPOODEPEL TOAAATAQ
TIAEOVEKTAMOTO TIOU PeATIOTOMOLOUV TN Asltoupyia tou, Mpog OPeAOC TNG
OLKOVOULKOTNTAC, TOU TEPLBAAAOVTOG KOl TOU TEALKOU KATAVAAWTH).

— Hotpatnywkn enéktacn tou Zuothuatog Metadopdg otov BaAdoolo Xwpo yla TV
ouvdeon BaAdoolwv ALOAkwVY MNApKwWVY TTOU avapEVETAL va avantuxbouv otnv
Tpéxovoa dekaetia otn Meaoodyelo.

— H Uyndlomoinon tou evepyelakoU OCUOTAUATOC HECW TNG UAomolnong €pywv
urtodopwv (mAnpodoplakd cuoTUaTa, KEVTPA EAEYXOU UETPNTIKEG SLATALELG) WG
npoiUmnoBeon ywa tn BEATIOTN edapuoyn Kal Xpron OAWV TwV TEXVOAOYLKWV
edpapuoywv nou duvartal va avantuxbouv oTo MAALCLO TWV EVEPYELOKWY QyOPWV.

— H auvavopevn eméktaon TnG XPNoNG Tou NAEKTPLOHOU OTIC UETAPOPEC KOl TA
ktipla (Béppavon/Ppuén) amotedolv peydleg MPOKAROELG yia T Sloxeiplon Twv
SIKTOWV KoL TNV e€umnpETnon TNG avénuévng Intnong.

— Koplo polo otig e€ehifelg Ba €xouv OL KOLVOTOUEG TEXVOAOYLEC KOl TO KaAd
e€e18IKELEVO TTPOOWTILKO. ME TIG VEEG CUVONKEC oL omoleg SlapopdwvovTaL oTov
EVEPYELOKO TOMEQ, Kpilvetal emiBePAnuévn n avamtuén VEwv peBodoloyikwv
epyaAeiwv (Research and Development), pe kwvntomoinon oAwv twv Sltabéotuwv
EYXWPLWV TIOPWV oL omoiol SpacTnPLOTOLOUVTAL OTOUC TOUEIC TNG £PEUVAC, TNG
Bopnxaviag kot Twv £PapUOCHEVWY TEXVIKWY, HE OTOXO T BEAtiotn Suvartn
EKUETAAAEUON TOU evepyelakoU Suvaplkol To omoio Ba cupPalel kaboploTika
oTNV avamntuén tng Xwpoc.
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SYNTOMOIPAQIEZ

2B : Fpopun petadopdg Suthol KUKAWMOTOC Bapéog TUmou

2B'B’ : Fpopun petadopdg Suthol KUKAWUOTOC He Sidupo aywyo

AC : EvaA\aooopevo Pebpa

DC : JUVEXEG peLA

ENTSO-E : European Network of Transmission System Operators for
Electricity

EUE : Expected Unserved Energy (Avapevopevn pn EEumnpetoluevn
Evépyela)

GIS : YrnootaBuog n KYT kAewotou tumou (Gas Insulated Substation)

HVDC : Juvexég pevpa uPnAng taong (avoadépetal oe OUVOEDELS
OUVEXOUC PEUATOG)

LOLE : Loss of Load Expectation (Avapevopevn MBavotnta AnwAeLag
@optiov)

UCTE : (téwg) Union pour la Coordination du Transport de I’ Electricité

A/N : ALOALKO ApKO

A/E : Autenaywyn

AENO : Anodaon Eykplong MeptBarloviikwyv Opwv

AM/z : AUTOUETOOXNUATLOTAG

ANE : Avavewolpeg NMnyég Evépyelag

AzN : AUTOVOpOG ZTaBuog Napaywyng

B : Fpopun pHetadopdg amAol KUKAWUATOG Bapgog TUTIOU

B'B’ : Fpopun petadopdg amAol KUKAwHATog pe Sidupo aywyo

B'B'B’ : Fpopun Hetadopdg amAol KUKAWUATOG UE Tpldupo aywyo

BI.ME. : Biopnyxavikn Meploxn

r.M. : Fpoppn Metadopdc

AEH : Anpoola Emyeipnon HAektplopou A.E.

AEXMHE : Ataxelplotng EAANvikoU Zuotipato¢ Metadopag HAEKTPLKAG
Evépyelag A.E.

Aiktuo : AlkTuo ALOVOURG

AINA : AlevBuvon  NepBalroviikric  Adelodotnong  Ymoupyeiou
MepLBaAlovtog kal Evépyelag

ANA : Aekaetég Mpoypappa Avantuéng tou uotipotog Metadopadg

E : Fpoppn petadopdg amAol KUKAwWHATog eAadpou TUTIou

E.P. A EP : EvaA\aoocopevo Pebpa

EMN : EBvikd MetooBlo MoAutexveio

EXMHE : EM\nVik6 Zuotnua Metadopadg HAektpLkig Evépyelag

OHZ : OEpUONAEKTPLKOC ZTAOUOG

K/A : Kévtpo Alavoung

KAZ : Kwéwkag Awaxeipiong tou EAANVIKoU Zuothpatog Metadopdg
HAektplkAg EvépyeLag

KAZ ko ZHE : Kwéwkag Awaxeipiong Ttou  ZuotAupatog Kol - ZuvoAAaywv
HAektplkAg EvépyeLag

KEE : Kévtpo EAEyxou Evépyelag
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: AMWAELOL EVOG OTOLlXElOU TOU ZuoTthiuatog, onwg .M., povada

napaywyng, AM/z

: Kévtpo YnepuPnAng Taong

: Kwékog €pyou

: Newtoupyog Ayopad HAektpikng Evépyetlag

: Méon taon

: METOOXNUOTLOTHAG

: MeAétn Avantuéng Zuotruatog Metadopadg

: Mn Awacuvdebepéva Nnowa

: MeA€tn MeplBaAlovtikwy Emmtwoswy

: Méon taon

: MikpOg YEponAekTpLlkog Tabpuog

: Oplotikn MNpoodopad ZUvdeang

: NpopeAétn NeptBarioviikwy Emmtwoswy

: Npokatapktikn MeptBarlovtikn Ektipnon kat A§LoAdynon
: Npoodopa Zuvdeong

: PuBuiotikn Apxn Evépyelag

: ZuvbuaouEVOC KUKAOG

: Ix€610 Avarmrtuéng Aktuou

: Ix€610 Aikaing Avamrtuélakng Metapaong

: ZUVEXEG peLA

: 2ToOuOG mapaywyng NAEKTPLKAG EVEPYELAG oo Blokavolpa
: ZupBoUALo EBViIKN G EvepyELlaKn G ZTpATNYLKNAG

: ZtaOpog Zuunmapaywyng HAektplopou kat Oepudtntag YYnAng

Anédoong

: 2ToOpOC mapaywyng NAEKTPLKAC EVEPYELOG
: JupBoUALo TG Emikparteiag
: Kavovikry Aettoupyia pe Sabéolpa OAa ta otoleia Tou

JUOTAHUATOC

: AMWAELDL EVOC oTOlXElOU TOU ZuoTtnpatog, onwg .M., povada

nopaywyng, AM/z

: AntwAela U0 oToLXELWV TOU ZUCTHHATOC

: J0otnuo Metadopadcg

: Yrmoupykn Anodaon

: YYnAn tdon

: YrnepunAn tdon

: YroBpuxto kaAwdio

: Yroyelo koAwdlo

: Ymootabuog

: YOPONAeKTPLIKOG 2TOOUOC

: Ynnpeoieg Kowng QdéAelag

: (téwcg) Yrnoupyeio Avamrtuéng

: Yroupyeio Meptfarovtog Evépyetag kat KApatikig ANAayng
: Yrnoupyeio Meptfariovtog kat Evépyelag

: ZuvexeEg pevpa uPnAng tdong (avadépetal o€ ouVOETELS

ouvexoULG peVUATOC)
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ThkHE ENEPTERT Metagopdc 2022-2031
Q.A. : Quolko agplo
®/B : QwtoBoATaikog STabuog
OEK : ®UN\o Edpnpuepidoc KuBepvioewg
XT.NXT : XapunAn taon
XXZ : Xpéwon Xpriong Zuotiuatog
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