
 GASTRADE FSRU and 

South Kavala UGS 

(withdrawal: 9 

milNm3/d) 

GASTRADE FSRU 

and South Kavala 

UGS (withdrawal: 4 

milNm3/d) 

GASTRADE 

FSRU 

South Kavala 

UGS 

(withdrawal: 9 

milNm3/d) 

South Kavala 

UGS 

(withdrawal: 4 

milNm3/d) 

DIORYGA 

GAS FSRU 

South Kavala 

UGS 

(injection:  7 

milNm3/d) 

South Kavala 

UGS 

(injection: 5 

milNm3/d) 

GASTRADE FSRU 
and 
South Kavala UGS 
(withdrawal) 
and 
DIORYGA GAS 
FSRU 

Duplication or replacement with 

36” HPPL of the East HP branch 

(Karperi – Komotini) 

✓ ✓ ✓ ✓ ✓ - ✓ ✓ ✓ 

Duplication of the HP branch 

Karperi -Drymos 
✓ - - - - - - - ✓ 

Duplication of the HP branch 

Nea Messimvria - Ampelia 
✓ ✓ ✓ ✓ ✓ - - - ✓ 

Duplication of part of the HP 

branch south to Ampelia 
✓ ✓ ✓ ✓ ✓ ✓ - - ✓ 

Upgrade of CSs at Nea 

Messimvria andAmpelia 
✓ ✓ ✓ ✓ - - - - ✓ 

New CS at Kavala - - - - ✓ (*) - ✓(**) ✓ (**) - 

Total preliminary cost range 

estimation (M€) 
618 - 707 544 - 661 466 - 575 381 - 457 203 - 406 89 - 165 101-240 100 - 240 531 - 627 

 


